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DO NOT SCALE DRAWINGS. DRAWINGS ARE
DIAGRAMMATIC ONLY, REPORT DISCREPANCIES
TO BRUNTON ARCHITECTS AND ENGINEERS.
SEE CIVIL DRAWINGS FOR BUILDING, SITE,
SIDEWALK AND CURB LAYOUT.

LOCATE R.O. FACE OF DOOR JAMB 4" MIN FROM
THE FACE OF ADJACENT WALL FINISHES UNLESS
OTHERWISE DIMENSIONED OR DETAILED.

EACH TRADE IS RESPONSIBLE FOR FIRE SAFING
AROUND THEIR PENETRATIONS THROUGH RATED
AND UNRATED FLOORS AND WALLS.

SPRINKLER SYSTEM TO CONFORM WITH NFPA
13-1996.

WHERE CHANGE IN FLOOR FINISH OCCURS IN
DOORWAYS, THE CHANGE SHALL BE CENTERED
UNDER THE CLOSED POSITION OF THE DOOR.
PLAN DIMENSIONS AT EXTERIOR WINDOWS ARE
GIVEN TO THE ROUGH OPENING OR FACE OF
BLOCK UNLESS NOTED OTHERWISE.

PROVIDE BOND BREAKER AT ALL DISSIMILAR
MATERIALS.

ASSUMED FLOOR ELEVATION = 100'-0" UNLESS
NOTED OTHERWISE.

PROVIDE BACKER ROD AND CAULK AT ALL
DISSIMILAR MATERIALS

RESTROOM FLOORS ARE NOT REQUIRED TO
SLOPE TO FLOOR DRAIN, UNLESS NOTED.

ALL NEW PARTITIONS TO BE TYPE A4 UNLESS
NOTED OTHERWISE.

CONTRACTOR IS RESPONSIBLE FOR SEALING THE
BUILDING ENVELOPE IN ACCORDANCE WITH ALL
APPLICABLE DRAWINGS AND DETAILS.

PROVIDE $1,000.00 ALLOWANCE FOR SHELVING
AND CABINETS IN THIS ROOM.

GEAR GRID, BY OWNER.

SEMI-RECESSED FIRE EXTINGUISHER CABINET,
SEE DETAIL15 / A3-32.

WALL-MOUNTED FIRE EXTINGUISHER.

WALL SPOUT AND CONCRETE SPLASH
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SYMBOL KEY )

J

SEE SHEET T1.1 FOR ABBREVIATIONS AND OTHER
DRAWING SYMBOL IDENTIFICATION

PARTITION TYPE - SEE SHEET
A4.11 FOR SCHEDULE AND
CONSTRUCTION NOTES

WINDOW NUMBER - SEE SHEET
A4.11 FOR WINDOW TYPES

ROOM NUMBER - SEE SHEET

Z DOOR NUMBER - SEE SHEET
A4.11 FOR SCHEDULE
wi
STORAGE

A4.12 FOR FINISHES SCHEDULU

WALL LEGEND )

EXISTING WALLS TO REMAIN

NEW WALL

N\

WALL TO BE REMOVED

-:. 1-HR RATED WALLS
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225 BELGRADE AVENUE
NORTH MANKATO, MN 56003

NOT FOR
CONSTRUCTION

CONSULTANT

I hereby certify that this
plan, specification, or
report was pre—pared by
me or under my direct
supervision and that I am a
duly registered Architect
under the laws of the state
of Minnesota.

Loy Fonisio

I\

Corey A. Brunton

Reg No: 26338

Date: 02-08-16

This document is by Brunton
Architects & Engineers and contains
privileged and confidential
information intended for use by
Brunton Architects & Engineers
personnel only. Any disclosure or
distribution of this document or
information contained herein,
without prior written consent of
Brunton Architects & Engineers, is
prohibited.
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] SECOND LEVEL FLOOR PLAN
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