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SECTION 00005 – CERTIFICATION 

 
PROJECT MANUAL 

 
for 

2016 Sanitary Sewer Rehabilitation 
City of Windom, Minnesota 

 
 
 
 

 
 
 
 
 
 
 
 

I hereby certify that this plan, specification or report was 
prepared by me or under my direct supervision, and that I am 
a duly Licensed Professional Engineer under the laws of the 
State of Minnesota.  
 
By:              
  Travis L. Winter, P.E. 
  License No. 46649 
 
 
Date:             
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SECTION 00010 ‐ TABLE OF CONTENTS  

2016 Sanitary Sewer Rehabilitation 
City of Windom, Minnesota 

This Project Manual incorporates, either in full or in part, various EJCDC copyrighted documents. Documents incorporated 
in full are subject to the copyright notice in the EJCDC document footnotes. For those EJCDC documents excerpted, 
modified or incorporated in part, those portions of the text that originated in copyrighted EJCDC documents remain subject 
to the EJCDC license and copyright. Copyright © 2011‐2015 National Society of Professional Engineers, American Council of 
Engineering Companies, and American Society of Civil Engineers. All rights reserved. 

 
CONTRACT DOCUMENTS: 
  PROJECT MANUAL: 
  Introductory Information, Bidding Requirements, Contract Forms and Conditions of Contract 

00005 ‐ CERTIFICATION PAGE 
00010 ‐ TABLE OF CONTENTS 
00100 ‐ ADVERTISEMENT FOR BIDS 
00200 ‐ INSTRUCTIONS TO BIDDERS FOR CONSTRUCTION CONTRACTS 
00210 ‐ ELECTRONIC/DIGITAL DOCUMENTS 
00410 ‐ BID FORM 
00415 ‐ RESPONSIBLE CONTRACTOR ‐ PROPOSAL ATTACHMENT 
00430 ‐ BID BOND 
00450 ‐ INFORMATION REQUESTED FROM LOW BIDDER 
00510 ‐ NOTICE OF AWARD 
00515 ‐ RESPONSIBLE CONTRACTOR ‐ NOTICE OF AWARD 
00516 ‐ RESPONSIBLE CONTRACTOR ‐ SUPPLEMENTAL 
00520 ‐ AGREEMENT BETWEEN OWNER AND CONTRACTOR 
00550 ‐ NOTICE TO PROCEED 
00610 ‐ PERFORMANCE BOND 
00615 ‐ PAYMENT BOND 
00700 ‐ GENERAL CONDITIONS 
00800 ‐ SUPPLEMENTAL CONDITIONS 
00941 ‐ CHANGE ORDER 
00995 ‐ LETTER OF TRANSMITTAL 

 
  Specifications 

01110 ‐ SUMMARY OF WORK 
01112 ‐ PROPOSED PROJECT SCHEDULE 
01230 ‐ ALTERNATES / ALTERNATIVES 
01270 ‐ MEASUREMENT & PAYMENT 
01310 ‐ COORDINATION 
01315 ‐ PROJECT MEETINGS 
01330 ‐ SUBMITTALS 
01410 ‐ REGULATORY REQUIREMENTS 
01420 ‐ SPECIFICATION REFERENCE AND WORKS CONSULTED 
01425 ‐ ABBREVIATIONS 
01450 ‐ QUALITY CONTROL 
01500 ‐ MOBILIZATION 
01550 ‐ MAINTENANCE OF HAUL ROADS & TEMPORARY ACCESS 
01555 ‐ MAINTENANCE AND CONTROL OF TRAFFIC 
01562 ‐ AIR, LAND AND WATER POLLUTION 
01720 ‐ FIELD ENGINEERING 
01770 ‐ PROJECT CLOSEOUT 
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02110 ‐ HAZARDOUS SITE MATERIALS MITIGATION 
02220 ‐ REMOVING PAVEMENT AND MISCELLANEOUS STRUCTURES 
02230 ‐ CLEARING AND GRUBBING 
02240 ‐ DEWATERING 
02320 ‐ TRENCH EXCAVATION, BEDDING AND BACKFILL 
02370 ‐ EROSION & SEDIMENT CONTROL 
02377 ‐ RIPRAP 
02530 ‐ PIPE SEWERS ‐ SANITARY 
02532 ‐ CURED‐IN‐PLACE‐PIPE (CIPP) 
02537 ‐ MANHOLE REHABILITATION 
02741 ‐ BITUMINOUS PATCH 
02920 ‐ TURF RESTORATION 
02980 ‐ CONCRETE DRIVEWAY PAVEMENT PATCH 

 
APPENDIX 
SOIL BORINGS 
TELEVISING LOGS 
 
DRAWINGS (UNDER SEPARATE COVER): 
        sheets numbered    through   , inclusive, dated    , and with each sheet bearing the following general 
title: 

  2016 Sanitary Sewer Rehabilitation 
City of Windom 

****END OF SECTION****  
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SECTION 00100 ‐ ADVERTISEMENT FOR BIDS 

2016 Sanitary Sewer Rehabilitation 
City of Windom, Minnesota 

 
RECEIPT AND OPENING OF PROPOSALS:  Sealed proposals for the work described below will be received at the Office of 
the City Administrator, City of Windom, 444 9th Street, Windom, MN 56101‐0038 until 10:00 a.m. on Wednesday, 
August 31, 2016, at which time the bids will be opened and publicly read. 

DESCRIPTION OF WORK:  The work includes the construction of approximately:   

Clear & Grub Trees  0.3  Acres

Remove Vermiculite Concrete  5  CY

PVC Sanitary Sewer  2,256  LF

Sanitary Manhole  73  LF

Sanitary Manhole Lining   53  LF

CIPP Lining  1,839  LF

Monitoring Manhole  2  Each

Sampling Station Building   1  Each

Seeding  2  Acres

together with numerous related items of work, all in accordance with Plans and Specifications.  This project is subject to 
Responsible Contractor Certification. 

PLANHOLDERS LIST, ADDENDUMS AND BID TABULATION:  The planholders list, addendums and bid tabulations will be 
available for download on‐line at www.bolton‐menk.com or www.questcdn.com.  Any addendums may also be distributed 
by mail, fax or email. 

TO OBTAIN BID DOCUMENTS:  Complete digital project bidding documents are available at www.bolton‐menk.com or 
www.questcdn.com.  You may view the digital plan documents for free by entering Quest project #4631525 on the 
website’s Project Search page.  Documents may be downloaded for $20.00.  Please contact QuestCDN.com at 952‐233‐1632 
or info@questcdn.com for assistance in free membership registration, viewing, downloading, and working with this digital 
project information.  An optional paper set of project documents is also available for a nonrefundable price of $75.00 per 
set, which includes applicable sales tax and shipping.  Please make your check to payable to Bolton & Menk, Inc. and send it 
to 219 North Main Street, Fairmont, MN, 56031 (507) 238‐4738, fax (507) 238‐4732. 

BID SECURITY: A certified check or proposal bond in the amount of not less than 5 percent of the total amount bid, drawn 
in favor of City of Windom shall accompany each bid. 

OWNER'S RIGHTS RESERVED:  The Owner reserves the right to reject any or all bids and to waive any irregularities and 
informalities therein and to award the Contract to other than the lowest bidder if, in their discretion, the interest of the 
Owner would be best served thereby. 

Dated:  August 16, 2016  /s/ Steve Nasby

      City Administrator
Published: 

QuestCDN:    Continuously beginning August 17, 2016 

Cottonwood County Citizen:  August 17, 2016; and August 24, 2016 

****END OF SECTION****  
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SECTION 00200 ‐ INSTRUCTIONS TO BIDDERS FOR CONSTRUCTION CONTRACTS 

2016 Sanitary Sewer Rehabilitation 
City of Windom 

ARTICLE 1 ‐ DEFINED TERMS 

1.01  Terms used in these Instructions to Bidders have the meanings indicated in the General Conditions and 
Supplementary Conditions. Additional terms used in these Instructions to Bidders have the meanings indicated 
below: 

A.  Issuing Office – The office from which the Bidding Documents are to be issued.  

ARTICLE 2 ‐ COPIES OF BIDDING DOCUMENTS 

2.01  Complete sets of the Bidding Documents may be obtained from the Issuing Office in the number and format stated 
in the advertisement or invitation to bid. Bid Documents deposit amount, if any, is stated in the advertisement or 
invitation to bid. Deposits shall be refundable, or not, as indicated in the advertisement or invitation to bid. 

2.02  Complete sets of Bidding Documents shall be used in preparing Bids; neither Owner nor Engineer assumes any 
responsibility for errors or misinterpretations resulting from the use of incomplete sets of Bidding Documents. 

2.03  Owner and Engineer, in making copies of Bidding Documents available on the above terms, do so only for the 
purpose of obtaining Bids for the Work and do not authorize or confer a license for any other use.  

2.04  When the advertisement indicates supplemental digital formats of all or portions of the bidding documents are 
available for bidding purposes, the Owner and Engineer will, upon request, provide the Bidder with such 
documents. The terms of use of such documents shall be as set forth in the Bidding Documents (“Document 00210 
‐ Electronic/Digital Documents”). 

ARTICLE 3 ‐ QUALIFICATIONS OF BIDDERS 

3.01  To demonstrate Bidder’s qualifications to perform the Work, after submitting its Bid and within 5 days of Owner’s 
request, Bidder shall submit (a) written evidence establishing its qualifications such as financial data, previous 
experience, and present commitments, and (b) the following additional information: 

A.  None. 

3.02  A Bidder’s failure to submit required qualification information within the times indicated may disqualify Bidder 
from receiving an award of the Contract. 

3.03  No requirement in this Article 3 to submit information will prejudice the right of Owner to seek additional 
pertinent information regarding Bidder’s qualifications. 

3.04  Bidder is advised to carefully review those portions of the Bid Form requiring Bidder’s representations and 
certifications. 

ARTICLE 4 ‐ SITE AND OTHER AREAS; EXISTING SITE CONDITIONS; EXAMINATION OF SITE; OWNER’S SAFETY 
PROGRAM; OTHER WORK AT THE SITE 

4.01  Site and Other Areas 

A.  The Site is identified in the Bidding Documents. By definition, the Site includes rights‐of‐way, easements, 
and other lands furnished by Owner for the use of the Contractor. Any additional lands required for 
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temporary construction facilities, construction equipment, or storage of materials and equipment, and 
any access needed for such additional lands, are to be obtained and paid for by Contractor. 

4.02  Existing Site Conditions 

A.  Subsurface and Physical Conditions; Hazardous Environmental Conditions 

1.  The Supplementary Conditions identify: 

a.  those reports known to Owner of explorations and tests of subsurface conditions at or 
adjacent to the Site. 

b.  those drawings known to Owner of physical conditions relating to existing surface or 
subsurface structures at the Site (except Underground Facilities). 

c.  reports and drawings known to Owner relating to Hazardous Environmental Conditions 
that have been identified at or adjacent to the Site. 

d.  Technical Data contained in such reports and drawings. 

2.  Owner will make copies of reports and drawings referenced above available to any Bidder on 
request. These reports and drawings are not part of the Contract Documents, but the Technical 
Data contained therein upon whose accuracy Bidder is entitled to rely, as provided in the General 
Conditions, has been identified and established in the Supplementary Conditions. Bidder is 
responsible for any interpretation or conclusion Bidder draws from any Technical Data or any 
other data, interpretations, opinions, or information contained in such reports or shown or 
indicated in such drawings. 

3.  If the Supplementary Conditions do not identify Technical Data, the default definition of 
Technical Data set forth in Article 1 of the General Conditions will apply. 

B.  Underground Facilities: Information and data shown or indicated in the Bidding Documents with respect 
to existing Underground Facilities at or adjacent to the Site are set forth in the Contract Documents and 
are based upon information and data furnished to Owner and Engineer by owners of such Underground 
Facilities, including Owner, or others. 

C.  Adequacy of Data: Provisions concerning responsibilities for the adequacy of data furnished to 
prospective Bidders with respect to subsurface conditions, other physical conditions, and Underground 
Facilities, and possible changes in the Bidding Documents due to differing or unanticipated subsurface or 
physical conditions appear in Paragraphs 5.03, 5.04, and 5.05 of the General Conditions. Provisions 
concerning responsibilities for the adequacy of data furnished to prospective Bidders with respect to a 
Hazardous Environmental Condition at the Site, if any, and possible changes in the Contract Documents 
due to any Hazardous Environmental Condition uncovered or revealed at the Site which was not shown or 
indicated in the Drawings or Specifications or identified in the Contract Documents to be within the scope 
of the Work, appear in Paragraph 5.06 of the General Conditions. 

4.03  Site Visit and Testing by Bidders 

A.  Bidder shall conduct the required Site visit during normal working hours, and shall not disturb any ongoing 
operations at the Site. 

B.  Bidder is not required to conduct any subsurface testing, or exhaustive investigations of Site conditions. 

C.  On request, and to the extent Owner has control over the Site, and schedule permitting, the Owner will 
provide Bidder access to the Site to conduct such additional examinations, investigations, explorations, 
tests, and studies as Bidder deems necessary for preparing and submitting a successful Bid. Owner will not 
have any obligation to grant such access if doing so is not practical because of existing operations, security 
or safety concerns, or restraints on Owner’s authority regarding the Site. 

D.  Bidder shall comply with all applicable Laws and Regulations regarding excavation and location of utilities, 
obtain all permits, and comply with all terms and conditions established by Owner or by property owners 
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or other entities controlling the Site with respect to schedule, access, existing operations, security, liability 
insurance, and applicable safety programs. 

E.  Bidder shall fill all holes and clean up and restore the Site to its former condition upon completion of such 
explorations, investigations, tests, and studies. 

4.04  Owner’s Safety Program 

A.  Site visits and work at the Site may be governed by an Owner safety program. As the General Conditions 
indicate, if an Owner safety program exists, it will be noted in the Supplementary Conditions. 

4.05  Other Work at the Site 

A.  Reference is made to Article 8 of the Supplementary Conditions for the identification of the general 
nature of other work of which Owner is aware (if any) that is to be performed at the Site by Owner or 
others (such as utilities and other prime contractors) and relates to the Work contemplated by these 
Bidding Documents. If Owner is party to a written contract for such other work, then on request, Owner 
will provide to each Bidder access to examine such contracts (other than portions thereof related to price 
and other confidential matters), if any. 

ARTICLE 5 ‐ BIDDER’S REPRESENTATIONS 

5.01  It is the responsibility of each Bidder before submitting a Bid to: 

A.  examine and carefully study the Bidding Documents, and any data and reference items identified in the 
Bidding Documents; 

B.  visit the Site, conduct a thorough, alert visual examination of the Site and adjacent areas, and become 
familiar with and satisfy itself as to the general, local, and Site conditions that may affect cost, progress, 
and performance of the Work; 

C.  become familiar with and satisfy itself as to all Laws and Regulations that may affect cost, progress, and 
performance of the Work; 

D.  carefully study all: (1) reports of explorations and tests of subsurface conditions at or adjacent to the Site 
and all drawings of physical conditions relating to existing surface or subsurface structures at the Site that 
have been identified in the Supplementary Conditions, especially with respect to Technical Data in such 
reports and drawings, and (2) reports and drawings relating to Hazardous Environmental Conditions, if 
any, at or adjacent to the Site that have been identified in the Supplementary Conditions, especially with 
respect to Technical Data in such reports and drawings; 

E.  consider the information known to Bidder itself; information commonly known to contractors doing 
business in the locality of the Site; information and observations obtained from visits to the Site; the 
Bidding Documents; and the Site‐related reports and drawings identified in the Bidding Documents, with 
respect to the effect of such information, observations, and documents on (1) the cost, progress, and 
performance of the Work; (2) the means, methods, techniques, sequences, and procedures of 
construction to be employed by Bidder; and (3) Bidder’s safety precautions and programs; 

F.  agree, based on the information and observations referred to in the preceding paragraph, that at the time 
of submitting its Bid no further examinations, investigations, explorations, tests, studies, or data are 
necessary for the determination of its Bid for performance of the Work at the price bid and within the 
times required, and in accordance with the other terms and conditions of the Bidding Documents; 

G.  become aware of the general nature of the work to be performed by Owner and others at the Site that 
relates to the Work as indicated in the Bidding Documents; 

H.  promptly give Engineer written notice of all conflicts, errors, ambiguities, or discrepancies that Bidder 
discovers in the Bidding Documents and confirm that the written resolution thereof by Engineer is 
acceptable to Bidder; 
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I.  determine that the Bidding Documents are generally sufficient to indicate and convey understanding of all 
terms and conditions for the performance and furnishing of the Work; and 

J.  agree that the submission of a Bid will constitute an incontrovertible representation by Bidder that Bidder 
has complied with every requirement of this Article, that without exception the Bid and all prices in the 
Bid are premised upon performing and furnishing the Work required by the Bidding Documents. 

ARTICLE 6 ‐ PRE‐BID CONFERENCE 

6.01  No pre‐bid Conference is scheduled for this project. 

ARTICLE 7 ‐ INTERPRETATIONS AND ADDENDA 

7.01  All questions about the meaning or intent of the Bidding Documents are to be submitted to Engineer in writing. 
Interpretations or clarifications considered necessary by Engineer in response to such questions will be issued by 
Addenda delivered to all parties recorded as having received the Bidding Documents. Questions received less than 
seven days prior to the date for opening of Bids may not be answered. Only questions answered by Addenda will 
be binding. Oral and other interpretations or clarifications will be without legal effect. 

7.02  Addenda may be issued to clarify, correct, supplement, or change the Bidding Documents. 

ARTICLE 8 ‐ BID SECURITY 

8.01  A Bid must be accompanied by Bid security made payable to Owner in an amount of 5 percent of Bidder’s 
maximum Bid price (determined by adding the base bid and all alternates) and in the form of a certified check, 
bank money order, or a Bid bond (on the form included in the Bidding Documents or form that is equivalent in 
terms, duration and obligation issued by a surety meeting the requirements of Paragraphs 6.01 and 6.02 of the 
General Conditions. 

8.02  The Bid security of the apparent Successful Bidder will be retained until Owner awards the contract to such Bidder, 
and such Bidder has executed the Contract Documents, furnished the required contract security, and met the 
other conditions of the Notice of Award, whereupon the Bid security will be released. If the Successful Bidder fails 
to execute and deliver the Contract Documents and furnish the required contract security within 15 days after the 
Notice of Award, Owner may consider Bidder to be in default, annul the Notice of Award, and the Bid security of 
that Bidder will be forfeited. Such forfeiture shall be Owner’s exclusive remedy if Bidder defaults. 

8.03  The Bid security of other Bidders that Owner believes to have a reasonable chance of receiving the award may be 
retained by Owner until the earlier of seven days after the Effective Date of the Contract or 61 days after the Bid 
opening, whereupon Bid security furnished by such Bidders will be released. 

8.04  Bid security of other Bidders that Owner believes do not have a reasonable chance of receiving the award will be 
released within seven days after the Bid opening. 

ARTICLE 9 ‐ CONTRACT TIMES 

9.01  The number of days within which, or the dates by which, Milestones are to be achieved and the Work is to be 
substantially completed, and completed and ready for final payment, are set forth in the Agreement.  

ARTICLE 10 ‐ LIQUIDATED DAMAGES 

10.01  Provisions for liquidated damages, if any, for failure to timely attain a Milestone, Substantial Completion, or 
completion of the Work in readiness for final payment, are set forth in the Agreement. 

ARTICLE 11 ‐ SUBSTITUTE AND “OR‐EQUAL” ITEMS 
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11.01  The Contract for the Work, as awarded, will be on the basis of materials and equipment specified or described in 
the Bidding Documents without consideration during the bidding and Contract award process of possible 
substitute or “or‐equal” items. In cases in which the Contract allows the Contractor to request that Engineer 
authorize the use of a substitute or “or‐equal” item of material or equipment, application for such acceptance may 
not be made to and will not be considered by Engineer until after the Effective Date of the Contract. 

11.02  All prices that Bidder sets forth in its Bid shall be based on the presumption that the Contractor will furnish the 
materials and equipment specified or described in the Bidding Documents, as supplemented by Addenda. Any 
assumptions regarding the possibility of post‐Bid approvals of “or‐equal” or substitution requests are made at 
Bidder’s sole risk. 

ARTICLE 12 ‐ SUBCONTRACTORS, SUPPLIERS, AND OTHERS 

12.01  A Bidder shall be prepared to retain specific Subcontractors, Suppliers, or other individuals or entities for the 
performance of the Work if required by the Bidding Documents to do so. If a prospective Bidder objects to 
retaining any such Subcontractor, Supplier, or other individual or entity, and the concern is not relieved by an 
Addendum, then the prospective Bidder should refrain from submitting a Bid. 

12.02  Subsequent to the submittal of the Bid, Owner may not require the Successful Bidder or Contractor to retain any 
Subcontractor, Supplier, or other individual or entity against which Contractor has reasonable objection. 

12.03  The apparent Successful Bidder, and any other Bidder so requested, shall within five days after Bid opening, submit 
to Owner a list of the Subcontractors or Suppliers. 

If requested by Owner, such list shall be accompanied by an experience statement with pertinent information 
regarding similar projects and other evidence of qualification for each such Subcontractor, Supplier, or other 
individual or entity. If Owner or Engineer, after due investigation, has reasonable objection to any proposed 
Subcontractor, Supplier, individual, or entity, Owner may, before the Notice of Award is given, request apparent 
Successful Bidder to submit an acceptable substitute, in which case apparent Successful Bidder shall submit a 
substitute, Bidder’s Bid price will be increased (or decreased) by the difference in cost occasioned by such 
substitution, and Owner may consider such price adjustment in evaluating Bids and making the Contract award. 

12.04  If apparent Successful Bidder declines to make any such substitution, Owner may award the Contract to the next 
lowest Bidder that proposes to use acceptable Subcontractors, Suppliers, or other individuals or entities. Declining 
to make requested substitutions will constitute grounds for forfeiture of the Bid security of any Bidder. Any 
Subcontractor, Supplier, individual, or entity so listed and against which Owner or Engineer makes no written 
objection prior to the giving of the Notice of Award will be deemed acceptable to Owner and Engineer subject to 
subsequent revocation of such acceptance as provided in Paragraph 7.06 of the General Conditions. 

ARTICLE 13 ‐ PREPARATION OF BID 

13.01  The Bid Form is included with the Bidding Documents. 

A.  All blanks on the Bid Form shall be completed in ink and the Bid Form signed in ink. Erasures or alterations 
shall be initialed in ink by the person signing the Bid Form. A Bid price shall be indicated for each section, 
Bid item, alternate, adjustment unit price item, and unit price item listed therein. 

B.  If the Bid Form expressly indicates that submitting pricing on a specific alternate item is optional, and 
Bidder elects to not furnish pricing for such optional alternate item, then Bidder may enter the words “No 
Bid” or “Not Applicable.” 

13.02  A Bid by a corporation shall be executed in the corporate name by a corporate officer (whose title must appear 
under the signature), accompanied by evidence of authority to sign. The corporate address and state of 
incorporation shall be shown. 
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13.03  A Bid by a partnership shall be executed in the partnership name and signed by a partner (whose title must appear 
under the signature), accompanied by evidence of authority to sign. The partnership’s address for receiving notices 
shall be shown. 

13.04  A Bid by a limited liability company shall be executed in the name of the firm by a member or other authorized 
person and accompanied by evidence of authority to sign. The state of formation of the firm and the firm’s address 
for receiving notices shall be shown. 

13.05  A Bid by an individual shall show the Bidder’s name and address for receiving notices. 

13.06  A Bid by a joint venture shall be executed by an authorized representative of each joint venturer in the manner 
indicated on the Bid Form. The joint venture’s address for receiving notices shall be shown. 

13.07  All names shall be printed in ink below the signatures. 

13.08  The Bid shall contain an acknowledgment of receipt of all Addenda, the numbers of which shall be filled in on the 
Bid Form. 

13.09  Postal and e‐mail addresses and telephone number for communications regarding the Bid shall be shown. 

13.10  The Bid shall contain evidence of Bidder’s authority and qualification to do business in the state where the Project 
is located, or Bidder shall covenant in writing to obtain such authority and qualification prior to award of the 
Contract and attach such covenant to the Bid. Bidder’s state contractor license number, if any, shall also be shown 
on the Bid Form. 

ARTICLE 14 ‐ BASIS OF BID 

14.01  Unit Price 

A.  Bidders shall submit a Bid on a unit price basis for each item of Work listed in the unit price section of the 
Bid Form. 

B.  The “Bid Price” (sometimes referred to as the extended price) for each unit price Bid item will be the 
product of the “Estimated Quantity” (which Owner or its representative has set forth in the Bid Form) for 
the item and the corresponding “Bid Unit Price” offered by the Bidder. The total of all unit price Bid items 
will be the sum of these “Bid Prices”; such total will be used by Owner for Bid comparison purposes. The 
final quantities and Contract Price will be determined in accordance with Paragraph 13.03 of the General 
Conditions. 

C.  Discrepancies between the multiplication of units of Work and unit prices will be resolved in favor of the 
unit prices. Discrepancies between the indicated sum of any column of figures and the correct sum 
thereof will be resolved in favor of the correct sum. 

ARTICLE 15 ‐ SUBMITTAL OF BID 

15.01  With each paper copy of the Bidding Documents, a Bidder is furnished one separate unbound copy of the Bid 
Form, and, if required, the Bid Bond Form. The unbound copy of the Bid Form is to be completed and submitted 
with the Bid security and the other documents required to be submitted under the terms of Article 7 of the Bid 
Form. 

15.02  A Bid shall be received no later than the date and time prescribed and at the place indicated in the advertisement 
or invitation to bid and shall be enclosed in a plainly marked package with the project title “2016 Sanitary Sewer 
Rehabilitation”, Project No. F18.112135 (and, if applicable, the designated portion of the Project for which the Bid 
is submitted), the name and address of Bidder, and shall be accompanied by the Bid security and other required 
documents. If a Bid is sent by mail or other delivery system, the sealed envelope containing the Bid shall be 
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enclosed in a separate package plainly marked on the outside with the notation “BID ENCLOSED.” A mailed Bid 
shall be addressed to the person indicated in the advertisement or invitation to bid. 

15.03  Bids received after the date and time prescribed for the opening of bids, or not submitted at the correct location or 
in the designated manner, will not be accepted and will be returned to the Bidder unopened. 

15.04  The Owner does not allow electronic bid submittals. 

ARTICLE 16 ‐ MODIFICATION AND WITHDRAWAL OF BID 

16.01  A Bid may be withdrawn by an appropriate document duly executed in the same manner that a Bid must be 
executed and delivered to the place where Bids are to be submitted prior to the date and time for the opening of 
Bids. Upon receipt of such notice, the unopened Bid will be returned to the Bidder. 

16.02  If a Bidder wishes to modify its Bid prior to Bid opening, Bidder must withdraw its initial Bid in the manner 
specified in Paragraph 16.01 and submit a new Bid prior to the date and time for the Bid Opening. 

16.03  If within 24 hours after Bids are opened any Bidder files a duly signed written notice with Owner and promptly 
thereafter demonstrates to the reasonable satisfaction of Owner that there was a material and substantial mistake 
in the preparation of its Bid, that Bidder may withdraw its Bid, and the Bid security will be returned. Thereafter, if 
the Work is rebid, that Bidder will be disqualified from further bidding on the Work. 

ARTICLE 17 ‐ OPENING OF BIDS 

17.01  Bids will be opened at the time and place indicated in the advertisement or invitation to bid and, unless obviously 
non‐responsive, read aloud publicly. An abstract of the amounts of the base Bids and major alternates, if any, will 
be made available to Bidders after the bid award. 

ARTICLE 18 ‐ BIDS TO REMAIN SUBJECT TO ACCEPTANCE 

18.01  All Bids will remain subject to acceptance for the period of time stated in the Bid Form, but Owner may, in its sole 
discretion, release any Bid and return the Bid security prior to the end of this period. 

ARTICLE 19 ‐ EVALUATION OF BIDS AND AWARD OF CONTRACT 

19.01  Owner reserves the right to reject any or all Bids, including without limitation, nonconforming, nonresponsive, 
unbalanced, or conditional Bids. Owner will reject the Bid of any Bidder that Owner finds, after reasonable inquiry 
and evaluation, to not be responsible. If Bidder purports to add terms or conditions to its Bid, takes exception to 
any provision of the Bidding Documents, or attempts to alter the contents of the Contract Documents for purposes 
of the Bid, then the Owner will reject the Bid as nonresponsive; provided that Owner also reserves the right to 
waive all minor informalities not involving price, time, or changes in the Work. 

19.02  If Owner awards the contract for the Work, such award shall be to the responsible Bidder submitting the lowest 
responsive Bid. 

19.03  Evaluation of Bids 

A.  In evaluating Bids, Owner will consider whether or not the Bids comply with the prescribed requirements, 
and such alternates, unit prices, and other data, as may be requested in the Bid Form or prior to the 
Notice of Award. 

19.04  In evaluating whether a Bidder is responsible, Owner will consider applicable mandatory criteria established by 
governing statutes and regulations, including but not limited to Minnesota Statute 16C.285, qualifications of the 
Bidder, and may consider the qualifications and experience of Subcontractors and Suppliers proposed for those 
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portions of the Work for which the identity of Subcontractors and Suppliers must be submitted as provided in the 
Bidding Documents. 

19.05  Owner may conduct such investigations as Owner deems necessary to establish the responsibility, qualifications, 
and financial ability of Bidders and any proposed Subcontractors or Suppliers. 

ARTICLE 20 ‐ BONDS AND INSURANCE 

20.01  Article 6 of the General Conditions, as may be modified by the Supplementary Conditions, sets forth Owner’s 
requirements as to performance and payment bonds and insurance. When the Successful Bidder delivers the 
Agreement (executed by Successful Bidder) to Owner, it shall be accompanied by required bonds and insurance 
documentation. 

ARTICLE 21 ‐ SIGNING OF AGREEMENT 

21.01  When Owner issues a Notice of Award to the Successful Bidder, it shall be accompanied by the unexecuted 
counterparts of the Agreement along with the other Contract Documents as identified in the Agreement. Within 
15 days thereafter, Successful Bidder shall execute and deliver the required number of counterparts of the 
Agreement (and any bonds and insurance documentation required to be delivered by the Contract Documents) to 
Owner. Within ten days thereafter, Owner shall deliver one fully executed counterpart of the Agreement to 
Successful Bidder, together with printed and electronic copies of the Contract Documents as stated in Paragraph 
2.02 of the General Conditions. 

ARTICLE 22 ‐ SALES AND USE TAXES 

22.01  Owner is not exempt from state sales and use taxes on materials and equipment.  Said taxes shall be included in 
the bid. 

ARTICLE 23 ‐ CONTRACTS TO BE ASSIGNED 

23.01  There are no material contracts for this project that will be assigned to the Contractor. 

****END OF SECTION**** 
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SECTION 00210 ‐ ELECTRONIC/DIGITAL DOCUMENTS 

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. The Owner or Engineer may elect to provide copies of the contract documents or supplemental information 
to the Contractor in electronic/digital media format. This section governs the availability, use and 
limitations of information provided in electronic/digital format. 

1.2 FORMAT OF DOCUMENTS AND CONTROLLING CRITERIA 

A. The Agreement identifies the contract documents upon which the Bidder or Contractor may rely. The 
General Conditions set forth the provisions governing the intent, interpretation and use of the contract 
documents. This section is intended to augment the Agreement and General Conditions and to clarify 
limitations on the use of electronic/digital documents.  

B. “Hard Copies” of the Contract Documents consist of complete sets of those documents specifically listed in 
the Agreement including the version of the plans and specifications that are signed and sealed with original 
signature (or unalterable and legally acceptable facsimile copy of said signature) denoting the designer’s 
final intent for bidding purposes. Electronic/digital files in the “Native File Format” are saved in the default 
file format used by a specific software application. The native file format of an application is proprietary and 
these types of files are not meant to be transferred to other applications. Electronic/digital files in the 
native file format may be altered and may not be representative of the paper copies of the documents 

C. For bidding purposes only, Hard Copies of the Contract Documents shall be construed to include 
electronic/digital files of the Bidding Documents (as defined in Section 00200), prepared by Engineer and 
provided under direction of Engineer in a Portable Document Format (PDF) format or other file format that 
is intended by the Engineer and Owner to be unalterable and exactly representative of the information 
contained in the paper copies of the documents. 

D. The project plans graphically set forth design requirements for the project. These plans are a two‐
dimensional representation of three‐dimensional existing conditions and proposed improvements. Because 
it is generally impossible to economically or graphically duplicate real world conditions on a two‐
dimensional plan format, certain approximations, graphical simplifications, intentional or unintentional 
inaccuracies must generally be used to adequately describe the existing conditions and work to be done on 
the plans. Because of these graphical compromises, certain dimensions and other supplementary notes and 
information may be added to the plans to control the specific requirements of the design. Electronic/digital 
versions of the plans in PDF format, native file format or other electronic file format may imply a spatial 
accuracy that exceeds the graphical limitations of the original plan set. This is also true of supplementary 
electronic/digital information developed from the plans or underlying support data (such as layers, hidden 
lines, survey points or topographic computational networks).  

E. In the event of a conflict between an electronic/digital version of a Contract Document and the Hard Copy 
of the document, the Hard Copy shall be deemed to govern. Bidders, by submitting a bid, and the 
Contractor by executing the contract, acknowledge these graphical limitations to the plan development 
process and accept the controlling nature of the Hard Copies of all project documents as set forth in the 
General Conditions. 

1.3 AVAILABILITY AND USE OF DIGITAL/ELECTRONIC DOCUMENTS 

A. When the Advertisement for Bids or Project Manual indicate that electronic/digital copies of the Plans and 
Specifications are available, such documents shall be made available to the Bidder or Contractor upon 
request in PDF format or other file format that is intended by the Engineer and Owner to be unalterable 
and exactly representative of the information contained in the paper copies of the documents. However, 
because the Owner and Engineer cannot totally control the transmission and receipt of electronic/digital 
documents nor the Contractor’s means of reproduction of such documents, the Owner and Engineer cannot 
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and do not guarantee that electronic/digital versions and reproductions prepared from those versions are 
identical in every manner to the paper copies.  

B. Except as otherwise advised, the Bidder may use and rely upon complete sets of the PDF or other 
electronic/digital version  of the Bidding Documents, prepared by the Engineer and provided under 
direction of the Engineer, for preparation of its bid. However, Contractor assumes all risks associated with 
differences arising from transmission/receipt of electronic/digital versions and reproductions prepared 
from those versions and, further, assumes all risks, costs and responsibility associated with use of the 
electronic/digital versions to derive information that is not explicitly contained in the paper copies of the 
documents and for Bidder’s reliance upon such derived information.  

C. When using PDF versions of the bidding documents, the Contractor shall prepare its Bid on a printed paper 
copy of the Bid Form from the PDF file; submit its bid together with all required submittals; and deliver the 
Bid in the manner described in the bidding documents. The printed copy of the Bid Form shall be clearly 
legible, printed on 8 ½ inch by 11 inch paper and as closely identical in appearance to the PDF Bid Form as 
may be practical. The Owner reserves the right to accept Bid Forms which nominally vary in appearance 
from the Hard Copy of the Bid Form, providing that all required information and submittals are included 
with the bid. 

D. After a Contract is awarded, the Owner may provide or direct the Engineer to provide for the use of the 
Contractor such electronic/digital copies of the contract documents or other support documents in native 
file formats as may have been previously developed as part of the Project design process. Release of such 
information, if available, shall be deemed to be solely for the convenience of the Contractor. Unless the 
Contract Documents explicitly identify that such information shall be available to the successful Bidder, 
nothing herein shall create an obligation on the part of the Owner or Engineer to provide or create such 
information and the Contractor is not entitled to rely on the availability of such information in the 
preparation of its Bid or pricing of the work. In all cases, the Contractor shall take appropriate measures to 
verify that any electronic/digital data is appropriate and adequate for the Contractor’s specific purposes. In 
no case shall the Contractor be entitled to extra compensation or adjustment in contract time due to claims 
arising from any differences between the Hard Copies of the Contract Documents and electronic/digital 
data. 

E. Release of all electronic/digital information requested by the Contractor shall be at the sole discretion of 
the Owner or Engineer and a separate charge will be made to the Contractor for creation or preparation of 
such information. 

F. Release of electronic/digital data shall be subject to the herein accompanying form, entitled “REQUEST TO 
PROJECT ENGINEER FOR ELECTRONIC/DIGITAL DATA AND CONDITIONS OF USE,” together with such other 
limitations as the Owner or Engineer may deem appropriate for the Project. In the event of questions, 
conflicts, inconsistencies between any the electronic/digital data, the Hard Copies of the Contract 
Documents shall govern unless otherwise directed in writing by the Owner and Engineer. 

G. In the event that Owner elects to provide or directs the Engineer to provide to the Contractor any 
Contractor‐requested electronic/digital data that is not explicitly identified in the Contract Documents as 
being available to the successful bidder, the Engineer shall be reimbursed by the Contractor on an hourly 
basis (at $120 per hour) for all engineering costs necessary to create or otherwise prepare the data in a 
manner deemed appropriate by the Engineer.  

****END OF SECTION**** 
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REQUEST TO PROJECT ENGINEER (BOLTON & MENK, INC. “BMI”) 
FOR ELECTRONIC/DIGITAL DATA AND CONDITIONS OF USE 

 
Project Contractor (“USER”):     

Project Owner    City of Windom

Project Name    2016 Sanitary Sewer Rehabilitation

Description of Data/Files To 
Be Provided 

   

 
A.    The  electronic/digital  data  covered  by  this  Request  was 
prepared  by  BMI  as  an  internal  working  document  for  its 
purposes solely and is being provided to USER on an “AS IS” basis 
without any warranties of any kind, including, but not limited to 
implied warranties of fitness for any purpose. As such, the USER 
is advised and acknowledges  that  the  information may not be 
suitable  for  the USER’s application or may  require  substantial 
modification  and  independent  verification  by  the  USER. 
Information  may  include  intentional  or  unintentional 
inaccuracies,  approximations,  graphical  simplifications, 
undocumented  intermediate  revisions  and  other  devices  that 
may affect subsequent reuse.  
B.    The  electronic/digital  data may  not  accurately  reflect  the 
printed products (also known as Hard Copies) that are signed or 
sealed by BMI.  In  the  case of  conflicts between  the  signed or 
sealed documents and electronic/digital data,  the Hard Copies 
shall  control.  Files  in  electronic/digital media  format  of  text, 
data, graphics, or of other  types  that are provided by BMI  to 
USER  are  only  for  convenience  of  USER.  Any  conclusion  or 
information  obtained  or  derived  from  such  electronic/digital 
data will be  at  the USER's  sole  risk  and  the USER waives  any 
claims  against  BMI  or  PROJECT  OWNER  arising  from  use  of 
electronic/digital data. 
C.  USER shall indemnify and hold harmless PROJECT OWNER and 
BMI and their subconsultants from all claims, damages,  losses, 
and expenses, including attorneys' fees and defense costs arising 
out of or resulting from USER’s use, adaptation or distribution of 
any electronic/digital data provided under this Request. 
D.    All  Documents  provided  in  electronic/digital  format  are 
instruments  of  service  and,  unless  otherwise  specifically 
identified  in  the  Contract  between  the  USER  and  PROJECT 
OWNER,  are  not  Contract  Documents.  BMI  shall  retain  all 
ownership, copyrights and property interests therein, subject to 
any agreement between BMI and the PROJECT OWNER. Nothing 
herein shall be deemed to be 

a transfer of the ownership rights of BMI or those of the PROJECT 
OWNER to the USER and USER’s rights regarding any information 
shall be limited those explicitly described in this Request.  
E.    Although  BMI  may  advise  the  USER  of  known  errors  or 
required updates in electronic/digital data provided to the USER 
upon discovery by BMI or notice to BMI of such conditions, the 
USER  agrees  that  BMI  and  PROJECT  OWNER  are  under  no 
obligation to notify USER or correct, revise, update or otherwise 
maintain any electronic/digital data provided to the USER, nor 
shall  the  USER  be  entitled  to  make  any  claim  for  extra 
compensation or other consideration on account of using such 
data.  
F.  USER agrees not to sell, copy, transfer, give away or otherwise 
distribute this information (in source or modified file format) to 
any third party without the direct written authorization of BMI, 
unless such distribution  is specifically  identified  in this request 
and  is  limited  to  USER’s  subcontractors.  USER  warrants  that 
subsequent use by USER’S subcontractors shall comply with all 
terms of this Request.  
G. Provision of this information does not include any license of 
software or other systems necessary to read, use or reproduce 
the  information. USER assumes all  responsibility  to obtain any 
necessary  software  and  appropriate  licenses  to  utilize  the 
information in any format or application.  
H.    The  USER  shall  compensate  BMI  in  the  amount  of 
$120.00/per hour for all labor and expenses associated with the 
handling, processing and delivery of the information in an “as is” 
form or to adapt such information into a form which BMI, in its 
sole  discretion,  deems  to  reasonably  reflect  the  limits  of  the 
accuracy  or  usability  of  the  information.  USER  acknowledges 
such compensation shall be deemed to be a data processing fee 
and  is not a design  fee or part of  the design  fees paid by  the 
PROJECT OWNER to BMI. 

Accepted by: USER     

    Printed Name of  “USER”
     

Date    Name and Title of Authorized Representative of USER 
     

    Signature of Authorized Representative of USER
Approved: Project Engineer: 
(BMI) 

   

    Signature of Project Engineer’s Representative
Version 04/11/07 
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2016 Sanitary Sewer Rehabilitation 
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SECTION 00410 ‐ BID FORM  

2016 Sanitary Sewer Rehabilitation 

City of Windom 

ARTICLE 1 ‐ BID RECIPIENT 

1.01  This Bid is submitted to: 

City of Windom 

444 9th Street 

Windom, MN  56101‐0038 

1.02  The undersigned Bidder proposes and agrees, if this Bid is accepted, to enter into an Agreement with Owner in the 
form included in the Bidding Documents to perform all Work as specified or indicated in the Bidding Documents 
for the prices and within the times indicated in this Bid and in accordance with the other terms and conditions of 
the Bidding Documents. 

ARTICLE 2 ‐ BIDDER’S ACKNOWLEDGEMENTS 

2.01  Bidder accepts all of the terms and conditions of the Advertisement or Instructions to Bidders, including without 
limitation those dealing with the disposition of Bid security. This Bid will remain subject to acceptance for 61 days 
after the Bid opening, or for such longer period of time that Bidder may agree to in writing upon request of Owner. 

ARTICLE 3 ‐ BIDDER’S REPRESENTATIONS 

3.01  In submitting this Bid, Bidder represents that: 

A.  Bidder has examined and carefully studied the Bidding Documents, and any data and reference items 
identified in the Bidding Documents, and hereby acknowledges receipt of the following Addenda: 

Addendum No.  Addendum Date

 

 

 

B.  Bidder has visited the Site, conducted a thorough, alert visual examination of the Site and adjacent areas, 
and become familiar with and satisfied itself as to the general, local, and Site conditions that may affect 
cost, progress, and performance of the Work. 

C.  Bidder is familiar with and has satisfied itself as to all Laws and Regulations that may affect cost, progress, 
and performance of the Work. 

D.  Bidder has carefully studied all: (1) reports of explorations and tests of subsurface conditions at or 
adjacent to the Site and all drawings of physical conditions relating to existing surface or subsurface 
structures at the Site that have been identified in the Supplementary Conditions, especially with respect 
to Technical Data in such reports and drawings, and (2) reports and drawings relating to Hazardous 
Environmental Conditions, if any, at or adjacent to the Site that have been identified in the 
Supplementary Conditions, especially with respect to Technical Data in such reports and drawings. 

E.  Bidder has considered the information known to Bidder itself; information commonly known to 
contractors doing business in the locality of the Site; information and observations obtained from visits to 
the Site; the Bidding Documents; and any Site‐related reports and drawings identified in the Bidding 
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Documents, with respect to the effect of such information, observations, and documents on (1) the cost, 
progress, and performance of the Work; (2) the means, methods, techniques, sequences, and procedures 
of construction to be employed by Bidder; and (3) Bidder’s safety precautions and programs. 

F.  Bidder agrees, based on the information and observations referred to in the preceding paragraph, that no 
further examinations, investigations, explorations, tests, studies, or data are necessary for the 
determination of this Bid for performance of the Work at the price bid and within the times required, and 
in accordance with the other terms and conditions of the Bidding Documents. 

G.  Bidder is aware of the general nature of work to be performed by Owner and others at the Site that 
relates to the Work as indicated in the Bidding Documents. 

H.  Bidder has given Engineer written notice of all conflicts, errors, ambiguities, or discrepancies that Bidder 
has discovered in the Bidding Documents, and confirms that the written resolution thereof by Engineer is 
acceptable to Bidder. 

I.  The Bidding Documents are generally sufficient to indicate and convey understanding of all terms and 
conditions for the performance and furnishing of the Work. 

J.  The submission of this Bid constitutes an incontrovertible representation by Bidder that Bidder has 
complied with every requirement of this Article, and that without exception the Bid and all prices in the 
Bid are premised upon performing and furnishing the Work required by the Bidding Documents. 

ARTICLE 4 ‐ BIDDER’S CERTIFICATION 

4.01  Bidder certifies that: 

A.  This Bid is genuine and not made in the interest of or on behalf of any undisclosed individual or entity and 
is not submitted in conformity with any collusive agreement or rules of any group, association, 
organization, or corporation; 

B.  Bidder has not directly or indirectly induced or solicited any other Bidder to submit a false or sham Bid; 

C.  Bidder has not solicited or induced any individual or entity to refrain from bidding; and 

D.  Bidder has not engaged in corrupt, fraudulent, collusive, or coercive practices in competing for the 
Contract. For the purposes of this Paragraph 4.01.D: 

1.  “corrupt practice” means the offering, giving, receiving, or soliciting of anything of value likely to 
influence the action of a public official in the bidding process; 

2.  “fraudulent practice” means an intentional misrepresentation of facts made (a) to influence the 
bidding process to the detriment of Owner, (b) to establish bid prices at artificial non‐competitive 
levels, or (c) to deprive Owner of the benefits of free and open competition; 

3.  “collusive practice” means a scheme or arrangement between two or more Bidders, with or 
without the knowledge of Owner, a purpose of which is to establish bid prices at artificial, non‐
competitive levels; and 

4.  “coercive practice” means harming or threatening to harm, directly or indirectly, persons or their 
property to influence their participation in the bidding process or affect the e execution of the 
Contract. 

E.  Bidder has completed and executed the attached SECTION 00415 – RESPONSIBLE CONTRACTOR – 
PROPOSAL ATTACHMENT relating to Minn Statute 16C.285, “Responsible Contractor.” 

ARTICLE 5 ‐ BASIS OF BID 

5.01  Bidder will complete the Work in accordance with the Contract Documents for the following price(s): 



  

 

City of Windom ‐ F18.112135  BID FORM 

August 2016  PAGE 00410‐3
V051915  © Bolton & Menk, Inc. 2016, All Rights Reserved 

A.  Bidder will complete the work in accordance with the Contract Documents at the prices shown in the 
attached Bidding Schedule.  

B.  Unit Prices have been computed in accordance with Paragraph 13.03.B of the General Conditions. 

C.  Bidder acknowledges that estimated quantities are not guaranteed and are solely for the purpose of 
comparison of Bids.  Final payment for all unit price Bid items will be based on actual quantities, 
determined as provided in the Contract Documents. 

ARTICLE 6 ‐ TIME OF COMPLETION 

6.01  Bidder agrees that the Work will be substantially complete and will be completed and ready for final payment in 
accordance with the General Conditions on or before the dates or within the number of calendar days indicated in 
the Agreement. 

6.02  Bidder accepts the provisions of the Agreement as to liquidated damages. 

ARTICLE 7 ‐ ATTACHMENTS TO THIS BID 

7.01  The following documents are submitted with and made a condition of this Bid: 

A.  Required Bid security (Section 00430 – Bid Bond) 

B.  Section 00415 Responsible Contractor – Proposal Attachment (2 Pages) 

ARTICLE 8 ‐ DEFINED TERMS 

8.01  The terms used in this Bid with initial capital letters have the meanings stated in the Instructions to Bidders, the 
General Conditions, and the Supplementary Conditions. 

   



SCHEDULE OF UNIT PRICES
2016 SANITARY SEWER REHABILITATION
CITY OF WINDOM, MINNESOTA
BMI PROJECT NO.: F18.112135

BIDDER agrees to perform all of the work described in the CONTRACT DOCUMENTS for the following unit prices:
NOTE: BIDS shall include sales tax and all applicable taxes and fees.
BIDDER must fill in unit prices in numerals, make extension for each item, and total.

CY (LV) = Cubic Yards, Loose Volume
CY (CV) = Cubic Yards, Compacted Volume (Measured in Place)
(P)=Planned Quantity Basis of Measurement

ITEM  APPROX. UNIT
NO. ITEM QUANT. UNIT PRICE AMOUNT

1 MOBILIZATION 1 LS

2 TRAFFIC CONTROL                                                                                     1 LS

3 CLEAR & GRUB 0.5 AC

4 REMOVE SANITARY MANHOLES                                                               8 EA

5 REMOVE SANITARY SEWER PIPE 2220 LF

6 REMOVE VERMICULITE CONCRETE 5 CY

7 DEWATERING 2220 LF

8 BITUMINOUS PATCH                                                                                   550 SY

9 CONCRETE DRIVEWAY PATCH 155 SY

10 AGGREGATE SURFACING, CLASS 2 175 TON

11 GRANULAR FOUNDATION 200 CY

12 COURSE AGGREGATE BEDDING 200 CY

13 GRANULAR BACKFILL 1200 CY

14 CONNECT TO EXISTING SANITARY 4 EA

15 8" PVC, SDR 35 SANITARY SEWER PIPE 26 LF

16 10" PVC, SDR 35 SANITARY SEWER PIPE 401 LF

17 12" PVC, SDR 35 SANITARY SEWER PIPE 20 LF

18 15" PVC, SDR 35 SANITARY SEWER PIPE 5 LF

19 18" PVC, PS 46 SANITARY SEWER PIPE 1799 LF

20 RECONNECT SANITARY SERVICE 1 EA

21 8" GATE VALVE & BOX 1 EA

22 8" OUTSIDE DROP 8.4 LF

23 C.I.P.P. LINING, 8" SANITARY SEWER MAIN 315 LF

24 C.I.P.P. LINING, 15" SANITARY SEWER MAIN 350 LF

25 C.I.P.P. LINING, 18" SANITARY SEWER MAIN 1174 LF



SCHEDULE OF UNIT PRICES
2016 SANITARY SEWER REHABILITATION
CITY OF WINDOM, MINNESOTA
BMI PROJECT NO.: F18.112135

BIDDER agrees to perform all of the work described in the CONTRACT DOCUMENTS for the following unit prices:
NOTE: BIDS shall include sales tax and all applicable taxes and fees.
BIDDER must fill in unit prices in numerals, make extension for each item, and total.

CY (LV) = Cubic Yards, Loose Volume
CY (CV) = Cubic Yards, Compacted Volume (Measured in Place)
(P)=Planned Quantity Basis of Measurement

ITEM  APPROX. UNIT
NO. ITEM QUANT. UNIT PRICE AMOUNT

26 C.I.P.P. LINING, 21" SANITARY SEWER MAIN 905.0 LF

27 REINSTATE SANITARY SERVICE 7 EA

28 CONSTRUCT 48" SANITARY MANHOLE, DESIGN 4007 73 LF

29 CONSTRUCT 72" SANITARY MONITORING MANHOLE 1 EA

30 CONSTRUCT 96" SANITARY MONITORING MANHOLE 1 EA

31 SANITARY MANHOLE I & I BARRIER 7 EA

32 CASTING ASSEMBLY, R-1733-G 7 EA

33 SANITARY MANHOLE LINING 117 LF

34 SANITARY SEWER BYPASS PUMPING 1 LS

35 SAMPLING STATION BUILDING 1 EA

36 3/4" PE WATER SERVICE 250 LF

37 8" X 3/4" TAPPING SADDLE & CORP STOP 1 EA

38 3/4" CURB STOP & BOX 1 EA

39 RANDOM RIPRAP, CLASS II 32 TON

40 STABILIZED CONSTRUCTION EXIT 1 EA

41 SILT FENCE 1430 LF

42 INLET PROTECTION 1 EA

43 DITCH CHECK - BIOROLL 70 LF

44 EROSION CONTROL BLANKETS CATEGORY 3 375 SY

45 SEED, MULCH & FERTILIZE 2 ACRE

TOTAL AMOUNT BID: $
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ARTICLE 9 ‐ BID SUBMITTAL 

 

BIDDER:  

 

By:  
[Signature]   

[Printed name]   

(If Bidder is a corporation, a limited liability company, a partnership, or a joint venture, attach evidence of 
authority to sign.) 

Attest: 
[Signature]   

[Printed name]   

Title:   

Submittal Date:   

Address for giving notices: 

 

 

 

Telephone Number:   

Fax Number:   

Contact Name and e‐mail address:   

   

Bidder’s License No.:   

  (where applicable) 

NOTE TO USER:  Use in those states or other jurisdictions where applicable or required. 
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SECTION 00415 – RESPONSIBLE CONTRACTOR – PROPOSAL ATTACHMENT 
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INITIAL CONTRACTOR VERIFICATION OF COMPLIANCE 

 

By signing this document I certify that I am an owner or officer of the company, and I swear under oath that: 

My company meets each of the minimum criteria in subclauses (1) – (6) of Minn. Stat. § 16C.285, subd. 3, the 
Responsible Contractor statute. 

The undersigned understands that a failure to meet or verify compliance with the minimum criteria established for 
a “responsible contractor” as defined in Minn. Stat. § 16C.285, subd. 3, renders a bidder ineligible to be awarded a 
construction contract for the Project or to perform work on the Project. 

The undersigned understands that a false statement under oath verifying compliance with any of the minimum 
criteria shall make the undersigned, ineligible to be awarded a construction project and may result in termination 
of a contract awarded to the undersigned. A contracting authority shall not be liable for declining to award a 
contract or terminating a contract based on a reasonable determination that the contractor failed to verify 
compliance with the minimum criteria or falsely stated that it meets the minimum criteria. 

The undersigned understands that, if the undersigned is the apparent low bidder, the undersigned will be required 
to submit a supplemental verification under oath as a condition precedent to the execution of the contract. If the 
undersigned fails to provide the required supplemental verification, it could forfeit its bid bond. 

I have attached a list of all of my company’s first‐tier subcontractors that I intend to retain for work on the project.  

 

Initial Contractor Verification of Compliance ‐ 2016 Sanitary Sewer Rehabilitation   

Authorized Signature of Owner or Officer: 

 

Printed Name: 

 

Title: 

 

Date: 

 

Company Name: 
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SUBCONTRACTORS LIST 

SUBCONTRACTOR NAMES 
(Legal name of company as registered with the Secretary of State)  

Name of City Where Company Home 
Office is Located 

   

   

   

   

   

   

   

   

 

Attach additional sheets if necessary. 

Subcontractors List ‐ 2016 Sanitary Sewer Rehabilitation   

Authorized Signature of Owner or Officer: 

 

Printed Name: 

 

Title: 

 

Date: 

 

Company Name: 

 

 



PENAL SUM FORM 
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BID BOND 

Any singular reference to Bidder, Surety, Owner or other party shall be considered plural where applicable. 

BIDDER (Name and Address): 
        
        
        
SURETY (Name and Address of Principal Place of Business): 
        
        
        
OWNER (Name and Address): 
   City of Windom    
   444 9th Street     
   Windom, MN  56101‐0038 
BID 
  Bid Due Date:     
  Description (Project Name – Include Location):   
   2016 Sanitary Sewer Rehabilitation    
BOND 
  Bond Number:     
  Date:     
  Penal sum         $      

    (Words)    (Figures) 
Surety and Bidder, intending to be legally bound hereby, subject to the terms set forth below, do each cause this 
Bid Bond to be duly executed by an authorized officer, agent, or representative. 
BIDDER  SURETY   
       (Seal)         (Seal) 

Bidder’s Name and Corporate Seal  Surety’s Name and Corporate Seal 
 
By:           By:          

  Signature    Signature (Attach Power of Attorney) 
     
                     

  Print Name    Print Name 
     
                     

  Title    Title 
 

Attest:           Attest:         

  Signature    Signature 
     
                     

  Title    Title 
Note: Addresses are to be used for giving any required notice. 
Provide execution by any additional parties, such as joint venturers, if necessary. 
   



PENAL SUM FORM 

EJCDC® C‐430, Bid Bond (Penal Sum Form). Published 2013. 
Prepared by the Engineers Joint Contract Documents Committee. 

Page 2 of 2 
 

 
 

1.  Bidder and Surety, jointly and severally, bind themselves, their heirs, executors, administrators, 
successors, and assigns to pay to Owner upon default of Bidder the penal sum set forth on the face of this Bond. 
Payment of the penal sum is the extent of Bidder’s and Surety’s liability. Recovery of such penal sum under the 
terms of this Bond shall be Owner’s sole and exclusive remedy upon default of Bidder.  

2.  Default of Bidder shall occur upon the failure of Bidder to deliver within the time required by the Bidding 
Documents (or any extension thereof agreed to in writing by Owner) the executed Agreement required by the 
Bidding Documents and any performance and payment bonds required by the Bidding Documents. 

3.  This obligation shall be null and void if: 

3.1  Owner accepts Bidder’s Bid and Bidder delivers within the time required by the Bidding 
Documents (or any extension thereof agreed to in writing by Owner) the executed Agreement 
required by the Bidding Documents and any performance and payment bonds required by the 
Bidding Documents, or 

3.2  All Bids are rejected by Owner, or 

3.3  Owner fails to issue a Notice of Award to Bidder within the time specified in the Bidding 
Documents (or any extension thereof agreed to in writing by Bidder and, if applicable, 
consented to by Surety when required by Paragraph 5 hereof). 

4.  Payment under this Bond will be due and payable upon default of Bidder and within 30 calendar days 
after receipt by Bidder and Surety of written notice of default from Owner, which notice will be given with 
reasonable promptness, identifying this Bond and the Project and including a statement of the amount due. 

5.  Surety waives notice of any and all defenses based on or arising out of any time extension to issue 
Notice of Award agreed to in writing by Owner and Bidder, provided that the total time for issuing Notice of 
Award including extensions shall not in the aggregate exceed 120 days from the Bid due date without Surety’s 
written consent. 

6.  No suit or action shall be commenced under this Bond prior to 30 calendar days after the notice of 
default required in Paragraph 4 above is received by Bidder and Surety and in no case later than one year after 
the Bid due date. 

7.  Any suit or action under this Bond shall be commenced only in a court of competent jurisdiction located 
in the state in which the Project is located. 

8.  Notices required hereunder shall be in writing and sent to Bidder and Surety at their respective 
addresses shown on the face of this Bond. Such notices may be sent by personal delivery, commercial courier, or 
by United States Registered or Certified Mail, return receipt requested, postage pre‐paid, and shall be deemed 
to be effective upon receipt by the party concerned. 

9.  Surety shall cause to be attached to this Bond a current and effective Power of Attorney evidencing the 
authority of the officer, agent, or representative who executed this Bond on behalf of Surety to execute, seal, 
and deliver such Bond and bind the Surety thereby. 

10.  This Bond is intended to conform to all applicable statutory requirements. Any applicable requirement 
of any applicable statute that has been omitted from this Bond shall be deemed to be included herein as if set 
forth at length. If any provision of this Bond conflicts with any applicable statute, then the provision of said 
statute shall govern and the remainder of this Bond that is not in conflict therewith shall continue in full force 
and effect. 

11.  The term “Bid” as used herein includes a Bid, offer, or proposal as applicable. 



 

 

 

 

 

 

 

Items to Be Executed After Bid Opening 

for 

2016 Sanitary Sewer Rehabilitation 

City of Windom, Minnesota 
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DOCUMENT 00450 ‐ INFORMATION REQUESTED FROM THE LOW BIDDER 

(The Low Bidder May Be Requested To Provide This Information After The Bids Are Received But Prior To  
Issuing The Notice Of Award) 

GENERAL INFORMATION 

The low bidder is requested to furnish the following information.  Additional sheets shall be attached as required. 

The low bidder is requested to furnish the following information.  Additional sheets shall be attached as required. 

Contractor's name and address:   

     

   

Number of years as a Contractor in construction work of this type   

Names and titles of all officers of Contractor's firm:     

 

SUBMIT a list of five (5) construction contracts completed by the Contractor during the last five (5) years involving work of 
similar type and comparable value.  The list shall include the following information as a minimum: 

 Name, address and telephone number of owner. 

 Name of project. 

 Location of project. 

 Brief description of the work involved. 

 Contract amount. 

 Date of completion of contract. 

 Name, address and telephone number of architect or engineer. 

 Name of owner's project engineer. 
 

EQUIPMENT/MATERIAL SOURCE INFORMATION 

The low bidder is requested to list the name of the manufacturer of supplier and catalog numbers of the equipment or 
material proposed to be furnished under the bid.  Awarding of a contract under this bid will not imply approval by the 
Owner of the manufacturers or suppliers listed by the low bidder.    

 Plant Mix Bituminous 

 Aggregates 

 Sanitary Sewer Pipe & Appurtenances 

 Manholes 

 Manhole Castings 

****END OF SECTION**** 
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 NOTICE OF AWARD 

Date of Issuance:     

Owner:  City of Windom  Owner's Contract No.:  

Engineer:  Bolton & Menk, Inc.  Engineer's Project No.: F18.112135 
Project:    Contract Name:  

Bidder:     

Bidder’s Address:     

TO BIDDER: 
  You are notified that Owner has accepted your Bid dated [_________________________________] for 
the above Contract, and that you are the Successful Bidder and are awarded a Contract for: 
 
                          . 

[describe work, alternates, or sections of work awarded] 
The Contract Price of the awarded Contract is:  $ _______ [note if subject to unit prices, or cost‐plus] 

[     ] unexecuted counterparts of the Agreement accompany this Notice of Award, and one copy of the 
Contract Documents accompanies this Notice of Award, or has been transmitted or made available to Bidder 
electronically. [revise if multiple copies accompany the Notice of Award] 

  a set of the Drawings will be delivered separately from the other Contract Documents.  

You must comply with the following conditions precedent within 15 days of the date of this Notice of Award: 

1.  Deliver to Owner [____] counterparts of the Agreement, fully executed by Bidder. 

2.  Deliver with the executed Agreement(s) the Contract security [e.g., performance and payment 
bonds] and insurance documentation as specified in the Instructions to Bidders and General 
Conditions, Articles 2 and 6. 

3.  Deliver to Owner executed SECTION – 00515 RESPONSIBLE CONTRACTOR NOTICE OF AWARD. 
SUPPLEMENTAL CONTRACTOR VERIFICATION OF COMPLIANCE in accordance with Minn. Stat. 
16C.285 subd.3 Subclauses (1) to (7). Delivery is a condition precedent to execution of this 
contract and failure to submit this form shall be cause for the Owner to cancel Award of 
Contract and declare your Bid security forfeited. 

4.  Other conditions precedent (if any):  

  Failure to comply with these conditions within the time specified will entitle Owner to consider you in 
default, annul this Notice of Award, and declare your Bid security forfeited.  

  Within ten days after you comply with the above conditions, Owner will return to you one fully executed 
counterpart of the Agreement, together with any additional copies of the Contract Documents as indicated in 
Paragraph 2.02 of the General Conditions 

Owner:  City of Windom 

   

  Authorized Signature 

By:   

Title:   

 
Copy:  Engineer 
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SECTION 00515 ‐ RESPONSIBLE CONTRACTOR ‐ NOTICE OF AWARD 

SUPPLEMENTAL CONTRACTOR VERIFICATION OF COMPLIANCE 

 
PROJECT TITLE:  2016 Sanitary Sewer Rehabilitation 

By signing this document I certify that I am an owner or officer of the company, and I swear under oath that: 

My company meets each of the minimum criteria of Minn. Stat. § 16C.285, subd. 3, the Responsible Contractor statute. 

Pursuant to Stat. § 16C.285, subd. 3(7), my company has obtained from all subcontractors and motor carriers with 
which it will have a direct contractual relationship a signed statement under oath by an owner or officer verifying 
that they meet all of the minimum criteria in subdivision 3 prior to execution of a construction contract with each 
subcontractor or motor carrier. 

The undersigned agrees that, if it retains additional subcontractors on the project after submitting its verification 
of compliance, it shall obtain verifications of compliance from each additional subcontractor with which it has a 
direct contractual relationship and shall submit a supplemental verification confirming compliance with Minn. Stat. 
§ 16C.285, subd. 3(7), within 14 days of retaining the additional subcontractors. 

Upon request, the undersigned shall submit to the contracting authority copies of the signed verifications of 
compliance from all subcontractors of any tier and all motor carriers providing for‐hire transportation of materials, 
equipment, or supplies for a project. 

The undersigned understands that a failure to meet or verify compliance with the minimum criteria established for 
a “responsible contractor” as defined in Minn. Stat. § 16C.285, subd. 3, renders a bidder ineligible to be awarded a 
construction contract for the Project or to perform work on the Project. 

The undersigned understands that a false statement under oath verifying compliance with any of the minimum 
criteria shall make the undersigned, ineligible to be awarded a construction project and may result in termination 
of a contract awarded to the undersigned. A contracting authority shall not be liable for declining to award a 
contract or terminating a contract based on a reasonable determination that the contractor failed to verify 
compliance with the minimum criteria or falsely stated that it meets the minimum criteria. 

 

Supplemental Contractor Verification of Compliance ‐ 2016 Sanitary Sewer Rehabilitation   

Authorized Signature of Owner or Officer: 

 

Printed Name: 

 

Title: 

 

Date: 

 

Company Name: 
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SECTION 00516 ‐ RESPONSIBLE CONTRACTOR ‐ SUPPLEMENTAL 

ADDITIONAL SUBCONTRACTORS LIST 
 

PRIME CONTRACTOR TO SUBMIT AS SUBCONTRACTORS ARE ADDED TO THE PROJECT 

PROJECT TITLE:   2016 Sanitary Sewer Rehabilitation 

This form must be submitted to the Project Manager or individual as identified in the solicitation document. 

Minn. Stat. § 16C.285, Subd. 5. … If a prime contractor or any subcontractor retains additional subcontractors on the 
project after submitting its verification of compliance, the prime contractor or subcontractor shall obtain verifications of 
compliance from each additional subcontractor with which it has a direct contractual relationship and shall submit a 
supplemental verification confirming compliance with subdivision 3, clause (7), within 14 days of retaining the additional 
subcontractors. 

ADDITIONAL SUBCONTRACTOR NAMES 
(Legal name of company as registered with the Secretary of State)  

Name of city where company 
home office is located 

   

   

   

   

   

 

Additional Subcontractors List ‐ 2016 Sanitary Sewer Rehabilitation   

By signing this document I certify that I am an owner or officer of the company, and I swear under oath that: 

All additional subcontractors listed on this form have been verified through a signed statement under oath by an owner or officer 
that they meet the minimum criteria to be a responsible contractor as defined in Minn. Stat. § 16C.285. 

 

Authorized Signature of Owner or Officer: 

 

Printed Name: 

 

Title:  Date: 

Company Name: 
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SECTION 00520 ‐ AGREEMENT 
BETWEEN OWNER AND CONTRACTOR 

FOR CONSTRUCTION CONTRACT (STIPULATED PRICE)  

THIS AGREEMENT is by and between    (“Owner”) and

  (“Contractor”).

Owner and Contractor hereby agree as follows:
 

ARTICLE 1 – WORK 

1.01  Contractor shall complete all Work as specified or indicated in the Contract Documents. The Work is generally 
described as follows: 2016 Sanitary Sewer Rehabilitation 

ARTICLE 2 – THE PROJECT 

2.01  The Project, of which the Work under the Contract Documents is a part, is generally described as follows:  

Sanitary Sewer Rehabilitation 

ARTICLE 3 – ENGINEER 

3.01  The part of the Project that pertains to the Work has been designed by Bolton & Menk, Inc. 

3.02  The Owner has retained Bolton & Menk, Inc., to act as Owner’s representative, assume all duties and 
responsibilities, and have the rights and authority assigned to Engineer in the Contract Documents in connection 
with the completion of the Work in accordance with the Contract Documents. 

ARTICLE 4 – CONTRACT TIMES 

4.01  Time of the Essence 

A.  All time limits for Milestones, if any, Substantial Completion, and completion and readiness for final 
payment as stated in the Contract Documents are of the essence of the Contract. 

4.02  Contract Times: Dates 

A.  The Work will be substantially completed on or before November 15, 2016, and completed and ready for 
final payment in accordance with Paragraph 15.06 of the General Conditions on or before November 30, 
2016. 

4.03  Liquidated Damages 

A.  Contractor and Owner recognize that time is of the essence as stated in Paragraph 4.01 above and that 
Owner will suffer financial and other losses if the Work is not completed and Milestones not achieved 
within the times specified in Paragraph 4.02 above, plus any extensions thereof allowed in accordance 
with the Contract. The parties also recognize the delays, expense, and difficulties involved in proving in a 
legal or arbitration proceeding the actual loss suffered by Owner if the Work is not completed on time. 
Accordingly, instead of requiring any such proof, Owner and Contractor agree that as liquidated damages 
for delay (but not as a penalty): 

1.  Substantial Completion: Contractor shall pay Owner $500.00 for each day that expires after the 
time (as duly adjusted pursuant to the Contract) specified in Paragraph 4.02.A above for 
Substantial Completion until the Work is substantially complete. 
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2.  Completion of Remaining Work: After Substantial Completion, if Contractor shall neglect, refuse, 
or fail to complete the remaining Work within the Contract Times (as duly adjusted pursuant to 
the Contract) for completion and readiness for final payment, Contractor shall pay Owner 
$500.00 for each day that expires after such time until the Work is completed and ready for final 
payment. 

3.  Liquidated damages for failing to timely attain Substantial Completion and final completion are 
not additive and will not be imposed concurrently. 

ARTICLE 5 – CONTRACT PRICE 

5.01  Owner shall pay Contractor for completion of the Work in accordance with the Contract Documents the amounts 
that follow, subject to adjustment under the Contract: 

A.  For all Unit Price Work, an amount equal to the sum of the extended prices (established for each 
separately identified item of Unit Price Work by multiplying the unit price times the actual quantity of that 
item) 

B.  For all Work, at the prices stated in Contractor’s Bid, attached hereto as an exhibit. 

C.  The extended prices for Unit Price Work set forth as of the Effective Date of the Contract are based on 
estimated quantities.  As provided in Paragraph 13.03 of the General Conditions, estimated quantities are 
not guaranteed, and determinations of actual quantities and classifications are to be made by Engineer. 

ARTICLE 6 – PAYMENT PROCEDURES 

6.01  Submittal and Processing of Payments 

A.  Contractor shall submit Applications for Payment in accordance with Article 15 of the General Conditions. 
Applications for Payment will be processed by Engineer as provided in the General Conditions. 

6.02  Progress Payments; Retainage 

A.  Owner shall make progress payments on account of the Contract Price on the basis of Contractor’s 
Applications for Payment on or about the 25th day of each month during performance of the Work as 
provided in Paragraph 6.02.A.1 below, provided that such Applications for Payment have been submitted 
in a timely manner and otherwise meet the requirements of the Contract. All such payments will be 
measured by the Schedule of Values established as provided in the General Conditions (and in the case of 
Unit Price Work based on the number of units completed) or, in the event there is no Schedule of Values, 
as provided elsewhere in the Contract. 

1.  Prior to Substantial Completion, progress payments will be made in an amount equal to the 
percentage indicated below but, in each case, less the aggregate of payments previously made 
and less such amounts as Owner may withhold, including but not limited to liquidated damages, 
in accordance with the Contract 

a.  95 percent of Work completed (with the balance being retainage). If the Work has been 
50 percent completed as determined by Engineer, and if the character and progress of 
the Work have been satisfactory to Owner and Engineer, then as long as the character 
and progress of the Work remain satisfactory to Owner and Engineer, there will be no 
additional retainage; and 

b.  No compensation will be paid for materials delivered to the site and not incorporated 
into the work. 

B.  Upon Substantial Completion, Owner shall pay an amount sufficient to increase total payments to 
Contractor to 100 percent of the Work completed, less such amounts set off by Owner pursuant to 
Paragraph 15.01.E of the General Conditions, and less 200 percent of Engineer’s estimate of the value of 
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Work to be completed or corrected as shown on the punch list of items to be completed or corrected 
prior to final payment. 

6.03  Progress Payment to Subcontractors 

A.  For contracts within the State of Minnesota, MN Statute 471.425 Subd. 4a. shall apply. MN Statute 
471.425 Subd. 4a. requires: 

1.  The prime contractor shall pay any subcontractor within ten days of the prime contractor's 
receipt of payment for undisputed services provided by the subcontractor.  

2.  The prime contractor shall pay interest of 1‐1/2 percent per month or any part of a month to the 
subcontractor on any undisputed amount not paid on time to the subcontractor.  

3.  The minimum monthly interest penalty payment for an unpaid balance of $100 or more is $10. 
For an unpaid balance of less than $100, the prime contractor shall pay the actual penalty due to 
the subcontractor.  

4.  A subcontractor who prevails in a civil action to collect interest penalties from a prime contractor 
must be awarded its costs and disbursements, including attorney's fees, incurred in bringing the 
action.” 

6.04  Final Payment 

A.  Upon final completion and acceptance of the Work in accordance with Paragraph 15.06 of the General 
Conditions, Owner shall pay the remainder of the Contract Price as recommended by Engineer as 
provided in said Paragraph 15.06. 

ARTICLE 7 – INTEREST 

7.01  All amounts not paid when due shall bear interest at the rate of 1.5 percent per annum. 

ARTICLE 8 – CONTRACTOR’S REPRESENTATIONS 

8.01  In order to induce Owner to enter into this Contract, Contractor makes the following representations: 

A.  Contractor has examined and carefully studied the Contract Documents, and any data and reference 
items identified in the Contract Documents. 

B.  Contractor has visited the Site, conducted a thorough, alert visual examination of the Site and adjacent 
areas, and become familiar with and is satisfied as to the general, local, and Site conditions that may 
affect cost, progress, and performance of the Work. 

C.  Contractor is familiar with and is satisfied as to all Laws and Regulations that may affect cost, progress, 
and performance of the Work. 

D.  Contractor has carefully studied all: (1) reports of explorations and tests of subsurface conditions at or 
adjacent to the Site and all drawings of physical conditions relating to existing surface or subsurface 
structures at the Site that have been identified in the Supplementary Conditions, if any, especially with 
respect to Technical Data in such reports and drawings, and (2) reports and drawings relating to 
Hazardous Environmental Conditions, if any, at or adjacent to the Site that have been identified in the 
Supplementary Conditions, especially with respect to Technical Data in such reports and drawings. 

E.  Contractor has considered the information known to Contractor itself; information commonly known to 
contractors doing business in the locality of the Site; information and observations obtained from visits to 
the Site; the Contract Documents; and the Site‐related reports and drawings identified in the Contract 
Documents, if any, with respect to the effect of such information, observations, and documents on (1) the 
cost, progress, and performance of the Work; (2) the means, methods, techniques, sequences, and 
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procedures of construction to be employed by Contractor; and (3) Contractor’s safety precautions and 
programs. 

F.  Based on the information and observations referred to in the preceding paragraph, Contractor agrees that 
no further examinations, investigations, explorations, tests, studies, or data are necessary for the 
performance of the Work at the Contract Price, within the Contract Times, and in accordance with the 
other terms and conditions of the Contract. 

G.  Contractor is aware of the general nature of work to be performed by Owner and others at the Site that 
relates to the Work as indicated in the Contract Documents. 

H.  Contractor has given Engineer written notice of all conflicts, errors, ambiguities, or discrepancies that 
Contractor has discovered in the Contract Documents, and the written resolution thereof by Engineer is 
acceptable to Contractor. 

I.  The Contract Documents are generally sufficient to indicate and convey understanding of all terms and 
conditions for performance and furnishing of the Work. 

J.  Contractor’s entry into this Contract constitutes an incontrovertible representation by Contractor that 
without exception all prices in the Agreement are premised upon performing and furnishing the Work 
required by the Contract Documents. 

ARTICLE 9 – CONTRACT DOCUMENTS 

9.01  Contents 

A.  The Contract Documents consist of the following: 

1.  This Agreement (pages 1 to ___, inclusive). 

2.  Performance bond (pages 1 to 3, inclusive). 

3.  Payment bond (pages 1 to 3, inclusive). 

4.  General Conditions (pages 1 to 65, inclusive). 

5.  Supplementary Conditions (pages ___ to ___, inclusive). 

6.  Specifications as listed in the table of contents of the Project Manual. 

7.  Drawings (not attached but incorporated by reference) consisting of ___ sheets with each sheet 
bearing the following general title: ___ [or] the Drawings listed on the attached sheet index. 

8.  Addenda (numbers ___ to ___, inclusive). 

9.  Exhibits to this Agreement (enumerated as follows): 

a.  Contractor’s Bid (pages ___ to ___, inclusive). 

b.  Executed Section 00415 – Responsible Contractor – Proposal Attachment 

c.  Executed Section 00515 ‐ Responsible Contractor – Award Attachment 

10.  The following which may be delivered or issued on or after the Effective Date of the Contract and 
are not attached hereto: 

a.  Notice to Proceed. 

b.  Change Orders. 

B.  The documents listed in Paragraph 9.01.A are attached to this Agreement (except as expressly noted 
otherwise above). 

C.  There are no Contract Documents other than those listed above in this Article 9. 
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D.  The Contract Documents may only be amended, modified, or supplemented as provided in the General 
Conditions. 

ARTICLE 10 – MISCELLANEOUS 

10.01  Terms 

A.  Terms used in this Agreement will have the meanings stated in the General Conditions and the 
Supplementary Conditions. 

10.02  Assignment of Contract 

A.  Unless expressly agreed to elsewhere in the Contract, no assignment by a party hereto of any rights under 
or interests in the Contract will be binding on another party hereto without the written consent of the 
party sought to be bound; and, specifically but without limitation, money that may become due and 
money that is due may not be assigned without such consent (except to the extent that the effect of this 
restriction may be limited by law), and unless specifically stated to the contrary in any written consent to 
an assignment, no assignment will release or discharge the assignor from any duty or responsibility under 
the Contract Documents. 

10.03  Successors and Assigns 

A.  Owner and Contractor each binds itself, its successors, assigns, and legal representatives to the other 
party hereto, its successors, assigns, and legal representatives in respect to all covenants, agreements, 
and obligations contained in the Contract Documents. 

10.04  Severability 

A.  Any provision or part of the Contract Documents held to be void or unenforceable under any Law or 
Regulation shall be deemed stricken, and all remaining provisions shall continue to be valid and binding 
upon Owner and Contractor, who agree that the Contract Documents shall be reformed to replace such 
stricken provision or part thereof with a valid and enforceable provision that comes as close as possible to 
expressing the intention of the stricken provision. 

10.05  Contractor’s Certifications 

A.  Contractor certifies that it has not engaged in corrupt, fraudulent, collusive, or coercive practices in 
competing for or in executing the Contract. For the purposes of this Paragraph 10.05: 

1.  “corrupt practice” means the offering, giving, receiving, or soliciting of anything of value likely to 
influence the action of a public official in the bidding process or in the Contract execution; 

2.  “fraudulent practice” means an intentional misrepresentation of facts made (a) to influence the 
bidding process or the execution of the Contract to the detriment of Owner, (b) to establish Bid 
or Contract prices at artificial non‐competitive levels, or (c) to deprive Owner of the benefits of 
free and open competition; 

3.  “collusive practice” means a scheme or arrangement between two or more Bidders, with or 
without the knowledge of Owner, a purpose of which is to establish Bid prices at artificial, non‐
competitive levels; and 

4.  “coercive practice” means harming or threatening to harm, directly or indirectly, persons or their 
property to influence their participation in the bidding process or affect the execution of the 
Contract. 

10.06  Other Provisions 

A.  Owner stipulates that if the General Conditions that are made a part of this Contract are based on EJCDC® 
C‐700, Standard General Conditions for the Construction Contract, published by the Engineers Joint 
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Contract Documents Committee®, and if Owner is the party that has furnished said General Conditions, 
then Owner has plainly shown all modifications to the standard wording of such published document to 
the Contractor, through a process such as highlighting or “track changes” (redline/strikeout), or in the 
Supplementary Conditions. 
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IN WITNESS WHEREOF, Owner and Contractor have signed this Agreement.  

This Agreement will be effective on __________ (which is the Effective Date of the Contract). 

 

OWNER:    CONTRACTOR: 

City of Windom     

By:      By:   

Title:      Title:   

   
(If Contractor is a corporation, a partnership, or a joint 
venture, attach evidence of authority to sign.)   

Attest:      Attest:   

Title:      Title:   

Address for giving notices:    Address for giving notices: 

     

     

     

    License No.:   

     
(where applicable) 

(If Owner is a corporation, attach evidence of authority 
to sign. If Owner is a public body, attach evidence of 
authority to sign and resolution or other documents 
authorizing execution of this Agreement.) 

NOTE TO USER:  Use in those states or other 
jurisdictions where applicable or required. 

 
 

****END OF SECTION**** 
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 NOTICE TO PROCEED 

Owner:  City of Windom  Owner's Contract No.:   

Contractor:    Contractor’s Project No.:   

Engineer:  Bolton & Menk, Inc.  Engineer's Project No.:  F18.112135 

Project:  2016 Sanitary Sewer Rehabilitation  Contract Name:   

  Effective Date of Contract:   

TO CONTRACTOR: 

 

[_____________________, 20__].  

 

On that date, Contractor shall start performing its obligations under the Contract Documents. No Work shall be done at the 
Site prior to such date. In accordance with the Agreement, [the date of Substantial Completion is 
________________________, and the date of readiness for final payment is_____________________] or [the number of 
days to achieve Substantial Completion is _____________________, and the number of days to achieve readiness for final 
payment is _____________________]. 

 

Before starting any Work at the Site, Contractor must comply with the following:

 

Owner:  City of Windom 

   

Authorized Signature

By:   

Title:   

Date Issued   

 

Copy:  Engineer 
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PERFORMANCE BOND 

CONTRACTOR (name and address):   
 
 
 

SURETY (name and address of principal place of business): 
 
 
 

OWNER (name and address): 
City of Windom, 444 9th Street, Windom, MN  56101‐0038 
 
CONSTRUCTION CONTRACT 
  Effective Date of the Agreement: 
  Amount: 

Description:  2016 Sanitary Sewer Rehabilitation 
 
BOND 
  Bond Number: 
  Date (not earlier than the Effective Date of the Agreement of the Construction Contract): 
  Amount: 
  Modifications to this Bond Form:     None         See Paragraph 16 

 
Surety and Contractor, intending to be legally bound hereby, subject to the terms set forth below, do each cause 
this Performance Bond to be duly executed by an authorized officer, agent, or representative. 
 

CONTRACTOR AS PRINCIPAL 
 

SURETY 

  (seal) 
 

  (seal) 

Contractor’s Name and Corporate Seal  Surety’s Name and Corporate Seal 
 
By:    By:

  Signature  Signature (attach power of attorney) 
   
   

Print Name  Print Name
   
 

Title  Title
   
Attest:    Attest:

  Signature  Signature
   
 

Title  Title
 

 
Notes:  (1) Provide supplemental execution by any additional parties, such as joint ventures. (2) Any singular reference to 
Contractor, Surety, Owner, or other party shall be considered plural where applicable. 
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1.   The  Contractor  and  Surety,  jointly  and  severally,  bind 
themselves, their heirs, executors, administrators, successors, and 
assigns  to  the Owner  for  the  performance  of  the  Construction 
Contract, which is incorporated herein by reference. 

2.   If  the  Contractor  performs  the  Construction  Contract, 
the Surety and the Contractor shall have no obligation under this 
Bond,  except when  applicable  to  participate  in  a  conference  as 
provided in Paragraph 3. 

3.   If  there  is  no  Owner  Default  under  the  Construction 
Contract, the Surety’s obligation under this Bond shall arise after: 

3.1   The Owner  first provides notice  to  the Contractor and 
the  Surety  that  the  Owner  is  considering  declaring  a 
Contractor  Default.  Such  notice  shall  indicate whether  the 
Owner  is  requesting  a  conference  among  the  Owner, 
Contractor,  and  Surety  to  discuss  the  Contractor’s 
performance. If the Owner does not request a conference, the 
Surety may, within five (5) business days after receipt of the 
Owner’s  notice,  request  such  a  conference.  If  the  Surety 
timely requests a conference, the Owner shall attend. Unless 
the Owner agrees otherwise, any conference requested under 
this Paragraph 3.1 shall be held within ten (10) business days 
of the Surety’s receipt of the Owner’s notice. If the Owner, the 
Contractor,  and  the  Surety  agree,  the  Contractor  shall  be 
allowed  a  reasonable  time  to  perform  the  Construction 
Contract, but such an agreement shall not waive the Owner’s 
right, if any, subsequently to declare a Contractor Default;  

3.2  The Owner declares a Contractor Default, terminates the 
Construction Contract and notifies the Surety; and 

3.3  The Owner has agreed to pay the Balance of the Contract 
Price  in  accordance  with  the  terms  of  the  Construction 
Contract to the Surety or to a contractor selected to perform 
the Construction Contract. 

4.   Failure  on  the  part  of  the Owner  to  comply with  the 
notice requirement in Paragraph 3.1 shall not constitute a failure 
to comply with a condition precedent to the Surety’s obligations, 
or release the Surety from its obligations, except to the extent the 
Surety demonstrates actual prejudice. 

5.   When  the  Owner  has  satisfied  the  conditions  of 
Paragraph 3, the Surety shall promptly and at the Surety’s expense 
take one of the following actions: 

5.1   Arrange  for  the  Contractor,  with  the  consent  of  the 
Owner, to perform and complete the Construction Contract; 

5.2   Undertake  to  perform  and  complete  the  Construction 
Contract itself, through its agents or independent contractors; 

5.3   Obtain  bids  or  negotiated  proposals  from  qualified 
contractors  acceptable  to  the  Owner  for  a  contract  for 
performance  and  completion  of  the  Construction  Contract, 
arrange  for a  contract  to be prepared  for execution by  the 
Owner  and  a  contractor  selected  with  the  Owners 
concurrence,  to be secured with performance and payment 

bonds executed by a qualified surety equivalent to the bonds 
issued on  the Construction Contract, and pay  to  the Owner 
the amount of damages as described in Paragraph 7 in excess 
of the Balance of the Contract Price incurred by the Owner as 
a result of the Contractor Default; or 

5.4  Waive  its  right  to  perform  and  complete,  arrange  for 
completion, or obtain a new contractor, and with reasonable 
promptness under the circumstances: 

5.4.1   After investigation, determine the amount for 
which  it may  be  liable  to  the Owner  and,  as  soon  as 
practicable  after  the  amount  is  determined,  make 
payment to the Owner; or 

5.4.2   Deny liability in whole or in part and notify the 
Owner, citing the reasons for denial. 

6.  If the Surety does not proceed as provided in Paragraph 
5 with reasonable promptness, the Surety shall be deemed to be 
in default on  this Bond seven days after  receipt of an additional 
written notice from the Owner to the Surety demanding that the 
Surety perform its obligations under this Bond, and the Owner shall 
be entitled to enforce any remedy available to the Owner.  If the 
Surety  proceeds  as  provided  in  Paragraph  5.4,  and  the  Owner 
refuses the payment or the Surety has denied liability, in whole or 
in  part,  without  further  notice  the  Owner  shall  be  entitled  to 
enforce any remedy available to the Owner. 

7.  If the Surety elects to act under Paragraph 5.1, 5.2, or 5.3, 
then the responsibilities of the Surety to the Owner shall not be 
greater  than  those  of  the  Contractor  under  the  Construction 
Contract, and the responsibilities of the Owner to the Surety shall 
not be greater  than  those of  the Owner under  the Construction 
Contract.  Subject  to  the  commitment  by  the Owner  to  pay  the 
Balance  of  the  Contract  Price,  the  Surety  is  obligated, without 
duplication for: 

7.1  the  responsibilities of  the Contractor  for  correction of 
defective work and completion of the Construction Contract; 

7.2  additional  legal,  design  professional,  and  delay  costs 
resulting  from  the  Contractor’s Default,  and  resulting  from 
the actions or failure to act of the Surety under Paragraph 5; 
and 

7.3  liquidated  damages,  or  if  no  liquidated  damages  are 
specified in the Construction Contract, actual damages caused 
by  delayed  performance  or  non‐performance  of  the 
Contractor. 

8.  If the Surety elects to act under Paragraph 5.1, 5.3, or 5.4, 
the Surety’s liability is limited to the amount of this Bond. 

9.  The Surety shall not be liable to the Owner or others for 
obligations  of  the  Contractor  that  are  unrelated  to  the 
Construction Contract, and the Balance of the Contract Price shall 
not  be  reduced  or  set  off  on  account  of  any  such  unrelated 
obligations. No  right  of  action  shall  accrue  on  this Bond  to  any 
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person  or  entity  other  than  the  Owner  or  its  heirs,  executors, 
administrators, successors, and assigns. 

10.  The Surety hereby waives notice of any change, including 
changes  of  time,  to  the  Construction  Contract  or  to  related 
subcontracts, purchase orders, and other obligations.  

11.  Any proceeding, legal or equitable, under this Bond may 
be instituted in any court of competent jurisdiction in the location 
in which  the work  or  part  of  the work  is  located  and  shall  be 
instituted  within  two  years  after  a  declaration  of  Contractor 
Default or within two years after the Contractor ceased working or 
within  two  years after  the  Surety  refuses or  fails  to perform  its 
obligations  under  this  Bond,  whichever  occurs  first.  If  the 
provisions  of  this  paragraph  are  void  or  prohibited  by  law,  the 
minimum periods of limitations available to sureties as a defense 
in the jurisdiction of the suit shall be applicable. 

12.  Notice to the Surety, the Owner, or the Contractor shall 
be mailed or delivered to the address shown on the page on which 
their signature appears. 

13.  When  this Bond has been  furnished  to  comply with  a 
statutory  or  other  legal  requirement  in  the  location where  the 
construction  was  to  be  performed,  any  provision  in  this  Bond 
conflicting  with  said  statutory  or  legal  requirement  shall  be 
deemed  deleted  herefrom  and  provisions  conforming  to  such 
statutory or other legal requirement shall be deemed incorporated 
herein. When  so  furnished,  the  intent  is  that  this Bond  shall be 
construed as a statutory bond and not as a common law bond. 

14.  Definitions 

14.1 Balance of the Contract Price: The total amount payable 
by  the  Owner  to  the  Contractor  under  the  Construction 
Contract  after  all  proper  adjustments  have  been  made 

including  allowance  for  the  Contractor  for  any  amounts 
received  or  to  be  received  by  the Owner  in  settlement  of 
insurance  or  other  claims  for  damages  to  which  the 
Contractor  is  entitled,  reduced  by  all  valid  and  proper 
payments made to or on behalf of the Contractor under the 
Construction Contract. 

14.2 Construction  Contract:  The  agreement  between  the 
Owner and Contractor identified on the cover page, including 
all Contract Documents and changes made to the agreement 
and the Contract Documents. 

14.3 Contractor Default: Failure of the Contractor, which has 
not  been  remedied  or waived,  to  perform  or  otherwise  to 
comply with a material term of the Construction Contract. 

14.4 Owner Default: Failure of the Owner, which has not been 
remedied or waived, to pay the Contractor as required under 
the  Construction  Contract  or  to  perform  and  complete  or 
comply with  the  other material  terms  of  the  Construction 
Contract. 

14.5 Contract Documents: All  the documents  that  comprise 
the agreement between the Owner and Contractor. 

15.  If  this  Bond  is  issued  for  an  agreement  between  a 
contractor  and  subcontractor,  the  term Contractor  in  this Bond 
shall be deemed to be Subcontractor and the term Owner shall be 
deemed to be Contractor. 

16.  Modifications to this Bond are as follows: 
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PAYMENT BOND  

 

CONTRACTOR (name and address):   

 

 

 

SURETY (name and address of principal place of business): 

 

 

 

OWNER: City of Windom, 444 9th Street, Windom, MN  56101‐0038 

CONSTRUCTION CONTRACT:  

  Effective Date of the Agreement: 
  Amount: 
  Description:  2016 Sanitary Sewer Rehabilitation 

 
BOND 

  Bond Number: 
  Date (not earlier than the Effective Date of the Agreement of the Construction Contract): 
  Amount: 
  Modifications to this Bond Form:     None         See Paragraph 18 

Surety and Contractor, intending to be legally bound hereby, subject to the terms set forth below, do each cause 
this Payment Bond to be duly executed by an authorized officer, agent, or representative. 

CONTRACTOR AS PRINCIPAL 
 

SURETY 

  (seal) 
 

  (seal) 

Contractor’s Name and Corporate Seal  Surety’s Name and Corporate Seal 
 
By:    By:

  Signature  Signature (attach power of attorney) 
   
   

Print Name  Print Name
   
 

Title  Title
   
Attest:    Attest:

  Signature  Signature
   
 

Title  Title
 

 
Notes:  (1) Provide supplemental execution by any additional parties, such as joint venturers. (2) Any singular reference 
to Contractor, Surety, Owner, or other party shall be considered plural where applicable.   
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1.  The  Contractor  and  Surety,  jointly  and  severally,  bind 
themselves,  their  heirs,  executors,  administrators, 
successors,  and  assigns  to  the  Owner  to  pay  for  labor, 
materials,  and  equipment  furnished  for  use  in  the 
performance  of  the  Construction  Contract,  which  is 
incorporated herein by reference, subject to the following 
terms. 

2.  If the Contractor promptly makes payment of all sums due 
to Claimants, and defends, indemnifies, and holds harmless 
the  Owner  from  claims,  demands,  liens,  or  suits  by  any 
person or entity  seeking payment  for  labor, materials, or 
equipment  furnished  for  use  in  the  performance  of  the 
Construction Contract, then the Surety and the Contractor 
shall have no obligation under this Bond. 

3.   If  there  is  no  Owner  Default  under  the  Construction 
Contract,  the Surety’s obligation  to  the Owner under  this 
Bond shall arise after the Owner has promptly notified the 
Contractor  and  the  Surety  (at  the  address  described  in 
Paragraph 13) of claims, demands, liens, or suits against the 
Owner  or  the Owner’s  property  by  any  person  or  entity 
seeking  payment  for  labor,  materials,  or  equipment 
furnished  for use  in  the performance of  the Construction 
Contract, and tendered defense of such claims, demands, 
liens, or suits to the Contractor and the Surety. 

4.  When the Owner has satisfied the conditions in Paragraph 
3,  the  Surety  shall promptly  and  at  the  Surety’s expense 
defend, indemnify, and hold harmless the Owner against a 
duly tendered claim, demand, lien, or suit. 

5.  The Surety’s obligations to a Claimant under this Bond shall 
arise after the following: 

5.1   Claimants who do not have a direct contract with the 
Contractor, 

5.1.1  have  furnished  a  written  notice  of  non‐
payment  to  the  Contractor,  stating  with 
substantial accuracy  the amount claimed and 
the name of the party to whom the materials 
were, or equipment was, furnished or supplied 
or for whom the labor was done or performed, 
within  ninety  (90)  days  after  having  last 
performed labor or last furnished materials or 
equipment included in the Claim; and 

5.1.2  have sent a Claim to the Surety (at the address 
described in Paragraph 13). 

5.2   Claimants  who  are  employed  by  or  have  a  direct 
contract with the Contractor have sent a Claim to the 
Surety (at the address described in Paragraph 13). 

6.  If a notice of non‐payment required by Paragraph 5.1.1  is 
given by the Owner to the Contractor, that  is sufficient to 
satisfy a Claimant’s obligation to furnish a written notice of 
non‐payment under Paragraph 5.1.1. 

7.  When a Claimant has satisfied the conditions of Paragraph 
5.1 or 5.2, whichever is applicable, the Surety shall promptly 
and at the Surety’s expense take the following actions: 

7.1  Send an answer  to  the Claimant, with a  copy  to  the 
Owner, within sixty (60) days after receipt of the Claim, 
stating the amounts that are undisputed and the basis 
for challenging any amounts that are disputed; and 

7.2  Pay  or  arrange  for  payment  of  any  undisputed 
amounts. 

7.3  The Surety’s failure to discharge its obligations under 
Paragraph 7.1 or 7.2 shall not be deemed to constitute 
a waiver  of  defenses  the  Surety  or  Contractor may 
have or acquire as to a Claim, except as to undisputed 
amounts  for  which  the  Surety  and  Claimant  have 
reached  agreement.  If,  however,  the  Surety  fails  to 
discharge  its obligations under Paragraph 7.1 or 7.2, 
the  Surety  shall  indemnify  the  Claimant  for  the 
reasonable  attorney’s  fees  the  Claimant  incurs 
thereafter  to recover any sums  found  to be due and 
owing to the Claimant. 

8.  The Surety’s total obligation shall not exceed the amount of 
this Bond, plus  the amount of  reasonable attorney’s  fees 
provided under Paragraph 7.3, and the amount of this Bond 
shall be credited for any payments made  in good faith by 
the Surety. 

9.   Amounts owed by the Owner to the Contractor under the 
Construction Contract shall be used for the performance of 
the  Construction  Contract  and  to  satisfy  claims,  if  any, 
under  any  construction  performance  bond.  By  the 
Contractor furnishing and the Owner accepting this Bond, 
they agree  that all  funds earned by  the Contractor  in  the 
performance of the Construction Contract are dedicated to 
satisfy obligations of the Contractor and Surety under this 
Bond, subject to the Owner’s priority to use the funds for 
the completion of the work. 

10.  The Surety shall not be  liable to the Owner, Claimants, or 
others for obligations of the Contractor that are unrelated 
to the Construction Contract. The Owner shall not be liable 
for the payment of any costs or expenses of any Claimant 
under  this  Bond,  and  shall  have  under  this  Bond  no 
obligation to make payments to or give notice on behalf of 
Claimants, or otherwise have any obligations to Claimants 
under this Bond. 

11.  The Surety hereby waives notice of any change,  including 
changes of time, to the Construction Contract or to related 
subcontracts, purchase orders, and other obligations. 

12.  No suit or action shall be commenced by a Claimant under 
this Bond other than in a court of competent jurisdiction in 
the  state  in which  the  project  that  is  the  subject  of  the 
Construction Contract  is  located or after the expiration of 
one year  from  the date  (1) on which  the Claimant sent a 
Claim to the Surety pursuant to Paragraph 5.1.2 or 5.2, or 
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(2)  on which  the  last  labor  or  service was  performed  by 
anyone or the last materials or equipment were furnished 
by anyone under the Construction Contract, whichever of 
(1) or (2) first occurs. If the provisions of this paragraph are 
void or prohibited by law, the minimum period of limitation 
available to sureties as a defense in the jurisdiction of the 
suit shall be applicable. 

13.  Notice  and  Claims  to  the  Surety,  the  Owner,  or  the 
Contractor  shall  be  mailed  or  delivered  to  the  address 
shown on the page on which their signature appears. Actual 
receipt of notice or Claims, however accomplished, shall be 
sufficient compliance as of the date received. 

14.  When  this  Bond  has  been  furnished  to  comply  with  a 
statutory or other legal requirement in the location where 
the construction was to be performed, any provision in this 
Bond  conflicting with  said  statutory or  legal  requirement 
shall  be  deemed  deleted  here  from  and  provisions 
conforming  to  such  statutory  or  other  legal  requirement 
shall be deemed  incorporated herein. When so furnished, 
the intent is that this Bond shall be construed as a statutory 
bond and not as a common law bond. 

15.  Upon  requests by any person or entity appearing  to be a 
potential  beneficiary  of  this  Bond,  the  Contractor  and 
Owner shall promptly  furnish a copy of  this Bond or shall 
permit a copy to be made. 

16.  Definitions 

16.1 Claim: A written statement by the Claimant including 
at a minimum: 

1.   The name of the Claimant; 
2.   The name of the person for whom the labor was 

done, or materials or equipment furnished;  
3.  A  copy  of  the  agreement  or  purchase  order 

pursuant to which labor, materials, or equipment 
was furnished for use in the performance of the 
Construction Contract; 

4.   A  brief  description  of  the  labor,  materials,  or 
equipment furnished; 

5.   The date on which  the Claimant  last performed 
labor or last furnished materials or equipment for 
use  in  the  performance  of  the  Construction 
Contract; 

6.  The  total  amount  earned  by  the  Claimant  for 
labor, materials, or equipment furnished as of the 
date of the Claim; 

7.  The total amount of previous payments received 
by the Claimant; and 

8.  The total amount due and unpaid to the Claimant 
for labor, materials, or equipment furnished as of 
the date of the Claim. 

16.2 Claimant:  An  individual  or  entity  having  a  direct 
contract with the Contractor or with a subcontractor 
of  the  Contractor  to  furnish  labor,  materials,  or 
equipment  for  use  in  the  performance  of  the 
Construction  Contract.  The  term  Claimant  also 
includes  any  individual  or  entity  that  has  rightfully 
asserted a claim under an applicable mechanic’s lien or 
similar  statute against  the  real property upon which 
the Project is located. The intent of this Bond shall be 
to  include without  limitation  in  the  terms of  “labor, 
materials, or equipment” that part of the water, gas, 
power, light, heat, oil, gasoline, telephone service, or 
rental equipment used  in  the Construction Contract, 
architectural  and  engineering  services  required  for 
performance of  the work of  the Contractor  and  the 
Contractor’s  subcontractors,  and  all  other  items  for 
which  a  mechanic’s  lien  may  be  asserted  in  the 
jurisdiction where the  labor, materials, or equipment 
were furnished. 

16.3 Construction  Contract:  The  agreement between  the 
Owner and Contractor  identified on  the  cover page, 
including  all  Contract  Documents  and  all  changes 
made to the agreement and the Contract Documents. 

16.4 Owner Default: Failure of  the Owner, which has not 
been  remedied or waived,  to  pay  the  Contractor  as 
required  under  the  Construction  Contract  or  to 
perform  and  complete  or  comply  with  the  other 
material terms of the Construction Contract. 

16.5 Contract Documents: All the documents that comprise 
the agreement between the Owner and Contractor. 

17.   If  this  Bond  is  issued  for  an  agreement  between  a 
contractor and subcontractor,  the  term Contractor  in  this 
Bond  shall be deemed  to be Subcontractor and  the  term 
Owner shall be deemed to be Contractor. 

18. Modifications to this Bond are as follows: 
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ARTICLE 1 – DEFINITIONS AND TERMINOLOGY 

1.01 Defined Terms 

A. Wherever used in the Bidding Requirements or Contract Documents, a term printed with 
initial capital letters, including the term’s singular and plural forms, will have the meaning 
indicated in the definitions below. In addition to terms specifically defined, terms with 
initial capital letters in the Contract Documents include references to identified articles and 
paragraphs, and the titles of other documents or forms. 

1. Addenda—Written or graphic instruments issued prior to the opening of Bids which 
clarify, correct, or change the Bidding Requirements or the proposed Contract 
Documents. 

2. Agreement—The written instrument, executed by Owner and Contractor, that sets 
forth the Contract Price and Contract Times, identifies the parties and the Engineer, 
and designates the specific items that are Contract Documents. 

3. Application for Payment—The form acceptable to Engineer which is to be used by 
Contractor during the course of the Work in requesting progress or final payments and 
which is to be accompanied by such supporting documentation as is required by the 
Contract Documents. 

4. Bid—The offer of a Bidder submitted on the prescribed form setting forth the prices 
for the Work to be performed. 

5. Bidder—An individual or entity that submits a Bid to Owner. 

6. Bidding Documents—The Bidding Requirements, the proposed Contract Documents, 
and all Addenda. 

7. Bidding Requirements—The advertisement or invitation to bid, Instructions to Bidders, 
Bid Bond or other Bid security, if any, the Bid Form, and the Bid with any attachments. 

8. Change Order—A document which is signed by Contractor and Owner and authorizes 
an addition, deletion, or revision in the Work or an adjustment in the Contract Price or 
the Contract Times, or other revision to the Contract, issued on or after the Effective 
Date of the Contract. 

9. Change Proposal—A written request by Contractor, duly submitted in compliance with 
the procedural requirements set forth herein, seeking an adjustment in Contract Price 
or Contract Times, or both; contesting an initial decision by Engineer concerning the 
requirements of the Contract Documents or the acceptability of Work under the 
Contract Documents; challenging a set-off against payments due; or seeking other 
relief with respect to the terms of the Contract. 

10. Claim—(a) A demand or assertion by Owner directly to Contractor, duly submitted in 
compliance with the procedural requirements set forth herein: seeking an adjustment 
of Contract Price or Contract Times, or both; contesting an initial decision by Engineer 
concerning the requirements of the Contract Documents or the acceptability of Work 
under the Contract Documents; contesting Engineer’s decision regarding a Change 
Proposal; seeking resolution of a contractual issue that Engineer has declined to 
address; or seeking other relief with respect to the terms of the Contract; or (b) a 
demand or assertion by Contractor directly to Owner, duly submitted in compliance 
with the procedural requirements set forth herein, contesting Engineer’s decision 
regarding a Change Proposal; or seeking resolution of a contractual issue that Engineer 
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has declined to address. A demand for money or services by a third party is not a 
Claim. 

11. Constituent of Concern—Asbestos, petroleum, radioactive materials, polychlorinated 
biphenyls (PCBs), hazardous waste, and any substance, product, waste, or other 
material of any nature whatsoever that is or becomes listed, regulated, or addressed 
pursuant to (a) the Comprehensive Environmental Response, Compensation and 
Liability Act, 42 U.S.C. §§9601 et seq. (“CERCLA”); (b) the Hazardous Materials 
Transportation Act, 49 U.S.C. §§5501 et seq.; (c) the Resource Conservation and 
Recovery Act, 42 U.S.C. §§6901 et seq. (“RCRA”); (d) the Toxic Substances Control Act, 
15 U.S.C. §§2601 et seq.; (e) the Clean Water Act, 33 U.S.C. §§1251 et seq.; (f) the 
Clean Air Act, 42 U.S.C. §§7401 et seq.; or (g) any other federal, state, or local statute, 
law, rule, regulation, ordinance, resolution, code, order, or decree regulating, relating 
to, or imposing liability or standards of conduct concerning, any hazardous, toxic, or 
dangerous waste, substance, or material. 

12. Contract—The entire and integrated written contract between the Owner and 
Contractor concerning the Work. 

13. Contract Documents—Those items so designated in the Agreement, and which 
together comprise the Contract. 

14. Contract Price—The money that Owner has agreed to pay Contractor for completion 
of the Work in accordance with the Contract Documents. . 

15. Contract Times—The number of days or the dates by which Contractor shall: (a) 
achieve Milestones, if any; (b) achieve Substantial Completion; and (c) complete the 
Work. 

16. Contractor—The individual or entity with which Owner has contracted for 
performance of the Work. 

17. Cost of the Work—See Paragraph 13.01 for definition. 

18. Drawings—The part of the Contract that graphically shows the scope, extent, and 
character of the Work to be performed by Contractor. 

19. Effective Date of the Contract—The date, indicated in the Agreement, on which the 
Contract becomes effective. 

20. Engineer—The individual or entity named as such in the Agreement. 

21. Field Order—A written order issued by Engineer which requires minor changes in the 
Work but does not change the Contract Price or the Contract Times. 

22. Hazardous Environmental Condition—The presence at the Site of Constituents of 
Concern in such quantities or circumstances that may present a danger to persons or 
property exposed thereto.  The presence at the Site of materials that are necessary for 
the execution of the Work, or that are to be incorporated in the Work, and that are 
controlled and contained pursuant to industry practices, Laws and Regulations, and 
the requirements of the Contract, does not establish a Hazardous Environmental 
Condition. 

23. Laws and Regulations; Laws or Regulations—Any and all applicable laws, statutes, 
rules, regulations, ordinances, codes, and orders of any and all governmental bodies, 
agencies, authorities, and courts having jurisdiction. 
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24. Liens—Charges, security interests, or encumbrances upon Contract-related funds, real 
property, or personal property. 

25. Milestone—A principal event in the performance of the Work that the Contract 
requires Contractor to achieve by an intermediate completion date or by a time prior 
to Substantial Completion of all the Work. 

26. Notice of Award—The written notice by Owner to a Bidder of Owner’s acceptance of 
the Bid. 

27. Notice to Proceed—A written notice by Owner to Contractor fixing the date on which 
the Contract Times will commence to run and on which Contractor shall start to 
perform the Work. 

28. Owner—The individual or entity with which Contractor has contracted regarding the 
Work, and which has agreed to pay Contractor for the performance of the Work, 
pursuant to the terms of the Contract. 

29. Progress Schedule—A schedule, prepared and maintained by Contractor, describing 
the sequence and duration of the activities comprising the Contractor’s plan to 
accomplish the Work within the Contract Times. 

30. Project—The total undertaking to be accomplished for Owner by engineers, 
contractors, and others, including planning, study, design, construction, testing, 
commissioning, and start-up, and of which the Work to be performed under the 
Contract Documents is a part. 

31. Project Manual—The written documents prepared for, or made available for, 
procuring and constructing the Work, including but not limited to the Bidding 
Documents or other construction procurement documents, geotechnical and existing 
conditions information, the Agreement, bond forms, General Conditions, 
Supplementary Conditions, and Specifications. The contents of the Project Manual 
may be bound in one or more volumes. 

32. Resident Project Representative—The authorized representative of Engineer assigned 
to assist Engineer at the Site. As used herein, the term Resident Project Representative 
or “RPR” includes any assistants or field staff of Resident Project Representative. 

33. Samples—Physical examples of materials, equipment, or workmanship that are 
representative of some portion of the Work and that establish the standards by which 
such portion of the Work will be judged. 

34. Schedule of Submittals—A schedule, prepared and maintained by Contractor, of 
required submittals and the time requirements for Engineer’s review of the submittals 
and the performance of related construction activities. 

35. Schedule of Values—A schedule, prepared and maintained by Contractor, allocating 
portions of the Contract Price to various portions of the Work and used as the basis for 
reviewing Contractor’s Applications for Payment. 

36. Shop Drawings—All drawings, diagrams, illustrations, schedules, and other data or 
information that are specifically prepared or assembled by or for Contractor and 
submitted by Contractor to illustrate some portion of the Work.  Shop Drawings, 
whether approved or not, are not Drawings and are not Contract Documents. 
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37. Site—Lands or areas indicated in the Contract Documents as being furnished by Owner 
upon which the Work is to be performed, including rights-of-way and easements, and 
such other lands furnished by Owner which are designated for the use of Contractor. 

38. Specifications—The part of the Contract that consists of written requirements for 
materials, equipment, systems, standards, and workmanship as applied to the Work, 
and certain administrative requirements and procedural matters applicable to the 
Work. 

39. Subcontractor—An individual or entity having a direct contract with Contractor or with 
any other Subcontractor for the performance of a part of the Work. 

40. Substantial Completion—The time at which the Work (or a specified part thereof) has 
progressed to the point where, in the opinion of Engineer, the Work (or a specified 
part thereof) is sufficiently complete, in accordance with the Contract Documents, so 
that the Work (or a specified part thereof) can be utilized for the purposes for which it 
is intended. The terms “substantially complete” and “substantially completed” as 
applied to all or part of the Work refer to Substantial Completion thereof. 

41. Successful Bidder—The Bidder whose Bid the Owner accepts, and to which the Owner 
makes an award of contract, subject to stated conditions. 

42. Supplementary Conditions—The part of the Contract that amends or supplements 
these General Conditions. 

43. Supplier—A manufacturer, fabricator, supplier, distributor, materialman, or vendor 
having a direct contract with Contractor or with any Subcontractor to furnish materials 
or equipment to be incorporated in the Work by Contractor or a Subcontractor. 

44. Technical Data—Those items expressly identified as Technical Data in the 
Supplementary Conditions, with respect to either (a) subsurface conditions at the Site, 
or physical conditions relating to existing surface or subsurface structures at the Site 
(except Underground Facilities) or (b) Hazardous Environmental Conditions at the Site. 
If no such express identifications of Technical Data have been made with respect to 
conditions at the Site, then the data contained in boring logs, recorded measurements 
of subsurface water levels, laboratory test results, and other factual, objective 
information regarding conditions at the Site that are set forth in any geotechnical or 
environmental report prepared for the Project and made available to Contractor are 
hereby defined as Technical Data with respect to conditions at the Site under 
Paragraphs 5.03, 5.04, and 5.06. 

45. Underground Facilities—All underground pipelines, conduits, ducts, cables, wires, 
manholes, vaults, tanks, tunnels, or other such facilities or attachments, and any 
encasements containing such facilities, including but not limited to those that convey 
electricity, gases, steam, liquid petroleum products, telephone or other 
communications, fiber optic transmissions, cable television, water, wastewater, storm 
water, other liquids or chemicals, or traffic or other control systems. 

46. Unit Price Work—Work to be paid for on the basis of unit prices. 

47. Work—The entire construction or the various separately identifiable parts thereof 
required to be provided under the Contract Documents. Work includes and is the 
result of performing or providing all labor, services, and documentation necessary to 
produce such construction; furnishing, installing, and incorporating all materials and 
equipment into such construction; and may include related services such as testing, 
start-up, and commissioning, all as required by the Contract Documents. 
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48. Work Change Directive—A written directive to Contractor issued on or after the 
Effective Date of the Contract, signed by Owner and recommended by Engineer, 
ordering an addition, deletion, or revision in the Work. 

1.02 Terminology 

A. The words and terms discussed in the following paragraphs are not defined but, when used 
in the Bidding Requirements or Contract Documents, have the indicated meaning. 

B. Intent of Certain Terms or Adjectives: 

1. The Contract Documents include the terms “as allowed,” “as approved,” “as ordered,” 
“as directed” or terms of like effect or import to authorize an exercise of professional 
judgment by Engineer. In addition, the adjectives “reasonable,” “suitable,” 
“acceptable,” “proper,” “satisfactory,” or adjectives of like effect or import are used to 
describe an action or determination of Engineer as to the Work. It is intended that 
such exercise of professional judgment, action, or determination will be solely to 
evaluate, in general, the Work for compliance with the information in the Contract 
Documents and with the design concept of the Project as a functioning whole as 
shown or indicated in the Contract Documents (unless there is a specific statement 
indicating otherwise). The use of any such term or adjective is not intended to and 
shall not be effective to assign to Engineer any duty or authority to supervise or direct 
the performance of the Work, or any duty or authority to undertake responsibility 
contrary to the provisions of Article 10 or any other provision of the Contract 
Documents. 

C. Day: 

1. The word “day” means a calendar day of 24 hours measured from midnight to the next 
midnight. 

D. Defective: 

1. The word “defective,” when modifying the word “Work,” refers to Work that is 
unsatisfactory, faulty, or deficient in that it: 

a. does not conform to the Contract Documents; or 

b. does not meet the requirements of any applicable inspection, reference standard, 
test, or approval referred to in the Contract Documents; or 

c. has been damaged prior to Engineer’s recommendation of final payment (unless 
responsibility for the protection thereof has been assumed by Owner at 
Substantial Completion in accordance with Paragraph 15.03 or 15.04). 

E. Furnish, Install, Perform, Provide: 

1. The word “furnish,” when used in connection with services, materials, or equipment, 
shall mean to supply and deliver said services, materials, or equipment to the Site (or 
some other specified location) ready for use or installation and in usable or operable 
condition. 

2. The word “install,” when used in connection with services, materials, or equipment, 
shall mean to put into use or place in final position said services, materials, or 
equipment complete and ready for intended use. 
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3. The words “perform” or “provide,” when used in connection with services, materials, 
or equipment, shall mean to furnish and install said services, materials, or equipment 
complete and ready for intended use. 

4. If the Contract Documents establish an obligation of Contractor with respect to 
specific services, materials, or equipment, but do not expressly use any of the four 
words “furnish,” “install,” “perform,” or “provide,” then Contractor shall furnish and 
install said services, materials, or equipment complete and ready for intended use. 

F. Unless stated otherwise in the Contract Documents, words or phrases that have a well-
known technical or construction industry or trade meaning are used in the Contract 
Documents in accordance with such recognized meaning. 

ARTICLE 2 – PRELIMINARY MATTERS 

2.01 Delivery of Bonds and Evidence of Insurance 

A. Bonds: When Contractor delivers the executed counterparts of the Agreement to Owner, 
Contractor shall also deliver to Owner such bonds as Contractor may be required to furnish. 

B. Evidence of Contractor’s Insurance: When Contractor delivers the executed counterparts of 
the Agreement to Owner, Contractor shall also deliver to Owner, with copies to each 
named insured and additional insured (as identified in the Supplementary Conditions or 
elsewhere in the Contract), the certificates and other evidence of insurance required to be 
provided by Contractor in accordance with Article 6. 

C. Evidence of Owner’s Insurance: After receipt of the executed counterparts of the 
Agreement and all required bonds and insurance documentation, Owner shall promptly 
deliver to Contractor, with copies to each named insured and additional insured (as 
identified in the Supplementary Conditions or otherwise), the certificates and other 
evidence of insurance required to be provided by Owner under Article 6. 

2.02 Copies of Documents 

A. Owner shall furnish to Contractor four printed copies of the Contract (including one fully 
executed counterpart of the Agreement), and one copy in electronic portable document 
format (PDF). Additional printed copies will be furnished upon request at the cost of 
reproduction. 

B. Owner shall maintain and safeguard at least one original printed record version of the 
Contract, including Drawings and Specifications signed and sealed by Engineer and other 
design professionals.  Owner shall make such original printed record version of the Contract 
available to Contractor for review. Owner may delegate the responsibilities under this 
provision to Engineer. 

2.03   Before Starting Construction 

A. Preliminary Schedules: Within 10 days after the Effective Date of the Contract (or as 
otherwise specifically required by the Contract Documents), Contractor shall submit to 
Engineer for timely review: 

1. a preliminary Progress Schedule indicating the times (numbers of days or dates) for 
starting and completing the various stages of the Work, including any Milestones 
specified in the Contract; 

2. a preliminary Schedule of Submittals; and 
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3. a preliminary Schedule of Values for all of the Work which includes quantities and 
prices of items which when added together equal the Contract Price and subdivides 
the Work into component parts in sufficient detail to serve as the basis for progress 
payments during performance of the Work. Such prices will include an appropriate 
amount of overhead and profit applicable to each item of Work. 

2.04 Preconstruction Conference; Designation of Authorized Representatives 

A. Before any Work at the Site is started, a conference attended by Owner, Contractor, 
Engineer, and others as appropriate will be held to establish a working understanding 
among the parties as to the Work and to discuss the schedules referred to in Paragraph 
2.03.A, procedures for handling Shop Drawings, Samples, and other submittals, processing 
Applications for Payment, electronic or digital transmittals, and maintaining required 
records. 

B. At this conference Owner and Contractor each shall designate, in writing, a specific 
individual to act as its authorized representative with respect to the services and 
responsibilities under the Contract.  Such individuals shall have the authority to transmit 
and receive information, render decisions relative to the Contract, and otherwise act on 
behalf of each respective party. 

2.05 Initial Acceptance of Schedules 

A. At least 10 days before submission of the first Application for Payment a conference, 
attended by Contractor, Engineer, and others as appropriate, will be held to review for 
acceptability to Engineer as provided below the schedules submitted in accordance with 
Paragraph 2.03.A. Contractor shall have an additional 10 days to make corrections and 
adjustments and to complete and resubmit the schedules. No progress payment shall be 
made to Contractor until acceptable schedules are submitted to Engineer. 

1. The Progress Schedule will be acceptable to Engineer if it provides an orderly 
progression of the Work to completion within the Contract Times. Such acceptance 
will not impose on Engineer responsibility for the Progress Schedule, for sequencing, 
scheduling, or progress of the Work, nor interfere with or relieve Contractor from 
Contractor’s full responsibility therefor. 

2. Contractor’s Schedule of Submittals will be acceptable to Engineer if it provides a 
workable arrangement for reviewing and processing the required submittals. 

3. Contractor’s Schedule of Values will be acceptable to Engineer as to form and 
substance if it provides a reasonable allocation of the Contract Price to the component 
parts of the Work. 

2.06 Electronic Transmittals 

A. Except as otherwise stated elsewhere in the Contract, the Owner, Engineer, and Contractor 
may transmit, and shall accept, Project-related correspondence, text, data, documents, 
drawings, information, and graphics, including but not limited to Shop Drawings and other 
submittals, in electronic media or digital format, either directly, or through access to a 
secure Project website. 

B. If the Contract does not establish protocols for electronic or digital transmittals, then 
Owner, Engineer, and Contractor shall jointly develop such protocols. 

C. When transmitting items in electronic media or digital format, the transmitting party makes 
no representations as to long term compatibility, usability, or readability of the items 
resulting from the recipient’s use of software application packages, operating systems, or 
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computer hardware differing from those used in the drafting or transmittal of the items, or 
from those established in applicable transmittal protocols. 

ARTICLE 3 – DOCUMENTS: INTENT, REQUIREMENTS, REUSE 

3.01 Intent 

A. The Contract Documents are complementary; what is required by one is as binding as if 
required by all. 

B. It is the intent of the Contract Documents to describe a functionally complete project (or 
part thereof) to be constructed in accordance with the Contract Documents. 

C. Unless otherwise stated in the Contract Documents, if there is a discrepancy between the 
electronic or digital versions of the Contract Documents (including any printed copies 
derived from such electronic or digital versions) and the printed record version, the printed 
record version shall govern. 

D. The Contract supersedes prior negotiations, representations, and agreements, whether 
written or oral. 

E. Engineer will issue clarifications and interpretations of the Contract Documents as provided 
herein. 

3.02 Reference Standards 

A. Standards Specifications, Codes, Laws and Regulations 

1. Reference in the Contract Documents to standard specifications, manuals, reference 
standards, or codes of any technical society, organization, or association, or to Laws or 
Regulations, whether such reference be specific or by implication, shall mean the 
standard specification, manual, reference standard, code, or Laws or Regulations in 
effect at the time of opening of Bids (or on the Effective Date of the Contract if there 
were no Bids), except as may be otherwise specifically stated in the Contract 
Documents. 

2. No provision of any such standard specification, manual, reference standard, or code, 
or any instruction of a Supplier, shall be effective to change the duties or 
responsibilities of Owner, Contractor, or Engineer, or any of their subcontractors, 
consultants, agents, or employees, from those set forth in the part of the Contract 
Documents prepared by or for Engineer. No such provision or instruction shall be 
effective to assign to Owner, Engineer, or any of their officers, directors, members, 
partners, employees, agents, consultants, or subcontractors, any duty or authority to 
supervise or direct the performance of the Work or any duty or authority to undertake 
responsibility inconsistent with the provisions of the part of the Contract Documents 
prepared by or for Engineer. 

3.03 Reporting and Resolving Discrepancies 

A. Reporting Discrepancies: 

1. Contractor’s Verification of Figures and Field Measurements: Before undertaking each 
part of the Work, Contractor shall carefully study the Contract Documents, and check 
and verify pertinent figures and dimensions therein, particularly with respect to 
applicable field measurements. Contractor shall promptly report in writing to Engineer 
any conflict, error, ambiguity, or discrepancy that Contractor discovers, or has actual 
knowledge of, and shall not proceed with any Work affected thereby until the conflict, 
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error, ambiguity, or discrepancy is resolved, by a clarification or interpretation by 
Engineer, or by an amendment or supplement to the Contract Documents issued 
pursuant to Paragraph 11.01. 

2. Contractor’s Review of Contract Documents: If, before or during the performance of 
the Work, Contractor discovers any conflict, error, ambiguity, or discrepancy within 
the Contract Documents, or between the Contract Documents and (a) any applicable 
Law or Regulation, (b) actual field conditions, (c) any standard specification, manual, 
reference standard, or code, or (d) any instruction of any Supplier, then Contractor 
shall promptly report it to Engineer in writing. Contractor shall not proceed with the 
Work affected thereby (except in an emergency as required by Paragraph 7.15) until 
the conflict, error, ambiguity, or discrepancy is resolved, by a clarification or 
interpretation by Engineer, or by an amendment or supplement to the Contract 
Documents issued pursuant to Paragraph 11.01. 

3. Contractor shall not be liable to Owner or Engineer for failure to report any conflict, 
error, ambiguity, or discrepancy in the Contract Documents unless Contractor had 
actual knowledge thereof. 

B. Resolving Discrepancies: 

1. Except as may be otherwise specifically stated in the Contract Documents, the 
provisions of the part of the Contract Documents prepared by or for Engineer shall 
take precedence in resolving any conflict, error, ambiguity, or discrepancy between 
such provisions of the Contract Documents and: 

a. the provisions of any standard specification, manual, reference standard, or code, 
or the instruction of any Supplier (whether or not specifically incorporated by 
reference as a Contract Document); or 

b. the provisions of any Laws or Regulations applicable to the performance of the 
Work (unless such an interpretation of the provisions of the Contract Documents 
would result in violation of such Law or Regulation). 

3.04 Requirements of the Contract Documents 

A. During the performance of the Work and until final payment, Contractor and Owner shall 
submit to the Engineer all matters in question concerning the requirements of the Contract 
Documents (sometimes referred to as requests for information or interpretation—RFIs), or 
relating to the acceptability of the Work under the Contract Documents, as soon as possible 
after such matters arise. Engineer will be the initial interpreter of the requirements of the 
Contract Documents, and judge of the acceptability of the Work thereunder. 

B. Engineer will, with reasonable promptness, render a written clarification, interpretation, or 
decision on the issue submitted, or initiate an amendment or supplement to the Contract 
Documents. Engineer’s written clarification, interpretation, or decision will be final and 
binding on Contractor, unless it appeals by submitting a Change Proposal, and on Owner, 
unless it appeals by filing a Claim. 

C. If a submitted matter in question concerns terms and conditions of the Contract 
Documents that do not involve (1) the performance or acceptability of the Work under the 
Contract Documents, (2) the design (as set forth in the Drawings, Specifications, or 
otherwise), or (3) other engineering or technical matters, then Engineer will promptly give 
written notice to Owner and Contractor that Engineer is unable to provide a decision or 
interpretation. If Owner and Contractor are unable to agree on resolution of such a matter 
in question, either party may pursue resolution as provided in Article 12. 
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3.05 Reuse of Documents 

A. Contractor and its Subcontractors and Suppliers shall not: 

1. have or acquire any title to or ownership rights in any of the Drawings, Specifications, 
or other documents (or copies of any thereof) prepared by or bearing the seal of 
Engineer or its consultants, including electronic media editions, or reuse any such 
Drawings, Specifications, other documents, or copies thereof on extensions of the 
Project or any other project without written consent of Owner and Engineer and 
specific written verification or adaptation by Engineer; or 

2. have or acquire any title or ownership rights in any other Contract Documents, reuse 
any such Contract Documents for any purpose without Owner’s express written 
consent, or violate any copyrights pertaining to such Contract Documents. 

B. The prohibitions of this Paragraph 3.05 will survive final payment, or termination of the 
Contract. Nothing herein shall preclude Contractor from retaining copies of the Contract 
Documents for record purposes. 

ARTICLE 4 – COMMENCEMENT AND PROGRESS OF THE WORK 

4.01 Commencement of Contract Times; Notice to Proceed 

A. The Contract Times will commence to run on the thirtieth day after the Effective Date of 
the Contract or, if a Notice to Proceed is given, on the day indicated in the Notice to 
Proceed. A Notice to Proceed may be given at any time within 30 days after the Effective 
Date of the Contract. In no event will the Contract Times commence to run later than the 
sixtieth day after the day of Bid opening or the thirtieth day after the Effective Date of the 
Contract, whichever date is earlier. 

4.02 Starting the Work 

A. Contractor shall start to perform the Work on the date when the Contract Times 
commence to run. No Work shall be done at the Site prior to such date. 

4.03 Reference Points 

A. Owner shall provide engineering surveys to establish reference points for construction 
which in Engineer’s judgment are necessary to enable Contractor to proceed with the 
Work. Contractor shall be responsible for laying out the Work, shall protect and preserve 
the established reference points and property monuments, and shall make no changes or 
relocations without the prior written approval of Owner. Contractor shall report to 
Engineer whenever any reference point or property monument is lost or destroyed or 
requires relocation because of necessary changes in grades or locations, and shall be 
responsible for the accurate replacement or relocation of such reference points or property 
monuments by professionally qualified personnel. 

4.04 Progress Schedule 

A. Contractor shall adhere to the Progress Schedule established in accordance with Paragraph 
2.05 as it may be adjusted from time to time as provided below. 

1. Contractor shall submit to Engineer for acceptance (to the extent indicated in 
Paragraph 2.05) proposed adjustments in the Progress Schedule that will not result in 
changing the Contract Times. 
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2. Proposed adjustments in the Progress Schedule that will change the Contract Times 
shall be submitted in accordance with the requirements of Article 11. 

B. Contractor shall carry on the Work and adhere to the Progress Schedule during all disputes 
or disagreements with Owner. No Work shall be delayed or postponed pending resolution 
of any disputes or disagreements, or during any appeal process, except as permitted by 
Paragraph 16.04, or as Owner and Contractor may otherwise agree in writing. 

4.05 Delays in Contractor’s Progress 

A. If Owner, Engineer, or anyone for whom Owner is responsible, delays, disrupts, or 
interferes with the performance or progress of the Work, then Contractor shall be entitled 
to an equitable adjustment in the Contract Times and Contract Price. Contractor’s 
entitlement to an adjustment of the Contract Times is conditioned on such adjustment 
being essential to Contractor’s ability to complete the Work within the Contract Times. 

B. Contractor shall not be entitled to an adjustment in Contract Price or Contract Times for 
delay, disruption, or interference caused by or within the control of Contractor. Delay, 
disruption, and interference attributable to and within the control of a Subcontractor or 
Supplier shall be deemed to be within the control of Contractor. 

C. If Contractor’s performance or progress is delayed, disrupted, or interfered with by 
unanticipated causes not the fault of and beyond the control of Owner, Contractor, and 
those for which they are responsible, then Contractor shall be entitled to an equitable 
adjustment in Contract Times. Contractor’s entitlement to an adjustment of the Contract 
Times is conditioned on such adjustment being essential to Contractor’s ability to complete 
the Work within the Contract Times. Such an adjustment shall be Contractor’s sole and 
exclusive remedy for the delays, disruption, and interference described in this paragraph. 
Causes of delay, disruption, or interference that may give rise to an adjustment in Contract 
Times under this paragraph include but are not limited to the following: 

1. severe and unavoidable natural catastrophes such as fires, floods, epidemics, and 
earthquakes; 

2. abnormal weather conditions; 

3. acts or failures to act of utility owners (other than those performing other work at or 
adjacent to the Site by arrangement with the Owner, as contemplated in Article 8); 
and 

4. acts of war or terrorism. 

D. Delays, disruption, and interference to the performance or progress of the Work resulting 
from the existence of a differing subsurface or physical condition, an Underground Facility 
that was not shown or indicated by the Contract Documents, or not shown or indicated 
with reasonable accuracy, and those resulting from Hazardous Environmental Conditions, 
are governed by Article 5. 

E. Paragraph 8.03 governs delays, disruption, and interference to the performance or 
progress of the Work resulting from the performance of certain other work at or adjacent 
to the Site. 

F. Contractor shall not be entitled to an adjustment in Contract Price or Contract Times for 
any delay, disruption, or interference if such delay is concurrent with a delay, disruption, or 
interference caused by or within the control of Contractor. 
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G. Contractor must submit any Change Proposal seeking an adjustment in Contract Price or 
Contract Times under this paragraph within 30 days of the commencement of the delaying, 
disrupting, or interfering event. 

ARTICLE 5 – AVAILABILITY OF LANDS; SUBSURFACE AND PHYSICAL CONDITIONS; HAZARDOUS 
ENVIRONMENTAL CONDITIONS 

5.01 Availability of Lands 

A. Owner shall furnish the Site. Owner shall notify Contractor of any encumbrances or 
restrictions not of general application but specifically related to use of the Site with which 
Contractor must comply in performing the Work. 

B. Upon reasonable written request, Owner shall furnish Contractor with a current statement 
of record legal title and legal description of the lands upon which permanent improvements 
are to be made and Owner’s interest therein as necessary for giving notice of or filing a 
mechanic’s or construction lien against such lands in accordance with applicable Laws and 
Regulations. 

C. Contractor shall provide for all additional lands and access thereto that may be required for 
temporary construction facilities or storage of materials and equipment. 

5.02 Use of Site and Other Areas 

A. Limitation on Use of Site and Other Areas: 

1. Contractor shall confine construction equipment, temporary construction facilities, the 
storage of materials and equipment, and the operations of workers to the Site, 
adjacent areas that Contractor has arranged to use through construction easements or 
otherwise, and other adjacent areas permitted by Laws and Regulations, and shall not 
unreasonably encumber the Site and such other adjacent areas with construction 
equipment or other materials or equipment. Contractor shall assume full responsibility 
for (a) damage to the Site; (b) damage to any such other adjacent areas used for 
Contractor’s operations; (c) damage to any other adjacent land or areas; and (d) for 
injuries and losses sustained by the owners or occupants of any such land or areas; 
provided that such damage or injuries result from the performance of the Work or 
from other actions or conduct of the Contractor or those for which Contractor is 
responsible. 

2. If a damage or injury claim is made by the owner or occupant of any such land or area 
because of the performance of the Work, or because of other actions or conduct of 
the Contractor or those for which Contractor is responsible, Contractor shall (a) take 
immediate corrective or remedial action as required by Paragraph 7.12, or otherwise; 
(b) promptly attempt to settle the claim as to all parties through negotiations with 
such owner or occupant, or otherwise resolve the claim by arbitration or other dispute 
resolution proceeding, or at law; and (c) to the fullest extent permitted by Laws and 
Regulations, indemnify and hold harmless Owner and Engineer, and the officers, 
directors, members, partners, employees, agents, consultants and subcontractors of 
each and any of them from and against any such claim, and against all costs, losses, 
and damages (including but not limited to all fees and charges of engineers, architects, 
attorneys, and other professionals and all court or arbitration or other dispute 
resolution costs) arising out of or relating to any claim or action, legal or equitable, 
brought by any such owner or occupant against Owner, Engineer, or any other party 
indemnified hereunder to the extent caused directly or indirectly, in whole or in part 
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by, or based upon, Contractor’s performance of the Work, or because of other actions 
or conduct of the Contractor or those for which Contractor is responsible. 

B. Removal of Debris During Performance of the Work: During the progress of the Work the 
Contractor shall keep the Site and other adjacent areas free from accumulations of waste 
materials, rubbish, and other debris. Removal and disposal of such waste materials, 
rubbish, and other debris shall conform to applicable Laws and Regulations. 

C. Cleaning: Prior to Substantial Completion of the Work Contractor shall clean the Site and 
the Work and make it ready for utilization by Owner. At the completion of the Work 
Contractor shall remove from the Site and adjacent areas all tools, appliances, construction 
equipment and machinery, and surplus materials and shall restore to original condition all 
property not designated for alteration by the Contract Documents. 

D. Loading of Structures: Contractor shall not load nor permit any part of any structure to be 
loaded in any manner that will endanger the structure, nor shall Contractor subject any 
part of the Work or adjacent structures or land to stresses or pressures that will endanger 
them. 

5.03 Subsurface and Physical Conditions 

A. Reports and Drawings: The Supplementary Conditions identify: 

1. those reports known to Owner of explorations and tests of subsurface conditions at or 
adjacent to the Site; 

2. those drawings known to Owner of physical conditions relating to existing surface or 
subsurface structures at the Site (except Underground Facilities); and 

3. Technical Data contained in such reports and drawings. 

B. Reliance by Contractor on Technical Data Authorized: Contractor may rely upon the 
accuracy of the Technical Data expressly identified in the Supplementary Conditions with 
respect to such reports and drawings, but such reports and drawings are not Contract 
Documents. If no such express identification has been made, then Contractor may rely 
upon the accuracy of the Technical Data (as defined in Article 1) contained in any 
geotechnical or environmental report prepared for the Project and made available to 
Contractor. Except for such reliance on Technical Data, Contractor may not rely upon or 
make any claim against Owner or Engineer, or any of their officers, directors, members, 
partners, employees, agents, consultants, or subcontractors, with respect to: 

1. the completeness of such reports and drawings for Contractor’s purposes, including, 
but not limited to, any aspects of the means, methods, techniques, sequences, and 
procedures of construction to be employed by Contractor, and safety precautions and 
programs incident thereto; or 

2. other data, interpretations, opinions, and information contained in such reports or 
shown or indicated in such drawings; or 

3. any Contractor interpretation of or conclusion drawn from any Technical Data or any 
such other data, interpretations, opinions, or information. 
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5.04 Differing Subsurface or Physical Conditions 

A. Notice by Contractor: If Contractor believes that any subsurface or physical condition that is 
uncovered or revealed at the Site either: 

1. is of such a nature as to establish that any Technical Data on which Contractor is 
entitled to rely as provided in Paragraph 5.03 is materially inaccurate; or 

2. is of such a nature as to require a change in the Drawings or Specifications; or 

3. differs materially from that shown or indicated in the Contract Documents; or 

4. is of an unusual nature, and differs materially from conditions ordinarily encountered 
and generally recognized as inherent in work of the character provided for in the 
Contract Documents; 

then Contractor shall, promptly after becoming aware thereof and before further 
disturbing the subsurface or physical conditions or performing any Work in connection 
therewith (except in an emergency as required by Paragraph 7.15), notify Owner and 
Engineer in writing about such condition. Contractor shall not further disturb such 
condition or perform any Work in connection therewith (except with respect to an 
emergency) until receipt of a written statement permitting Contractor to do so. 

B. Engineer’s Review: After receipt of written notice as required by the preceding paragraph, 
Engineer will promptly review the subsurface or physical condition in question; determine 
the necessity of Owner’s obtaining additional exploration or tests with respect to the 
condition; conclude whether the condition falls within any one or more of the differing site 
condition categories in Paragraph 5.04.A above; obtain any pertinent cost or schedule 
information from Contractor; prepare recommendations to Owner regarding the 
Contractor’s resumption of Work in connection with the subsurface or physical condition in 
question and the need for any change in the Drawings or Specifications; and advise Owner 
in writing  of Engineer’s findings, conclusions, and recommendations. 

C. Owner’s Statement to Contractor Regarding Site Condition: After receipt of Engineer’s 
written findings, conclusions, and recommendations, Owner shall issue a written statement 
to Contractor (with a copy to Engineer) regarding the subsurface or physical condition in 
question, addressing the resumption of Work in connection with such condition, indicating 
whether any change in the Drawings or Specifications will be made, and adopting or 
rejecting Engineer’s written findings, conclusions, and recommendations, in whole or in 
part. 

D. Possible Price and Times Adjustments: 

1. Contractor shall be entitled to an equitable adjustment in Contract Price or Contract 
Times, or both, to the extent that the existence of a differing subsurface or physical 
condition, or any related delay, disruption, or interference, causes an increase or 
decrease in Contractor’s cost of, or time required for, performance of the Work; 
subject, however, to the following: 

a. such condition must fall within any one or more of the categories described in 
Paragraph 5.04.A; 

b. with respect to Work that is paid for on a unit price basis, any adjustment in 
Contract Price will be subject to the provisions of Paragraph 13.03; and, 
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c. Contractor’s entitlement to an adjustment of the Contract Times is conditioned 
on such adjustment being essential to Contractor’s ability to complete the Work 
within the Contract Times. 

2. Contractor shall not be entitled to any adjustment in the Contract Price or Contract 
Times with respect to a subsurface or physical condition if: 

a. Contractor knew of the existence of such condition at the time Contractor made a 
commitment to Owner with respect to Contract Price and Contract Times by the 
submission of a Bid or becoming bound under a negotiated contract, or 
otherwise; or 

b. the existence of such condition reasonably could have been discovered or 
revealed as a result of any examination, investigation, exploration, test, or study 
of the Site and contiguous areas expressly required by the Bidding Requirements 
or Contract Documents to be conducted by or for Contractor prior to Contractor’s 
making such commitment; or 

c. Contractor failed to give the written notice as required by Paragraph 5.04.A. 

3. If Owner and Contractor agree regarding Contractor’s entitlement to and the amount 
or extent of any adjustment in the Contract Price or Contract Times, or both, then any 
such adjustment shall be set forth in a Change Order. 

4. Contractor may submit a Change Proposal regarding its entitlement to or the amount 
or extent of any adjustment in the Contract Price or Contract Times, or both, no later 
than 30 days after Owner’s issuance of the Owner’s written statement to Contractor 
regarding the subsurface or physical condition in question. 

5.05 Underground Facilities 

A. Contractor’s Responsibilities: The information and data shown or indicated in the Contract 
Documents with respect to existing Underground Facilities at or adjacent to the Site is 
based on information and data furnished to Owner or Engineer by the owners of such 
Underground Facilities, including Owner, or by others. Unless it is otherwise expressly 
provided in the Supplementary Conditions: 

1. Owner and Engineer do not warrant or guarantee the accuracy or completeness of any 
such information or data provided by others; and 

2. the cost of all of the following will be included in the Contract Price, and Contractor 
shall have full responsibility for: 

a. reviewing and checking all information and data regarding existing Underground 
Facilities at the Site; 

b. locating all Underground Facilities shown or indicated in the Contract Documents 
as being at the Site; 

c. coordination of the Work with the owners (including Owner) of such 
Underground Facilities, during construction; and 

d. the safety and protection of all existing Underground Facilities at the Site, and 
repairing any damage thereto resulting from the Work. 

B. Notice by Contractor: If Contractor believes that an Underground Facility that is uncovered 
or revealed at the Site was not shown or indicated in the Contract Documents, or was not 
shown or indicated with reasonable accuracy, then Contractor shall, promptly after 
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becoming aware thereof and before further disturbing conditions affected thereby or 
performing any Work in connection therewith (except in an emergency as required by 
Paragraph 7.15), identify the owner of such Underground Facility and give written notice to 
that owner and to Owner and Engineer. 

C. Engineer’s Review: Engineer will promptly review the Underground Facility and conclude 
whether such Underground Facility was not shown or indicated in the Contract Documents, 
or was not shown or indicated with reasonable accuracy; obtain any pertinent cost or 
schedule information from Contractor; prepare recommendations to Owner regarding the 
Contractor’s resumption of Work in connection with the Underground Facility in question; 
determine the extent, if any, to which a change is required in the Drawings or Specifications 
to reflect and document the consequences of the existence or location of the Underground 
Facility; and advise Owner in writing  of Engineer’s findings, conclusions, and 
recommendations. During such time, Contractor shall be responsible for the safety and 
protection of such Underground Facility. 

D. Owner’s Statement to Contractor Regarding Underground Facility: After receipt of 
Engineer’s written findings, conclusions, and recommendations, Owner shall issue a written 
statement to Contractor (with a copy to Engineer) regarding the Underground Facility in 
question, addressing the resumption of Work in connection with such Underground Facility, 
indicating whether any change in the Drawings or Specifications will be made, and adopting 
or rejecting Engineer’s written findings, conclusions, and recommendations in whole or in 
part. 

E. Possible Price and Times Adjustments: 

1. Contractor shall be entitled to an equitable adjustment in the Contract Price or 
Contract Times, or both, to the extent that any existing Underground Facility at the 
Site that was not shown or indicated in the Contract Documents, or was not shown or 
indicated with reasonable accuracy, or any related delay, disruption, or interference, 
causes an increase or decrease in Contractor’s cost of, or time required for, 
performance of the Work; subject, however, to the following: 

a. Contractor did not know of and could not reasonably have been expected to be 
aware of or to have anticipated the existence or actual location of the 
Underground Facility in question; 

b. With respect to Work that is paid for on a unit price basis, any adjustment in 
Contract Price will be subject to the provisions of Paragraph 13.03; 

c. Contractor’s entitlement to an adjustment of the Contract Times is conditioned 
on such adjustment being essential to Contractor’s ability to complete the Work 
within the Contract Times; and 

d. Contractor gave the notice required in Paragraph 5.05.B. 

2. If Owner and Contractor agree regarding Contractor’s entitlement to and the amount 
or extent of any adjustment in the Contract Price or Contract Times, or both, then any 
such adjustment shall be set forth in a Change Order. 

3. Contractor may submit a Change Proposal regarding its entitlement to or the amount 
or extent of any adjustment in the Contract Price or Contract Times, or both, no later 
than 30 days after Owner’s issuance of the Owner’s written statement to Contractor 
regarding the Underground Facility in question. 
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5.06 Hazardous Environmental Conditions at Site 

A. Reports and Drawings: The Supplementary Conditions identify: 

1. those reports and drawings known to Owner relating to Hazardous Environmental 
Conditions that have been identified at or adjacent to the Site; and 

2. Technical Data contained in such reports and drawings. 

B. Reliance by Contractor on Technical Data Authorized: Contractor may rely upon the 
accuracy of the Technical Data expressly identified in the Supplementary Conditions with 
respect to such reports and drawings, but such reports and drawings are not Contract 
Documents. If no such express identification has been made, then Contractor may rely on 
the accuracy of the Technical Data (as defined in Article 1) contained in any geotechnical or 
environmental report prepared for the Project and made available to Contractor. Except for 
such reliance on Technical Data, Contractor may not rely upon or make any claim against 
Owner or Engineer, or any of their officers, directors, members, partners, employees, 
agents, consultants, or subcontractors with respect to: 

1. the completeness of such reports and drawings for Contractor’s purposes, including, 
but not limited to, any aspects of the means, methods, techniques, sequences and 
procedures of construction to be employed by Contractor and safety precautions and 
programs incident thereto; or 

2. other data, interpretations, opinions and information contained in such reports or 
shown or indicated in such drawings; or 

3. any Contractor interpretation of or conclusion drawn from any Technical Data or any 
such other data, interpretations, opinions or information. 

C. Contractor shall not be responsible for removing or remediating any Hazardous 
Environmental Condition encountered, uncovered, or revealed at the Site unless such 
removal or remediation is expressly identified in the Contract Documents to be within the 
scope of the Work. 

D. Contractor shall be responsible for controlling, containing, and duly removing all 
Constituents of Concern brought to the Site by Contractor, Subcontractors, Suppliers, or 
anyone else for whom Contractor is responsible, and for any associated costs; and for the 
costs of removing and remediating any Hazardous Environmental Condition created by the 
presence of any such Constituents of Concern. 

E. If Contractor encounters, uncovers, or reveals a Hazardous Environmental Condition whose 
removal or remediation is not expressly identified in the Contract Documents as being 
within the scope of the Work, or if Contractor or anyone for whom Contractor is 
responsible creates a Hazardous Environmental Condition, then Contractor shall 
immediately: (1) secure or otherwise isolate such condition; (2) stop all Work in connection 
with such condition and in any area affected thereby (except in an emergency as required 
by Paragraph 7.15); and (3) notify Owner and Engineer (and promptly thereafter confirm 
such notice in writing). Owner shall promptly consult with Engineer concerning the 
necessity for Owner to retain a qualified expert to evaluate such condition or take 
corrective action, if any. Promptly after consulting with Engineer, Owner shall take such 
actions as are necessary to permit Owner to timely obtain required permits and provide 
Contractor the written notice required by Paragraph 5.06.F. If Contractor or anyone for 
whom Contractor is responsible created the Hazardous Environmental Condition in 
question, then Owner may remove and remediate the Hazardous Environmental Condition, 
and impose a set-off against payments to account for the associated costs. 
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F. Contractor shall not resume Work in connection with such Hazardous Environmental 
Condition or in any affected area until after Owner has obtained any required permits 
related thereto, and delivered written notice to Contractor either (1) specifying that such 
condition and any affected area is or has been rendered safe for the resumption of Work, 
or (2) specifying any special conditions under which such Work may be resumed safely. 

G. If Owner and Contractor cannot agree as to entitlement to or on the amount or extent, if 
any, of any adjustment in Contract Price or Contract Times, or both, as a result of such 
Work stoppage or such special conditions under which Work is agreed to be resumed by 
Contractor, then within 30 days of Owner’s written notice regarding the resumption of 
Work, Contractor may submit a Change Proposal, or Owner may impose a set-off. 

H. If after receipt of such written notice Contractor does not agree to resume such Work 
based on a reasonable belief it is unsafe, or does not agree to resume such Work under 
such special conditions, then Owner may order the portion of the Work that is in the area 
affected by such condition to be deleted from the Work, following the contractual change 
procedures in Article 11. Owner may have such deleted portion of the Work performed by 
Owner’s own forces or others in accordance with Article 8. 

I. To the fullest extent permitted by Laws and Regulations, Owner shall indemnify and hold 
harmless Contractor, Subcontractors, and Engineer, and the officers, directors, members, 
partners, employees, agents, consultants, and subcontractors of each and any of them 
from and against all claims, costs, losses, and damages (including but not limited to all fees 
and charges of engineers, architects, attorneys, and other professionals and all court or 
arbitration or other dispute resolution costs) arising out of or relating to a Hazardous 
Environmental Condition, provided that such Hazardous Environmental Condition (1) was 
not shown or indicated in the Drawings, Specifications, or other Contract Documents, 
identified as Technical Data entitled to limited reliance pursuant to Paragraph 5.06.B,  or 
identified in the Contract Documents to be included within the scope of the Work, and (2) 
was not created by Contractor or by anyone for whom Contractor is responsible. Nothing in 
this Paragraph 5.06.H shall obligate Owner to indemnify any individual or entity from and 
against the consequences of that individual’s or entity’s own negligence. 

J. To the fullest extent permitted by Laws and Regulations, Contractor shall indemnify and 
hold harmless Owner and Engineer, and the officers, directors, members, partners, 
employees, agents, consultants, and subcontractors of each and any of them from and 
against all claims, costs, losses, and damages (including but not limited to all fees and 
charges of engineers, architects, attorneys, and other professionals and all court or 
arbitration or other dispute resolution costs) arising out of or relating to the failure to 
control, contain, or remove a Constituent of Concern brought to the Site by Contractor or 
by anyone for whom Contractor is responsible, or to a Hazardous Environmental Condition 
created by Contractor or by anyone for whom Contractor is responsible. Nothing in this 
Paragraph 5.06.J shall obligate Contractor to indemnify any individual or entity from and 
against the consequences of that individual’s or entity’s own negligence. 

K. The provisions of Paragraphs 5.03, 5.04, and 5.05 do not apply to the presence of 
Constituents of Concern or to a Hazardous Environmental Condition uncovered or revealed 
at the Site. 
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ARTICLE 6 – BONDS AND INSURANCE 

6.01 Performance, Payment, and Other Bonds 

A. Contractor shall furnish a performance bond and a payment bond, each in an amount at 
least equal to the Contract Price, as security for the faithful performance and payment of all 
of Contractor’s obligations under the Contract. These bonds shall remain in effect until one 
year after the date when final payment becomes due or until completion of the correction 
period specified in Paragraph 15.08, whichever is later, except as provided otherwise by 
Laws or Regulations, the Supplementary Conditions, or other specific provisions of the 
Contract. Contractor shall also furnish such other bonds as are required by the 
Supplementary Conditions or other specific provisions of the Contract. 

B. All bonds shall be in the form prescribed by the Contract except as provided otherwise by 
Laws or Regulations, and shall be executed by such sureties as are named in “Companies 
Holding Certificates of Authority as Acceptable Sureties on Federal Bonds and as 
Acceptable Reinsuring Companies” as published in Circular 570 (as amended and 
supplemented) by the Financial Management Service, Surety Bond Branch, U.S. 
Department of the Treasury. A bond signed by an agent or attorney-in-fact must be 
accompanied by a certified copy of that individual’s authority to bind the surety.  The 
evidence of authority shall show that it is effective on the date the agent or attorney-in-fact 
signed the accompanying bond. 

C. Contractor shall obtain the required bonds from surety companies that are duly licensed or 
authorized in the jurisdiction in which the Project is located to issue bonds in the required 
amounts. 

D. If the surety on a bond furnished by Contractor is declared bankrupt or becomes insolvent, 
or its right to do business is terminated in any state or jurisdiction where any part of the 
Project is located, or the surety ceases to meet the requirements above, then Contractor 
shall promptly notify Owner and Engineer and shall, within 20 days after the event giving 
rise to such notification, provide another bond and surety, both of which shall comply with 
the bond and surety requirements above. 

E. If Contractor has failed to obtain a required bond, Owner may exclude the Contractor from 
the Site and exercise Owner’s termination rights under Article 16. 

F. Upon request, Owner shall provide a copy of the payment bond to any Subcontractor, 
Supplier, or other person or entity claiming to have furnished labor or materials used in the 
performance of the Work. 

6.02 Insurance—General Provisions 

A. Owner and Contractor shall obtain and maintain insurance as required in this Article and in 
the Supplementary Conditions. 

B. All insurance required by the Contract to be purchased and maintained by Owner or 
Contractor shall be obtained from insurance companies that are duly licensed or 
authorized, in the state or jurisdiction in which the Project is located, to issue insurance 
policies for the required limits and coverages. Unless a different standard is indicated in the 
Supplementary Conditions, all companies that provide insurance policies required under 
this Contract shall have an A.M. Best rating of A-VII or better. 

C. Contractor shall deliver to Owner, with copies to each named insured and additional 
insured (as identified in this Article, in the Supplementary Conditions, or elsewhere in the 
Contract), certificates of insurance establishing that Contractor has obtained and is 
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maintaining the policies, coverages, and endorsements required by the Contract.  Upon 
request by Owner or any other insured, Contractor shall also furnish other evidence of such 
required insurance, including but not limited to copies of policies and endorsements, and 
documentation of applicable self-insured retentions and deductibles. Contractor may block 
out (redact) any confidential premium or pricing information contained in any policy or 
endorsement furnished under this provision. 

D. Owner shall deliver to Contractor, with copies to each named insured and additional 
insured (as identified in this Article, the Supplementary Conditions, or elsewhere in the 
Contract), certificates of insurance establishing that Owner has obtained and is maintaining 
the policies, coverages, and endorsements required of Owner by the Contract (if any).  
Upon request by Contractor or any other insured, Owner shall also provide other evidence 
of such required insurance (if any), including but not limited to copies of policies and 
endorsements, and documentation of applicable self-insured retentions and deductibles.  
Owner may block out (redact) any confidential premium or pricing information contained in 
any policy or endorsement furnished under this provision. 

E. Failure of Owner or Contractor to demand such certificates or other evidence of the other 
party’s full compliance with these insurance requirements, or failure of Owner or 
Contractor to identify a deficiency in compliance from the evidence provided, shall not be 
construed as a waiver of the other party’s obligation to obtain and maintain such insurance. 

F. If either party does not purchase or maintain all of the insurance required of such party by 
the Contract, such party shall notify the other party in writing of such failure to purchase 
prior to the start of the Work, or of such failure to maintain prior to any change in the 
required coverage. 

G. If Contractor has failed to obtain and maintain required insurance, Owner may exclude the 
Contractor from the Site, impose an appropriate set-off against payment, and exercise 
Owner’s termination rights under Article 16. 

H. Without prejudice to any other right or remedy, if a party has failed to obtain required 
insurance, the other party may elect to obtain equivalent insurance to protect such other 
party’s interests at the expense of the party who was required to provide such coverage, 
and the Contract Price shall be adjusted accordingly. 

I. Owner does not represent that insurance coverage and limits established in this Contract 
necessarily will be adequate to protect Contractor or Contractor’s interests. 

J. The insurance and insurance limits required herein shall not be deemed as a limitation on 
Contractor’s liability under the indemnities granted to Owner and other individuals and 
entities in the Contract. 

6.03 Contractor’s Insurance 

A. Workers’ Compensation: Contractor shall purchase and maintain workers’ compensation 
and employer’s liability insurance for: 

1. claims under workers’ compensation, disability benefits, and other similar employee 
benefit acts. 

2. United States Longshoreman and Harbor Workers’ Compensation Act and Jones Act 
coverage (if applicable). 

3. claims for damages because of bodily injury, occupational sickness or disease, or death 
of Contractor’s employees (by stop-gap endorsement in monopolist worker’s 
compensation states). 
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4. Foreign voluntary worker compensation (if applicable). 

B. Commercial General Liability—Claims Covered: Contractor shall purchase and maintain 
commercial general liability insurance, covering all operations by or on behalf of 
Contractor, on an occurrence basis, against: 

1. claims for damages because of bodily injury, sickness or disease, or death of any 
person other than Contractor’s employees. 

2. claims for damages insured by reasonably available personal injury liability coverage. 

3. claims for damages, other than to the Work itself, because of injury to or destruction 
of tangible property wherever located, including loss of use resulting therefrom. 

C. Commercial General Liability—Form and Content: Contractor’s commercial liability policy 
shall be written on a 1996 (or later) ISO commercial general liability form (occurrence form) 
and include the following coverages and endorsements: 

1. Products and completed operations coverage: 

a. Such insurance shall be maintained for three years after final payment. 

b. Contractor shall furnish Owner and each other additional insured (as identified in 
the Supplementary Conditions or elsewhere in the Contract) evidence of 
continuation of such insurance at final payment and three years thereafter. 

2. Blanket contractual liability coverage, to the extent permitted by law, including but not 
limited to coverage of Contractor’s contractual indemnity obligations in Paragraph 
7.18. 

3. Broad form property damage coverage. 

4. Severability of interest. 

5. Underground, explosion, and collapse coverage. 

6.  Personal injury coverage. 

7. Additional insured endorsements that include both ongoing operations and products 
and completed operations coverage through ISO Endorsements CG 20 10 10 01 and CG 
20 37 10 01 (together); or CG 20 10 07 04 and CG 20 37 07 04 (together); or their 
equivalent. 

8. For design professional additional insureds, ISO Endorsement CG 20 32 07 04, 
“Additional Insured—Engineers, Architects or Surveyors Not Engaged by the Named 
Insured” or its equivalent. 

D. Automobile liability: Contractor shall purchase and maintain automobile liability insurance 
against claims for damages because of bodily injury or death of any person or property 
damage arising out of the ownership, maintenance, or use of any motor vehicle. The 
automobile liability policy shall be written on an occurrence basis. 

E. Umbrella or excess liability: Contractor shall purchase and maintain umbrella or excess 
liability insurance written over the underlying employer’s liability, commercial general 
liability, and automobile liability insurance described in the paragraphs above. Subject to 
industry-standard exclusions, the coverage afforded shall follow form as to each and every 
one of the underlying policies. 

F. Contractor’s pollution liability insurance: Contractor shall purchase and maintain a policy 
covering third-party injury and property damage claims, including clean-up costs, as a result 
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of pollution conditions arising from Contractor’s operations and completed operations. This 
insurance shall be maintained for no less than three years after final completion. 

G. Additional insureds: The Contractor’s commercial general liability, automobile liability, 
umbrella or excess, and pollution liability policies shall include and list as additional 
insureds Owner and Engineer, and any individuals or entities identified in the 
Supplementary Conditions; include coverage for the respective officers, directors, 
members, partners, employees, agents, consultants, and subcontractors of each and any of 
all such additional insureds; and the insurance afforded to these additional insureds shall 
provide primary coverage for all claims covered thereby (including as applicable those 
arising from both ongoing and completed operations) on a non-contributory basis. 
Contractor shall obtain all necessary endorsements to support these requirements. 

H. Contractor’s professional liability insurance: If Contractor will provide or furnish 
professional services under this Contract, through a delegation of professional design 
services or otherwise, then Contractor shall be responsible for purchasing and maintaining 
applicable professional liability insurance. This insurance shall provide protection against 
claims arising out of performance of professional design or related services, and caused by 
a negligent error, omission, or act for which the insured party is legally liable. It shall be 
maintained throughout the duration of the Contract and for a minimum of two years after 
Substantial Completion. If such professional design services are performed by a 
Subcontractor, and not by Contractor itself, then the requirements of this paragraph may 
be satisfied through the purchasing and maintenance of such insurance by such 
Subcontractor. 

I. General provisions: The policies of insurance required by this Paragraph 6.03 shall: 

1. include at least the specific coverages provided in this Article. 

2. be written for not less than the limits of liability provided in this Article and in the 
Supplementary Conditions, or required by Laws or Regulations, whichever is greater. 

3. contain a provision or endorsement that the coverage afforded will not be canceled, 
materially changed, or renewal refused until at least 10 days prior written notice has 
been given to Contractor.  Within three days of receipt of any such written notice, 
Contractor shall provide a copy of the notice to Owner, Engineer, and each other 
insured under the policy. 

4. remain in effect at least until final payment (and longer if expressly required in this 
Article) and at all times thereafter when Contractor may be correcting, removing, or 
replacing defective Work as a warranty or correction obligation, or otherwise, or 
returning to the Site to conduct other tasks arising from the Contract Documents. 

5. be appropriate for the Work being performed and provide protection from claims that 
may arise out of or result from Contractor’s performance of the Work and Contractor’s 
other obligations under the Contract Documents, whether it is to be performed by 
Contractor, any Subcontractor or Supplier, or by anyone directly or indirectly 
employed by any of them to perform any of the Work, or by anyone for whose acts 
any of them may be liable. 

J. The coverage requirements for specific policies of insurance must be met by such policies, 
and not by reference to excess or umbrella insurance provided in other policies. 
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6.04 Owner’s Liability Insurance 

A. In addition to the insurance required to be provided by Contractor under Paragraph 6.03, 
Owner, at Owner’s option, may purchase and maintain at Owner’s expense Owner’s own 
liability insurance as will protect Owner against claims which may arise from operations 
under the Contract Documents. 

B. Owner’s liability policies, if any, operate separately and independently from policies 
required to be provided by Contractor, and Contractor cannot rely upon Owner’s liability 
policies for any of Contractor’s obligations to the Owner, Engineer, or third parties. 

6.05 Property Insurance 

A. Builder’s Risk: Unless otherwise provided in the Supplementary Conditions, Contractor shall 
purchase and maintain builder’s risk insurance upon the Work on a completed value basis, 
in the amount of the full insurable replacement cost thereof (subject to such deductible 
amounts as may be provided in the Supplementary Conditions or required by Laws and 
Regulations). This insurance shall: 

1. include the Owner and Contractor as named insureds, and all Subcontractors, and any 
individuals or entities required by the Supplementary Conditions to be insured under 
such builder’s risk policy, as insureds or named insureds. For purposes of the 
remainder of this Paragraph 6.05, Paragraphs 6.06 and 6.07, and any corresponding 
Supplementary Conditions, the parties required to be insured shall collectively be 
referred to as “insureds.” 

2. be written on a builder’s risk “all risk” policy form that shall at least include insurance 
for physical loss or damage to the Work, temporary buildings, falsework, and materials 
and equipment in transit, and shall insure against at least the following perils or causes 
of loss: fire; lightning; windstorm; riot; civil commotion; terrorism; vehicle impact; 
aircraft; smoke; theft; vandalism and malicious mischief; mechanical breakdown, 
boiler explosion, and artificially generated electric current; earthquake; volcanic 
activity, and other earth movement; flood; collapse; explosion; debris removal; 
demolition occasioned by enforcement of Laws and Regulations; water damage (other 
than that caused by flood); and such other perils or causes of loss as may be 
specifically required by the Supplementary Conditions. If insurance against mechanical 
breakdown, boiler explosion, and artificially generated electric current; earthquake; 
volcanic activity, and other earth movement; or flood, are not commercially available 
under builder’s risk policies, by endorsement or otherwise, such insurance may be 
provided through other insurance policies acceptable to Owner and Contractor. 

3. cover, as insured property, at least the following: (a) the Work and all materials, 
supplies, machinery, apparatus, equipment, fixtures, and other property of a similar 
nature that are to be incorporated into or used in the preparation, fabrication, 
construction, erection, or completion of the Work, including Owner-furnished or 
assigned property; (b) spare parts inventory required within the scope of the Contract; 
and (c) temporary works which are not intended to form part of the permanent 
constructed Work but which are intended to provide working access to the Site, or to 
the Work under construction, or which are intended to provide temporary support for 
the Work under construction, including scaffolding, form work, fences, shoring, 
falsework, and temporary structures. 

4. cover expenses incurred in the repair or replacement of any insured property 
(including but not limited to fees and charges of engineers and architects). 
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5. extend to cover damage or loss to insured property while in temporary storage at the 
Site or in a storage location outside the Site (but not including property stored at the 
premises of a manufacturer or Supplier). 

6. extend to cover damage or loss to insured property while in transit. 

7. allow for partial occupation or use of the Work by Owner, such that those portions of 
the Work that are not yet occupied or used by Owner shall remain covered by the 
builder’s risk insurance. 

8. allow for the waiver of the insurer’s subrogation rights, as set forth below. 

9. provide primary coverage for all losses and damages caused by the perils or causes of 
loss covered. 

10. not include a co-insurance clause. 

11. include an exception for ensuing losses from physical damage or loss with respect to 
any defective workmanship, design, or materials exclusions. 

12. include performance/hot testing and start-up. 

13. be maintained in effect, subject to the provisions herein regarding Substantial 
Completion and partial occupancy or use of the Work by Owner, until the Work is 
complete. 

B. Notice of Cancellation or Change: All the policies of insurance (and the certificates or other 
evidence thereof) required to be purchased and maintained in accordance with this 
Paragraph 6.05 will contain a provision or endorsement that the coverage afforded will not 
be canceled or materially changed or renewal refused until at least 10 days prior written 
notice has been given to the purchasing policyholder. Within three days of receipt of any 
such written notice, the purchasing policyholder shall provide a copy of the notice to each 
other insured. 

C. Deductibles: The purchaser of any required builder’s risk or property insurance shall pay for 
costs not covered because of the application of a policy deductible. 

D. Partial Occupancy or Use by Owner: If Owner will occupy or use a portion or portions of the 
Work prior to Substantial Completion of all the Work as provided in Paragraph 15.04, then 
Owner (directly, if it is the purchaser of the builder’s risk policy, or through Contractor) will 
provide notice of such occupancy or use to the builder’s risk insurer. The builder’s risk 
insurance shall not be canceled or permitted to lapse on account of any such partial use or 
occupancy; rather, those portions of the Work that are occupied or used by Owner may 
come off the builder’s risk policy, while those portions of the Work not yet occupied or 
used by Owner shall remain covered by the builder’s risk insurance. 

E. Additional Insurance: If Contractor elects to obtain other special insurance to be included in 
or supplement the builder’s risk or property insurance policies provided under this 
Paragraph 6.05, it may do so at Contractor’s expense. 

F. Insurance of Other Property: If the express insurance provisions of the Contract do not 
require or address the insurance of a property item or interest, such as tools, construction 
equipment, or other personal property owned by Contractor, a Subcontractor, or an 
employee of Contractor or a Subcontractor, then the entity or individual owning such 
property item will be responsible for deciding whether to insure it, and if so in what 
amount. 
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6.06 Waiver of Rights 

A. All policies purchased in accordance with Paragraph 6.05, expressly including the builder’s 
risk policy, shall contain provisions to the effect that in the event of payment of any loss or 
damage the insurers will have no rights of recovery against any insureds thereunder, or 
against Engineer or its consultants, or their officers, directors, members, partners, 
employees, agents, consultants, or subcontractors. Owner and Contractor waive all rights 
against each other and the respective officers, directors, members, partners, employees, 
agents, consultants, and subcontractors of each and any of them, for all losses and 
damages caused by, arising out of, or resulting from any of the perils or causes of loss 
covered by such policies and any other property insurance applicable to the Work; and, in 
addition, waive all such rights against Engineer, its consultants, all Subcontractors, all 
individuals or entities identified in the Supplementary Conditions as insureds, and the 
officers, directors, members, partners, employees, agents, consultants, and subcontractors 
of each and any of them, under such policies for losses and damages so caused. None of 
the above waivers shall extend to the rights that any party making such waiver may have to 
the proceeds of insurance held by Owner or Contractor as trustee or fiduciary, or otherwise 
payable under any policy so issued. 

B. Owner waives all rights against Contractor, Subcontractors, and Engineer, and the officers, 
directors, members, partners, employees, agents, consultants and subcontractors of each 
and any of them, for: 

1. loss due to business interruption, loss of use, or other consequential loss extending 
beyond direct physical loss or damage to Owner’s property or the Work caused by, 
arising out of, or resulting from fire or other perils whether or not insured by Owner; 
and 

2. loss or damage to the completed Project or part thereof caused by, arising out of, or 
resulting from fire or other insured peril or cause of loss covered by any property 
insurance maintained on the completed Project or part thereof by Owner during 
partial occupancy or use pursuant to Paragraph 15.04, after Substantial Completion 
pursuant to Paragraph 15.03, or after final payment pursuant to Paragraph 15.06. 

C. Any insurance policy maintained by Owner covering any loss, damage or consequential loss 
referred to in Paragraph 6.06.B shall contain provisions to the effect that in the event of 
payment of any such loss, damage, or consequential loss, the insurers will have no rights of 
recovery against Contractor, Subcontractors, or Engineer, or the officers, directors, 
members, partners, employees, agents, consultants, or subcontractors of each and any of 
them. 

D. Contractor shall be responsible for assuring that the agreement under which a 
Subcontractor performs a portion of the Work contains provisions whereby the 
Subcontractor waives all rights against Owner, Contractor, all individuals or entities 
identified in the Supplementary Conditions as insureds, the Engineer and its consultants, 
and the officers, directors, members, partners, employees, agents, consultants, and 
subcontractors of each and any of them, for all losses and damages caused by, arising out 
of, relating to, or resulting from any of the perils or causes of loss covered by builder’s risk 
insurance and any other property insurance applicable to the Work. 

6.07 Receipt and Application of Property Insurance Proceeds 

A. Any insured loss under the builder’s risk and other policies of insurance required by 
Paragraph 6.05 will be adjusted and settled with the named insured that purchased the 
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policy. Such named insured shall act as fiduciary for the other insureds, and give notice to 
such other insureds that adjustment and settlement of a claim is in progress. Any other 
insured may state its position regarding a claim for insured loss in writing within 15 days 
after notice of such claim. 

B. Proceeds for such insured losses may be made payable by the insurer either jointly to 
multiple insureds, or to the named insured that purchased the policy in its own right and as 
fiduciary for other insureds, subject to the requirements of any applicable mortgage clause. 
A named insured receiving insurance proceeds under the builder’s risk and other policies of 
insurance required by Paragraph 6.05 shall distribute such proceeds in accordance with 
such agreement as the parties in interest may reach, or as otherwise required under the 
dispute resolution provisions of this Contract or applicable Laws and Regulations. 

C. If no other special agreement is reached, the damaged Work shall be repaired or replaced, 
the money so received applied on account thereof, and the Work and the cost thereof 
covered by Change Order, if needed. 

ARTICLE 7 – CONTRACTOR’S RESPONSIBILITIES 

7.01 Supervision and Superintendence 

A. Contractor shall supervise, inspect, and direct the Work competently and efficiently, 
devoting such attention thereto and applying such skills and expertise as may be necessary 
to perform the Work in accordance with the Contract Documents. Contractor shall be solely 
responsible for the means, methods, techniques, sequences, and procedures of 
construction. 

B. At all times during the progress of the Work, Contractor shall assign a competent resident 
superintendent who shall not be replaced without written notice to Owner and Engineer 
except under extraordinary circumstances. 

7.02 Labor; Working Hours 

A. Contractor shall provide competent, suitably qualified personnel to survey and lay out the 
Work and perform construction as required by the Contract Documents. Contractor shall at 
all times maintain good discipline and order at the Site. 

B. Except as otherwise required for the safety or protection of persons or the Work or 
property at the Site or adjacent thereto, and except as otherwise stated in the Contract 
Documents, all Work at the Site shall be performed during regular working hours, Monday 
through Friday. Contractor will not perform Work on a Saturday, Sunday, or any legal 
holiday. Contractor may perform Work outside regular working hours or on Saturdays, 
Sundays, or legal holidays only with Owner’s written consent, which will not be 
unreasonably withheld. 

7.03 Services, Materials, and Equipment 

A. Unless otherwise specified in the Contract Documents, Contractor shall provide and 
assume full responsibility for all services, materials, equipment, labor, transportation, 
construction equipment and machinery, tools, appliances, fuel, power, light, heat, 
telephone, water, sanitary facilities, temporary facilities, and all other facilities and 
incidentals necessary for the performance, testing, start up, and completion of the Work, 
whether or not such items are specifically called for in the Contract Documents. 

B. All materials and equipment incorporated into the Work shall be of good quality and new, 
except as otherwise provided in the Contract Documents. All special warranties and 
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guarantees required by the Specifications shall expressly run to the benefit of Owner. If 
required by Engineer, Contractor shall furnish satisfactory evidence (including reports of 
required tests) as to the source, kind, and quality of materials and equipment. 

C. All materials and equipment shall be stored, applied, installed, connected, erected, 
protected, used, cleaned, and conditioned in accordance with instructions of the applicable 
Supplier, except as otherwise may be provided in the Contract Documents. 

7.04 “Or Equals” 

A. Whenever an item of material or equipment is specified or described in the Contract 
Documents by using the name of a proprietary item or the name of a particular Supplier, 
the Contract Price has been based upon Contractor furnishing such item as specified. The 
specification or description of such an item is intended to establish the type, function, 
appearance, and quality required. Unless the specification or description contains or is 
followed by words reading that no like, equivalent, or “or equal” item is permitted, 
Contractor may request that Engineer authorize the use of other items of material or 
equipment, or items from other proposed suppliers under the circumstances described 
below. 

1. If Engineer in its sole discretion determines that an item of material or equipment 
proposed by Contractor is functionally equal to that named and sufficiently similar so 
that no change in related Work will be required, Engineer shall deem it an “or equal” 
item. For the purposes of this paragraph, a proposed item of material or equipment 
will be considered functionally equal to an item so named if: 

a. in the exercise of reasonable judgment Engineer determines that: 

1) it is at least equal in materials of construction, quality, durability, 
appearance, strength, and design characteristics; 

2) it will reliably perform at least equally well the function and achieve the 
results imposed by the design concept of the completed Project as a 
functioning whole; 

3) it has a proven record of performance and availability of responsive service; 
and 

4) it is not objectionable to Owner. 

b. Contractor certifies that, if approved and incorporated into the Work: 

1) there will be no increase in cost to the Owner or increase in Contract Times; 
and 

2) it will conform substantially to the detailed requirements of the item named 
in the Contract Documents. 

B. Contractor’s Expense: Contractor shall provide all data in support of any proposed “or 
equal” item at Contractor’s expense. 

C. Engineer’s Evaluation and Determination: Engineer will be allowed a reasonable time to 
evaluate each “or-equal” request.  Engineer may require Contractor to furnish additional 
data about the proposed “or-equal” item. Engineer will be the sole judge of acceptability. 
No “or-equal” item will be ordered, furnished, installed, or utilized until Engineer’s review is 
complete and Engineer determines that the proposed item is an “or-equal”, which will be 
evidenced by an approved Shop Drawing or other written communication. Engineer will 
advise Contractor in writing of any negative determination. 
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D. Effect of Engineer’s Determination: Neither approval nor denial of an “or-equal” request 
shall result in any change in Contract Price. The Engineer’s denial of an “or-equal” request 
shall be final and binding, and may not be reversed through an appeal under any provision 
of the Contract Documents. 

E. Treatment as a Substitution Request: If Engineer determines that an item of material or 
equipment proposed by Contractor does not qualify as an “or-equal” item, Contractor may 
request that Engineer considered the proposed item as a substitute pursuant to Paragraph 
7.05. 

7.05 Substitutes 

A. Unless the specification or description of an item of material or equipment required to be 
furnished under the Contract Documents contains or is followed by words reading that no 
substitution is permitted, Contractor may request that Engineer authorize the use of other 
items of material or equipment under the circumstances described below. To the extent 
possible such requests shall be made before commencement of related construction at the 
Site. 

1. Contractor shall submit sufficient information as provided below to allow Engineer to 
determine if the item of material or equipment proposed is functionally equivalent to 
that named and an acceptable substitute therefor. Engineer will not accept requests 
for review of proposed substitute items of material or equipment from anyone other 
than Contractor. 

2. The requirements for review by Engineer will be as set forth in Paragraph 7.05.B, as 
supplemented by the Specifications, and as Engineer may decide is appropriate under 
the circumstances. 

3. Contractor shall make written application to Engineer for review of a proposed 
substitute item of material or equipment that Contractor seeks to furnish or use. The 
application: 

a. shall certify that the proposed substitute item will: 

1) perform adequately the functions and achieve the results called for by the 
general design, 

2) be similar in substance to that specified, and 

3) be suited to the same use as that specified. 

b. will state: 

1) the extent, if any, to which the use of the proposed substitute item will 
necessitate a change in Contract Times, 

2) whether use of the proposed substitute item in the Work will require a 
change in any of the Contract Documents (or in the provisions of any other 
direct contract with Owner for other work on the Project) to adapt the 
design to the proposed substitute item, and 

3) whether incorporation or use of the proposed substitute item in connection 
with the Work is subject to payment of any license fee or royalty. 

c. will identify: 

1) all variations of the proposed substitute item from that specified, and 
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2) available engineering, sales, maintenance, repair, and replacement services. 

d. shall contain an itemized estimate of all costs or credits that will result directly or 
indirectly from use of such substitute item, including but not limited to changes in 
Contract Price, shared savings, costs of redesign, and claims of other contractors 
affected by any resulting change. 

B. Engineer’s Evaluation and Determination: Engineer will be allowed a reasonable time to 
evaluate each substitute request, and to obtain comments and direction from Owner. 
Engineer may require Contractor to furnish additional data about the proposed substitute 
item. Engineer will be the sole judge of acceptability. No substitute will be ordered, 
furnished, installed, or utilized until Engineer’s review is complete and Engineer determines 
that the proposed item is an acceptable substitute. Engineer’s determination will be 
evidenced by a Field Order or a proposed Change Order accounting for the substitution 
itself and all related impacts, including changes in Contract Price or Contract Times. 
Engineer will advise Contractor in writing of any negative determination. 

C. Special Guarantee: Owner may require Contractor to furnish at Contractor’s expense a 
special performance guarantee or other surety with respect to any substitute. 

D. Reimbursement of Engineer’s Cost: Engineer will record Engineer’s costs in evaluating a 
substitute proposed or submitted by Contractor. Whether or not Engineer approves a 
substitute so proposed or submitted by Contractor, Contractor shall reimburse Owner for 
the reasonable charges of Engineer for evaluating each such proposed substitute. 
Contractor shall also reimburse Owner for the reasonable charges of Engineer for making 
changes in the Contract Documents (or in the provisions of any other direct contract with 
Owner) resulting from the acceptance of each proposed substitute. 

E. Contractor’s Expense: Contractor shall provide all data in support of any proposed 
substitute at Contractor’s expense. 

F. Effect of Engineer’s Determination: If Engineer approves the substitution request, 
Contractor shall execute the proposed Change Order and proceed with the substitution. 
The Engineer’s denial of a substitution request shall be final and binding, and may not be 
reversed through an appeal under any provision of the Contract Documents. Contractor 
may challenge the scope of reimbursement costs imposed under Paragraph 7.05.D, by 
timely submittal of a Change Proposal. 

7.06 Concerning Subcontractors, Suppliers, and Others 

A. Contractor may retain Subcontractors and Suppliers for the performance of parts of the 
Work.  Such Subcontractors and Suppliers must be acceptable to Owner. 

B. Contractor shall retain specific Subcontractors, Suppliers, or other individuals or entities for 
the performance of designated parts of the Work if required by the Contract to do so. 

C. Subsequent to the submittal of Contractor’s Bid or final negotiation of the terms of the 
Contract, Owner may not require Contractor to retain any Subcontractor, Supplier, or other 
individual or entity to furnish or perform any of the Work against which Contractor has 
reasonable objection. 

D. Prior to entry into any binding subcontract or purchase order, Contractor shall submit to 
Owner the identity of the proposed Subcontractor or Supplier (unless Owner has already 
deemed such proposed Subcontractor or Supplier acceptable, during the bidding process or 
otherwise). Such proposed Subcontractor or Supplier shall be deemed acceptable to Owner 
unless Owner raises a substantive, reasonable objection within five days. 
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E. Owner may require the replacement of any Subcontractor, Supplier, or other individual or 
entity retained by Contractor to perform any part of the Work. Owner also may require 
Contractor to retain specific replacements; provided, however, that Owner may not require 
a replacement to which Contractor has a reasonable objection. If Contractor has submitted 
the identity of certain Subcontractors, Suppliers, or other individuals or entities for 
acceptance by Owner, and Owner has accepted it (either in writing or by failing to make 
written objection thereto), then Owner may subsequently revoke the acceptance of any 
such Subcontractor, Supplier, or other individual or entity so identified solely on the basis 
of substantive, reasonable objection after due investigation. Contractor shall submit an 
acceptable replacement for the rejected Subcontractor, Supplier, or other individual or 
entity. 

F. If Owner requires the replacement of any Subcontractor, Supplier, or other individual or 
entity retained by Contractor to perform any part of the Work, then Contractor shall be 
entitled to an adjustment in Contract Price or Contract Times, or both, with respect to the 
replacement; and Contractor shall initiate a Change Proposal for such adjustment within 30 
days of Owner’s requirement of replacement. 

G. No acceptance by Owner of any such Subcontractor, Supplier, or other individual or entity, 
whether initially or as a replacement, shall constitute a waiver of the right of Owner to the 
completion of the Work in accordance with the Contract Documents. 

H. On a monthly basis Contractor shall submit to Engineer a complete list of all Subcontractors 
and Suppliers having a direct contract with Contractor, and of all other Subcontractors and 
Suppliers known to Contractor at the time of submittal. 

I. Contractor shall be fully responsible to Owner and Engineer for all acts and omissions of the 
Subcontractors, Suppliers, and other individuals or entities performing or furnishing any of 
the Work just as Contractor is responsible for Contractor’s own acts and omissions. 

J. Contractor shall be solely responsible for scheduling and coordinating the work of 
Subcontractors, Suppliers, and all other individuals or entities performing or furnishing any 
of the Work. 

K. Contractor shall restrict all Subcontractors, Suppliers, and such other individuals or entities 
performing or furnishing any of the Work from communicating with Engineer or Owner, 
except through Contractor or in case of an emergency, or as otherwise expressly allowed 
herein. 

L. The divisions and sections of the Specifications and the identifications of any Drawings shall 
not control Contractor in dividing the Work among Subcontractors or Suppliers or 
delineating the Work to be performed by any specific trade. 

M. All Work performed for Contractor by a Subcontractor or Supplier shall be pursuant to an 
appropriate contractual agreement that specifically binds the Subcontractor or Supplier to 
the applicable terms and conditions of the Contract Documents for the benefit of Owner 
and Engineer. 

N. Owner may furnish to any Subcontractor or Supplier, to the extent practicable, information 
about amounts paid to Contractor on account of Work performed for Contractor by the 
particular Subcontractor or Supplier. 



 

EJCDC® C-700, Standard General Conditions of the Construction Contract. 
Copyright © 2013 National Society of Professional Engineers, American Council of Engineering Companies, 

and American Society of Civil Engineers.  All rights reserved.             Page 31 of 65 

O. Nothing in the Contract Documents: 

1. shall create for the benefit of any such Subcontractor, Supplier, or other individual or 
entity any contractual relationship between Owner or Engineer and any such 
Subcontractor, Supplier, or other individual or entity; nor 

2. shall create any obligation on the part of Owner or Engineer to pay or to see to the 
payment of any money due any such Subcontractor, Supplier, or other individual or 
entity except as may otherwise be required by Laws and Regulations. 

7.07 Patent Fees and Royalties 

A. Contractor shall pay all license fees and royalties and assume all costs incident to the use in 
the performance of the Work or the incorporation in the Work of any invention, design, 
process, product, or device which is the subject of patent rights or copyrights held by 
others. If a particular invention, design, process, product, or device is specified in the 
Contract Documents for use in the performance of the Work and if, to the actual 
knowledge of Owner or Engineer, its use is subject to patent rights or copyrights calling for 
the payment of any license fee or royalty to others, the existence of such rights shall be 
disclosed by Owner in the Contract Documents. 

B. To the fullest extent permitted by Laws and Regulations, Owner shall indemnify and hold 
harmless Contractor, and its officers, directors, members, partners, employees, agents, 
consultants, and subcontractors from and against all claims, costs, losses, and damages 
(including but not limited to all fees and charges of engineers, architects, attorneys, and 
other professionals, and all court or arbitration or other dispute resolution costs) arising 
out of or relating to any infringement of patent rights or copyrights incident to the use in 
the performance of the Work or resulting from the incorporation in the Work of any 
invention, design, process, product, or device specified in the Contract Documents, but not 
identified as being subject to payment of any license fee or royalty to others required by 
patent rights or copyrights. 

C. To the fullest extent permitted by Laws and Regulations, Contractor shall indemnify and 
hold harmless Owner and Engineer, and the officers, directors, members, partners, 
employees, agents, consultants and subcontractors of each and any of them from and 
against all claims, costs, losses, and damages (including but not limited to all fees and 
charges of engineers, architects, attorneys, and other professionals and all court or 
arbitration or other dispute resolution costs) arising out of or relating to any infringement 
of patent rights or copyrights incident to the use in the performance of the Work or 
resulting from the incorporation in the Work of any invention, design, process, product, or 
device not specified in the Contract Documents. 

7.08 Permits 

A. Unless otherwise provided in the Contract Documents, Contractor shall obtain and pay for 
all construction permits and licenses. Owner shall assist Contractor, when necessary, in 
obtaining such permits and licenses. Contractor shall pay all governmental charges and 
inspection fees necessary for the prosecution of the Work which are applicable at the time 
of the submission of Contractor’s Bid (or when Contractor became bound under a 
negotiated contract). Owner shall pay all charges of utility owners for connections for 
providing permanent service to the Work 
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7.09 Taxes 

A.  Contractor shall pay all sales, consumer, use, and other similar taxes required to be paid by 
Contractor in accordance with the Laws and Regulations of the place of the Project which 
are applicable during the performance of the Work. 

7.10 Laws and Regulations 

A. Contractor shall give all notices required by and shall comply with all Laws and Regulations 
applicable to the performance of the Work. Except where otherwise expressly required by 
applicable Laws and Regulations, neither Owner nor Engineer shall be responsible for 
monitoring Contractor’s compliance with any Laws or Regulations. 

B. If Contractor performs any Work or takes any other action knowing or having reason to 
know that it is contrary to Laws or Regulations, Contractor shall bear all resulting costs and 
losses, and shall indemnify and hold harmless Owner and Engineer, and the officers, 
directors, members, partners, employees, agents, consultants, and subcontractors of each 
and any of them from and against all claims, costs, losses, and damages (including but not 
limited to all fees and charges of engineers, architects, attorneys, and other professionals 
and all court or arbitration or other dispute resolution costs) arising out of or relating to 
such Work or other action. It shall not be Contractor’s responsibility to make certain that 
the Work described in the Contract Documents is in accordance with Laws and Regulations, 
but this shall not relieve Contractor of Contractor’s obligations under Paragraph 3.03. 

C. Owner or Contractor may give notice to the other party of any changes after the 
submission of Contractor’s Bid (or after the date when Contractor became bound under a 
negotiated contract) in Laws or Regulations having an effect on the cost or time of 
performance of the Work, including but not limited to changes in Laws or Regulations 
having an effect on procuring permits and on sales, use, value-added, consumption, and 
other similar taxes.  If Owner and Contractor are unable to agree on entitlement to or on 
the amount or extent, if any, of any adjustment in Contract Price or Contract Times 
resulting from such changes, then within 30 days of such notice Contractor may submit a 
Change Proposal, or Owner may initiate a Claim. 

7.11  Record Documents 

A. Contractor shall maintain in a safe place at the Site one printed record copy of all Drawings, 
Specifications, Addenda, Change Orders, Work Change Directives, Field Orders, written 
interpretations and clarifications, and approved Shop Drawings. Contractor shall keep such 
record documents in good order and annotate them to show changes made during 
construction. These record documents, together with all approved Samples, will be 
available to Engineer for reference. Upon completion of the Work, Contractor shall deliver 
these record documents to Engineer. 

7.12 Safety and Protection 

A. Contractor shall be solely responsible for initiating, maintaining, and supervising all safety 
precautions and programs in connection with the Work. Such responsibility does not 
relieve Subcontractors of their responsibility for the safety of persons or property in the 
performance of their work, nor for compliance with applicable safety Laws and Regulations.  
Contractor shall take all necessary precautions for the safety of, and shall provide the 
necessary protection to prevent damage, injury, or loss to: 

1. all persons on the Site or who may be affected by the Work; 
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2. all the Work and materials and equipment to be incorporated therein, whether in 
storage on or off the Site; and 

3. other property at the Site or adjacent thereto, including trees, shrubs, lawns, walks, 
pavements, roadways, structures, other work in progress, utilities, and Underground 
Facilities not designated for removal, relocation, or replacement in the course of 
construction. 

B. Contractor shall comply with all applicable Laws and Regulations relating to the safety of 
persons or property, or to the protection of persons or property from damage, injury, or 
loss; and shall erect and maintain all necessary safeguards for such safety and protection. 
Contractor shall notify Owner; the owners of adjacent property, Underground Facilities, 
and other utilities; and other contractors and utility owners performing work at or adjacent 
to the Site, when prosecution of the Work may affect them, and shall cooperate with them 
in the protection, removal, relocation, and replacement of their property or work in 
progress. 

C. Contractor shall comply with the applicable requirements of Owner’s safety programs, if 
any.  The Supplementary Conditions identify any Owner’s safety programs that are 
applicable to the Work. 

D. Contractor shall inform Owner and Engineer of the specific requirements of Contractor’s 
safety program with which Owner’s and Engineer’s employees and representatives must 
comply while at the Site. 

E. All damage, injury, or loss to any property referred to in Paragraph 7.12.A.2 or 7.12.A.3 
caused, directly or indirectly, in whole or in part, by Contractor, any Subcontractor, 
Supplier, or any other individual or entity directly or indirectly employed by any of them to 
perform any of the Work, or anyone for whose acts any of them may be liable, shall be 
remedied by Contractor at its expense (except damage or loss attributable to the fault of 
Drawings or Specifications or to the acts or omissions of Owner or Engineer or anyone 
employed by any of them, or anyone for whose acts any of them may be liable, and not 
attributable, directly or indirectly, in whole or in part, to the fault or negligence of 
Contractor or any Subcontractor, Supplier, or other individual or entity directly or indirectly 
employed by any of them). 

F. Contractor’s duties and responsibilities for safety and protection shall continue until such 
time as all the Work is completed and Engineer has issued a notice to Owner and 
Contractor in accordance with Paragraph 15.06.B that the Work is acceptable (except as 
otherwise expressly provided in connection with Substantial Completion). 

G. Contractor’s duties and responsibilities for safety and protection shall resume whenever 
Contractor or any Subcontractor or Supplier returns to the Site to fulfill warranty or 
correction obligations, or to conduct other tasks arising from the Contract Documents. 

7.13 Safety Representative 

A. Contractor shall designate a qualified and experienced safety representative at the Site 
whose duties and responsibilities shall be the prevention of accidents and the maintaining 
and supervising of safety precautions and programs. 

7.14 Hazard Communication Programs 

A. Contractor shall be responsible for coordinating any exchange of material safety data 
sheets or other hazard communication information required to be made available to or 
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exchanged between or among employers at the Site in accordance with Laws or 
Regulations. 

7.15 Emergencies 

A. In emergencies affecting the safety or protection of persons or the Work or property at the 
Site or adjacent thereto, Contractor is obligated to act to prevent threatened damage, 
injury, or loss. Contractor shall give Engineer prompt written notice if Contractor believes 
that any significant changes in the Work or variations from the Contract Documents have 
been caused thereby or are required as a result thereof. If Engineer determines that a 
change in the Contract Documents is required because of the action taken by Contractor in 
response to such an emergency, a Work Change Directive or Change Order will be issued. 

7.16 Shop Drawings, Samples, and Other Submittals 

A. Shop Drawing and Sample Submittal Requirements: 

1. Before submitting a Shop Drawing or Sample, Contractor shall have: 

a. reviewed and coordinated the Shop Drawing or Sample with other Shop Drawings 
and Samples and with the requirements of the Work and the Contract 
Documents; 

b. determined and verified all field measurements, quantities, dimensions, specified 
performance and design criteria, installation requirements, materials, catalog 
numbers, and similar information with respect thereto; 

c. determined and verified the suitability of all materials and equipment offered 
with respect to the indicated application, fabrication, shipping, handling, storage, 
assembly, and installation pertaining to the performance of the Work; and 

d. determined and verified all information relative to Contractor’s responsibilities 
for means, methods, techniques, sequences, and procedures of construction, and 
safety precautions and programs incident thereto. 

2. Each submittal shall bear a stamp or specific written certification that Contractor has 
satisfied Contractor’s obligations under the Contract Documents with respect to 
Contractor’s review of that submittal, and that Contractor approves the submittal. 

3. With each submittal, Contractor shall give Engineer specific written notice of any 
variations that the Shop Drawing or Sample may have from the requirements of the 
Contract Documents. This notice shall be set forth in a written communication 
separate from the Shop Drawings or Sample submittal; and, in addition, in the case of 
Shop Drawings by a specific notation made on each Shop Drawing submitted to 
Engineer for review and approval of each such variation. 

B. Submittal Procedures for Shop Drawings and Samples: Contractor shall submit Shop 
Drawings and Samples to Engineer for review and approval in accordance with the 
accepted Schedule of Submittals. Each submittal will be identified as Engineer may require. 

1. Shop Drawings: 

a. Contractor shall submit the number of copies required in the Specifications. 

b. Data shown on the Shop Drawings will be complete with respect to quantities, 
dimensions, specified performance and design criteria, materials, and similar data 
to show Engineer the services, materials, and equipment Contractor proposes to 
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provide and to enable Engineer to review the information for the limited 
purposes required by Paragraph 7.16.D. 

2. Samples: 

a. Contractor shall submit the number of Samples required in the Specifications. 

b. Contractor shall clearly identify each Sample as to material, Supplier, pertinent 
data such as catalog numbers, the use for which intended and other data as 
Engineer may require to enable Engineer to review the submittal for the limited 
purposes required by Paragraph 7.16.D. 

3. Where a Shop Drawing or Sample is required by the Contract Documents or the 
Schedule of Submittals, any related Work performed prior to Engineer’s review and 
approval of the pertinent submittal will be at the sole expense and responsibility of 
Contractor. 

C. Other Submittals: Contractor shall submit other submittals to Engineer in accordance with 
the accepted Schedule of Submittals, and pursuant to the applicable terms of the 
Specifications. 

D. Engineer’s Review: 

1. Engineer will provide timely review of Shop Drawings and Samples in accordance with 
the Schedule of Submittals acceptable to Engineer. Engineer’s review and approval will 
be only to determine if the items covered by the submittals will, after installation or 
incorporation in the Work, conform to the information given in the Contract 
Documents and be compatible with the design concept of the completed Project as a 
functioning whole as indicated by the Contract Documents. 

2. Engineer’s review and approval will not extend to means, methods, techniques, 
sequences, or procedures of construction or to safety precautions or programs 
incident thereto. 

3. Engineer’s review and approval of a separate item as such will not indicate approval of 
the assembly in which the item functions. 

4. Engineer’s review and approval of a Shop Drawing or Sample shall not relieve 
Contractor from responsibility for any variation from the requirements of the Contract 
Documents unless Contractor has complied with the requirements of Paragraph 
7.16.A.3 and Engineer has given written approval of each such variation by specific 
written notation thereof incorporated in or accompanying the Shop Drawing or 
Sample. Engineer will document any such approved variation from the requirements 
of the Contract Documents in a Field Order. 

5. Engineer’s review and approval of a Shop Drawing or Sample shall not relieve 
Contractor from responsibility for complying with the requirements of Paragraph 
7.16.A and B. 

6. Engineer’s review and approval of a Shop Drawing or Sample, or of a variation from 
the requirements of the Contract Documents, shall not, under any circumstances, 
change the Contract Times or Contract Price, unless such changes are included in a 
Change Order. 

7. Neither Engineer’s receipt, review, acceptance or approval of a Shop Drawing, Sample, 
or other submittal shall result in such item becoming a Contract Document. 
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8. Contractor shall perform the Work in compliance with the requirements and 
commitments set forth in approved Shop Drawings and Samples, subject to the 
provisions of Paragraph 7.16.D.4. 

E. Resubmittal Procedures: 

1. Contractor shall make corrections required by Engineer and shall return the required 
number of corrected copies of Shop Drawings and submit, as required, new Samples 
for review and approval. Contractor shall direct specific attention in writing to 
revisions other than the corrections called for by Engineer on previous submittals. 

2. Contractor shall furnish required submittals with sufficient information and accuracy 
to obtain required approval of an item with no more than three submittals. Engineer 
will record Engineer’s time for reviewing a fourth or subsequent submittal of a Shop 
Drawings, sample, or other item requiring approval, and Contractor shall be 
responsible for Engineer’s charges to Owner for such time. Owner may impose a set-
off against payments due to Contractor to secure reimbursement for such charges. 

3. If Contractor requests a change of a previously approved submittal item, Contractor 
shall be responsible for Engineer’s charges to Owner for its review time, and Owner 
may impose a set-off against payments due to Contractor to secure reimbursement for 
such charges, unless the need for such change is beyond the control of Contractor. 

7.17 Contractor’s General Warranty and Guarantee 

A. Contractor warrants and guarantees to Owner that all Work will be in accordance with the 
Contract Documents and will not be defective. Engineer and its officers, directors, 
members, partners, employees, agents, consultants, and subcontractors shall be entitled to 
rely on Contractor’s warranty and guarantee. 

B. Contractor’s warranty and guarantee hereunder excludes defects or damage caused by: 

1. abuse, modification, or improper maintenance or operation by persons other than 
Contractor, Subcontractors, Suppliers, or any other individual or entity for whom 
Contractor is responsible; or 

2. normal wear and tear under normal usage. 

C. Contractor’s obligation to perform and complete the Work in accordance with the Contract 
Documents shall be absolute. None of the following will constitute an acceptance of Work 
that is not in accordance with the Contract Documents or a release of Contractor’s 
obligation to perform the Work in accordance with the Contract Documents: 

1. observations by Engineer; 

2. recommendation by Engineer or payment by Owner of any progress or final payment; 

3. the issuance of a certificate of Substantial Completion by Engineer or any payment 
related thereto by Owner; 

4. use or occupancy of the Work or any part thereof by Owner; 

5. any review and approval of a Shop Drawing or Sample submittal; 

6. the issuance of a notice of acceptability by Engineer; 

7. any inspection, test, or approval by others; or 

8. any correction of defective Work by Owner. 
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D. If the Contract requires the Contractor to accept the assignment of a contract entered into 
by Owner, then the specific warranties, guarantees, and correction obligations contained in 
the assigned contract shall govern with respect to Contractor’s performance obligations to 
Owner for the Work described in the assigned contract. 

7.18 Indemnification 

A. To the fullest extent permitted by Laws and Regulations, and in addition to any other 
obligations of Contractor under the Contract  or otherwise, Contractor shall indemnify and 
hold harmless Owner and Engineer, and the officers, directors, members, partners, 
employees, agents, consultants and subcontractors of each and any of them from and 
against all claims, costs, losses, and damages (including but not limited to all fees and 
charges of engineers, architects, attorneys, and other professionals and all court or 
arbitration or other dispute resolution costs) arising out of or relating to the performance 
of the Work, provided that any such claim, cost, loss, or damage is attributable to bodily 
injury, sickness, disease, or death, or to injury to or destruction of tangible property (other 
than the Work itself), including the loss of use resulting therefrom but only to the extent 
caused by any negligent act or omission of Contractor, any Subcontractor, any Supplier, or 
any individual or entity directly or indirectly employed by any of them to perform any of 
the Work or anyone for whose acts any of them may be liable. 

B. In any and all claims against Owner or Engineer or any of their officers, directors, members, 
partners, employees, agents, consultants, or subcontractors by any employee (or the 
survivor or personal representative of such employee) of Contractor, any Subcontractor, 
any Supplier, or any individual or entity directly or indirectly employed by any of them to 
perform any of the Work, or anyone for whose acts any of them may be liable, the 
indemnification obligation under Paragraph 7.18.A shall not be limited in any way by any 
limitation on the amount or type of damages, compensation, or benefits payable by or for 
Contractor or any such Subcontractor, Supplier, or other individual or entity under workers’ 
compensation acts, disability benefit acts, or other employee benefit acts. 

C. The indemnification obligations of Contractor under Paragraph 7.18.A shall not extend to 
the liability of Engineer and Engineer’s officers, directors, members, partners, employees, 
agents, consultants and subcontractors arising out of: 

1. the preparation or approval of, or the failure to prepare or approve maps, Drawings, 
opinions, reports, surveys, Change Orders, designs, or Specifications; or 

2. giving directions or instructions, or failing to give them, if that is the primary cause of 
the injury or damage. 

7.19 Delegation of Professional Design Services 

A. Contractor will not be required to provide professional design services unless such services 
are specifically required by the Contract Documents for a portion of the Work or unless 
such services are required to carry out Contractor’s responsibilities for construction means, 
methods, techniques, sequences and procedures. Contractor shall not be required to 
provide professional services in violation of applicable Laws and Regulations. 

B. If professional design services or certifications by a design professional related to systems, 
materials, or equipment are specifically required of Contractor by the Contract Documents, 
Owner and Engineer will specify all performance and design criteria that such services must 
satisfy. Contractor shall cause such services or certifications to be provided by a properly 
licensed professional, whose signature and seal shall appear on all drawings, calculations, 
specifications, certifications, and other submittals prepared by such professional. Shop 
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Drawings and other submittals related to the Work designed or certified by such 
professional, if prepared by others, shall bear such professional’s written approval when 
submitted to Engineer. 

C. Owner and Engineer shall be entitled to rely upon the adequacy, accuracy, and 
completeness of the services, certifications, or approvals performed by such design 
professionals, provided Owner and Engineer have specified to Contractor all performance 
and design criteria that such services must satisfy. 

D. Pursuant to this paragraph, Engineer’s review and approval of design calculations and 
design drawings will be only for the limited purpose of checking for conformance with 
performance and design criteria given and the design concept expressed in the Contract 
Documents. Engineer’s review and approval of Shop Drawings and other submittals (except 
design calculations and design drawings) will be only for the purpose stated in Paragraph 
7.16.D.1. 

E. Contractor shall not be responsible for the adequacy of the performance or design criteria 
specified by Owner or Engineer. 

ARTICLE 8 – OTHER WORK AT THE SITE 

8.01 Other Work 

A. In addition to and apart from the Work under the Contract Documents, the Owner may 
perform other work at or adjacent to the Site. Such other work may be performed by 
Owner’s employees, or through contracts between the Owner and third parties. Owner 
may also arrange to have third-party utility owners perform work on their utilities and 
facilities at or adjacent to the Site. 

B. If Owner performs other work at or adjacent to the Site with Owner’s employees, or 
through contracts for such other work, then Owner shall give Contractor written notice 
thereof prior to starting any such other work. If Owner has advance information regarding 
the start of any utility work at or adjacent to the Site, Owner shall provide such information 
to Contractor. 

C. Contractor shall afford each other contractor that performs such other work, each utility 
owner performing other work, and Owner, if Owner is performing other work with Owner’s 
employees, proper and safe access to the Site, and provide a reasonable opportunity for 
the introduction and storage of materials and equipment and the execution of such other 
work. Contractor shall do all cutting, fitting, and patching of the Work that may be required 
to properly connect or otherwise make its several parts come together and properly 
integrate with such other work. Contractor shall not endanger any work of others by 
cutting, excavating, or otherwise altering such work; provided, however, that Contractor 
may cut or alter others' work with the written consent of Engineer and the others whose 
work will be affected. 

D. If the proper execution or results of any part of Contractor’s Work depends upon work 
performed by others under this Article 8, Contractor shall inspect such other work and 
promptly report to Engineer in writing any delays, defects, or deficiencies in such other 
work that render it unavailable or unsuitable for the proper execution and results of 
Contractor’s Work. Contractor’s failure to so report will constitute an acceptance of such 
other work as fit and proper for integration with Contractor’s Work except for latent 
defects and deficiencies in such other work. 
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8.02 Coordination 

A. If Owner intends to contract with others for the performance of other work at or adjacent 
to the Site, to perform other work at or adjacent to the Site with Owner’s employees, or to 
arrange to have utility owners perform work at or adjacent to the Site, the following will be 
set forth in the Supplementary Conditions or provided to Contractor prior to the start of 
any such other work: 

1. the identity of the individual or entity that will have authority and responsibility for 
coordination of the activities among the various contractors; 

2. an itemization of the specific matters to be covered by such authority and 
responsibility; and 

3. the extent of such authority and responsibilities. 

B. Unless otherwise provided in the Supplementary Conditions, Owner shall have sole 
authority and responsibility for such coordination. 

8.03 Legal Relationships 

A. If, in the course of performing other work at or adjacent to the Site for Owner, the Owner’s 
employees, any other contractor working for Owner, or any utility owner causes damage to 
the Work or to the property of Contractor or its Subcontractors, or delays, disrupts, 
interferes with, or increases the scope or cost of the performance of the Work, through 
actions or inaction, then Contractor shall be entitled to an equitable adjustment in the 
Contract Price or the Contract Times, or both. Contractor must submit any Change Proposal 
seeking an equitable adjustment in the Contract Price or the Contract Times under this 
paragraph within 30 days of the damaging, delaying, disrupting, or interfering event. The 
entitlement to, and extent of, any such equitable adjustment shall take into account 
information (if any) regarding such other work that was provided to Contractor in the 
Contract Documents prior to the submittal of the Bid or the final negotiation of the terms 
of the Contract. When applicable, any such equitable adjustment in Contract Price shall be 
conditioned on Contractor assigning to Owner all Contractor’s rights against such other 
contractor or utility owner with respect to the damage, delay, disruption, or interference 
that is the subject of the adjustment. Contractor’s entitlement to an adjustment of the 
Contract Times is conditioned on such adjustment being essential to Contractor’s ability to 
complete the Work within the Contract Times. 

B. Contractor shall take reasonable and customary measures to avoid damaging, delaying, 
disrupting, or interfering with the work of Owner, any other contractor, or any utility owner 
performing other work at or adjacent to the Site. If Contractor fails to take such measures 
and as a result damages, delays, disrupts, or interferes with the work of any such other 
contractor or utility owner, then Owner may impose a set-off against payments due to 
Contractor, and assign to such other contractor or utility owner the Owner’s contractual 
rights against Contractor with respect to the breach of the obligations set forth in this 
paragraph. 

C. When Owner is performing other work at or adjacent to the Site with Owner’s employees, 
Contractor shall be liable to Owner for damage to such other work, and for the reasonable 
direct delay, disruption, and interference costs incurred by Owner as a result of 
Contractor’s failure to take reasonable and customary measures with respect to Owner’s 
other work. In response to such damage, delay, disruption, or interference, Owner may 
impose a set-off against payments due to Contractor. 
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D. If Contractor damages, delays, disrupts, or interferes with the work of any other contractor, 
or any utility owner performing other work at or adjacent to the Site, through Contractor’s 
failure to take reasonable and customary measures to avoid such impacts, or if any claim 
arising out of Contractor’s actions, inactions, or negligence in performance of the Work at 
or adjacent to the Site is made by any such other contractor or utility owner against 
Contractor, Owner, or Engineer, then Contractor shall (1) promptly attempt to settle the 
claim as to all parties through negotiations with such other contractor or utility owner, or 
otherwise resolve the claim by arbitration or other dispute resolution proceeding or at law, 
and (2) indemnify and hold harmless Owner and Engineer, and the officers, directors, 
members, partners, employees, agents, consultants and subcontractors of each and any of 
them from and against any such claims, and against all costs, losses, and damages 
(including but not limited to all fees and charges of engineers, architects, attorneys, and 
other professionals and all court or arbitration or other dispute resolution costs) arising out 
of or relating to such damage, delay, disruption, or interference. 

ARTICLE 9 – OWNER’S RESPONSIBILITIES 

9.01 Communications to Contractor 

A. Except as otherwise provided in these General Conditions, Owner shall issue all 
communications to Contractor through Engineer. 

9.02 Replacement of Engineer 

A. Owner may at its discretion appoint an engineer to replace Engineer, provided Contractor 
makes no reasonable objection to the replacement engineer. The replacement engineer’s 
status under the Contract Documents shall be that of the former Engineer. 

9.03 Furnish Data 

A. Owner shall promptly furnish the data required of Owner under the Contract Documents. 

9.04 Pay When Due 

A. Owner shall make payments to Contractor when they are due as provided in the 
Agreement. 

9.05 Lands and Easements; Reports, Tests, and Drawings 

A. Owner’s duties with respect to providing lands and easements are set forth in Paragraph 
5.01. 

B. Owner’s duties with respect to providing engineering surveys to establish reference points 
are set forth in Paragraph 4.03. 

C. Article 5 refers to Owner’s identifying and making available to Contractor copies of reports 
of explorations and tests of conditions at the Site, and drawings of physical conditions 
relating to existing surface or subsurface structures at the Site. 

9.06 Insurance 

A. Owner’s responsibilities, if any, with respect to purchasing and maintaining liability and 
property insurance are set forth in Article 6. 

9.07 Change Orders 

A. Owner’s responsibilities with respect to Change Orders are set forth in Article 11. 
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9.08 Inspections, Tests, and Approvals 

A. Owner’s responsibility with respect to certain inspections, tests, and approvals is set forth 
in Paragraph 14.02.B. 

9.09 Limitations on Owner’s Responsibilities 

A. The Owner shall not supervise, direct, or have control or authority over, nor be responsible 
for, Contractor’s means, methods, techniques, sequences, or procedures of construction, 
or the safety precautions and programs incident thereto, or for any failure of Contractor to 
comply with Laws and Regulations applicable to the performance of the Work. Owner will 
not be responsible for Contractor’s failure to perform the Work in accordance with the 
Contract Documents. 

9.10 Undisclosed Hazardous Environmental Condition 

A. Owner’s responsibility in respect to an undisclosed Hazardous Environmental Condition is 
set forth in Paragraph 5.06. 

9.11 Evidence of Financial Arrangements 

A. Upon request of Contractor, Owner shall furnish Contractor reasonable evidence that 
financial arrangements have been made to satisfy Owner’s obligations under the Contract 
Documents (including obligations under proposed changes in the Work). 

9.12 Safety Programs 

A. While at the Site, Owner’s employees and representatives shall comply with the specific 
applicable requirements of Contractor’s safety programs of which Owner has been 
informed. 

B. Owner shall furnish copies of any applicable Owner safety programs to Contractor. 

ARTICLE 10 – ENGINEER’S STATUS DURING CONSTRUCTION 

10.01 Owner’s Representative 

A. Engineer will be Owner’s representative during the construction period. The duties and 
responsibilities and the limitations of authority of Engineer as Owner’s representative 
during construction are set forth in the Contract. 

10.02 Visits to Site 

A. Engineer will make visits to the Site at intervals appropriate to the various stages of 
construction as Engineer deems necessary in order to observe as an experienced and 
qualified design professional the progress that has been made and the quality of the 
various aspects of Contractor’s executed Work. Based on information obtained during such 
visits and observations, Engineer, for the benefit of Owner, will determine, in general, if the 
Work is proceeding in accordance with the Contract Documents. Engineer will not be 
required to make exhaustive or continuous inspections on the Site to check the quality or 
quantity of the Work. Engineer’s efforts will be directed toward providing for Owner a 
greater degree of confidence that the completed Work will conform generally to the 
Contract Documents. On the basis of such visits and observations, Engineer will keep 
Owner informed of the progress of the Work and will endeavor to guard Owner against 
defective Work. 

B. Engineer’s visits and observations are subject to all the limitations on Engineer’s authority 
and responsibility set forth in Paragraph 10.08.  Particularly, but without limitation, during 
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or as a result of Engineer’s visits or observations of Contractor’s Work, Engineer will not 
supervise, direct, control, or have authority over or be responsible for Contractor’s means, 
methods, techniques, sequences, or procedures of construction, or the safety precautions 
and programs incident thereto, or for any failure of Contractor to comply with Laws and 
Regulations applicable to the performance of the Work. 

10.03 Project Representative 

A. If Owner and Engineer have agreed that Engineer will furnish a Resident Project 
Representative to represent Engineer at the Site and assist Engineer in observing the 
progress and quality of the Work, then the authority and responsibilities of any such 
Resident Project Representative will be as provided in the Supplementary Conditions, and 
limitations on the responsibilities thereof will be as provided in Paragraph 10.08. If Owner 
designates another representative or agent to represent Owner at the Site who is not 
Engineer’s consultant, agent, or employee, the responsibilities and authority and 
limitations thereon of such other individual or entity will be as provided in the 
Supplementary Conditions. 

10.04 Rejecting Defective Work 

A. Engineer has the authority to reject Work in accordance with Article 14. 

10.05 Shop Drawings, Change Orders and Payments 

A. Engineer’s authority, and limitations thereof, as to Shop Drawings and Samples, are set 
forth in Paragraph 7.16. 

B. Engineer’s authority, and limitations thereof, as to design calculations and design drawings 
submitted in response to a delegation of professional design services, if any, are set forth in 
Paragraph 7.19. 

C. Engineer’s authority as to Change Orders is set forth in Article 11. 

D. Engineer’s authority as to Applications for Payment is set forth in Article 15. 

10.06 Determinations for Unit Price Work 

A. Engineer will determine the actual quantities and classifications of Unit Price Work 
performed by Contractor as set forth in Paragraph 13.03. 

10.07 Decisions on Requirements of Contract Documents and Acceptability of Work 

A. Engineer will render decisions regarding the requirements of the Contract Documents, and 
judge the acceptability of the Work, pursuant to the specific procedures set forth herein for 
initial interpretations, Change Proposals, and acceptance of the Work. In rendering such 
decisions and judgments, Engineer will not show partiality to Owner or Contractor, and will 
not be liable to Owner, Contractor, or others in connection with any proceedings, 
interpretations, decisions, or judgments conducted or rendered in good faith. 

10.08 Limitations on Engineer’s Authority and Responsibilities 

A. Neither Engineer’s authority or responsibility under this Article 10 or under any other 
provision of the Contract, nor any decision made by Engineer in good faith either to 
exercise or not exercise such authority or responsibility or the undertaking, exercise, or 
performance of any authority or responsibility by Engineer, shall create, impose, or give rise 
to any duty in contract, tort, or otherwise owed by Engineer to Contractor, any 
Subcontractor, any Supplier, any other individual or entity, or to any surety for or employee 
or agent of any of them. 
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B. Engineer will not supervise, direct, control, or have authority over or be responsible for 
Contractor’s means, methods, techniques, sequences, or procedures of construction, or the 
safety precautions and programs incident thereto, or for any failure of Contractor to 
comply with Laws and Regulations applicable to the performance of the Work. Engineer will 
not be responsible for Contractor’s failure to perform the Work in accordance with the 
Contract Documents. 

C. Engineer will not be responsible for the acts or omissions of Contractor or of any 
Subcontractor, any Supplier, or of any other individual or entity performing any of the 
Work. 

D. Engineer’s review of the final Application for Payment and accompanying documentation 
and all maintenance and operating instructions, schedules, guarantees, bonds, certificates 
of inspection, tests and approvals, and other documentation required to be delivered by 
Paragraph 15.06.A will only be to determine generally that their content complies with the 
requirements of, and in the case of certificates of inspections, tests, and approvals, that the 
results certified indicate compliance with the Contract Documents. 

E. The limitations upon authority and responsibility set forth in this Paragraph 10.08 shall also 
apply to the Resident Project Representative, if any. 

10.09 Compliance with Safety Program 

A. While at the Site, Engineer’s employees and representatives will comply with the specific 
applicable requirements of Owner’s and Contractor’s safety programs (if any) of which 
Engineer has been informed. 

ARTICLE 11 – AMENDING THE CONTRACT DOCUMENTS; CHANGES IN THE WORK 

11.01 Amending and Supplementing Contract Documents 

A. The Contract Documents may be amended or supplemented by a Change Order, a Work 
Change Directive, or a Field Order. 

1. Change Orders: 

a. If an amendment or supplement to the Contract Documents includes a change in 
the Contract Price or the Contract Times, such amendment or supplement must 
be set forth in a Change Order. A Change Order also may be used to establish 
amendments and supplements of the Contract Documents that do not affect the 
Contract Price or Contract Times. 

b. Owner and Contractor may amend those terms and conditions of the Contract 
Documents that do not involve (1) the performance or acceptability of the Work, 
(2) the design (as set forth in the Drawings, Specifications, or otherwise), or (3) 
other engineering or technical matters, without the recommendation of the 
Engineer. Such an amendment shall be set forth in a Change Order. 

2. Work Change Directives: A Work Change Directive will not change the Contract Price 
or the Contract Times but is evidence that the parties expect that the modification 
ordered or documented by a Work Change Directive will be incorporated in a 
subsequently issued Change Order, following negotiations by the parties as to the 
Work Change Directive’s effect, if any, on the Contract Price and Contract Times; or, if 
negotiations are unsuccessful, by a determination under the terms of the Contract 
Documents governing adjustments, expressly including Paragraph 11.04 regarding 
change of Contract Price. Contractor must submit any Change Proposal seeking an 
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adjustment of the Contract Price or the Contract Times, or both, no later than 30 days 
after the completion of the Work set out in the Work Change Directive.  Owner must 
submit any Claim seeking an adjustment of the Contract Price or the Contract Times, 
or both, no later than 60 days after issuance of the Work Change Directive. 

3. Field Orders: Engineer may authorize minor changes in the Work if the changes do not 
involve an adjustment in the Contract Price or the Contract Times and are compatible 
with the design concept of the completed Project as a functioning whole as indicated 
by the Contract Documents. Such changes will be accomplished by a Field Order and 
will be binding on Owner and also on Contractor, which shall perform the Work 
involved promptly. If Contractor believes that a Field Order justifies an adjustment in 
the Contract Price or Contract Times, or both, then before proceeding with the Work 
at issue, Contractor shall submit a Change Proposal as provided herein. 

11.02 Owner-Authorized Changes in the Work 

A. Without invalidating the Contract and without notice to any surety, Owner may, at any 
time or from time to time, order additions, deletions, or revisions in the Work. Such 
changes shall be supported by Engineer’s recommendation, to the extent the change 
involves the design (as set forth in the Drawings, Specifications, or otherwise), or other 
engineering or technical matters. Such changes may be accomplished by a Change Order, if 
Owner and Contractor have agreed as to the effect, if any, of the changes on Contract 
Times or Contract Price; or by a Work Change Directive. Upon receipt of any such 
document, Contractor shall promptly proceed with the Work involved; or, in the case of a 
deletion in the Work, promptly cease construction activities with respect to such deleted 
Work. Added or revised Work shall be performed under the applicable conditions of the 
Contract Documents. Nothing in this paragraph shall obligate Contractor to undertake work 
that Contractor reasonably concludes cannot be performed in a manner consistent with 
Contractor’s safety obligations under the Contract Documents or Laws and Regulations. 

11.03  Unauthorized Changes in the Work 

A. Contractor shall not be entitled to an increase in the Contract Price or an extension of the 
Contract Times with respect to any work performed that is not required by the Contract 
Documents, as amended, modified, or supplemented, except in the case of an emergency 
as provided in Paragraph 7.15 or in the case of uncovering Work as provided in Paragraph 
14.05. 

11.04 Change of Contract Price 

A. The Contract Price may only be changed by a Change Order. Any Change Proposal for an 
adjustment in the Contract Price shall comply with the provisions of Paragraph 11.06.  Any 
Claim for an adjustment of Contract Price shall comply with the provisions of Article 12. 

B. An adjustment in the Contract Price will be determined as follows: 

1. where the Work involved is covered by unit prices contained in the Contract 
Documents, then by application of such unit prices to the quantities of the items 
involved (subject to the provisions of Paragraph 13.03); or 

2. where the Work involved is not covered by unit prices contained in the Contract 
Documents, then by a mutually agreed lump sum (which may include an allowance for 
overhead and profit not necessarily in accordance with Paragraph 11.04.C.2); or 

3. where the Work involved is not covered by unit prices contained in the Contract 
Documents and the parties do not reach mutual agreement to a lump sum, then on 
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the basis of the Cost of the Work (determined as provided in Paragraph 13.01) plus a 
Contractor’s fee for overhead and profit (determined as provided in Paragraph 
11.04.C). 

C. Contractor’s Fee: When applicable, the Contractor’s fee for overhead and profit shall be 
determined as follows: 

1. a mutually acceptable fixed fee; or 

2. if a fixed fee is not agreed upon, then a fee based on the following percentages of the 
various portions of the Cost of the Work: 

a. for costs incurred under Paragraphs 13.01.B.1 and 13.01.B.2, the Contractor’s fee 
shall be 15 percent; 

b. for costs incurred under Paragraph 13.01.B.3, the Contractor’s fee shall be five 
percent; 

c. where one or more tiers of subcontracts are on the basis of Cost of the Work plus 
a fee and no fixed fee is agreed upon, the intent of Paragraphs 11.01.C.2.a and 
11.01.C.2.b is that the Contractor’s fee shall be based on: (1) a fee of 15 percent 
of the costs incurred under Paragraphs 13.01.A.1 and 13.01.A.2 by the 
Subcontractor that actually performs the Work, at whatever tier, and (2) with 
respect to Contractor itself and to any Subcontractors of a tier higher than that of 
the Subcontractor that actually performs the Work, a fee of five percent of the 
amount (fee plus underlying costs incurred) attributable to the next lower tier 
Subcontractor; provided, however, that for any such subcontracted work the 
maximum total fee to be paid by Owner shall be no greater than 27 percent of 
the costs incurred by the Subcontractor that actually performs the work; 

d. no fee shall be payable on the basis of costs itemized under Paragraphs 13.01.B.4, 
13.01.B.5, and 13.01.C; 

e. the amount of credit to be allowed by Contractor to Owner for any change which 
results in a net decrease in cost will be the amount of the actual net decrease in 
cost plus a deduction in Contractor’s fee by an amount equal to five percent of 
such net decrease; and 

f. when both additions and credits are involved in any one change, the adjustment 
in Contractor’s fee shall be computed on the basis of the net change in 
accordance with Paragraphs 11.04.C.2.a through 11.04.C.2.e, inclusive. 

11.05 Change of Contract Times 

A. The Contract Times may only be changed by a Change Order. Any Change Proposal for an 
adjustment in the Contract Times shall comply with the provisions of Paragraph 11.06. Any 
Claim for an adjustment in the Contract Times shall comply with the provisions of Article 
12. 

B. An adjustment of the Contract Times shall be subject to the limitations set forth in 
Paragraph 4.05, concerning delays in Contractor’s progress. 

11.06 Change Proposals 

A. Contractor shall submit a Change Proposal to Engineer to request an adjustment in the 
Contract Times or Contract Price; appeal an initial decision by Engineer concerning the 
requirements of the Contract Documents or relating to the acceptability of the Work under 
the Contract Documents; contest a set-off against payment due; or seek other relief under 
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the Contract. The Change Proposal shall specify any proposed change in Contract Times or 
Contract Price, or both, or other proposed relief, and explain the reason for the proposed 
change, with citations to any governing or applicable provisions of the Contract Documents. 

1. Procedures: Contractor shall submit each Change Proposal to Engineer promptly (but 
in no event later than 30 days) after the start of the event giving rise thereto, or after 
such initial decision. The Contractor shall submit supporting data, including the 
proposed change in Contract Price or Contract Time (if any), to the Engineer and 
Owner within 15 days after the submittal of the Change Proposal. The supporting data 
shall be accompanied by a written statement that the supporting data are accurate 
and complete, and that any requested time or price adjustment is the entire 
adjustment to which Contractor believes it is entitled as a result of said event. 
Engineer will advise Owner regarding the Change Proposal, and consider any 
comments or response from Owner regarding the Change Proposal. 

2. Engineer’s Action: Engineer will review each Change Proposal and, within 30 days after 
receipt of the Contractor’s supporting data, either deny the Change Proposal in whole, 
approve it in whole, or deny it in part and approve it in part. Such actions shall be in 
writing, with a copy provided to Owner and Contractor. If Engineer does not take 
action on the Change Proposal within 30 days, then either Owner or Contractor may at 
any time thereafter submit a letter to the other party indicating that as a result of 
Engineer’s inaction the Change Proposal is deemed denied, thereby commencing the 
time for appeal of the denial under Article 12. 

3. Binding Decision: Engineer’s decision will be final and binding upon Owner and 
Contractor, unless Owner or Contractor appeals the decision by filing a Claim under 
Article 12. 

B. Resolution of Certain Change Proposals: If the Change Proposal does not involve the design 
(as set forth in the Drawings, Specifications, or otherwise), the acceptability of the Work, or 
other engineering or technical matters, then Engineer will notify the parties that the 
Engineer is unable to resolve the Change Proposal. For purposes of further resolution of 
such a Change Proposal, such notice shall be deemed a denial, and Contractor may choose 
to seek resolution under the terms of Article 12. 

11.07 Execution of Change Orders 

A. Owner and Contractor shall execute appropriate Change Orders covering: 

1. changes in the Contract Price or Contract Times which are agreed to by the parties, 
including any undisputed sum or amount of time for Work actually performed in 
accordance with a Work Change Directive; 

2. changes in Contract Price resulting from an Owner set-off, unless Contractor has duly 
contested such set-off; 

3. changes in the Work which are: (a) ordered by Owner pursuant to Paragraph 11.02, (b) 
required because of Owner’s acceptance of defective Work under Paragraph 14.04 or 
Owner’s correction of defective Work under Paragraph 14.07, or (c) agreed to by the 
parties, subject to the need for Engineer’s recommendation if the change  in the Work 
involves the design (as set forth in the Drawings, Specifications, or otherwise), or other 
engineering or technical matters; and 

4. changes in the Contract Price or Contract Times, or other changes, which embody the 
substance of any final and binding results under Paragraph 11.06, or Article 12. 
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B. If Owner or Contractor refuses to execute a Change Order that is required to be executed 
under the terms of this Paragraph 11.07, it shall be deemed to be of full force and effect, as 
if fully executed. 

11.08 Notification to Surety 

A. If the provisions of any bond require notice to be given to a surety of any change affecting 
the general scope of the Work or the provisions of the Contract Documents (including, but 
not limited to, Contract Price or Contract Times), the giving of any such notice will be 
Contractor’s responsibility. The amount of each applicable bond will be adjusted to reflect 
the effect of any such change. 

ARTICLE 12 – CLAIMS 

12.01 Claims 

A. Claims Process: The following disputes between Owner and Contractor shall be submitted 
to the Claims process set forth in this Article: 

1. Appeals by Owner or Contractor of Engineer’s decisions regarding Change Proposals; 

2. Owner demands for adjustments in the Contract Price or Contract Times, or other 
relief under the Contract Documents; and 

3. Disputes that Engineer has been unable to address because they do not involve the 
design (as set forth in the Drawings, Specifications, or otherwise), the acceptability of 
the Work, or other engineering or technical matters. 

B. Submittal of Claim: The party submitting a Claim shall deliver it directly to the other party 
to the Contract promptly (but in no event later than 30 days) after the start of the event 
giving rise thereto; in the case of appeals regarding Change Proposals within 30 days of the 
decision under appeal. The party submitting the Claim shall also furnish a copy to the 
Engineer, for its information only. The responsibility to substantiate a Claim shall rest with 
the party making the Claim. In the case of a Claim by Contractor seeking an increase in the 
Contract Times or Contract Price, or both, Contractor shall certify that the Claim is made in 
good faith, that the supporting data are accurate and complete, and that to the best of 
Contractor’s knowledge and belief the amount of time or money requested accurately 
reflects the full amount to which Contractor is entitled. 

C. Review and Resolution: The party receiving a Claim shall review it thoroughly, giving full 
consideration to its merits. The two parties shall seek to resolve the Claim through the 
exchange of information and direct negotiations.  The parties may extend the time for 
resolving the Claim by mutual agreement. All actions taken on a Claim shall be stated in 
writing and submitted to the other party, with a copy to Engineer. 

D. Mediation: 

1. At any time after initiation of a Claim, Owner and Contractor may mutually agree to 
mediation of the underlying dispute. The agreement to mediate shall stay the Claim 
submittal and response process. 

2. If Owner and Contractor agree to mediation, then after 60 days from such agreement, 
either Owner or Contractor may unilaterally terminate the mediation process, and the 
Claim submittal and decision process shall resume as of the date of the termination. If 
the mediation proceeds but is unsuccessful in resolving the dispute, the Claim 
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submittal and decision process shall resume as of the date of the conclusion of the 
mediation, as determined by the mediator. 

3. Owner and Contractor shall each pay one-half of the mediator’s fees and costs. 

E. Partial Approval: If the party receiving a Claim approves the Claim in part and denies it in 
part, such action shall be final and binding unless within 30 days of such action the other 
party invokes the procedure set forth in Article 17 for final resolution of disputes. 

F. Denial of Claim: If efforts to resolve a Claim are not successful, the party receiving the Claim 
may deny it by giving written notice of denial to the other party. If the receiving party does 
not take action on the Claim within 90 days, then either Owner or Contractor may at any 
time thereafter submit a letter to the other party indicating that as a result of the inaction, 
the Claim is deemed denied, thereby commencing the time for appeal of the denial. A 
denial of the Claim shall be final and binding unless within 30 days of the denial the other 
party invokes the procedure set forth in Article 17 for the final resolution of disputes. 

G. Final and Binding Results: If the parties reach a mutual agreement regarding a Claim, 
whether through approval of the Claim, direct negotiations, mediation, or otherwise; or if a 
Claim is approved in part and denied in part, or denied in full, and such actions become 
final and binding; then the results of the agreement or action on the Claim shall be 
incorporated in a Change Order to the extent they affect the Contract, including the Work, 
the Contract Times, or the Contract Price. 

ARTICLE 13 – COST OF THE WORK; ALLOWANCES; UNIT PRICE WORK 

13.01 Cost of the Work 

A. Purposes for Determination of Cost of the Work: The term Cost of the Work means the sum 
of all costs necessary for the proper performance of the Work at issue, as further defined 
below. The provisions of this Paragraph 13.01 are used for two distinct purposes: 

1. To determine Cost of the Work when Cost of the Work is a component of the Contract 
Price, under cost-plus-fee, time-and-materials, or other cost-based terms; or 

2. To determine the value of a Change Order, Change Proposal, Claim, set-off, or other 
adjustment in Contract Price. When the value of any such adjustment is determined 
on the basis of Cost of the Work, Contractor is entitled only to those additional or 
incremental costs required because of the change in the Work or because of the event 
giving rise to the adjustment. 

B. Costs Included: Except as otherwise may be agreed to in writing by Owner, costs included in 
the Cost of the Work shall be in amounts no higher than those prevailing in the locality of 
the Project, shall not include any of the costs itemized in Paragraph 13.01.C, and shall 
include only the following items: 

1. Payroll costs for employees in the direct employ of Contractor in the performance of 
the Work under schedules of job classifications agreed upon by Owner and Contractor. 
Such employees shall include, without limitation, superintendents, foremen, and other 
personnel employed full time on the Work. Payroll costs for employees not employed 
full time on the Work shall be apportioned on the basis of their time spent on the 
Work. Payroll costs shall include, but not be limited to, salaries and wages plus the 
cost of fringe benefits, which shall include social security contributions, 
unemployment, excise, and payroll taxes, workers’ compensation, health and 
retirement benefits, bonuses, sick leave, and vacation and holiday pay applicable 
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thereto. The expenses of performing Work outside of regular working hours, on 
Saturday, Sunday, or legal holidays, shall be included in the above to the extent 
authorized by Owner. 

2. Cost of all materials and equipment furnished and incorporated in the Work, including 
costs of transportation and storage thereof, and Suppliers’ field services required in 
connection therewith. All cash discounts shall accrue to Contractor unless Owner 
deposits funds with Contractor with which to make payments, in which case the cash 
discounts shall accrue to Owner. All trade discounts, rebates, and refunds and returns 
from sale of surplus materials and equipment shall accrue to Owner, and Contractor 
shall make provisions so that they may be obtained. 

3. Payments made by Contractor to Subcontractors for Work performed by 
Subcontractors. If required by Owner, Contractor shall obtain competitive bids from 
subcontractors acceptable to Owner and Contractor and shall deliver such bids to 
Owner, who will then determine, with the advice of Engineer, which bids, if any, will 
be acceptable. If any subcontract provides that the Subcontractor is to be paid on the 
basis of Cost of the Work plus a fee, the Subcontractor’s Cost of the Work and fee shall 
be determined in the same manner as Contractor’s Cost of the Work and fee as 
provided in this Paragraph 13.01. 

4. Costs of special consultants (including but not limited to engineers, architects, testing 
laboratories, surveyors, attorneys, and accountants) employed for services specifically 
related to the Work. 

5. Supplemental costs including the following: 

a. The proportion of necessary transportation, travel, and subsistence expenses of 
Contractor’s employees incurred in discharge of duties connected with the Work. 

b. Cost, including transportation and maintenance, of all materials, supplies, 
equipment, machinery, appliances, office, and temporary facilities at the Site, and 
hand tools not owned by the workers, which are consumed in the performance of 
the Work, and cost, less market value, of such items used but not consumed 
which remain the property of Contractor. 

c. Rentals of all construction equipment and machinery, and the parts thereof, 
whether rented from Contractor or others in accordance with rental agreements 
approved by Owner with the advice of Engineer, and the costs of transportation, 
loading, unloading, assembly, dismantling, and removal thereof. All such costs 
shall be in accordance with the terms of said rental agreements. The rental of any 
such equipment, machinery, or parts shall cease when the use thereof is no 
longer necessary for the Work. 

d. Sales, consumer, use, and other similar taxes related to the Work, and for which 
Contractor is liable, as imposed by Laws and Regulations. 

e. Deposits lost for causes other than negligence of Contractor, any Subcontractor, 
or anyone directly or indirectly employed by any of them or for whose acts any of 
them may be liable, and royalty payments and fees for permits and licenses. 

f. Losses and damages (and related expenses) caused by damage to the Work, not 
compensated by insurance or otherwise, sustained by Contractor in connection 
with the performance of the Work (except losses and damages within the 
deductible amounts of property insurance established in accordance with 
Paragraph 6.05), provided such losses and damages have resulted from causes 



 

EJCDC® C-700, Standard General Conditions of the Construction Contract. 
Copyright © 2013 National Society of Professional Engineers, American Council of Engineering Companies, 

and American Society of Civil Engineers.  All rights reserved.             Page 50 of 65 

other than the negligence of Contractor, any Subcontractor, or anyone directly or 
indirectly employed by any of them or for whose acts any of them may be liable. 
Such losses shall include settlements made with the written consent and approval 
of Owner. No such losses, damages, and expenses shall be included in the Cost of 
the Work for the purpose of determining Contractor’s fee. 

g. The cost of utilities, fuel, and sanitary facilities at the Site. 

h. Minor expenses such as communication service at the Site, express and courier 
services, and similar petty cash items in connection with the Work. 

i. The costs of premiums for all bonds and insurance that Contractor is required by 
the Contract Documents to purchase and maintain. 

C. Costs Excluded: The term Cost of the Work shall not include any of the following items: 

1. Payroll costs and other compensation of Contractor’s officers, executives, principals 
(of partnerships and sole proprietorships), general managers, safety managers, 
engineers, architects, estimators, attorneys, auditors, accountants, purchasing and 
contracting agents, expediters, timekeepers, clerks, and other personnel employed by 
Contractor, whether at the Site or in Contractor’s principal or branch office for general 
administration of the Work and not specifically included in the agreed upon schedule 
of job classifications referred to in Paragraph 13.01.B.1 or specifically covered by 
Paragraph 13.01.B.4. The payroll costs and other compensation excluded here are to 
be considered administrative costs covered by the Contractor’s fee. 

2. Expenses of Contractor’s principal and branch offices other than Contractor’s office at 
the Site. 

3. Any part of Contractor’s capital expenses, including interest on Contractor’s capital 
employed for the Work and charges against Contractor for delinquent payments. 

4. Costs due to the negligence of Contractor, any Subcontractor, or anyone directly or 
indirectly employed by any of them or for whose acts any of them may be liable, 
including but not limited to, the correction of defective Work, disposal of materials or 
equipment wrongly supplied, and making good any damage to property. 

5. Other overhead or general expense costs of any kind and the costs of any item not 
specifically and expressly included in Paragraph 13.01.B. 

D. Contractor’s Fee: When the Work as a whole is performed on the basis of cost-plus, 
Contractor’s fee shall be determined as set forth in the Agreement. When the value of any 
Work covered by a Change Order, Change Proposal, Claim, set-off, or other adjustment in 
Contract Price is determined on the basis of Cost of the Work, Contractor’s fee shall be 
determined as set forth in Paragraph 11.04.C. 

E. Documentation: Whenever the Cost of the Work for any purpose is to be determined 
pursuant to this Article 13, Contractor will establish and maintain records thereof in 
accordance with generally accepted accounting practices and submit in a form acceptable 
to Engineer an itemized cost breakdown together with supporting data. 

13.02 Allowances 

A. It is understood that Contractor has included in the Contract Price all allowances so named 
in the Contract Documents and shall cause the Work so covered to be performed for such 
sums and by such persons or entities as may be acceptable to Owner and Engineer. 
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B. Cash Allowances: Contractor agrees that: 

1. the cash allowances include the cost to Contractor (less any applicable trade 
discounts) of materials and equipment required by the allowances to be delivered at 
the Site, and all applicable taxes; and 

2. Contractor’s costs for unloading and handling on the Site, labor, installation, overhead, 
profit, and other expenses contemplated for the cash allowances have been included 
in the Contract Price and not in the allowances, and no demand for additional 
payment on account of any of the foregoing will be valid. 

C. Contingency Allowance: Contractor agrees that a contingency allowance, if any, is for the 
sole use of Owner to cover unanticipated costs. 

D. Prior to final payment, an appropriate Change Order will be issued as recommended by 
Engineer to reflect actual amounts due Contractor on account of Work covered by 
allowances, and the Contract Price shall be correspondingly adjusted. 

13.03 Unit Price Work 

A. Where the Contract Documents provide that all or part of the Work is to be Unit Price 
Work, initially the Contract Price will be deemed to include for all Unit Price Work an 
amount equal to the sum of the unit price for each separately identified item of Unit Price 
Work times the estimated quantity of each item as indicated in the Agreement. 

B. The estimated quantities of items of Unit Price Work are not guaranteed and are solely for 
the purpose of comparison of Bids and determining an initial Contract Price. Payments to 
Contractor for Unit Price Work will be based on actual quantities. 

C. Each unit price will be deemed to include an amount considered by Contractor to be 
adequate to cover Contractor’s overhead and profit for each separately identified item. 

D. Engineer will determine the actual quantities and classifications of Unit Price Work 
performed by Contractor.  Engineer will review with Contractor the Engineer’s preliminary 
determinations on such matters before rendering a written decision thereon (by 
recommendation of an Application for Payment or otherwise). Engineer’s written decision 
thereon will be final and binding (except as modified by Engineer to reflect changed factual 
conditions or more accurate data) upon Owner and Contractor, subject to the provisions of 
the following paragraph. 

E. Within 30 days of Engineer’s written decision under the preceding paragraph, Contractor 
may submit a Change Proposal, or Owner may file a Claim, seeking an adjustment in the 
Contract Price if: 

1. the quantity of any item of Unit Price Work performed by Contractor differs materially 
and significantly from the estimated quantity of such item indicated in the Agreement; 

2. there is no corresponding adjustment with respect to any other item of Work; and 

3. Contractor believes that it is entitled to an increase in Contract Price as a result of 
having incurred additional expense or Owner believes that Owner is entitled to a 
decrease in Contract Price, and the parties are unable to agree as to the amount of any 
such increase or decrease. 
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ARTICLE 14 – TESTS AND INSPECTIONS; CORRECTION, REMOVAL OR ACCEPTANCE OF DEFECTIVE 
WORK 

14.01 Access to Work 

A. Owner, Engineer, their consultants and other representatives and personnel of Owner, 
independent testing laboratories, and authorities having jurisdiction will have access to the 
Site and the Work at reasonable times for their observation, inspection, and testing. 
Contractor shall provide them proper and safe conditions for such access and advise them 
of Contractor’s safety procedures and programs so that they may comply therewith as 
applicable. 

14.02 Tests, Inspections, and Approvals 

A. Contractor shall give Engineer timely notice of readiness of the Work (or specific parts 
thereof) for all required inspections and tests, and shall cooperate with inspection and 
testing personnel to facilitate required inspections and tests. 

B. Owner shall retain and pay for the services of an independent inspector, testing laboratory, 
or other qualified individual or entity to perform all inspections and tests expressly required 
by the Contract Documents to be furnished and paid for by Owner, except that costs 
incurred in connection with tests or inspections of covered Work shall be governed by the 
provisions of Paragraph 14.05. 

C. If Laws or Regulations of any public body having jurisdiction require any Work (or part 
thereof) specifically to be inspected, tested, or approved by an employee or other 
representative of such public body, Contractor shall assume full responsibility for arranging 
and obtaining such inspections, tests, or approvals, pay all costs in connection therewith, 
and furnish Engineer the required certificates of inspection or approval. 

D. Contractor shall be responsible for arranging, obtaining, and paying for all inspections and 
tests required: 

1. by the Contract Documents, unless the Contract Documents expressly allocate 
responsibility for a specific inspection or test to Owner; 

2. to attain Owner’s and Engineer’s acceptance of materials or equipment to be 
incorporated in the Work; 

3. by manufacturers of equipment furnished under the Contract Documents; 

4. for testing, adjusting, and balancing of mechanical, electrical, and other equipment to 
be incorporated into the Work; and 

5. for acceptance of materials, mix designs, or equipment submitted for approval prior to 
Contractor’s purchase thereof for incorporation in the Work. 

Such inspections and tests shall be performed by independent inspectors, testing 
laboratories, or other qualified individuals or entities acceptable to Owner and Engineer. 

E. If the Contract Documents require the Work (or part thereof) to be approved by Owner, 
Engineer, or another designated individual or entity, then Contractor shall assume full 
responsibility for arranging and obtaining such approvals. 

F. If any Work (or the work of others) that is to be inspected, tested, or approved is covered 
by Contractor without written concurrence of Engineer, Contractor shall, if requested by 
Engineer, uncover such Work for observation. Such uncovering shall be at Contractor’s 
expense unless Contractor had given Engineer timely notice of Contractor’s intention to 
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cover the same and Engineer had not acted with reasonable promptness in response to 
such notice. 

14.03 Defective Work 

A. Contractor’s Obligation: It is Contractor’s obligation to assure that the Work is not 
defective. 

B. Engineer’s Authority: Engineer has the authority to determine whether Work is defective, 
and to reject defective Work. 

C. Notice of Defects: Prompt notice of all defective Work of which Owner or Engineer has 
actual knowledge will be given to Contractor. 

D. Correction, or Removal and Replacement: Promptly after receipt of written notice of 
defective Work, Contractor shall correct all such defective Work, whether or not fabricated, 
installed, or completed, or, if Engineer has rejected the defective Work, remove it from the 
Project and replace it with Work that is not defective. 

E. Preservation of Warranties: When correcting defective Work, Contractor shall take no 
action that would void or otherwise impair Owner’s special warranty and guarantee, if any, 
on said Work. 

F. Costs and Damages: In addition to its correction, removal, and replacement obligations 
with respect to defective Work, Contractor shall pay all claims, costs, losses, and damages 
arising out of or relating to defective Work, including but not limited to the cost of the 
inspection, testing, correction, removal, replacement, or reconstruction of such defective 
Work, fines levied against Owner by governmental authorities because the Work is 
defective, and the costs of repair or replacement of work of others resulting from defective 
Work. Prior to final payment, if Owner and Contractor are unable to agree as to the 
measure of such claims, costs, losses, and damages resulting from defective Work, then 
Owner may impose a reasonable set-off against payments due under Article 15. 

14.04 Acceptance of Defective Work 

A. If, instead of requiring correction or removal and replacement of defective Work, Owner 
prefers to accept it, Owner may do so (subject, if such acceptance occurs prior to final 
payment, to Engineer’s confirmation that such acceptance is in general accord with the 
design intent and applicable engineering principles, and will not endanger public safety). 
Contractor shall pay all claims, costs, losses, and damages attributable to Owner’s 
evaluation of and determination to accept such defective Work (such costs to be approved 
by Engineer as to reasonableness), and for the diminished value of the Work to the extent 
not otherwise paid by Contractor. If any such acceptance occurs prior to final payment, the 
necessary revisions in the Contract Documents with respect to the Work shall be 
incorporated in a Change Order. If the parties are unable to agree as to the decrease in the 
Contract Price, reflecting the diminished value of Work so accepted, then Owner may 
impose a reasonable set-off against payments due under Article 15. If the acceptance of 
defective Work occurs after final payment, Contractor shall pay an appropriate amount to 
Owner. 

14.05 Uncovering Work 

A. Engineer has the authority to require special inspection or testing of the Work, whether or 
not the Work is fabricated, installed, or completed. 
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B. If any Work is covered contrary to the written request of Engineer, then Contractor shall, if 
requested by Engineer, uncover such Work for Engineer’s observation, and then replace 
the covering, all at Contractor’s expense. 

C. If Engineer considers it necessary or advisable that covered Work be observed by Engineer 
or inspected or tested by others, then Contractor, at Engineer’s request, shall uncover, 
expose, or otherwise make available for observation, inspection, or testing as Engineer may 
require, that portion of the Work in question, and provide all necessary labor, material, and 
equipment. 

1. If it is found that the uncovered Work is defective, Contractor shall be responsible for 
all claims, costs, losses, and damages arising out of or relating to such uncovering, 
exposure, observation, inspection, and testing, and of satisfactory replacement or 
reconstruction (including but not limited to all costs of repair or replacement of work 
of others); and pending Contractor’s full discharge of this responsibility the Owner 
shall be entitled to impose a reasonable set-off against payments due under Article 15. 

2. If the uncovered Work is not found to be defective, Contractor shall be allowed an 
increase in the Contract Price or an extension of the Contract Times, or both, directly 
attributable to such uncovering, exposure, observation, inspection, testing, 
replacement, and reconstruction. If the parties are unable to agree as to the amount 
or extent thereof, then Contractor may submit a Change Proposal within 30 days of 
the determination that the Work is not defective. 

14.06 Owner May Stop the Work 

A. If the Work is defective, or Contractor fails to supply sufficient skilled workers or suitable 
materials or equipment, or fails to perform the Work in such a way that the completed 
Work will conform to the Contract Documents, then Owner may order Contractor to stop 
the Work, or any portion thereof, until the cause for such order has been eliminated; 
however, this right of Owner to stop the Work shall not give rise to any duty on the part of 
Owner to exercise this right for the benefit of Contractor, any Subcontractor, any Supplier, 
any other individual or entity, or any surety for, or employee or agent of any of them. 

14.07 Owner May Correct Defective Work 

A. If Contractor fails within a reasonable time after written notice from Engineer to correct 
defective Work, or to remove and replace rejected Work as required by Engineer, or if 
Contractor fails to perform the Work in accordance with the Contract Documents, or if 
Contractor fails to comply with any other provision of the Contract Documents, then Owner 
may, after seven days written notice to Contractor, correct or remedy any such deficiency. 

B. In exercising the rights and remedies under this Paragraph 14.07, Owner shall proceed 
expeditiously. In connection with such corrective or remedial action, Owner may exclude 
Contractor from all or part of the Site, take possession of all or part of the Work and 
suspend Contractor’s services related thereto, and incorporate in the Work all materials 
and equipment stored at the Site or for which Owner has paid Contractor but which are 
stored elsewhere. Contractor shall allow Owner, Owner’s representatives, agents and 
employees, Owner’s other contractors, and Engineer and Engineer’s consultants access to 
the Site to enable Owner to exercise the rights and remedies under this paragraph. 

C. All claims, costs, losses, and damages incurred or sustained by Owner in exercising the 
rights and remedies under this Paragraph 14.07 will be charged against Contractor as set-
offs against payments due under Article 15. Such claims, costs, losses and damages will 
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include but not be limited to all costs of repair, or replacement of work of others destroyed 
or damaged by correction, removal, or replacement of Contractor’s defective Work. 

D. Contractor shall not be allowed an extension of the Contract Times because of any delay in 
the performance of the Work attributable to the exercise by Owner of Owner’s rights and 
remedies under this Paragraph 14.07. 

ARTICLE 15 – PAYMENTS TO CONTRACTOR; SET-OFFS; COMPLETION; CORRECTION PERIOD 

15.01 Progress Payments 

A. Basis for Progress Payments: The Schedule of Values established as provided in Article 2 will 
serve as the basis for progress payments and will be incorporated into a form of Application 
for Payment acceptable to Engineer. Progress payments on account of Unit Price Work will 
be based on the number of units completed during the pay period, as determined under 
the provisions of Paragraph 13.03. Progress payments for cost-based Work will be based on 
Cost of the Work completed by Contractor during the pay period. 

B. Applications for Payments: 

1. At least 20 days before the date established in the Agreement for each progress 
payment (but not more often than once a month), Contractor shall submit to Engineer 
for review an Application for Payment filled out and signed by Contractor covering the 
Work completed as of the date of the Application and accompanied by such 
supporting documentation as is required by the Contract Documents. If payment is 
requested on the basis of materials and equipment not incorporated in the Work but 
delivered and suitably stored at the Site or at another location agreed to in writing, the 
Application for Payment shall also be accompanied by a bill of sale, invoice, or other 
documentation warranting that Owner has received the materials and equipment free 
and clear of all Liens, and evidence that the materials and equipment are covered by 
appropriate property insurance, a warehouse bond, or other arrangements to protect 
Owner’s interest therein, all of which must be satisfactory to Owner. 

2. Beginning with the second Application for Payment, each Application shall include an 
affidavit of Contractor stating that all previous progress payments received on account 
of the Work have been applied on account to discharge Contractor’s legitimate 
obligations associated with prior Applications for Payment. 

3. The amount of retainage with respect to progress payments will be as stipulated in the 
Agreement. 

C. Review of Applications: 

1. Engineer will, within 10 days after receipt of each Application for Payment, including 
each resubmittal, either indicate in writing a recommendation of payment and present 
the Application to Owner, or return the Application to Contractor indicating in writing 
Engineer’s reasons for refusing to recommend payment. In the latter case, Contractor 
may make the necessary corrections and resubmit the Application. 

2. Engineer’s recommendation of any payment requested in an Application for Payment 
will constitute a representation by Engineer to Owner, based on Engineer’s 
observations of the executed Work as an experienced and qualified design 
professional, and on Engineer’s review of the Application for Payment and the 
accompanying data and schedules, that to the best of Engineer’s knowledge, 
information and belief: 
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a. the Work has progressed to the point indicated; 

b. the quality of the Work is generally in accordance with the Contract Documents 
(subject to an evaluation of the Work as a functioning whole prior to or upon 
Substantial Completion, the results of any subsequent tests called for in the 
Contract Documents, a final determination of quantities and classifications for 
Unit Price Work under Paragraph 13.03, and any other qualifications stated in the 
recommendation); and 

c. the conditions precedent to Contractor’s being entitled to such payment appear 
to have been fulfilled in so far as it is Engineer’s responsibility to observe the 
Work. 

3. By recommending any such payment Engineer will not thereby be deemed to have 
represented that: 

a. inspections made to check the quality or the quantity of the Work as it has been 
performed have been exhaustive, extended to every aspect of the Work in 
progress, or involved detailed inspections of the Work beyond the responsibilities 
specifically assigned to Engineer in the Contract; or 

b. there may not be other matters or issues between the parties that might entitle 
Contractor to be paid additionally by Owner or entitle Owner to withhold 
payment to Contractor. 

4. Neither Engineer’s review of Contractor’s Work for the purposes of recommending 
payments nor Engineer’s recommendation of any payment, including final payment, 
will impose responsibility on Engineer: 

a. to supervise, direct, or control the Work, or 

b. for the means, methods, techniques, sequences, or procedures of construction, 
or the safety precautions and programs incident thereto, or 

c. for Contractor’s failure to comply with Laws and Regulations applicable to 
Contractor’s performance of the Work, or 

d. to make any examination to ascertain how or for what purposes Contractor has 
used the money paid on account of the Contract Price, or 

e. to determine that title to any of the Work, materials, or equipment has passed to 
Owner free and clear of any Liens. 

5. Engineer may refuse to recommend the whole or any part of any payment if, in 
Engineer’s opinion, it would be incorrect to make the representations to Owner stated 
in Paragraph 15.01.C.2. 

6. Engineer will recommend reductions in payment (set-offs) necessary in Engineer’s 
opinion to protect Owner from loss because: 

a. the Work is defective, requiring correction or replacement; 

b. the Contract Price has been reduced by Change Orders; 

c. Owner has been required to correct defective Work in accordance with Paragraph 
14.07, or has accepted defective Work pursuant to Paragraph 14.04; 

d. Owner has been required to remove or remediate a Hazardous Environmental 
Condition for which Contractor is responsible; or 
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e. Engineer has actual knowledge of the occurrence of any of the events that would 
constitute a default by Contractor and therefore justify termination for cause 
under the Contract Documents. 

D. Payment Becomes Due: 

1. Ten days after presentation of the Application for Payment to Owner with Engineer’s 
recommendation, the amount recommended (subject to any Owner set-offs) will 
become due, and when due will be paid by Owner to Contractor. 

E. Reductions in Payment by Owner: 

1. In addition to any reductions in payment (set-offs) recommended by Engineer, Owner 
is entitled to impose a set-off against payment based on any of the following: 

a. claims have been made against Owner on account of Contractor’s conduct in the 
performance or furnishing of the Work, or Owner has incurred costs, losses, or 
damages on account of Contractor’s conduct in the performance or furnishing of 
the Work, including but not limited to claims, costs, losses, or damages from 
workplace injuries, adjacent property damage, non-compliance with Laws and 
Regulations, and patent infringement; 

b. Contractor has failed to take reasonable and customary measures to avoid 
damage, delay, disruption, and interference with other work at or adjacent to the 
Site; 

c. Contractor has failed to provide and maintain required bonds or insurance; 

d. Owner has been required to remove or remediate a Hazardous Environmental 
Condition for which Contractor is responsible; 

e. Owner has incurred extra charges or engineering costs related to submittal 
reviews, evaluations of proposed substitutes, tests and inspections, or return 
visits to manufacturing or assembly facilities; 

f. the Work is defective, requiring correction or replacement; 

g. Owner has been required to correct defective Work in accordance with Paragraph 
14.07, or has accepted defective Work pursuant to Paragraph 14.04; 

h. the Contract Price has been reduced by Change Orders; 

i. an event that would constitute a default by Contractor and therefore justify a 
termination for cause has occurred; 

j. liquidated damages have accrued as a result of Contractor’s failure to achieve 
Milestones, Substantial Completion, or final completion of the Work; 

k. Liens have been filed in connection with the Work, except where Contractor has 
delivered a specific bond satisfactory to Owner to secure the satisfaction and 
discharge of such Liens; 

l. there are other items entitling Owner to a set off against the amount 
recommended. 

2. If Owner imposes any set-off against payment, whether based on its own knowledge 
or on the written recommendations of Engineer, Owner will give Contractor 
immediate written notice (with a copy to Engineer) stating the reasons for such action 
and the specific amount of the reduction, and promptly pay Contractor any amount 
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remaining after deduction of the amount so withheld. Owner shall promptly pay 
Contractor the amount so withheld, or any adjustment thereto agreed to by Owner 
and Contractor, if Contractor remedies the reasons for such action. The reduction 
imposed shall be binding on Contractor unless it duly submits a Change Proposal 
contesting the reduction. 

3. Upon a subsequent determination that Owner’s refusal of payment was not justified, 
the amount wrongfully withheld shall be treated as an amount due as determined by 
Paragraph 15.01.C.1 and subject to interest as provided in the Agreement. 

15.02 Contractor’s Warranty of Title 

A. Contractor warrants and guarantees that title to all Work, materials, and equipment 
furnished under the Contract will pass to Owner free and clear of (1) all Liens and other title 
defects, and (2) all patent, licensing, copyright, or royalty obligations, no later than seven 
days after the time of payment by Owner. 

15.03 Substantial Completion 

A. When Contractor considers the entire Work ready for its intended use Contractor shall 
notify Owner and Engineer in writing that the entire Work is substantially complete and 
request that Engineer issue a certificate of Substantial Completion. Contractor shall at the 
same time submit to Owner and Engineer an initial draft of punch list items to be 
completed or corrected before final payment. 

B. Promptly after Contractor’s notification, Owner, Contractor, and Engineer shall make an 
inspection of the Work to determine the status of completion. If Engineer does not 
consider the Work substantially complete, Engineer will notify Contractor in writing giving 
the reasons therefor. 

C. If Engineer considers the Work substantially complete, Engineer will deliver to Owner a 
preliminary certificate of Substantial Completion which shall fix the date of Substantial 
Completion. Engineer shall attach to the certificate a punch list of items to be completed or 
corrected before final payment. Owner shall have seven days after receipt of the 
preliminary certificate during which to make written objection to Engineer as to any 
provisions of the certificate or attached punch list. If, after considering the objections to the 
provisions of the preliminary certificate, Engineer concludes that the Work is not 
substantially complete, Engineer will, within 14 days after submission of the preliminary 
certificate to Owner, notify Contractor in writing that the Work is not substantially 
complete, stating the reasons therefor. If Owner does not object to the provisions of the 
certificate, or if despite consideration of Owner’s objections Engineer concludes that the 
Work is substantially complete, then Engineer will, within said 14 days, execute and deliver 
to Owner and Contractor a final certificate of Substantial Completion (with a revised punch 
list of items to be completed or corrected) reflecting such changes from the preliminary 
certificate as Engineer believes justified after consideration of any objections from Owner. 

D. At the time of receipt of the preliminary certificate of Substantial Completion, Owner and 
Contractor will confer regarding Owner’s use or occupancy of the Work following 
Substantial Completion, review the builder’s risk insurance policy with respect to the end of 
the builder’s risk coverage, and confirm the transition to coverage of the Work under a 
permanent property insurance policy held by Owner.  Unless Owner and Contractor agree 
otherwise in writing, Owner shall bear responsibility for security, operation, protection of 
the Work, property insurance, maintenance, heat, and utilities upon Owner’s use or 
occupancy of the Work. 
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E. After Substantial Completion the Contractor shall promptly begin work on the punch list of 
items to be completed or corrected prior to final payment. In appropriate cases Contractor 
may submit monthly Applications for Payment for completed punch list items, following the 
progress payment procedures set forth above. 

F. Owner shall have the right to exclude Contractor from the Site after the date of Substantial 
Completion subject to allowing Contractor reasonable access to remove its property and 
complete or correct items on the punch list. 

15.04 Partial Use or Occupancy 

A. Prior to Substantial Completion of all the Work, Owner may use or occupy any substantially 
completed part of the Work which has specifically been identified in the Contract 
Documents, or which Owner, Engineer, and Contractor agree constitutes a separately 
functioning and usable part of the Work that can be used by Owner for its intended 
purpose without significant interference with Contractor’s performance of the remainder 
of the Work, subject to the following conditions: 

1. At any time Owner may request in writing that Contractor permit Owner to use or 
occupy any such part of the Work that Owner believes to be substantially complete. If 
and when Contractor agrees that such part of the Work is substantially complete, 
Contractor, Owner, and Engineer will follow the procedures of Paragraph 15.03.A 
through E for that part of the Work. 

2. At any time Contractor may notify Owner and Engineer in writing that Contractor 
considers any such part of the Work substantially complete and request Engineer to 
issue a certificate of Substantial Completion for that part of the Work. 

3. Within a reasonable time after either such request, Owner, Contractor, and Engineer 
shall make an inspection of that part of the Work to determine its status of 
completion. If Engineer does not consider that part of the Work to be substantially 
complete, Engineer will notify Owner and Contractor in writing giving the reasons 
therefor. If Engineer considers that part of the Work to be substantially complete, the 
provisions of Paragraph 15.03 will apply with respect to certification of Substantial 
Completion of that part of the Work and the division of responsibility in respect 
thereof and access thereto. 

4. No use or occupancy or separate operation of part of the Work may occur prior to 
compliance with the requirements of Paragraph 6.05 regarding builder’s risk or other 
property insurance. 

15.05 Final Inspection 

A. Upon written notice from Contractor that the entire Work or an agreed portion thereof is 
complete, Engineer will promptly make a final inspection with Owner and Contractor and 
will notify Contractor in writing of all particulars in which this inspection reveals that the 
Work, or agreed portion thereof, is incomplete or defective. Contractor shall immediately 
take such measures as are necessary to complete such Work or remedy such deficiencies. 

15.06 Final Payment 

A. Application for Payment: 

1. After Contractor has, in the opinion of Engineer, satisfactorily completed all 
corrections identified during the final inspection and has delivered, in accordance with 
the Contract Documents, all maintenance and operating instructions, schedules, 
guarantees, bonds, certificates or other evidence of insurance, certificates of 
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inspection, annotated record documents (as provided in Paragraph 7.11), and other 
documents, Contractor may make application for final payment. 

2. The final Application for Payment shall be accompanied (except as previously 
delivered) by: 

a. all documentation called for in the Contract Documents; 

b. consent of the surety, if any, to final payment; 

c. satisfactory evidence that all title issues have been resolved such that title to all 
Work, materials, and equipment has passed to Owner free and clear of any Liens 
or other title defects, or will so pass upon final payment. 

d. a list of all disputes that Contractor believes are unsettled; and 

e. complete and legally effective releases or waivers (satisfactory to Owner) of all 
Lien rights arising out of the Work, and of Liens filed in connection with the Work. 

3. In lieu of the releases or waivers of Liens specified in Paragraph 15.06.A.2 and as 
approved by Owner, Contractor may furnish receipts or releases in full and an affidavit 
of Contractor that: (a) the releases and receipts include all labor, services, material, 
and equipment for which a Lien could be filed; and (b) all payrolls, material and 
equipment bills, and other indebtedness connected with the Work for which Owner 
might in any way be responsible, or which might in any way result in liens or other 
burdens on Owner's property, have been paid or otherwise satisfied. If any 
Subcontractor or Supplier fails to furnish such a release or receipt in full, Contractor 
may furnish a bond or other collateral satisfactory to Owner to indemnify Owner 
against any Lien, or Owner at its option may issue joint checks payable to Contractor 
and specified Subcontractors and Suppliers. 

B. Engineer’s Review of Application and Acceptance: 

1. If, on the basis of Engineer’s observation of the Work during construction and final 
inspection, and Engineer’s review of the final Application for Payment and 
accompanying documentation as required by the Contract Documents, Engineer is 
satisfied that the Work has been completed and Contractor’s other obligations under 
the Contract have been fulfilled, Engineer will, within ten days after receipt of the final 
Application for Payment, indicate in writing Engineer’s recommendation of final 
payment and present the Application for Payment to Owner for payment. Such 
recommendation shall account for any set-offs against payment that are necessary in 
Engineer’s opinion to protect Owner from loss for the reasons stated above with 
respect to progress payments. At the same time Engineer will also give written notice 
to Owner and Contractor that the Work is acceptable, subject to the provisions of 
Paragraph 15.07. Otherwise, Engineer will return the Application for Payment to 
Contractor, indicating in writing the reasons for refusing to recommend final payment, 
in which case Contractor shall make the necessary corrections and resubmit the 
Application for Payment. 

C. Completion of Work: The Work is complete (subject to surviving obligations) when it is 
ready for final payment as established by the Engineer’s written recommendation of final 
payment. 

D. Payment Becomes Due: Thirty days after the presentation to Owner of the final Application 
for Payment and accompanying documentation, the amount recommended by Engineer 
(less any further sum Owner is entitled to set off against Engineer’s recommendation, 
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including but not limited to set-offs for liquidated damages and set-offs allowed under the 
provisions above with respect to progress payments) will become due and shall be paid by 
Owner to Contractor. 

15.07 Waiver of Claims 

A. The making of final payment will not constitute a waiver by Owner of claims or rights 
against Contractor. Owner expressly reserves claims and rights arising from unsettled Liens, 
from defective Work appearing after final inspection pursuant to Paragraph 15.05, from 
Contractor’s failure to comply with the Contract Documents or the terms of any special 
guarantees specified therein, from outstanding Claims by Owner, or from Contractor’s 
continuing obligations under the Contract Documents. 

B. The acceptance of final payment by Contractor will constitute a waiver by Contractor of all 
claims and rights against Owner other than those pending matters that have been duly 
submitted or appealed under the provisions of Article 17. 

15.08 Correction Period 

A. If within one year after the date of Substantial Completion (or such longer period of time as 
may be prescribed by the terms of any applicable special guarantee required by the 
Contract Documents, or by any specific provision of the Contract Documents), any Work is 
found to be defective, or if the repair of any damages to the Site, adjacent areas that 
Contractor has arranged to use through construction easements or otherwise, and other 
adjacent areas used by Contractor as permitted by Laws and Regulations, is found to be 
defective, then Contractor shall promptly, without cost to Owner and in accordance with 
Owner’s written instructions: 

1. correct the defective repairs to the Site or such other adjacent areas; 

2. correct such defective Work; 

3. if the defective Work has been rejected by Owner, remove it from the Project and 
replace it with Work that is not defective, and 

4. satisfactorily correct or repair or remove and replace any damage to other Work, to 
the work of others, or to other land or areas resulting therefrom. 

B. If Contractor does not promptly comply with the terms of Owner’s written instructions, or 
in an emergency where delay would cause serious risk of loss or damage, Owner may have 
the defective Work corrected or repaired or may have the rejected Work removed and 
replaced. Contractor shall pay all claims, costs, losses, and damages (including but not 
limited to all fees and charges of engineers, architects, attorneys, and other professionals 
and all court or arbitration or other dispute resolution costs) arising out of or relating to 
such correction or repair or such removal and replacement (including but not limited to all 
costs of repair or replacement of work of others). 

C. In special circumstances where a particular item of equipment is placed in continuous 
service before Substantial Completion of all the Work, the correction period for that item 
may start to run from an earlier date if so provided in the Specifications. 
 

D. Where defective Work (and damage to other Work resulting therefrom) has been corrected 
or removed and replaced under this paragraph, the correction period hereunder with 
respect to such Work will be extended for an additional period of one year after such 
correction or removal and replacement has been satisfactorily completed. 
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E. Contractor’s obligations under this paragraph are in addition to all other obligations and 
warranties. The provisions of this paragraph shall not be construed as a substitute for, or a 
waiver of, the provisions of any applicable statute of limitation or repose. 

ARTICLE 16 – SUSPENSION OF WORK AND TERMINATION 

16.01 Owner May Suspend Work 

A. At any time and without cause, Owner may suspend the Work or any portion thereof for a 
period of not more than 90 consecutive days by written notice to Contractor and Engineer. 
Such notice will fix the date on which Work will be resumed. Contractor shall resume the 
Work on the date so fixed. Contractor shall be entitled to an adjustment in the Contract 
Price or an extension of the Contract Times, or both, directly attributable to any such 
suspension. Any Change Proposal seeking such adjustments shall be submitted no later 
than 30 days after the date fixed for resumption of Work. 

16.02 Owner May Terminate for Cause 

A. The occurrence of any one or more of the following events will constitute a default by 
Contractor and justify termination for cause: 

1. Contractor’s persistent failure to perform the Work in accordance with the Contract 
Documents (including, but not limited to, failure to supply sufficient skilled workers or 
suitable materials or equipment or failure to adhere to the Progress Schedule); 

2. Failure of Contractor to perform or otherwise to comply with a material term of the 
Contract Documents; 

3. Contractor’s disregard of Laws or Regulations of any public body having jurisdiction; or 

4. Contractor’s repeated disregard of the authority of Owner or Engineer. 

B. If one or more of the events identified in Paragraph 16.02.A occurs, then after giving 
Contractor (and any surety) ten days written notice that Owner is considering a declaration 
that Contractor is in default and termination of the contract, Owner may proceed to: 

1. declare Contractor to be in default, and give Contractor (and any surety) notice that 
the Contract is terminated; and 

2. enforce the rights available to Owner under any applicable performance bond. 

C. Subject to the terms and operation of any applicable performance bond, if Owner has 
terminated the Contract for cause, Owner may exclude Contractor from the Site, take 
possession of the Work, incorporate in the Work all materials and equipment stored at the 
Site or for which Owner has paid Contractor but which are stored elsewhere, and complete 
the Work as Owner may deem expedient. 

D. Owner may not proceed with termination of the Contract under Paragraph 16.02.B if 
Contractor within seven days of receipt of notice of intent to terminate begins to correct its 
failure to perform and proceeds diligently to cure such failure. 

E. If Owner proceeds as provided in Paragraph 16.02.B, Contractor shall not be entitled to 
receive any further payment until the Work is completed. If the unpaid balance of the 
Contract Price exceeds the cost to complete the Work, including all related claims, costs, 
losses, and damages (including but not limited to all fees and charges of engineers, 
architects, attorneys, and other professionals) sustained by Owner, such excess will be paid 
to Contractor. If the cost to complete the Work including such related claims, costs, losses, 
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and damages exceeds such unpaid balance, Contractor shall pay the difference to Owner. 
Such claims, costs, losses, and damages incurred by Owner will be reviewed by Engineer as 
to their reasonableness and, when so approved by Engineer, incorporated in a Change 
Order. When exercising any rights or remedies under this paragraph, Owner shall not be 
required to obtain the lowest price for the Work performed. 

F. Where Contractor’s services have been so terminated by Owner, the termination will not 
affect any rights or remedies of Owner against Contractor then existing or which may 
thereafter accrue, or any rights or remedies of Owner against Contractor or any surety 
under any payment bond or performance bond. Any retention or payment of money due 
Contractor by Owner will not release Contractor from liability. 

G. If and to the extent that Contractor has provided a performance bond under the provisions 
of Paragraph 6.01.A, the provisions of that bond shall govern over any inconsistent 
provisions of Paragraphs 16.02.B and 16.02.D. 

16.03 Owner May Terminate For Convenience 

A. Upon seven days written notice to Contractor and Engineer, Owner may, without cause and 
without prejudice to any other right or remedy of Owner, terminate the Contract. In such 
case, Contractor shall be paid for (without duplication of any items): 

1. completed and acceptable Work executed in accordance with the Contract Documents 
prior to the effective date of termination, including fair and reasonable sums for 
overhead and profit on such Work; 

2. expenses sustained prior to the effective date of termination in performing services 
and furnishing labor, materials, or equipment as required by the Contract Documents 
in connection with uncompleted Work, plus fair and reasonable sums for overhead 
and profit on such expenses; and 

3. other reasonable expenses directly attributable to termination, including costs 
incurred to prepare a termination for convenience cost proposal. 

B. Contractor shall not be paid on account of loss of anticipated overhead, profits, or revenue, 
or other economic loss arising out of or resulting from such termination. 

16.04 Contractor May Stop Work or Terminate 

A. If, through no act or fault of Contractor, (1) the Work is suspended for more than 90 
consecutive days by Owner or under an order of court or other public authority, or (2) 
Engineer fails to act on any Application for Payment within 30 days after it is submitted, or 
(3) Owner fails for 30 days to pay Contractor any sum finally determined to be due, then 
Contractor may, upon seven days written notice to Owner and Engineer, and provided 
Owner or Engineer do not remedy such suspension or failure within that time, terminate 
the contract and recover from Owner payment on the same terms as provided in Paragraph 
16.03. 

B. In lieu of terminating the Contract and without prejudice to any other right or remedy, if 
Engineer has failed to act on an Application for Payment within 30 days after it is 
submitted, or Owner has failed for 30 days to pay Contractor any sum finally determined to 
be due, Contractor may, seven days after written notice to Owner and Engineer, stop the 
Work until payment is made of all such amounts due Contractor, including interest thereon. 
The provisions of this paragraph are not intended to preclude Contractor from submitting a 
Change Proposal for an adjustment in Contract Price or Contract Times or otherwise for 
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expenses or damage directly attributable to Contractor’s stopping the Work as permitted 
by this paragraph. 

ARTICLE 17 – FINAL RESOLUTION OF DISPUTES 

17.01 Methods and Procedures 

A. Disputes Subject to Final Resolution: The following disputed matters are subject to final 
resolution under the provisions of this Article: 

1. A timely appeal of an approval in part and denial in part of a Claim, or of a denial in 
full; and 

2. Disputes between Owner and Contractor concerning the Work or obligations under 
the Contract Documents, and arising after final payment has been made. 

B. Final Resolution of Disputes: For any dispute subject to resolution under this Article, Owner 
or Contractor may: 

1. elect in writing to invoke the dispute resolution process provided for in the 
Supplementary Conditions; or 

2. agree with the other party to submit the dispute to another dispute resolution 
process; or 

3. if no dispute resolution process is provided for in the Supplementary Conditions or 
mutually agreed to, give written notice to the other party of the intent to submit the 
dispute to a court of competent jurisdiction. 

ARTICLE 18 – MISCELLANEOUS 

18.01 Giving Notice 

A. Whenever any provision of the Contract Documents requires the giving of written notice, it 
will be deemed to have been validly given if: 

1. delivered in person, by a commercial courier service or otherwise, to the individual or 
to a member of the firm or to an officer of the corporation for which it is intended; or 

2. delivered at or sent by registered or certified mail, postage prepaid, to the last 
business address known to the sender of the notice. 

18.02 Computation of Times 

A. When any period of time is referred to in the Contract by days, it will be computed to 
exclude the first and include the last day of such period. If the last day of any such period 
falls on a Saturday or Sunday or on a day made a legal holiday by the law of the applicable 
jurisdiction, such day will be omitted from the computation. 

18.03 Cumulative Remedies 

A. The duties and obligations imposed by these General Conditions and the rights and 
remedies available hereunder to the parties hereto are in addition to, and are not to be 
construed in any way as a limitation of, any rights and remedies available to any or all of 
them which are otherwise imposed or available by Laws or Regulations, by special warranty 
or guarantee, or by other provisions of the Contract. The provisions of this paragraph will 
be as effective as if repeated specifically in the Contract Documents in connection with 
each particular duty, obligation, right, and remedy to which they apply. 
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18.04 Limitation of Damages 

A. With respect to any and all Change Proposals, Claims, disputes subject to final resolution, 
and other matters at issue, neither Owner nor Engineer, nor any of their officers, directors, 
members, partners, employees, agents, consultants, or subcontractors, shall be liable to 
Contractor for any claims, costs, losses, or damages sustained by Contractor on or in 
connection with any other project or anticipated project. 

18.05 No Waiver 

A. A party’s non-enforcement of any provision shall not constitute a waiver of that provision, 
nor shall it affect the enforceability of that provision or of the remainder of this Contract. 

18.06 Survival of Obligations 

A. All representations, indemnifications, warranties, and guarantees made in, required by, or 
given in accordance with the Contract, as well as all continuing obligations indicated in the 
Contract, will survive final payment, completion, and acceptance of the Work or 
termination or completion of the Contract or termination of the services of Contractor. 

18.07 Controlling Law 

A. This Contract is to be governed by the law of the state in which the Project is located. 

18.08 Headings 

A. Article and paragraph headings are inserted for convenience only and do not constitute 
parts of these General Conditions. 
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SECTION 00800 ‐ SUPPLEMENTARY CONDITIONS 

TO THE STANDARD GENERAL CONDITIONS 
OF THE CONSTRUCTION CONTRACT 

SUPPLEMENTARY CONDITIONS ‐ GENERAL COMMENTS 
 
These Supplementary Conditions amend or supplement the Standard General Conditions of the Construction Contract, 
EJCDC® C‐700 (2013 Edition). All provisions which are not so amended or supplemented remain in full force and effect. 

The terms used in these Supplementary Conditions have the meanings stated in the General Conditions. Additional terms 
used in these Supplementary Conditions have the meanings stated below, which are applicable to both the singular and 
plural thereof. 

The address system used in these Supplementary Conditions is the same as the address system used in the General 
Conditions, with the prefix "SC" added thereto. 

SC‐4.03    REFERENCE POINTS  

Delete Paragraph 4.03.A of the General Conditions in its entirety and insert the following Paragraph 4.03.A in its 
place: 

4.03.A.  The OWNER will provide engineering surveys to establish reference points for construction as described in 
Section 01720, Field Engineering, of the Specifications. 

SC‐5.03    SUBSURFACE AND PHYSICAL CONDITIONS  

Delete Paragraphs 5.03.A and 5.03.B in their entirety and insert the following: 

5.03.A.  The following reports of explorations and tests of subsurface conditions at or contiguous to the Site are 
known to Owner: 

1.  Soil borings and technical reports: 

  a.  Report dated   , prepared by    entitled:  , consisting of XX pages. The 
“technical data” contained in such report upon which Contractor may rely are those indicated in the 
definition of Technical Data in the General Conditions. 

  b.  The subsurface conditions and ground water levels (or lack thereof) indicated in any soil 
boring log is only representative of the conditions present at the time of the soil borings were taken and 
at the location of the respective soil boring. The soil conditions can be expected to vary in areas away 
from the soil boring locations and the ground water levels can be expected to vary in different locations 
and seasonally. 

2.  Other Reports: 

a.  Televising logs performed by Empire Pipe Services dated September 15, 2014, consisting 
of forty‐three (43) pages. The “technical data” contained in such report upon which Contractor 
may rely are those indicated in the definition of Technical Data in the General Conditions. 

5.03.B.  Copies of reports and drawings identified in SC‐5.03 that are not included with the Bidding Documents 
may be examined at 219 North Main Street, Fairmont, MN, 56031, (507) 238‐4738, fax (507) 238‐4732 during 
regular business hours 

SC‐5.06    HAZARDOUS ENVIRONMENTAL CONDITIONS 
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Delete subparagraphs 5.06.A.1 and 5.06.A.2 in their entirety and insert the following: 

5.06.A.     No reports or drawings related to Hazardous Environmental Conditions at the Site are known to Owner. 

SC‐6.02    INSURANCE – GENERAL PROVISIONS 

SC‐6.02 Add the following paragraph immediately after Paragraph 6.02.B: 

6.02.B.1.    Contractor may obtain worker’s compensation insurance from an insurance company that has not been 
rated by A.M. Best, provided that such company (a) is domiciled in the state in which the project is located, (b) is 
certified or authorized as a worker’s compensation insurance provider by the appropriate state agency, and (c) has 
been accepted to provide worker’s compensation insurance for similar projects by the state within the last 12 
months. 

SC‐6.03    CONTRACTOR’S INSURANCE 

Delete paragraph SC‐6.03.J in its entirety and insert the following: 

6.03.J.  The coverage requirements for specific policies of insurance, including the requirements of SC 6.03.K.2.a, 
must be met by such policies, with exception that an Excess or Umbrella Liability insurance policy may be 
used to supplement Contractor’s policy limits on a follow‐form basis to satisfy the full policy limits 
required by this Contract.   

SC‐6.03  Add the following new paragraph immediately after Paragraph 6.03.J: 

6.03.K.  The limits of liability for the insurance required by Paragraph 6.03 of the General Conditions shall provide 
coverage for not less than the following amounts or greater where required by Laws and Regulations: 

1.  Workers’ Compensation, and related coverages under Paragraphs 6.03.A.1 and A.2 of the 
General Conditions: 

State:  Statutory

Federal, if applicable (e.g., Longshoreman’s): Statutory

Jones Act coverage, if applicable:  
  Bodily injury by accident, each accident $  Not Applicable

  Bodily injury by disease, aggregate $  Not Applicable

 
Employer’s Liability:  
  Bodily injury, each accident $  1,000,000.00

  Bodily injury by disease, each employee $  1,000,000.00

  Bodily injury/disease aggregate $  1,000,000.00

 
For work performed in monopolistic states, stop‐gap liability 
coverage shall be endorsed to either the worker’s compensation 
or commercial general liability policy with a minimum limit of: 

 
 
$ 

 
 
Not Applicable 

 
Foreign voluntary worker compensation Statutory

2.  Contractor’s Commercial General Liability under Paragraphs 6.03.B and 6.03.C of the General 
Conditions: 

General Aggregate  $  2,000,000.00

 
Products ‐ Completed Operations Aggregate $  2,000,000.00

 
Each Occurrence (Bodily Injury and Property Damage) $  1,500,000.00
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Personal and Advertising Injury $  1,500,000.00

a.  The aggregate limits under SC‐6.03.K.2 (Commercial General Liability) be maintained 
fully available for this Contract by obtaining and maintaining a Designated Construction 
Project General Aggregate Limit endorsement, or equivalent 

3.  Automobile Liability under Paragraph 6.03.D. of the General Conditions: 

Bodily Injury: 
  Each person $  1,000,000.00

  Each accident $  1,000,000.00

 
Property Damage: 
  Each accident $  1,000,000.00

OR 
  Combined Single Limit of $  1,000,000.00

4.  Contractor’s Pollution Liability:        

Per Occurrence  $ 1,000,000 

General Aggregate  $ 1,000,000 

 

  If box is checked, Contractor is not required to provide Contractor’s Pollution Liability 
insurance under this Contract 

6.  Additional Insureds: In addition to Owner and Engineer, include as additional insureds the 
following:  

SC‐6.05    PROPERTY INSURANCE 

SC‐6.05  Delete Paragraph 6.05.A of the General Conditions and substitute the following in its place: 

A.  Contractor shall provide and maintain installation floater insurance for property under the care, 
custody, or control of Contractor. The installation floater insurance shall be a broad form or “all risk” 
policy providing coverage for all materials, supplies, machinery, fixtures, and equipment that will be 
incorporated into the Work. Coverage under the Contractor’s installation floater will include: 

1.  any loss to property while in transit, 

2.  any loss at the Site, and 

3.  any loss while in storage, both on‐site and off‐site. 

SC‐7.08    PERMITS 

The following Paragraph 7.08.B shall be added immediately after Paragraph 7.08.A: 

7.08.B.     If the OWNER has obtained, or has applied for, the necessary construction permits from any regulatory 
agencies, they will be addressed in Section 01410, Regulatory Requirements, of the Specifications. CONTRACTOR 
shall obtain and pay for all construction permits, licenses and bonds, not specifically highlighted as previously 
obtained, or applied for, in the referenced Section. 

SC‐7.11    RECORD DOCUMENTS 

The following Paragraphs 7.11.B through 7.11.C shall be added immediately after Paragraph 7.11.A: 
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7.11.B.     The purpose of the final Project Record Documents is to provide factual information regarding all aspects 
of the work, both concealed and visible, to enable future modification of the work to proceed without lengthy and 
expensive site measurement, investigation, and examination. 

7.11.C.     Prior to submitting a request for final payment, submit the final Project Record Documents to the 
Engineer and/or Owner for approval. Approval of the Record Documents shall not constitute final acceptance of 
the completed project. 

SC‐7.12    SAFETY AND PROTECTION 

The following Paragraph 7.12.A.4 shall be added immediately after Paragraph 7.12.A.3: 

7.12.A.4.     The OWNER, ENGINEER or their representatives may indicate potential safety hazards noticed at the 
construction site. However, the CONTRACTOR shall remain the only party liable for initiating, maintaining, and 
supervising all safety precautions and programs in connection with the Work. 

SC‐7.20    PROGRESS PAYMENTS TO SUBCONTRACTORS  

Add the following Paragraph 7.20 immediately after Paragraph 7.19 

7.20     Progress Payments to Subcontractors 

A.  For contracts involving payment with public funds within the State of Minnesota, including but not limited 
to cities, counties, towns, school districts, political subdivisions or agencies of local government, within 
ten days after receipt of payment has been made to the Prime Contractor, the Prime Contractor shall 
make payment to all Subcontractors for undisputed services provided by the Subcontractor. The Prime 
Contractor shall pay interest of 1.5% per month or for any part of a month to the Subcontractor on any 
undisputed amount not paid on time to the Subcontractor. The minimum monthly interest penalty 
payment for an unpaid balance of $100.00 or more is $10.00 for an unpaid balance of less than $100.00, 
the Prime Contractor shall pay the actual penalty due to the subcontractor. A Subcontractor who prevails 
in a civil action to collect interest penalties from a Prime Contractor must be awarded its costs and 
disbursements, including attorney’s fees, incurred in bringing the action. 

SC‐8.02    COORDINATION 

Delete Paragraph 8.02.A and 8.02.B in its entirety and replace with the following: 

8.02.A.     Owner does not intend to contract with others for the performance of other work on the Project at the 
Site. 

SC‐8.04  CLAIMS BETWEEN CONTRACTORS 

Add the following new paragraphs immediately after paragraph 8.03: 

8.04     Claims Between Contractors 

8.04.A.     Should Contractor cause damage to the work or property of any other contractor at the Site, or should 
any claim arising out of Contractor’s performance of the Work at the Site be made by any other contractor against 
Contractor, Owner, Engineer, or the construction coordinator, then Contractor (without involving Owner, 
Engineer, or construction coordinator) shall either (1) remedy the damage, (2) agree to compensate the other 
contractor for remedy of the damage, or (3) remedy the damage and attempt to settle with such other contractor 
by agreement, or otherwise resolve the dispute by arbitration or at law. 
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8.04.B.     Contractor shall, to the fullest extent permitted by Laws and Regulations, indemnify and hold harmless 
Owner, Engineer, the construction coordinator and the officers, directors, partners, employees, agents and other 
consultants and subcontractors of each and any of them from and against all claims, costs, losses and damages 
(including, but not limited to, fees and charges of engineers, architects, attorneys, and other professionals and 
court and arbitration costs) arising directly, indirectly or consequentially out of any action, legal or equitable, 
brought by any other contractor against Owner, Engineer, consultants, or the construction coordinator to the 
extent said claim is based on or arises out of Contractor’s performance of the Work. Should another contractor 
cause damage to the Work or property of Contractor or should the performance of work by any other contractor 
at the Site give rise to any other Claim, Contractor shall not institute any action, legal or equitable, against Owner, 
Engineer, or the construction coordinator or permit any action against any of them to be maintained and 
continued in its name or for its benefit in any court or before any arbiter which seeks to impose liability on or to 
recover damages from Owner, Engineer, or the construction coordinator on account of any such damage or Claim.  

8.04.C.     If Contractor is delayed at any time in performing or furnishing the Work by any act or neglect of another 
contractor, and Owner and Contractor are unable to agree as to the extent of any adjustment in Contract Times 
attributable thereto, Contractor may make a Claim for an extension of times in accordance with Article 12. An 
extension of the Contract Times shall be Contractor’s exclusive remedy with respect to Owner, Engineer, and 
construction coordinator for any delay, disruption, interference, or hindrance caused by any other contractor. This 
paragraph does not prevent recovery from Owner, Engineer, or construction coordinator for activities that are 
their respective responsibilities. 

SC‐10.03   PROJECT REPRESENTATIVE 

Add the following new paragraphs immediately after Paragraph 10.03.A: 

10.03.B. The Resident Project Representative (RPR) will be Engineer's representative at the Site, will act as directed 
by and under the supervision of Engineer, and will confer with Engineer regarding RPR's actions. 

1.  General: RPR's dealings in matters pertaining to the Work in general shall be with Engineer and 
Contractor. RPR's dealings with Subcontractors shall only be through or with the full knowledge 
and approval of Contractor. RPR shall generally communicate with Owner only with the 
knowledge of and under the direction of Engineer. 

2.  Schedules:  Review the progress schedule, schedule of Shop Drawing and Sample submittals, and 
Schedule of Values prepared by Contractor and consult with Engineer concerning acceptability. 

3.  Conferences and Meetings:  Attend meetings with Contractor, such as preconstruction 
conferences, progress meetings, job conferences, and other Project‐related meetings, and 
prepare and circulate copies of minutes thereof. 

4.  Liaison: 

a.  Serve as Engineer’s liaison with Contractor. Working principally through Contractor’s 
authorized representative or designee, assist in providing information regarding the 
provisions and intent of the Contract Documents. 

b.  Assist Engineer in serving as Owner’s liaison with Contractor when Contractor’s 
operations affect Owner’s on‐Site operations. 

c.  Assist in obtaining from Owner additional details or information, when required for 
proper execution of the Work. 

5.  Interpretation of Contract Documents:  Report to Engineer when clarifications and 
interpretations of the Contract Documents are needed and transmit to Contractor clarifications 
and interpretations as issued by Engineer. 

6.  Shop Drawings and Samples: 

a.  Record date of receipt of Samples and Contractor‐approved Shop Drawings. 
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b.  Receive Samples which are furnished at the Site by Contractor, and notify Engineer of 
availability of Samples for examination. 

c.  Advise Engineer and Contractor of the commencement of any portion of the Work 
requiring a Shop Drawing or Sample submittal for which RPR believes that the submittal 
has not been approved by Engineer. 

7.  Modifications: Consider and evaluate Contractor’s suggestions for modifications in Drawings or 
Specifications and report such suggestions, together with RPR’s recommendations, if any, to 
Engineer. Transmit to Contractor in writing decisions as issued by Engineer. 

8.  Review of Work and Rejection of Defective Work: 

a.  Conduct on‐Site observations of Contractor’s work in progress to assist Engineer in 
determining if the Work is in general proceeding in accordance with the Contract 
Documents. 

b.  Report to Engineer whenever RPR believes that any part of Contractor’s work in 
progress is defective, will not produce a completed Project that conforms generally to 
the Contract Documents, or will imperil the integrity of the design concept of the 
completed Project as a functioning whole as indicated in the Contract Documents, or 
has been damaged, or does not meet the requirements of any inspection, test or 
approval required to be made; and advise Engineer of that part of work in progress that 
RPR believes should be corrected or rejected or should be uncovered for observation, or 
requires special testing, inspection or approval. 

9.  Inspections, Tests, and System Start‐ups: 

a.  Verify that tests, equipment, and systems start‐ups and operating and maintenance 
training are conducted in the presence of appropriate Owner’s personnel, and that 
Contractor maintains adequate records thereof. 

b.  Observe, record, and report to Engineer appropriate details relative to the test 
procedures and systems start‐ups. 

10.  Records: 

a.  Prepare a daily report or keep a diary or log book, recording Contractor’s hours on the 
Site, Subcontractors present at the Site, weather conditions, data relative to questions 
of Change Orders, Field Orders, Work Change Directives, or changed conditions, Site 
visitors, deliveries of equipment or materials, daily activities, decisions, observations in 
general, and specific observations in more detail as in the case of observing test 
procedures; and send copies to Engineer. 

b.  Record names, addresses, fax numbers, e‐mail addresses, web site locations, and 
telephone numbers of all Contractors, Subcontractors, and major Suppliers of materials 
and equipment. 

c.  Maintain records for use in preparing Project documentation. 

11.  Reports: 

a.  Furnish to Engineer periodic reports as required of progress of the Work and of 
Contractor’s compliance with the Progress Schedule and schedule of Shop Drawing and 
Sample submittals. 

b.  Draft and recommend to Engineer proposed Change Orders, Work Change Directives, 
and Field Orders. Obtain backup material from Contractor. 

c.  Immediately notify Engineer of the occurrence of any Site accidents, emergencies, acts 
of God endangering the Work, force majeure or delay events, damage to property by 
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fire or other causes, or the discovery of any Constituent of Concern or Hazardous 
Environmental Condition. 

12.  Payment Requests:  Review applications for payment with Contractor for compliance with the 
established procedure for their submission and forward with recommendations to Engineer, 
noting particularly the relationship of the payment requested to the Schedule of Values, Work 
completed, and materials and equipment delivered at the Site but not incorporated in the Work. 

13.  Certificates, Operation and Maintenance Manuals:  During the course of the Work, verify that 
materials and equipment certificates, operation and maintenance manuals and other data 
required by the Contract Documents to be assembled and furnished by Contractor are applicable 
to the items actually installed and in accordance with the Contract Documents, and have these 
documents delivered to Engineer for review and forwarding to Owner prior to payment for that 
part of the Work. 

14.  Completion: 

a.  Participate in Engineer’s visits to the Site to determine Substantial Completion, assist in 
the determination of Substantial Completion and the preparation of a punch list of 
items to be completed or corrected. 

b.  Participate in Engineer’s final visit to the Site to determine completion of the Work, in 
the company of Owner and Contractor, and prepare a final punch list of items to be 
completed and deficiencies to be remedied. 

c.  Observe whether all items on the final list have been completed or corrected and make 
recommendations to Engineer concerning acceptance and issuance of the notice of 
acceptability of the work. 

10.03.C.     The RPR shall not: 

1.  Authorize any deviation from the Contract Documents or substitution of materials or equipment 
(including “or‐equal” items). 

2.  Exceed limitations of Engineer’s authority as set forth in the Contract Documents. 

3.  Undertake any of the responsibilities of Contractor, Subcontractors, or Suppliers. 

4.  Advise on, issue directions relative to, or assume control over any aspect of the means, methods, 
techniques, sequences or procedures of Contractor’s work. 

5.  Advise on, issue directions regarding, or assume control over security or safety practices, 
precautions, and programs in connection with the activities or operations of Owner or 
Contractor. 

6.  Participate in specialized field or laboratory tests or inspections conducted off‐site by others 
except as specifically authorized by Engineer. 

7.  Accept Shop Drawing or Sample submittals from anyone other than Contractor. 

8.  Authorize Owner to occupy the Project in whole or in part. 

SC‐13.03.  UNIT PRICE WORK 

Delete Paragraph 13.03.E. in its entirety and insert the following in its place: 

13.03.E.     The unit price of an item of Unit Price Work shall be subject to reevaluation and adjustment under the 
following conditions: 

1.  if the original bid amount of a particular item of Unit Price Work amounts to five (5) percent or 
more of the total Contract Price and the variation in the quantity of that particular item of Unit 
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Price Work performed by Contractor differs by more than twenty (20) percent from the 
estimated quantity of such item indicated in the Agreement; and 

2.  if there is no corresponding adjustment with respect to any other item of Work; and 

3.  if Contractor believes that Contractor has incurred additional expense as a result thereof or if 
Owner believes that the quantity variation entitles Owner to an adjustment in the unit price, 
either Owner or Contractor may make a Claim for an adjustment in the Contract Price in 
accordance with Article 10 if the parties are unable to agree as to the effect of any such 
variations in the quantity of Unit Price Work performed. 

SC‐15.01.B.4  APPLICATIONS FOR PAYMENT  

Add the following Paragraph 15.01.B.4 immediately after Paragraph 15.01.B.3. 

15.01.B.4.     All out‐of‐state contractors shall comply with all State of Minnesota surety deposit requirements. The 
OWNER may withhold an additional sum of 8 percent of the amount due the CONTRACTOR from each payment 
and forward it to the Department of Revenue until the CONTRACTOR's state tax obligations are considered fulfilled 
unless the CONTRACTOR can show reason for exemption. Exemption will be granted provided the out‐of‐state 
CONTRACTOR meets the exemption guidelines established for the Minnesota Department of Revenue. All 
necessary forms may be obtained from the Minnesota Department of Revenue, Mail Station 4450, St. Paul, 
Minnesota 55146‐4450, or phone 1‐800‐657‐3777 or online at: 
http://www.revenue.state.mn.us/businesses/withholding/Pages/Forms.aspx . 

SC‐15.01.D.1  PAYMENT BECOMES DUE  

Delete Paragraph 15.01.D.1 in its entirety and replace with the following: 

15.01.D.1  The time period for payment shall be in accordance with the Agreement. 

SC‐15.04   PARTIAL UTILIZATION  

Add the following Paragraph 15.04.B immediately after Paragraph 15.04.A.4 of the General Conditions. Paragraph 
15.04.B modifies Paragraph 15.04.A of the General Conditions and reference is made thereto. 

15.04.B.     Nothing in Paragraph 15.04.A shall obligate the CONTRACTOR to apply for a Certificate of Substantial 
Completion for any part of this Project. The provisions for partial utilization of the Project, if any, are established 
by the Specifications and no Certificate of Substantial Completion will be issued for partial utilization occurring 
within the terms of the Specifications. Partial utilization of the Project not covered by the Specifications shall be in 
accordance with Paragraph 15.04.A and its sub‐paragraphs. If a Certificate of Substantial Completion is not issued, 
Substantial Completion shall be when final payment is due in accordance with Paragraph 15.06.D. 

SC‐15.06.A.4.  WITHHOLDING OF INCOME TAX AT SOURCE  

Add the following Paragraph 15.06.A.4. Immediately following Paragraph 15.06.A.3 of the General Conditions and 
immediately before 15.06.B: 

15.06.A.4.     "Final payment will not be made to the CONTRACTOR until a certificate showing that the 
CONTRACTOR has complied with the provisions of M.S.A. 290.92 requiring withholding of income tax on wages at 
the source. Said certificate shall be executed by the Commissioner of Revenue. Forms for certification may be 
obtained from the Commissioner of Revenue, Centennial Building, St. Paul, Minnesota  55145." 

SC‐15.08   CORRECTION PERIOD  
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Modify Paragraphs 15.08.A of the General Conditions to change all references for the correction period length 
from one year to two years, except for luminaries, which is five years. 

Add the following Paragraph 15.08.F immediately after Paragraph 15.08.E: 

15.08.F.     For purposes of this Paragraph 15.08, the date of Substantial Completion shall be interpreted as the 
date when final payment is due in accordance with Paragraph 15.06.B and 15.06.C, and the two year correction 
period shall commence on the date when final payment is due in accordance with Paragraph 15.06.B and 15.06.C, 
unless otherwise modified by the Specifications or by Written Agreement. 

****END OF SECTION**** 
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  Change Order No.  

Date of Issuance:    Effective Date:   
Owner:  City of Windom  Owner's Contract No.:   

Contractor:    Contractor’s Project No.:   

Engineer:  Bolton & Menk, Inc.  Engineer's Project No.:  F18.112135 

Project:  2016 Sanitary Sewer Rehabilitation    Contract Name:   

The Contract is modified as follows upon execution of this Change Order: 
Description:  
 
 
Attachments:  [List documents supporting change] 
 
 

CHANGE IN CONTRACT PRICE  CHANGE IN CONTRACT TIMES 
[note changes in Milestones if applicable] 

Original Contract Price:  Original Contract Times: 
 Substantial Completion:             
$         Ready for Final Payment:             

  days or dates 

[Increase] [Decrease] from previously approved Change 
Orders No.        to No.      : 

[Increase] [Decrease] from previously approved Change 
Orders No.    to No.     : 

  Substantial Completion:             
$                 Ready for Final Payment:              

          days 

Contract Price prior to this Change Order:  Contract Times prior to this Change Order: 
  Substantial Completion:             
$                 Ready for Final Payment:             

        days or dates 

[Increase] [Decrease] of this Change Order:  [Increase] [Decrease] of this Change Order: 
  Substantial Completion:             
$                 Ready for Final Payment:             

        days or dates 

Contract Price incorporating this Change Order:  Contract Times with all approved Change Orders: 
  Substantial Completion:             
$                 Ready for Final Payment:             

        days or dates 

RECOMMENDED:  ACCEPTED: ACCEPTED:

By:    By:    By:   

  Engineer (if required)    Owner (Authorized Signature)    Contractor (Authorized Signature) 

Title:    Title:    Title:   

Date:    Date:    Date:   

Approved by Funding Agency (if  applicable) 

By:     Date:       

Title:       
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TO BE PRINTED ON CONTRACTOR’S LETTERHEAD 
 

LETTER OF TRANSMITTAL 

       DATE:        BMI #  F18.112135
 

  ATTENTION:  Travis L. Winter, P.E. 
Contractor Name 

  RE:  2016 Sanitary Sewer Rehabilitation 
Contractor Address 

        
Contractor City, State, Zip 

  SUBMITTAL NO.        

WE ARE SENDING YOU   Attached   Under separate cover via     the following items: 

   Shop drawings   Prints   Specifications   Copy of letter 

      

No. Copies Submitted  Specification Section  Subject of Shop Drawing or Other Submittal 
Review Action

(To be filled in by Engineer)

Review Action Explanation:   A.  No Exceptions Taken   C.  Amend‐Resubmit 
  B.  Make Corrections Noted   D.  Rejected‐Resubmit 

Comments: (To be filled in by Engineer) 

  The CONTRACTOR hereby notifies the OWNER that this Shop Drawing is in conformance with Article 6 of the General 
Conditions to the Contract Documents. 

  The CONTRACTOR hereby notifies the OWNER that this Shop Drawing is not in conformance with Article 6 of the General 
Conditions to the Contract Documents and nevertheless asks approval thereof.  The features not in conformance are as 
follows: 

  1.    CONTRACTOR SIGNED:   

  2.   

  3.    DATE:     

  4.   

  5.   
 

(To be filled in by Engineer)

COPY TO:   

    ENGINEER SIGNED:

    DATE:

   

   

Distribution:   Contractor           Owner           Proj. Engr.           Field Office           Other 

 



 

 

 

 

 

CONDITIONS OF THE CONTRACT 

for 

2016 Sanitary Sewer Rehabilitation 

City of Windom, Minnesota 
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SECTION 01110 ‐ SUMMARY OF WORK  

PART 1 ‐‐ GENERAL 

1.1 PROJECT LOCATION 

A. The project is located in Windom, MN.  The project location is shown on the vicinity map in the design 
drawing set. 

1.2 PROJECT DESCRIPTION 

A. The project involves but is not limited to the complete construction of public improvements for the 
rehabilitation of sanitary sewer and associated items of work.  Individual elements of work shall include, but 
are not limited to: 

1. Removal of bituminous pavement, concrete pavement, pipe and other miscellaneous items. 

2. Clearing and grubbing. 

3. Sanitary sewer construction. 

4. Sewer service construction. 

5. CIPP sanitary pipe rehabilitation. 

6. Sanitary manhole rehabilitation. 

7. Concrete pavement patching. 

8. Bituminous street patching. 

9. Turf restoration and erosion control construction. 

10. Traffic Control. 

11. Other miscellaneous work shown on the plans or specified herein. 

1.3 ALTERNATE MATERIALS & METHODS OF CONSTRUCTION 

A. The Contractor may present alternative materials and/or methods of construction for consideration by the 
Owner.  Proposals for such alternatives shall be in accordance with the provisions of Section 01230 ‐ 
ALTERNATES / ALTERNATIVES. 

1.4 CONTRACTOR USE OF PROJECT SITE 

A. The Contractor's use of the project site shall be limited to its construction operations, including on‐site 
storage of materials and field offices.  No materials shall be stored in a location as to limit access to the 
affected public.  Any damage caused by Contractor operations to private property, including but not limited 
to, parking lots, trees, shrubs, material spatter, etc. shall promptly be corrected at the Contractor’s 
expense. 

PART 2 ‐‐ PRODUCTS (NOT USED) 

PART 3 ‐‐ EXECUTION 

3.1 OPERATIONAL LIMITATIONS AND REQUIREMENTS 

A. The Contractor shall confine its work within the limits of the easements, public rights‐of‐way, and/or 
construction limits as shown on the plans.  If the Contractor desires additional space, it shall be the 
Contractor's responsibility to acquire easements and/or permission, as desired. 

3.2 BARRICADES 

A. The Contractor shall furnish and install any necessary barricades to protect the public or workers during the 
project.  Barricades to keep public out of construction areas shall be left in place until removed by 
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Contractor after they are no longer required for protection.  The Contractor is responsible to secure the site 
at all times during the demolition.  

B. The Contractor shall furnish names, addresses, and phone numbers of at least two (2) local individuals 
capable of immediate response who will be responsible for the site security and traffic control devices to: 

The Engineer  
The Owner 
Local Law Enforcement Agencies 

C. The Contractor shall respond with sufficient personnel, equipment and/or materials and conduct the 
required work or be subject to a $ 100 per hour deduction from the time of notification for non‐attention 
to project security and safety. 

3.3 SAFETY HAZARDS 

A. The Owner, Engineer or their representatives may indicate potential safety hazards noticed at the 
Construction site.  However, the Contractor shall remain the only party liable for the maintenance of safe 
construction practices. 

3.4 INTERFERENCE WITH TREES 

A. The Contractor may be required to trim tree branches that overhang the work zone as specifically identified 
during construction by the Engineer, where branches are likely to be broken or excessively damaged by 
construction equipment and activities.  Branches which are accidentally damaged during construction shall 
be trimmed immediately.  All trimmed ends shall be coated with an appropriate coating material. 

B. The Contractor shall protect existing trees within close proximity of the construction from stripping and 
root damage.  Roots extending into excavations shall be cut before excavating in their vicinity.  Roots cut or 
otherwise damaged shall be coated with an appropriate protective dressing prior to backfilling. 

C. No direct compensation for tree protection and interference shall be made, unless specifically identified in 
the Schedule of Unit Prices. 

****END OF SECTION**** 
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PROPOSED PROJECT SCHEDULE    Contractor Proposed Completion:   
Project Title:  2016 Sanitary Sewer Rehabilitation    Contract Substantial Completion:  November 15, 2016 
BMI Project No.:  F18.112135      Contract Final Completion:  November 30, 2016 

  The Contractor is REQUIRED to highlight the critical path sequence (CPM). 

   

 
Weeks Following 'Notice to Proceed' 

 
1  2  3  4  5  6  7  8  9 

 
10  11  12  13  14  15  16  17  18 

 
ACTIVITY 

 
DATE: 

 
                 

 
                 

   
                 

 
                 

   
                 

 
                 

   
                 

 
                 

   
                 

 
                 

   
                 

 
                 

   
                 

 
                 

   
                 

 
                 

   
                 

 
                 

   
                 

 
                 

   
                 

 
                 

   
                 

 
                 

 
 

 
                 

 
                 

 
 

 
                 

 
                 

 
 

 
                 

 
                 

 
 

 
                 

 
                 

  The Contractor is REQUIRED to highlight the critical path sequence (CPM). 

****END OF SECTION****
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SECTION 01230 ‐ ALTERNATES / ALTERNATIVES  

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. This section shall govern the interpretation and evaluation of bid alternates and contractor proposed 
alternatives. 

B. The Owner reserves the right to reject any bids not complying with the requirements of this section. 

C. All bids must include a bid based on the "base bid" or the Contract Documents defined alternatives, as 
specified, without anticipation of the use of "or equal" items or contractor proposed alternatives.  Bids 
solely based on the use of "or equal" items or contractor proposed alternatives may be rejected without 
consideration, at the discretion of the Owner. 

D. Qualification process 

1. Installers wishing to qualify alternate methods and/or materials for this project must submit a copy of 
the license or certificate verifying the manufacturer's or licensor's approval, and evidence of the 
installer's experience including the number, total length, and locations of trenchless construction 
projects installed to date using the proposed materials and methods together with the names and 
phone numbers of facility owners to the Engineer 10 days prior to the opening of bids to allow time for 
evaluation. 

2. The final decision to accept or reject the applicant lies solely with the Owner. 

1.2 INTERPRETATION OF "OR EQUAL" CLAUSES 

A. The Contractor shall include in its base bid the items, as specified, without consideration of using the 'or 
equal' items and methods. 

B. The Contractor shall then include in its bid the amount of the deduction, increase or revised total bid to be 
applied if the 'or equal' items and methods are accepted. 

C. The Owner and Engineer shall evaluate the 'or equal' stature of the proposed materials and methods. 

D. The Owner reserves the right to accept or reject the proposed 'or equal' materials and methods at the 
appropriate adjustment to bid price. 

1.3 PROPOSALS WITH SPECIFIED BID ALTERNATES 

A. The Owner reserves the right to select the bid alternate desired, regardless of the amount bid. 

B. The bid shall be awarded to the lowest and best bidder of the selected alternate. 

1.4 CONTRACTOR PROPOSED ALTERNATIVES 

A. Contractor proposed alternative methods and techniques may be considered by the Owner, with the advice 
of the Engineer, after Award of Contract.  No alternatives shall be accepted or considered as part of the bid. 

B. The Contractor shall include in its base bid the items, as specified, without consideration of using any 
proposed alternative materials and/or methods. 

C. The Contractor shall then include in its bid the amount of the deduction, increase or revised bid amount to 
be applied if the proposed alternative materials and methods are accepted. 

D. The Owner and Engineer shall evaluate the stature of the proposed materials and methods.  

1. Evaluation by the Owner and Engineer shall include the cost of modifying the design, as necessary and 
shall be at the discretion of the Owner and Engineer. 
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2. If the Contractor is proposing trenchless technology that is not included as a contract alternative, the 
following modifications to the original design shall be anticipated by the Contractor and included in the 
price differential or revised contract amount, as proposed: 

(a) The actual inside pipe diameter included in the Contractor proposed alternative shall be equal to 
or larger than the original conduit design, as specified, unless approved by the Engineer. 

(b) The minimum grade of all conduits installed by trenchless technologies for gravity sewers shall be 
0.80%.  This minimum may increase the depth required for structures. The Contractor shall include 
in the price differential or revised contract amount the cost of any such increases in structure 
depth. 

(c) Proposed modifications which include changes in pipe size whether to meet the required actual 
inside pipe diameter or necessitated by proposed changes in pipe materials, etc. may require 
changes in manhole diameters to accommodate the necessary pipe entrances.  The Contractor 
shall include in the price differential or revised contract amount the cost of any such increases in 
manhole size. 

E. The Owner reserves the right to accept or reject "Contractor Proposed Alternatives”. 

1.5 SPECIFICATION REFERENCES  

A. CONTRACTOR PROPOSED ALTERNATIVES 

1. If the Bidder proposes an alternative: 

(a) The Contractor is required to request, in writing, a determination on the Specifications which will 
be enforced to govern the construction.  This request shall be made directly to the Engineer at the 
time of bid opening or before. 

(b) The Engineer shall attempt to provide the Specification requirements prior to the end of the 
working day to allow the Contractor time to withdraw its bid, if requested by the Contractor. 

1.6 SUBMITTALS 

A. "OR EQUAL" MATERIALS AND/OR METHODS 

1. Unless otherwise specified, contractors whose bids are based on "equal" materials and/or methods 
shall include with their bid the manufacturer name, address, product name, model, specification 
reference and/or testing certification of the items proposed to be used.  The Contractor shall also 
include evidence of the 'equal' stature of the products proposed. 

B. PROPOSALS FOR SPECIFIED BID ALTERNATES 

1. Unless otherwise specifically requested, no submittals are required. 

2. Unless otherwise specifically requested, the Contractor is required to bid at least one of the alternates 
included in the proposal form, and the Contractor may choose to bid other alternates or not. 

C. CONTRACTOR PROPOSED ALTERNATIVES 

1. The Contractor shall contact the Engineer prior to bidding the job to discuss its proposed alternative 
approach to the methods and materials used or execution of the job.  The Engineer shall evaluate the 
proposed methods and may at the Engineer’s discretion choose to issue an addendum to all 
contractors or accept the conversation as privileged communication. 

2. Unless otherwise specified, the Contractors whose bid includes alternative materials and/or methods 
shall include with their bid the manufacturer name, address, product name, model, specification 
reference and/or testing certification of the items proposed to be used.  The Contractor shall also 
include evidence of the 'equal' stature of the products and/or methods proposed. 

3. The Contractor shall mark the outside of the bid envelope that alternative methods are included. 
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PART 2 ‐‐ PRODUCTS (NOT USED) 

PART 3 ‐‐ EXECUTION  

3.1 SPECIFIED BID ALTERNATES AND ALTERNATIVES 

A. Execution of alternates and alternatives specified in these documents shall be governed by the appropriate 
section of these Specifications. 

3.2 CONTRACTOR PROPOSED ALTERNATES AND ALTERNATIVES 

A. Execution of alternates and alternatives proposed by the Contractor, if accepted by the Owner, shall be 
governed by those Specifications provided by the Engineer.  

****END OF SECTION**** 
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SECTION 01270 ‐ MEASUREMENT & PAYMENT  

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. Methods of measurement and payment for all items not individually specified shall be according to the 
appropriate referenced specification standard. 

1.2 MEASUREMENT & PAYMENT 

A. Payment for Plan Quantity (P) Items:  Items designated as Plan Quantity (P) shall be measured and paid for 
based on the quantity listed in the plans and no field measurement shall be made.  The Engineer will only 
adjust the quantities on Plan Quantity (P) designated Contract items when the Engineer authorizes changes 
to the dimensions of that work (in which case only the affected portion will be re‐determined) or when the 
Engineer determines that the quantity designated as a Plan Quantity (P) is incorrect. 

B. Payment for Hauled Materials: No compensation will be paid for any weigh ticket received after the date 
shown on the ticket unless prior arrangements are made with the Engineer. 

C. Payment for Materials Stored on Site:  No compensation will be paid for materials delivered to the site and 
not incorporated into the project.   

D. Payment for Major Lump Sum Items:  The Contractor shall submit a schedule of values for major items of 
construction that are bid as lump sum.  The schedule shall identify major sections of work and the 
percentage of the bid price applied to each.  Payment shall be made according to the percentage complete 
of each major section of work. 

1.3 SUBMITTALS 

A. The Contractor shall submit to the Engineer a “Certificate of Conformance” statement stating that the scale 
used to weigh hauled materials has been tested and calibrated for the current construction season.  This 
Certificate shall be from MnDOT or other reliable scale servicing company.  Providing a certified scale and 
obtaining such “Certificate of Conformance” is the sole responsibility of the Contractor and all costs 
associated are considered incidental to the materials being supplied. 

B. Hauled Materials: The Contractor shall furnish numbered weigh tickets which list the Date, Project, Type of 
Material, Gross Weight, Tare Weight, Material Weight in tons, and Truck Number for each load brought to 
the construction site.  If the individual pay items are identified on a unit weight basis, the Contractor shall 
provide the Engineer with a summary type spreadsheet which provides accumulative job totals of all 
aggregate and bituminous materials hauled to the project.  This spreadsheet shall be submitted to the 
Engineer on a weekly basis. 

C. Procured Materials: The Contractor shall furnish an insurance bond showing the type of material, the 
amount of material, the valuation of the material, the stored location, the project, the date, the name and 
address of the surety.  

D. Compacted Volume Materials: When measurement is specified by the CUBIC YARD, (CY) COMPACTED 
VOLUME (CV), will be determined by length, width and depth measurements of the material in its placed 
and compacted position, according to the placement dimensions as shown in the Contract or as designated 
by the Engineer. 

PART 2 ‐‐ PRODUCTS (NOT USED) 

PART 3 ‐‐ EXECUTION (NOT USED) 

****END OF SECTION****
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SECTION 01310 ‐ COORDINATION  

PART 1 ‐‐ GENERAL 

1.1 SEQUENCE OF CONSTRUCTION 

A. A written project management scheduling tool (i.e., critical path (CPM), detailed bar chart, etc.) shall be 
employed by the Contractor for cost value reporting, planning and scheduling of all work required under 
the Contract Documents.  This schedule shall show the order in which the Contractor proposes to execute 
the work with dates on which it proposes to start the various phases of the work and the estimated 
completion date of each phase. The Contractor shall submit a preliminary version of its intended schedule 
within 10 working days following the Notice of Award on the attached form or on a form of its own 
choosing.  The Contractor is required to show the initial critical path (CPM) of tasks to be performed. 

B. Unless otherwise approved by the Engineer, the schedule shall also include an anticipated payment 
schedule for the volume of work to be completed each month. This schedule shall indicate the Contractor's 
intention and ability to complete the work within the contract times, as specified in Article 4 of the 
Agreement. 

C. The Preconstruction Conference as outlined in Section 01315 will not be conducted until the schedule is 
submitted.  In addition, no construction staking shall be provided until the schedule is submitted by the 
Contractor and reviewed by the Engineer. 

1.2 WORKING HOURS 

A. Except in connection with safety or emergency situations, all work at the site shall be performed during 
daylight hours. 

B. The Contractor shall notify the Owner and Engineer of any work planned on Saturday, Sunday, or any legal 
holidays at least 48 hours prior to such work.   

C. The Contractor shall coordinate any construction or hauling activity in the vicinity of churches, schools, 
medical facilities, and funeral homes.  The Contractor shall be cognizant of the disruptive effects of 
continued construction during funerals.  The Owner reserves the right to temporarily stop construction 
within one block of, and during the time of, any funeral procession.  No compensation shall be granted to 
the Contractor due to temporary delays caused by funerals. 

1.3 TRAFFIC CONTROL 

A. See reference Specification 01555 – Maintenance and Control of Traffic. 

1.4 COORDINATION WITH BUSINESSES AND PRIVATE PROPERTY OWNERS ADJACENT TO THE PROJECT 

A. The Contractor shall notify all property owners and occupants adjacent to the project 2 days in advance to 
allow moving machinery and/or vehicles or other items that may be blocked in or damaged due to the 
upcoming construction in the area.  Access to the properties shall be restored as soon as possible after each 
phase of construction. 

1.5 COORDINATION WITH UTILITY COMPANIES 

A. The Contractor is responsible for working with public and private utility companies in protecting and/or 
relocating existing or new utility lines located near and affected by this construction. 

1. Coordination with the utility companies is very important and should be considered in planning the 
work and the associated extra costs involved. 

2. Private utility companies are responsible for their own lines and are so obligated under City Code 
Agreements to protect and/or relocate their utilities, if required to install new City owned utilities in a 
given area. 
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B. The Contractor shall consult with the City’s maintenance personnel when working around or performing the 
required sanitary sewer installations. 

C. The Contractor shall also work with the City’s maintenance personnel to provide for scheduled water shut‐
downs in a given area and to provide for continued water service to the properties along the project 
throughout the duration of the project. 

D. The Contractor shall work with all utility companies, as necessary, to allow for installation and for 
maintenance of service of gas, power, lighting, telephone, cable TV, etc. in the boulevards or across the 
streets prior to final shaping of aggregate base and/or topsoil.  This coordination with the utility companies 
is the responsibility of the Contractor and is considered incidental to the construction and no additional 
compensation shall be granted. 

1.6 COOPERATION WITH FIRE & EMERGENCY DEPARTMENTS 

A. The Contractor shall coordinate all work requiring shutting down water service or limiting access to 
buildings by emergency equipment with the fire & emergency departments.  This shall include notification 
of the daily construction schedule by the Contractor. 

1.7 COOPERATION WITH OTHER CONTRACTORS  

A. The Contractor shall cooperate with other contractors performing construction on other projects in the 
vicinity of this Project, including but not limited to allowing access for the delivery of equipment and 
materials. 

1.8 COORDINATION WITH SERVICE PROVIDERS 

A. The Contractor shall coordinate with the postal service, recycling service, garbage collection service, school 
bus service, etc. to maintain continual uninterrupted service to all residences and businesses throughout 
the duration of the project.  

B. The Contractor shall temporarily relocate mailboxes, haul recycling and garbage for residents to a 
designated pick up location, etc., as required by the subject service provider.  All equipment materials and 
labor required to coordinate with service providers and maintain services shall be incidental to the 
Contract. 

PART 2 ‐‐ PRODUCTS (NOT USED) 

PART 3 ‐‐ EXECUTION (NOT USED) 

****END OF SECTION****
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SECTION 01315 ‐ PROJECT MEETINGS  

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. Pre‐construction Conference 

1. Prior to the start of the work, a joint meeting will be held with representatives of the Contractor, the 
Owner, the Engineer, and any other interested parties.  This meeting is intended to introduce the 
various key personnel from each organization and to discuss the start of the work, order of work, labor 
and legal requirements, insurance requirements, method of payment, shop drawing requirements, 
protection of existing facilities, location of disposal and stockpile areas, and other pertinent items 
associated with the project. 

2. The Contractor shall be prepared to discuss his proposed detailed construction progress schedule.  The 
construction schedule shall be subject to the review of the Owner, Engineer and applicable agencies. 

B. Construction Progress Meetings 

1. These meetings will require the attendance of the Contractor's Project Manager or other designated 
staff authorized by the Contractor to discuss project status and negotiate agreements between the 
Contractor and Owner.  Failure of the Contractor to attend scheduled project meetings as required may 
result in project delays expensed by the Contractor.   

2. Meetings will be held between the Owner, Contractor and Engineer for the purpose of reviewing the 
project schedule or the status of the project.  These meetings will be arranged by the Owner, and/or 
Engineer, as deemed necessary. 

C. Safety Meetings 

1. The Owner, Engineer or their representatives shall be allowed to attend Contractor’s onsite safety 
meetings.  The Contractor shall be responsible for meeting content and coordination and shall inform 
the Owner, Engineer or their representatives of the time and location of the meeting a minimum of 
two business days prior to the meeting.   

2. The Contractor shall make additional copies of any safety related handouts or materials for distribution 
to the Owner, Engineer or their representatives.  However, the Contractor shall remain the only party 
responsible for the maintenance of project safety materials. 

PART 2 ‐‐ PRODUCTS (NOT USED) 

PART 3 ‐‐ EXECUTION (NOT USED) 

****END OF SECTION**** 
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SECTION 01330 ‐ SUBMITTALS  

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. The Contractor shall submit three (3) copies of all required submittals and sample items as noted below.  
The Engineer will review them with reasonable promptness. The Contractor shall make all required 
corrections and file with the Engineer three (3) corrected sets for final review.  If the Contractor requires 
more than two (2) reviewed copies, the Contractor shall submit additional sets. 

B. The responsibility for completeness of submittals lies with the Contractor.  If the Engineer and/or Owner 
sign the submittal with no exception taken, such action shall not absolve the responsibilities of the 
Contractor in any way. 

C. Emailed submittals to the Engineer in pdf format will be accepted. 

1.2 ITEMS TO BE SUBMITTED 

A. Written Progress Management Schedule Tool (as defined in Section 01310) ‐ to be reviewed at the 
Preconstruction Conference.  See Article 4 of 00520 Agreement for contractual time requirements. 

B. Minnesota Pollution Control Agency (MPCA) ‐ General Storm Water Permit for Construction Activity (MN 
R100001) – Reference Section 02370 – Erosion & Sediment Control. 

C. Concrete Mix Design 

D. Bituminous Mix Design (wear and non‐wear) 

E. Gradation Test Results from two (2) separate tests, as required in Source Quality Control provisions of 
individual sections contained herein, from material stockpiles of aggregates to be used on this project.  
These tests may be run by the Contractor or its supplier during aggregate production.   

F. Sanitary Sewer and Sanitary Sewer Service 

1. Manhole structure ‐ shop drawings. 

2. Manhole casting ‐ shop drawings. 

3. Piping and fittings ‐ Certificates of Compliance.  

4. Meter manhole ‐ shop drawings. 

5. Meters ‐ shop drawings and Certificates of Compliance. 

6. Maintenance and operations manuals 

7. Final televising DVD and log. 

G. Seeding ‐ Certificates of Compliance for seed mixture. 

H. Sanitary Sewer Liner 

1. The parameters used to design the liner sections. 

2. The diameter, wall thickness and type of material to be used. Pipe strength determination shall include 
calculations based on new material properties and long term properties. 

3. The manufacturer’s certificates of compliance with provisions of the referenced standards and these 
specifications. 

4. A copy of the license or certificate verifying the manufacturer’s or licensor’s approval of the INSTALLER. 
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5. Evidence of the INSTALLER’S experience including a list of similar projects completed within previous 
two years. 

6. Two copies of all DVDs shall be submitted 

7. By‐pass pumping plan. 

8. Description of cure method(s) proposed by the Contractor 

1.3 MATERIAL SAFETY DATA SHEETS 

A. The Contractor shall submit two copies of Safety Data Sheets (SDSs) (formerly known as Material Safety 
Data Sheets or MSDSs) for each material on site to the OWNER. 

B. The Contractor shall maintain an orderly file of safety data sheets at the job site. 

1.4 RECORD DRAWINGS 

A. The CONTRACTOR shall maintain at the construction site one complete set of drawings suitably marked to 
show all deviations from the original set of drawings and other information as specified.  Supplementary 
sketches shall be included, if necessary, to clearly indicate all work as constructed.  Sanitary and water 
service tie‐in or stub‐out locations shall show station and distances left or right of the survey control 
centerline.  Existing sanitary and water service piping material type and size at the tie‐in locations shall be 
noted also.   

B. All manholes, watermain bends and valves shall be located with tie‐off dimensions to known items on the 
plans or in the field to enable the Contractor or City personnel to locate these structures for adjustment. 

C. The CONTRACTOR shall fill out a service record form for each water service ad sanitary sewer service 
connection or stub out.  A blank service record form will be supplied by the ENGINEER to be used by the 
CONTRACTOR.  The completed service record forms and photos taken of the services shall be submitted to 
the ENGINEER in a digital format and in booklet form.   

D. All work shall be clearly shown and the record drawings and service record forms shall be satisfactory to the 
OWNER in order to insure that adequate information is indicated to show the actual construction.  The 
complete set of the record drawings shall be submitted to the ENGINEER prior to submittal of the final 
Application for Payment.  Failure of the CONTRACTOR to maintain an up‐to‐date set of record drawings on 
the project site shall be reason to withhold payments.  All underground lines shall be determined from the 
record drawings. 

1.5 CONSTRUCTION PHOTOS 

A. The CONTRCTOR shall take digital photos during the course of construction using only cameras or smart 
phones with Global Positioning System (GPS) capabilities.  GPS location settings shall be turned on at the 
time of taking each photo.  The quality of the photos submitted shall be sufficient to clearly depict the focal 
points in the photo.  

B. The CONTRACTOR shall take photos of underground construction work prior to backfilling.  Such items to be 
photographed include but are not limited to:  connections to existing utilities, watermain fittings, 
small/private underground utilities, utility stub‐outs, manholes, etc.   

C. The CONTRCTOR shall take photos of all water service and sanitary sewer service connections at the main 
and at the tie in or stub our locations prior to backfilling the service.  The photo shall indicate the house 
address number or lot description of the service location.  

D. After the first couple days of underground construction, the CONTRACTOR shall submit to the ENGINEER a 
sample set of digital photos.  The test set of photos will be reviewed to verify that the date, GPS 
coordinates, and other photo features are being recorded.   

E. All photos shall be submitted the ENGINEER in a digital format immediately upon completion of the utility 
installation.  The digital properties of the photos, such as date and time taken and GPS coordinates, shall be 
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full intact at the time of submittal.  Failure of the CONTRACTOR to maintain a set of construction photos 
shall be reason to withhold payments.   

PART 2 ‐‐ PRODUCTS (NOT USED) 

PART 3 ‐‐ EXECUTION  

3.1 SUBMITTAL ROUTING 

A. All submittals shall be approved by the Contractor prior to submission to the Engineer. 

B. A Letter of Transmittal that identifies the submitted item and the review action required shall accompany 
all submittals. 

1. The Contractor shall be responsible for filling in the following information on the Letter of Transmittal: 

(a) Date. 

(b) Submittal No. 

(c) Identify what is being sent checking the appropriate box. 

(d) No. Copies Submitted. 

(e) Identify the Specification Section the attached information relates to. 

(f) Subject of Shop Drawing or Other Submittal. 

(g) Check whether the Shop Drawings are or are not in compliance. 

(1) If not in compliance, list the features which are not. 

(h) Sign and Date. 

3.2 RESPONSIBILITY 

A. The Engineer's review of a submittal shall not relieve the Contractor from the responsibility for deviation 
from the drawings and specifications unless the Contractor has, in writing, called the Engineer's attention to 
the deviations at the time of submission; nor shall it relieve the Contractor from the responsibility of errors 
in the submittals. 

B. All submittals shall be reviewed by the Engineer prior to their incorporation into the project.  If materials 
are installed without prior review, they will be subject to removal, at the Contractor's expense, if the 
material is found to be non‐conforming to the Specifications. 

****END OF SECTION**** 
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SECTION 01410 ‐ REGULATORY REQUIREMENTS  

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. Applicable codes and standards referred to in these specifications shall establish minimum requirements for 
equipment, materials, construction and shall be superseded by more stringent requirements of drawings 
and specifications when and where they occur. 

B. All equipment furnished and installed under the contract shall be designed, fabricated, assembled, 
installed, and placed into service.  The equipment will conform to the applicable provisions of the Federal 
and State Safety and Health Standards, including but not limited to Federal Occupational Safety and Health 
Regulations for Construction; the Division of Environmental Health, Minnesota Department of Health; the 
Minnesota Pollution Control Agency; the Department of Natural Resources; the Minnesota Department of 
Transportation, Division of Highways; the Minnesota Industrial Commission and ordinances of the City that 
apply to this work. 

C. All construction methods and tools shall comply with commonly accepted standards for safety and health of 
personnel engaged on construction, including but not limited to Federal Occupational Safety and Health 
Regulations for Construction; the Division of Environmental Health, Minnesota Department of Health; the 
Minnesota Pollution Control Agency; the Department of Natural Resources; the Minnesota Department of 
Transportation, Division of Highways; the Minnesota Industrial Commission and ordinances of the City that 
apply to this work. 

D. Any conflicts between specifications and applicable codes and standards shall be referred to the Engineer. 

1.2 PERMITS OBTAINED BY OWNER 

A. The Owner has applied for the following permits from appropriate authorities.  It is anticipated that 
permission to proceed will be authorized prior to execution of Contract.  The Contractor shall perform all 
work and conduct itself in full accordance with the requirements of the applicable permit: 

1. Minnesota Pollution Control Agency (MPCA) ‐ General Storm Water Permit for Construction Activity 
(MN R100001). 

2. Minnesota Department of Transportation (MnDOT) ‐ Utility Accommodation on Trunk Highway Right‐
of‐Way. 

3. DNR Creek Crossing Permit – permit is in process.  Construction of creek crossing shall not occur until 
permit is secure. 

B. The Contractor shall be responsible for meeting any bonding or insurance requirements which may be 
required as a condition to any permit, listed above. 

1.3 PERMITS OBTAINED BY CONTRACTOR 

A. The Contractor shall secure and pay the cost of any other permits not mentioned above, which may be 
required including but not limited to: 

1. None. 

1.4 WORK WITHIN A RAILROAD RIGHT OF WAY 

A. No work within railroad right‐of‐way is anticipated as part of this project as designed. 

PART 2 ‐‐ PRODUCTS (NOT USED) 

PART 3 ‐‐ EXECUTION (NOT USED) 
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****END OF SECTION**** 
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SECTION 01420 ‐ SPECIFICATION REFERENCE AND WORKS CONSULTED 

PART 1 ‐‐ GENERAL 

The references listed in this section are not all inclusive. There may be other references in individual 
specification sections that are not listed in this Section. 

Portions of referenced specifications not specifically affected by the supplemented information of modification 
shall remain in effect as originally written. 

It is the Contractor’s responsibility to have these and all other referenced specifications listed in individual 
Sections available onsite and to be familiar with them. 

1.1 ENGINEERS JOINT CONTRACT DOCUMENTS COMMITTEE (EJCDC) 

A. Documents with the EJCDC copyright notice in the footer are used in this Project Manual under a licensing 
agreement with EJCDC. The text of these documents has not been changed or modified by Bolton & Menk, 
Inc. 

B. EJCDC documents were consulted in the creation of the Project Manual Sections listed below. These 
documents have been altered from the original EJCDC text and the EJCDC footer has been removed in 
compliance with the EJCDC license agreement. Those portions of the text that originated in copyrighted 
EJCDC documents remain subject to the EJCDC copyright. 

1. 00100 – Advertisement for Bids 

2. 00200 – Instructions to Bidders 

3. 00410 – Bid Form 

4. 00520 – Agreement 

5. 00800 – Supplemental Conditions 

6. 00941 – Change Order 

1.2 SOIL DISTURBING ACTIVITIES 

A. Minnesota Pollution Control Agency (MPCA) ‐ General Storm Water Permit for Construction Activity (MN 
R100001) available at:  http://www.pca.state.mn.us/water/stormwater/stormwater‐c.html 

1.3 WATERMAIN, SANITARY SEWER AND STORM SEWER CONSTRUCTION 

A. "Standard Specifications" as published by the City Engineers Association of Minnesota, (CEAM) 2013 Edition 
available at:   http://www.ceam.org 

B. American Water Works Association (AWWA) Standards: http://www.awwa.org/ 

C. THREADED ITEMS ‐ All threaded items furnished under this contract, including but not limited to mechanical 
joint connectors, flanged joint connectors, mainline valves, saddles, corporation stops, curb stops, hydrants, 
and air release valves shall be furnished to the nominal size as specified with ENGLISH threads. 

1.4 GRADING, STREET AND SURFACE IMPROVEMENTS 

A. All of Divisions II and III, and any specifically referenced Division I sections of the Minnesota Department of 
Transportation (MnDOT), "Standard Specifications for Construction", 2016 Edition, together with all the 
Supplemental Specifications:  http://www.dot.state.mn.us/pre‐letting/spec/ 

B. MnDOT Technical Memoranda in force 30 calendar days prior to bid date and referencing the use of English 
units of measure: http://www.dot.state.mn.us/design/tools/index.html 

C. MnDOT Standard Plans: http://standardplans.dot.state.mn.us/ 
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D. MnDOT Standard Details: http://standardplates.dot.state.mn.us/ 

E. Whenever the word "Contracting Authority," "Department" or "Owner" is used in the sense of ownership as 
part of any of the MnDOT Documents, it shall mean Owner as defined in the Agreement. 

1.5 TRAFFIC CONTROL 

A. The Minnesota Manual of Uniform Traffic Control Devices (MMUTCD) shall apply to this project and is 
available at: http://www.dot.state.mn.us/trafficeng/publ/mutcd/. 

B. The MnDOT’s Temporary Traffic Control Zone Layouts Field available at: 
http://www.dot.state.mn.us/trafficeng/publ/fieldmanual/. 

PART 2 ‐‐ PRODUCTS (NOT USED) 

PART 3 ‐‐ EXECUTION 

A. The Contractor shall have access to the reference documents at the site at all times during the construction 
either in paper or digital format: 

****END OF SECTION**** 
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SECTION 01425 ‐ ABBREVIATIONS  

PART 1 ‐‐ GENERAL 

1.1 WHEREVER THE FOLLOWING ABBREVIATIONS ARE USED, THEY SHALL HAVE THE MEANINGS INDICATED: 

A. AASHTO  American Association of the State Highway and Transportation Officials 

B. ACI  American Concrete Institute 

C. AI  The Asphalt Institute 

D. ASTM  American Society for Testing and Materials 

E. AWWA  American Water Works Association 

F. CEAM  City Engineer's Association of Minnesota 

G. CLFMI  Chain Link Fence Manufacturers Institute 

H. MnDOT  Minnesota Department of Transportation 

I. OSHA  Occupational Safety and Health Administration  

J. PCA  Portland Cement Association or Minnesota Pollution Control Agency (context obvious) 

K. SWPPP  Storm Water Pollution Prevention Plan 

PART 2 ‐‐ PRODUCTS (NOT USED) 

PART 3 ‐‐ EXECUTION (NOT USED) 

****END OF SECTION****
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SECTION 01450 ‐ QUALITY CONTROL  

PART 1 ‐‐ GENERAL 

1.1 SCOPE OF TESTS 

A. All materials, equipment, installation, and workmanship included in this contract, if so required by the 
Engineer, shall be tested and inspected to prove compliance with the contract requirements. 

B. All tests and inspections shall be completed under the direct supervision of a licensed professional 
engineer.  All tests and inspections shall be the responsibility as identified in the individual sections of these 
specifications and shall be reported directly to the Owner and Engineer. 

C. No tests specified herein shall be applied until the item to be tested has been inspected and approval given 
for the application of such tests. 

D. Tests and inspections shall include all those specified in the individual sections and shall be compensated in 
accordance with the individual sections. 

E. Tests and inspection, unless otherwise specified or accepted, shall be in accordance with the recognized 
standards of the industry. 

F. Soil compaction testing performed by the Owner is deemed to be for the convenience of the Owner for 
documentation of the progress and performance of the work.  Soil compaction testing results will be made 
available to the Contractor.  However, the Owner and Engineer make no representations that the number 
of tests taken will be sufficient to accurately characterize the condition of any trench, and the Contractor 
shall take any supplemental test it deems necessary to monitor its own performance.  The Owner may, at 
its discretion, eliminate soil and compaction testing on any part or the entire project.  The presence or 
absence of soil and compaction testing or the approval of the results thereof shall in no way reduce the 
Contractor’s obligation to correct trench settlement as described in these Special Provisions. 

1.2 FINAL TESTING AND START‐UP 

A. If, under test, any portion of the work fails to fulfill the contract requirements and is altered, renewed or 
replaced, tests on that portion so altered, removed, replaced, together with all other portions of the work 
as are affected thereby, shall, if so required by the Engineer, be repeated within reasonable time and in 
accordance with the specified conditions and the Contractor shall pay to the Owner all reasonable expenses 
incurred by the Owner as a result of the carrying out of such tests. 

1.3 TESTING AND LABORATORY SERVICES 

A. Independent Testing Laboratory 

1. Where in the individual sections of this Specification, tests or inspections are required to be furnished 
by the Contractor by an independent testing laboratory, the Contractor shall employ and arrange for, 
at its expense, the services of an approved independent testing laboratory satisfactory to the Engineer 
to perform the testing utilizing recognized standard procedures and criteria. 

B. Reports and Certificates 

1. The Contractor shall submit reports and certificates of all inspections and test to the Engineer in 
duplicate.  The reports and certificates become the property of the Owner. 

C. Sample Materials 

1. The Contractor shall furnish all sample materials required for these tests and shall deliver the same 
without charge to the testing laboratory or other designated agency when and where directed by 
them. 

D. Additional Tests 
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1. In addition to those tests required by the individual technical specifications and/or referenced 
specifications: 

(a) Additional tests required beyond these required under this specification may be ordered by the 
Engineer to settle disagreements with the Contractor regarding quality of work done.  If the work 
is defective, the Contractor shall pay all costs of the additional tests and shall correct the work.  If 
the work is satisfactory, the Owner will pay for the additional tests. 

(b) The Owner may perform televised inspection of any and/or all under construction included in this 
project, at its own expense, at any time prior to final payment.  All deficiencies discovered in the 
course of such investigation shall be corrected at the Contractor’s expense and, the Owner's 
satisfaction, prior to final payment. 

1.4 ENGINEER'S REPRESENTATIVES AND TESTING 

A. The Engineer may provide a Resident Project Representative (RPR) to ascertain that the work is 
accomplished properly and in accordance with the plans and specifications.  The RPR shall have full access 
to the work and shall be given full cooperation.  The RPR shall have the authority, subject to the final 
decision of the Engineer, to reject any defective work or material.  The RPR shall have no authority to 
permit any deviation from the plans and specifications except on written order from the Engineer. 

B. The presence of the Engineer or any RPRs, however, shall not relieve the Contractor of the responsibility for 
the proper execution of the work in accordance with all requirements of the Contract Documents.  
Compliance is a duty of the Contractor, and said duty shall not be avoided by any act or omission on the 
part of the Engineer or any RPRs. 

1.5 SITE INVESTIGATION AND CONTROL 

A. The Contractor shall verify all dimensions in the field and shall check field conditions continuously during 
construction.  The Contractor shall be solely responsible for any inaccuracies built into the work due to his 
failure to comply with this requirement. 

B. The Contractor shall inspect related and appurtenant work and shall report in writing to the Engineer any 
conditions, which will prevent proper completion of the work.  Failure to report any such conditions shall 
constitute acceptance of all site conditions, and any required removal, repair or replacement caused by 
unsuitable conditions shall be performed by the Contractor at his sole cost and expense. 

1.6 RIGHT OF REJECTION 

A. The Engineer, acting for the Owner, shall have the right, at all time and places, to reject any articles or 
materials to be furnished hereunder which in any respect, fail to meet the requirements of these 
specifications, regardless of whether the defects in such articles or materials are detected at the point of 
manufacture or after completion of the work at the site.  If the Engineer or RPR, through an oversight or 
otherwise, has accepted materials or work which is defective or which is contrary to the specifications, such 
material, no matter in what stage or condition of manufacture, deliver, or erection, may be rejected by the 
Engineer for the Owner. 

PART 2 ‐‐ PRODUCTS (NOT USED) 

PART 3 ‐‐ EXECUTION (NOT USED) 

****END OF SECTION****
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SECTION 01500 – MOBILIZATION  

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. This section covers the mobilization of all labor, materials, tools, equipment and performances of all work 
and services necessary or incidental to construct the project, including but not limited to, the 
demobilization associated with closing the project, removing all equipment, removing excess materials, and 
general clean‐up. 

1.2 METHOD OF MEASUREMENT AND PAYMENT  

A. Mobilization shall be measured by the LUMP SUM and paid in accordance with the following schedule. 

1. On the first partial estimate that shows work performed on at least one major contract item, 25 
percent of the amount bid for Mobilization will be paid, but not more that 3 percent of the original 
Contract amount. 

2. On subsequent partial estimates, payment shall be made at the same percentage as the value of work 
completed to date relative to the original Contract amount, except that payment shall not be reduced 
from the original 25 percent.  Materials on hand shall be excluded from the payment ratio 
computation. 

3. At such time that 95 percent of the original Contract amount is earned, full payment for Mobilization 
shall be made. 

1.3 SPECIFICATION REFERENCES 

A. MnDOT Specification Section 2021 shall apply to mobilization. 

B. Unless noted otherwise, the provisions in this section are in addition to the referenced specification. 

PART 2 ‐‐ PRODUCTS (NOT USED) 

PART 3 ‐‐ EXECUTION (NOT USED) 

****END OF SECTION****
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SECTION 01550 ‐ MAINTENANCE OF HAUL ROADS & TEMPORARY ACCESS  

PART 1 ‐‐ GENERAL 

1.1 MAINTENANCE 

A. The Contractor shall notify and obtain the approval of the local governmental authority for the use of all 
haul roads and construction easement areas within the City limits not specifically noted below.  The 
Contractor will be required to deliver new materials and dispose of all excavated material plus removal 
items only on designated haul roads.  This also applies to equipment entering and leaving the project site 
such as backhoes and front end loaders. 

B. Allowable City street and project haul roads are described as follows: 

1. Minnesota Trunk Highway 60 

2. Minnesota Trunk Highway 62 

3. US Highway 71  

C. The Contractor shall confine all operations, ingress and egress to the designated haul roads.  The Owner 
may assess a fee in the amount of $ 500 per day for each day that the Contractor occupies or travels on 
non‐designated haul roads. The fee shall be in addition to damages assessed against the Contractor to 
repair damage caused to the roadway. 

D. The Contractor shall maintain and repair any damage to haul roads.  Maintenance shall include, but not be 
limited to, the following:  blading, patching, signing, graveling and dust control.  This work will be at the 
Contractor's expense, without any direct compensation being made other than the payment received for 
Contract items. 

E. The Contractor shall be responsible for all roadbed maintenance over backfilled trenches and roadbed 
subgrade during the construction period. 

1.2 REFERENCED SPECIFICATION 

A. MnDOT Specification 1513, Restrictions on Movement and Storage of Heavy Loads and Equipment. 

B. MnDOT Specification 1515, Control of Haul Roads 

C. MnDOT Specification 2051, Maintenance and Restoration of Haul Roads. 

D. Unless noted otherwise, the provisions in this section are in addition to the referenced specification. 

PART 2 ‐‐ PRODUCTS (NOT USED) 

PART 3 ‐‐ EXECUTION  

3.1 CONSTRUCTION REQUIREMENTS 

A. Reclaimed bituminous and salvaged aggregate base may be used for temporary access surfacing.  No 
additional compensation shall be granted for the installation, removal and disposal of materials utilized in 
this way. 

****END OF SECTION**** 
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SECTION 01555 ‐ MAINTENANCE AND CONTROL OF TRAFFIC  

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. Traffic Control 

1. All traffic control methods shall conform to the provisions of the latest edition of the Minnesota 
Manual of Uniform Traffic Control Devices (MN MUTCD), including its supplements and Part VI, "Field 
Manual for Temporary Traffic Control Zone Layouts", the "Guide to Establishing Speed Limits in 
Highway Work Zones", the Minnesota Flagging Handbook, the provisions of MnDOT 1404 and 1710, the 
Minnesota Standard Signs Manuals Parts I and II, the Traffic Engineering Manual Chapter 8 Appendixes 
8‐8.02 and 8‐8.03, the Traffic Control Layouts/Typical Traffic Control Layouts in the Plans. 

2. The Contractor shall furnish, install, maintain and remove all traffic control devices including, but not 
limited to, construction signs, barricades and barricade weights, traffic marking tape, and warning 
lights which are needed for the guidance, warning and control of traffic adjacent to and through this 
project.  

3. The Contractor shall provide sufficient surveillance of the traffic control devices to insure compliance 
during the entire construction period.  The Contractor shall furnish names, addresses, and phone 
numbers of at least two (2) local individuals capable of immediate response who will be responsible for 
the site security and traffic control devices to: 

The Engineer  
The Owner 
Local Law Enforcement Agencies 

4. The Contractor shall respond with sufficient personnel, equipment and/or materials and conduct the 
required work or be subject to a $ 100 per hour deduction from the time of notification for non‐
attention to project security and safety. 

5. The Contractor shall schedule the work to cooperate fully with residential and business property 
owners abutting the project to minimize the time of restricted access to their property during the 
construction period.  Driveway access to any property adjacent to the construction zone shall be 
restricted no more than seven days to allow for curing of the concrete curb and driveway pavement.  

6. The cost of maintaining vehicular and pedestrian traffic on temporary aggregate surfaced drives, 
walkways, including the eventual removal of the aggregate material, shall be considered incidental to 
traffic control. 

7. If it is necessary to enter upon a right‐of‐way controlled by the County or Minnesota Department of 
Transportation, the Contractor shall notify the appropriate agency before commencing construction 
within the right‐of‐way. 

8. In the event that any of the above right‐of‐way require traffic to be detoured around the construction 
zone, the Contractor shall prepare the detour route with the appropriate Agency representatives.  The 
Contractor shall provide and maintain all signing and other traffic control required.  The affected 
Agency shall be notified by the Contractor before re‐routing traffic.  Dust control and road maintenance 
of the by‐pass route shall be the Contractor's responsibility.   

9. The Contractor shall be responsible for securing a site for storage of construction equipment and 
materials. 

B. General Construction and Traffic Requirements 

1. The parking of Contractor's Vehicles that obstruct any traffic control devices will not be permitted. 
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1.2 METHOD OF MEASUREMENT AND PAYMENT  

A. Traffic Control shall be measured by the LUMP SUM and paid in accordance with the following schedule.  

1. On the first partial estimate that shows work performed on at least one major contract item, 25 
percent of the amount bid for Traffic Control will be paid, but not more that 3 percent of the original 
Contract amount. 

2. On subsequent partial estimates, payment shall be made at the same percentage as the value of work 
completed to date relative to the original Contract amount, except that payment shall not be reduced 
from the original 25 percent.  Materials on hand shall be excluded from the payment ratio 
computation. 

3. At such time that 95 percent of the original Contract amount is earned, full payment for Traffic Control 
shall be made. 

PART 2 ‐‐ PRODUCTS (NOT USED) 

PART 3 ‐‐ EXECUTION  

3.1 CONSTRUCTION REQUIREMENTS 

A. The Contractor shall notify the Engineer in writing at least 72 hours prior to the start of any construction 
operation that will necessitate lane closure or internal traffic control signing. 

B. The traffic control devices required along the project corridor shall be delivered and installed prior to the 
start‐up of the work.  

C. The Contractor shall maintain traffic through the intersections whenever possible. 

D. The Contractor shall monitor and maintain all traffic control devices. 

****END OF SECTION****
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SECTION 01562 ‐ AIR, LAND AND WATER POLLUTION  

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. This section covers the furnishing of all labor, materials, tools, equipment and performances of all work and 
services necessary for the prevention of air, land and water pollution as indicated on the plans or as 
specified herein or as directed by the Engineer. 

1.2 METHOD OF MEASUREMENT AND PAYMENT  

A. Measurement and compensation for the following items shall be paid according to the referenced 
specification or as modified below: 

1. Payment for the prevention of air and land pollution shall be incidental to the project and no separate 
compensation will be granted  

2. Payment for all work associated with the prevention of water pollution and erosion control shall be 
incidental to the project and no separate compensation will be granted, unless payment for such work 
is specifically identified in Section 02370 of these Specifications.   

B. SPECIFICATION REFERENCES 

1. MnDOT Specification Section1717 shall apply to the prevention of air, land and water pollution. 

2. MnDOT Specification Section 2573 shall apply to storm water management.  

3. Unless noted otherwise, the provisions in this section are in addition to the referenced specification. 

PART 2 ‐‐ PRODUCTS (NOT USED) 

PART 3 ‐‐ EXECUTION 

3.1 GENERAL 

A. The Contractor shall provide and maintain all sanitary accommodations for use by employees. 

B. All solid waste material shall be disposed by the Contractor in accordance with the local and State solid 
waste disposal regulations. 

3.2 DUST CONTROL 

A. The Contractor shall perform dust control operations necessary to proactively prevent the production of 
dust in amounts to cause nuisance or damage to property, vegetation, animals, or persons in the vicinity of 
the construction. 

B. The Contractor shall keep the surface of construction work areas and unpaved haul roads moist by spraying 
with uncontaminated water so as to prevent, not just reduce, airborne dust. 

C. The Contractor shall suspend construction or haul traffic when the Contractor cannot prevent airborne dust 
until such time as dust control can be re‐established to the required levels. 

D. The Contractor shall be responsible for any damage resulting from dust originating from the construction.  
The dust abatement measures shall be continued until the Contractor is relieved of further responsibility 
under these Contract provisions. 

E. Requests by the Owner or Engineer for additional water to be placed for dust control shall be accomplished 
within 4 hours of notification and shall also include evenings and weekends as required or deemed 
necessary by the Owner or the Engineer.  Failure to perform the work requested within the 4 hours may 
result in the Owner or Engineer arranging for dust control by others.  A contract deduction shall be made 
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equal to the total of all costs to perform dust control so arranged, including not limited to labor, 
materials, equipment and administrative costs.  

3.3 USE OF CHEMICALS 

A. Reference Storm Water Pollution Prevention Plan (SWPPP). 

****END OF SECTION**** 
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SECTION 01720 ‐ FIELD ENGINEERING  

PART 1 ‐‐ GENERAL 

1.1 STAKING 

A. Unless otherwise specified in the specific sections, Owner shall provide engineering surveys to establish 
reference points for construction as follows:  

1. Sanitary Sewer:  Staking will be furnished and set by the Engineer at 50 foot spacing (usually offset for 
construction) for the control of the underground construction herein described. Cuts to the proposed 
pipeline grade will be furnished by the Engineer. Manholes will be staked with an offset and a witness 
with a cut to the lowest structure invert. No staking will be provided for service wyes for reconstruction 
projects or where existing services are being connected to the new sewer line. 

2. Miscellaneous: Location stakes will be provided for silt fence locations at 100 foot spacing.  Location 
stakes representing clearing and grubbing limits will be provided at 100 foot spacing.   

3. The Contractor shall give the Engineer sufficient notice, normally two working days, to provide staking 
for the orderly progress of the work and shall provide clear line of sight for all staking. 

4. The stakes are an integral part of the project and the Contractor shall protect and preserve all such 
stakes and marks, and may be charged with the expense of resetting all such stakes and marks 
destroyed or disturbed due to the Contractor's carelessness or negligence.  Stakes that are destroyed 
due to vandalism, erosion or other incidents shall be re‐staked by the Engineer, at the Contractor’s 
expense. 

5. In the event of apparent or questionable errors or inconsistencies in such stakes set for control of line 
and/or grade, the Contractor shall promptly notify the Engineer of such error or inconsistency and shall 
not proceed with the work until such stake, grade, or mark shall have been verified or corrected by the 
Engineer. 

6. All other line and grade staking shall be the responsibility of the Contractor.  The Contractor shall 
furnish sufficient equipment and personnel for determination of plan grades, cross sections, course 
thicknesses, etc.  The survey cost of establishing stakes requested by the Contractor for the 
convenience of the Contractor, beyond those cited as basic project control, will be charged to the 
Contractor or withheld from the amounts due to the Contractor. 

B. Unless otherwise stated in the applicable section of the Specifications or waived by the Engineer, the 
Contractor shall provide Blue Tops prior to final paving for subgrade and aggregate base construction. 

1.2 SPECIFICATION 

A. Water Distribution System ‐ See CEAM 2600.3 (A2). 

B. Pipe Sewers ‐ See CEAM 2621.3 (A2). 

PART 2 ‐‐ PRODUCTS (NOT USED) 

PART 3 ‐‐ EXECUTION (NOT USED) 

****END OF SECTION****
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SECTION 01770 ‐ PROJECT CLOSEOUT  

PART 1 ‐‐ GENERAL 

1.1 FINAL INSPECTION 

A. After the cleaning up of the work, premises, and all other areas and structures connected with the 
performance of the contract, the work as a whole, shall be examined by the Engineer and Owner; and, any 
workmanship or materials found not meeting the requirements of the specifications shall be identified and 
included on a punch list given to the Contractor. 

B. The Contractor shall, at its own expense, promptly remove, replace, repair, or otherwise correct the 
deficiencies with good and satisfactory workmanship and material to the satisfaction of the Owner and 
Engineer. 

C. In the event that the Contractor does not satisfactorily remove, replace, repair, or otherwise correct the 
deficiencies within thirty (30) calendar days after receipt of the punch list, the Owner reserves the right to 
employ the services of other contractors and/or service organizations to conduct the necessary work and 
deduct any and all associated costs from final payment to the Contractor.  The entry of such other agents 
on the project to perform this work will not relieve the Contractor from any of its warranty, maintenance or 
start‐up obligations. 

1.2 PROJECT ACCEPTANCE 

A. The project shall be accepted after the final examination has been conducted and all settlement, defects, 
damages, etc., discovered during the previous examination have been remedied. 

PART 2 ‐‐ PRODUCTS (NOT USED) 

PART 3 ‐‐ EXECUTION (NOT USED) 

****END OF SECTION****
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SECTION 02110 ‐ HAZARDOUS SITE MATERIALS MITIGATION  

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. This section covers the furnishing of all labor, materials, tools, equipment and performances of all work and 
services necessary or incidental to mitigate / abate hazardous materials encountered during the 
construction, as specified herein, and/or as specified by the Engineer. 

B. According to the original plans, the creek crossing pipe was encased in vermiculite concrete which may be 
an asbestos containing material (ACM).  The presence of asbestos could require mitigation and/or 
abatement. 

1.2 METHOD OF MEASUREMENT AND PAYMENT 

A. Measurement and payment for cutting, removing and properly disposing of vermiculite concrete by a 
licensed asbestos abatement contractor shall be by the Cubic Yard (CY) of concrete removed.  Cutting shall 
be considered incidental. The owner reserves the right to eliminate this item, if it is deemed that the 
concrete is not an ACM, with no adjustment in the contract unit prices. 

B. The furnishing and installing of specific items and/or the performance of work under certain circumstances 
shall not be individually paid.  The costs shall be included in the unit price bid for various underground 
construction items. Such items of work include but are not limited to: 

1. Maintaining a licensed asbestos abatement contractor on retainer. 

2. Any delays caused by encountering ACM materials on the job site. 

1.3 SPECIFICATION REFERENCES 

A. The regulations of the Minnesota Department of Health, The Minnesota Pollution Control Agency and the 
Occupational Safety and Health Administration shall govern all mitigation and abatement efforts, except as 
amplified herein. 

B. Unless noted otherwise, the provisions in this section are in addition to the referenced specification. 

1.4 SUBMITTALS 

A. Copies of the MPCA and MDH Notifications shall be submitted to the Engineer and Owner at the time of 
submission to the respective agencies. 

B. The Contractor shall maintain records of the size, type and use of ACM encountered during the 
construction.  The record shall note the precise location, elevation and direction of the pipes.  The records 
shall be submitted to the Owner and the Engineer upon completion of the project. 

PART 2 ‐‐ PRODUCTS 

2.1 MATERIALS 

A. No exception to the referenced specifications is made. 

PART 3 ‐‐ EXECUTION 

3.1 CONSTRUCTION REQUIREMENTS 

A. NOTIFICATION 

1. Upon execution of the Contract, the Contractor shall submit the appropriate notifications to the MPCA 
and the MDH.  The estimate of quantities on these notifications can be revised by amendment if 
asbestos containing materials is encountered. 

(a) The notification requests estimates of quantity and type of ACM to be abated.  The quantity is 
undetermined and the type is vermiculite concrete. 
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(b) The notification also includes a description of the procedures to be undertaken in the event 
asbestos is encountered.  For example, 

Determine if disturbance is necessary or has occurred ‐ If not, continue the primary work. 

If disturbance has occurred ‐ Stop work, notify licensed asbestos abatement subcontractor and 
Engineer, contain area, estimate quantity to be disturbed, follow instructions of abatement 
contractor, etc. 

2. These notifications have fixed waiting periods which could delay the construction if not completed 
prior to construction. 

B. ACM MATERIALS ENCOUNTERED ‐ NO DISTURBANCE 

1. If ACM are encountered (active or inactive) and not disturbed by the project design or the Contractor’s 
activities, they may be left in place. 

2. All efforts to work around the ACM shall be considered incidental. 

C. ACM MATERIALS ENCOUNTERED ‐ WITH DISTURBANCE 

1. Connection or Relocation Required 

(a) Should asbestos be encountered and a connection to it is required, or in the evaluation of the 
Engineer a relocation of the asbestos containing pipe is required, the Contractor shall implement 
the asbestos abatement plan listed in the Notification for the successful removal and disposal of 
the asbestos material.  The Contractor shall employ a licensed asbestos abatement contractor to 
complete any asbestos abatement work.   

(b) When cutting or breaking the ACM pipe is required, only wet methods shall be employed and all 
workers shall wear personal protective equipment.  All splinters, shavings and saw dust shall be 
confined to the area of the cutting and collected for disposal by a licensed asbestos abatement 
contractor. 

(c) If the presence of the ACM pipe was specifically identified on the plans, all work to mitigate / abate 
the ACM due to this relocation/connection shall be considered incidental to the primary 
construction items. 

(d) If the presence of the ACM was not specifically identified on the plans, work performed due to this 
relocation/connection by the licensed asbestos abatement contractor shall be compensated at 
cost plus 15%. 

2. Casual Disturbance 

(a) Should asbestos be encountered and become damaged through the casual operations of the 
Contractor, the Contractor shall implement the asbestos abatement plan listed in the Notification 
for the successful removal and disposal of the asbestos material.  The Contractor shall employ a 
licensed asbestos abatement contractor to complete any asbestos abatement work.   

(b) All work to mitigate / abate the ACM due to this casual disturbance shall be considered incidental 
to the primary construction items. 

****END OF SECTION**** 
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SECTION 02220 ‐ REMOVING PAVEMENT AND MISCELLANEOUS STRUCTURES 

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. This section covers the furnishing of all labor, materials, tools, equipment and performances of all work and 
services necessary or incidental to the removal of pavement and miscellaneous structures as indicated on 
the drawings or as specified herein. 

1.2 METHOD OF MEASUREMENT AND PAYMENT 

A. Measurement and compensation for the following items shall be paid according to the referenced 
specification or as modified below:  

1. The UNIT PRICE bid for removing pavement and miscellaneous structures shall include all costs of labor, 
materials, equipment and ultimate disposal required to complete the work, as specified.  

B. The furnishing and installing of specific items and/or the performance of work under certain circumstances 
shall not be individually paid in the absence of a specific bid item for the work.  The costs shall be included 
in the unit price bid for the associated removal and excavation items. Such items of work include but are 
not limited to: 

1. Saw cutting ‐ bituminous and/or concrete, driveways, sidewalks, pavements, curb & gutter, and other 
impervious surfaces.  

2. Removing storing and reinstalling mail boxes, street/traffic signs or similar structures which must be 
moved to construct the project.   

3. Off‐site disposal of excess excavated material and debris. 

4. Removal and off‐site disposal of bituminous or concrete, unless designated for salvaging. 

5. Removing, salvaging and storing, or disposing of manhole and catch basin castings. 

6. Loading, hauling, stockpiling and placing as directed (i.e., leveling) designated salvage items to a 
location directed by the Owner. 

7. Fees and permits for the disposal of materials. 

8. Removal and disposal of existing sanitary sewer pipe, and service pipes. 

9. Bulkheading the ends of existing pipes designated by the Engineer to be abandoned in place. 

10. Protection from damage of structures or other surface improvements that are not to be removed, and 
subsequent repair and/or replacement if damaged by Contractor operations. 

1.3 SPECIFICATION REFERENCES 

A. MnDOT Specification Section 2104 shall apply to the removal of pavement and miscellaneous structures, 
except as modified herein.   

B. Unless noted otherwise, the provisions in this section are in addition to the referenced specification. 

1.4 SUBMITTALS 

A. No exception to the referenced specification is made. 



 

City of Windom ‐ F18.112135  REMOVING PAVEMENT AND MISCELLANEOUS STRUCTURES 

August 2016  PAGE 02220‐2
V050208  © Bolton & Menk, Inc. 2016, All Rights Reserved 

PART 2 ‐‐ PRODUCTS 

2.1 NO EXCEPTION TO THE REFERENCED SPECIFICATION IS MADE. 

PART 3 ‐‐ EXECUTION 

3.1 CONSTRUCTION REQUIREMENTS  

A. Remove existing bituminous, curb and gutter, walks, drives, steps and other specified items where shown 
on the plans and/or required for the construction of the project.  

B. Saw cut bituminous and concrete surfaces prior to excavation, to produce a clean‐cut breakage joint. 

C. Dispose of all concrete and bituminous removal items, rubbish and debris outside of the construction zone.  
It shall be the Contractor's responsibility to secure all required permits and pay all fees associated with the 
disposal of the material and to secure the disposal site. 

D. Remove existing mailboxes, street/traffic signs and similar structures that must be removed to construct 
the project.  Restore these facilities to the original location or a location designated by the Owner, when 
work has progressed past the location of the structure.  The Contractor shall reinstall or replace those 
structures which are damaged or lost during the course of construction with new materials or components. 

E. The Contractor shall take full responsibility to protect structures or other surface improvements from 
damage that are not to be removed.  If damage to these facilities occurs due to the construction of the 
project, the Contractor shall replace or repair them. 

F. The Owner will designate which existing hydrants, valves and boxes, manhole castings and other items 
removed as part of the construction, are to be salvaged.  All other items shall be disposed by the 
Contractor.   

G. In general, all existing watermain, sanitary sewer and storm sewer pipe being replaced by new 
improvements shall be considered as debris and removed during the construction process.  In certain 
instances, existing pipes may be abandoned in place, with the approval of the Engineer.   

H. Where existing pipes are to be abandoned in place, the exposed pipe ends shall be bulkheaded shut with a 
watertight non‐shrink concrete grout at a thickness of not less than one pipe diameter. 

****END OF SECTION**** 
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SECTION 02230 ‐ CLEARING AND GRUBBING 

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. This section covers the furnishing of all labor, materials, tools, equipment and performances of all work and 
services necessary or incidental to clearing and grubbing trees, stumps and brush as indicated on the 
drawings or as specified herein. 

1.2 METHOD OF MEASUREMENT AND PAYMENT 

A. Measurement and compensation for the following items shall be paid according to the referenced 
specification or as modified below: 

1. Payment to Clear & Grub trees shall be at the unit price bid per ACRE and shall be considered for full 
compensation for the work specified. 

B. The furnishing and installing of specific items and/or the performance of work under certain circumstances 
shall not be individually paid in the absence of a specific bid item for the work.  The costs shall be included 
in the unit price bid for clearing and grubbing. Such items of work include but are not limited to: 

1. Permits and fees for the disposal of materials. 

2. Protecting existing improvements from damage. 

1.3 SPECIFICATION REFERENCES 

A. MnDOT Specification Section 2101 shall apply to clearing and removing trees, stumps and brush, except as 
modified herein. 

B. Unless noted otherwise, the provisions in this section are in addition to the referenced specification. 

PART 2 ‐‐ PRODUCTS 

2.1 NO EXCEPTION TO THE REFERENCED SPECIFICATION IS MADE. 

PART 3 ‐‐ EXECUTION 

3.1 CONSTRUCTION REQUIREMENTS 

A. All trees, stumps, brush, seed, grass, roots or other undesirable material within the construction limits shall 
be disposed of by the Contractor. 

B. Disposal methods shall be approved by the Engineer and shall meet all Local, State and Federal regulations. 

C. Burning or burial will not be allowed within city limits. 

****END OF SECTION**** 
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SECTION 02240 ‐ DEWATERING 

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. This section covers the furnishing of all labor, materials, tools, equipment and performances of all work and 
services necessary or incidental to the dewatering of trenches as necessary to construct the elements 
shown on the drawings or as specified herein. 

B. This item shall be considered exempt from the requirements of Supplementary Condition 11.03. 

1.2 METHOD OF MEASUREMENT AND PAYMENT 

A. Measurement and compensation for the following items shall be paid according to the referenced 
specification or as modified below: 

1. Payment at the unit price bid per linear foot to Dewater the Sanitary Sewer shall be considered full 
compensation to furnish all necessary material, equipment, tools and labor to dewater the sanitary 
sewer trench as well as any of the appurtenant service trenches.  Dewatering shall be measured by the 
length of the mainline sanitary sewer installed while dewatering operations consisting of well or sand 
point pumping actually takes place.   

2. For payment purposes, dewatering effects of wells or sand point dewatering equipment will be 
considered effective for a 50 foot length of pipeline from the well or sand point. 

3. No dewatering payment will be made for dewatering consisting of placing pumps directly into the open 
trench. 

B. The furnishing and installing of specific items and/or the performance of work under certain circumstances 
shall not be individually paid in the absence of a specific bid item for the work.  The costs shall be included 
in the unit price bid for the dewatering items, as indicated.  Such items of work include but are not limited 
to: 

1. Interference of other underground structures and utilities, include in the price bid for dewatering.  

2. The removal and restoration, or protection of existing utilities that are shown on the plans and for 
which there is no bid item for removing and restoring, or working around the utility. 

3. The costs of furnishing discharge piping including bends, and adapters, include in the price bid for 
dewatering. 

4. Protecting existing improvements from damage, include in the price bid for dewatering. 

5. Removal and off‐site disposal of bituminous or concrete pavement, unless designated for salvaging. 

6. Removing, salvaging and storing, or disposing of manhole and catch basin castings. 

7. Loading, hauling, stockpiling and placing as directed (i.e., leveling) designated salvage items to a 
location directed by the Owner. 

8. Fees and permits for the disposal of materials. 

9. Removal and disposal of existing sanitary sewer pipe, storm sewer pipe, watermain, and service pipes. 

10. Bulkheading the ends of existing pipes designated by the Engineer to be abandoned in place. 

11. Protection from damage of structures or other surface improvements that are not to be removed, and 
subsequent repair and/or replacement if damaged by Contractor operations. 

1.3 SPECIFICATION REFERENCES 

A. MnDOT Specification Section 2451.3C shall apply to the dewatering of trenches, except as modified herein. 

B. Unless noted otherwise, the provisions in this section are in addition to the referenced specification. 
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PART 2 ‐‐ PRODUCTS 

2.1 MATERIALS 

A. None. 

PART 3 ‐‐ EXECUTION 

3.1 CONSTRUCTION REQUIREMENTS 

A. The Contractor shall furnish and install all necessary discharge piping and obtain all permits, easements, 
rights‐of‐way, etc. to convey and discharge the water at a sufficient distance from the project area to 
eliminate recharge of the ground water at the project site. 

B. Water from dewatering operations shall not be discharged where it will pond or cause damage to cropland 
or personal property due to the presence of standing or flowing water. 

C. Unless otherwise provided in the contract documents; the Contractor shall be responsible for obtaining all 
necessary permits required for dewatering prior to beginning of dewatering. The Contractor shall provide a 
plan for the discharge showing the discharge location, energy dissipation, and water quality treatment to 
the Engineer for approval prior to beginning discharge. The discharge rate, location, and water quality shall 
be in compliance with all local, State, and Federal requirements. 

D. Existing and/or proposed sanitary system(s) shall not be used as an outlet for the dewatering operations. 

****END OF SECTION**** 
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SECTION 02320 ‐ TRENCH EXCAVATION, BEDDING AND BACKFILL 

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. This section covers the furnishing of all labor, materials, tools, equipment and performances of all work and 
services necessary or incidental to maintenance of utility service, trench excavation, bedding and backfill 
necessary for the construction of underground utilities and structures, as indicated on the drawings or as 
specified herein. 

1.2 DEFINITIONS 

A. Excess Material ‐ Material that is not needed to complete the earthwork balance. 

B. Suitable Material ‐ Sand, silty sand or low plasticity clay soils with no organic content.  The Engineer shall 
make the final determination as to what material will be considered suitable.   

C. Unsuitable Material ‐ Soil with organic content including topsoil, swamp deposits, peat, muck, or other 
material deemed by the Engineer to be unsuitable for fill or embankment construction. 

D. Flexible Pipe Materials – For the purposes of this specification section, flexible pipe materials shall include 
the following: 

1. Polyvinyl chloride (PVC) pipe – solid wall and profile wall pipe. 

2. High density polyethylene pipe – solid wall and profile wall pipe. 

3. Corrugated steel or aluminum pipe. 

E. Rigid Pipe Materials – For the purposes of this specification section, rigid pipe materials shall include the 
following: 

1. Reinforced concrete pipe. 

2. Reinforced concrete box culverts. 

3. Ductile iron pipe. 

1.3 METHOD OF MEASUREMENT AND PAYMENT 

A. Measurement and compensation for the following items shall be paid according to the referenced 
specification or as modified below: 

1. Items specifically identified in the Schedule of Unit Prices will be compensated in accordance with the 
description of measurement and payment contained in the section applicable to the individual item.  
Otherwise, no direct compensation shall be granted for compliance with the provisions contained 
herein. 

2. Course Aggregate Bedding, if needed in lieu of granular bedding materials in the specified bedding 
zone, shall be measured and paid at the unit price bid per Cubic Yard (Compacted Volume) of material 
placed. 

B. The furnishing and installing of specific items and/or the performance of work under certain circumstances 
shall not be individually paid in the absence of a specific bid item for the work.  The costs shall be included 
in the unit price bid for the individual pipeline items associated with the stated specific item or work effort. 
Such items of work include but are not limited to: 

1. Interference with other above and underground structures and utilities. 

2. The removal and restoration, or protection of existing structures and utilities that are shown on the 
plans and for which there is no bid item for removing and restoring, or working around the utility. 

3. Unless separately itemized in the Schedule of Unit Prices, any dewatering necessary for construction. 
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4. Foundation materials placed in lieu of performing necessary dewatering.  

5. Bulkheading of existing pipes to be abandoned in place. 

6. Granular foundation, granular bedding and granular encasement materials. 

7. Granular foundation materials used in lieu of bedding materials in the specified bedding zone, where 
specified. 

8. Granular foundation materials used in unstable trench conditions. 

9. The removal and disposal of native materials that are unsuitable for bedding and/or backfill. 

10. Providing and maintaining utility service. 

11. The replacement of all material displaced due to shrinkage or loss during the excavation and backfilling 
operations. 

12. The removal of excess materials above the original topography the resulting from the additional 
volume created from pipe bedding, utility pipe, and/or underground structures. 

13. Delays due to other utility conflicts that result during the course of construction. 

14. Protecting existing improvements and previously accepted elements of this construction from damage. 

15. Protecting the inverts of other utility pipes from the accumulation of debris and soil, the removal of 
blockages that threaten to damage property, and/or the cleaning of both the newly constructed lines 
and the existing lines of all debris and soil that accumulated during the construction. 

16. If a separate bid item for bypass pumping is NOT included in the Schedule of Unit Prices, providing 
temporary bypass pumping / control of storm water flows around the construction zone, include in the 
price bid for the associated items being installed. 

17. The use of special construction techniques such as trench boxes, sheeting, shoring, etc., include in the 
price bid for the associated items being installed. 

18. Compaction testing and compaction, if required, include in the price bid for the associated items being 
installed. 

1.4 SPECIFICATION REFERENCES  

A. Reference CEAM Specification No. 2600 shall apply to excavating, installing bedding and backfilling all 
trench excavation construction necessary for the completion of work, except as modified herein. 

1. All references to MnDOT specifications shall mean the specific edition, including Supplemental 
Specifications and Technical Memoranda as identified in Section 01420 of these Specifications. 

2. CEAM Specification 2600.3.A5 Removal of Surface Improvements ‐ All rubble and debris to be disposed 
of off‐site, shall be disposed of at a location secured by the Contractor and in a manner in compliance 
with applicable Local, State and Federal regulations.  

3. CEAM Specification 2600.3.B3 Excavation Limits and Requirements ‐ OSHA limitations shall also apply 
to the top of trench width determination.  The seven day written notice is waived if changing soil 
conditions and OSHA compliance apply. 

4. CEAM 2600.3.C Trenchless Pipe Installation is hereby deleted.  If trenchless pipe installation is included 
in this project, refer to applicable specification sections in these specifications. 

5. CEAM 2600.4 Method of Measurement Paragraphs B and C are hereby deleted.  See applicable sections 
of these Specifications. 

6. CEAM 2600.5 Basis of Payment – The last three paragraphs of 2600.5 are hereby deleted.  See 
applicable sections of these Specifications. 

B. Reference MnDOT Specification No. 2451 shall apply to granular materials for foundation, bedding and 
encasement of utility line construction, except as modified herein. 
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C. Unless noted otherwise, the provisions in this section are in addition to the referenced specification. 

1.5 SUBMITTALS 

A. No exception to the referenced specification is made. 

PART 2 ‐‐ PRODUCTS 

2.1 GRANULAR MATERIALS 

A. Granular Bedding and Granular Encasement – No exception to the referenced specification is made. 

B. Granular Backfill ‐ No exception to the referenced specification is made.  

C. Granular Foundation – Shall meet the requirements of Course Aggregate Bedding. 

D. Course Aggregate Bedding – No exception to the referenced specification is made. 

PART 3 ‐‐ EXECUTION 

3.1 EXCAVATION AND PREPARATION OF TRENCH 

A. Interference and Protection of Underground Structures 

1. If an existing utility is shown on the plans and there is no bid item for removing and restoring, or 
working around the utility, the Contractor shall be required to remove and restore, or protect the 
utility.  

2. The inverts of existing sewers (storm & sanitary), culverts, subdrains, etc. shall be protected during 
construction.  The Contractor is responsible to inspect and clean, if necessary, all lines which have 
become compromised by the construction operations. 

B. Excavation Limits and Requirements 

1. The trench for all flexible pipe shall be undercut six‐inches below the pipe barrel to permit the 
installation of granular bedding or foundation material.   

2. The trench for all rigid pipe shall be undercut three‐inches below the pipe barrel, or as shown in the 
bedding detail, to permit the installation of granular bedding or foundation material.   

3. The Contractor shall install and operate a dewatering system to maintain all trenches free of water 
wherever necessary.  The Contractor shall make his own subsurface investigations and determine what 
dewatering methods to utilize to prevent such damage. 

4. The Contractor shall be responsible for any damage to adjacent structures or buildings caused by the 
dewatering operations. 

5. Use of granular foundation material in lieu of performing dewatering is permitted.   

6. All excess excavated material shall become the property of the Contractor and shall be removed from 
the site and disposed of at a location secured by the Contractor.    

3.2 INSTALLATION OF PIPE AND FITTINGS 

A. The Contractor shall keep accurate records as to the location of the service connections, field tile, utility 
crossings, etc. either constructed or encountered during the construction.  Measurements to service lines 
shall be taken from the two nearest permanent structures (i.e., hydrants, valves, manholes, buildings).  
Final payment for the project will not be made until the information is in the possession of the Owner. 

B. When connection to an existing conduit is required at an existing or proposed manhole, the Contractor shall 
expose and verify the elevation of the existing conduit prior to laying any pipe toward, or away from, the 
connection point. If the elevation of the existing conduit does not match the elevation shown on the plans, 
the Contractor shall notify the Engineer, at which time the Engineer may adjust the proposed grades.  

C. Sewer Pipe at Structures 
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1. The pipe end(s) shall be extended inside the structure a maximum of 3 inches unless approved 
otherwise by the Engineer or shown on the plans. 

D. Connection and Assembly of Joints 

1. For sanitary sewer, all joints shall be water tight. 

E. Bulkheading Open Pipe Ends 

1. The Contractor shall furnish, install and maintain a temporary, water‐tight plug adequately blocked in 
place to prevent flooding of the existing downstream sewer system.  The plug shall be placed at the 
beginning of the project or at the end of each working day at the end of the day's operation. 

2. When flows are diverted from an existing sewer or tile to be abandoned in place, the Contractor shall 
construct a water‐tight plug on the open end of the abandoned pipe.  

3. Permanent watertight plugs shall be constructed with concrete grout with a thickness of not less than 1 
pipe diameter. 

3.3 BEDDING AND BACKFILLING OPERATIONS 

A. Backfill material around all manholes, catch basins, valve boxes, curb boxes, and hydrants shall be 
compacted with hand machines.  The maximum lift thickness shall be 6‐inches. 

B. Flexible Pipe Materials 

1. Unless otherwise shown on the plans,  the pipe shall be bedded and backfilled with granular material 
compacted to 95% Standard Proctor Density or as recommended by the pipe manufacturer, whichever 
is denser, from 6‐inches below the bottom of the pipe to 12‐inches above the top of the pipe the full 
width of the trench.  The Contractor shall bed and backfill the pipe as shown on the plan details. 

2. The granular bedding material may be replaced with Course Aggregate Bedding if it is determined that 
trench conditions do not allow for the use of granular bedding, with approval of the Engineer. 

3. Where the trench foundation has been found to be unstable and not suitable for bedding, the trench 
shall be undercut until acceptable conditions are found.  The Contractor shall then install compacted 
foundation material to meet the line and grade specified on the plan. 

4. Unless otherwise shown on the plans, select native material may be used as a trench backfill above the 
granular bedding up to the bottom of the subgrade except in those conditions where the top of the 
pipe is less than 12‐inches from the bottom of the subgrade in which case granular material compacted 
to 100% Standard Proctor Density shall be used as trench backfill the full width of the trench to the 
bottom of the subgrade excavation zone. 

C. Structures 

1. All manholes, and miscellaneous structures shall be backfilled with granular backfill material and shall 
be compacted with a hand operated motorized compactor. 

D. All trench backfill shall be compacted in accordance with the Quality Compaction Method. 

3.4 SOURCE QUALITY CONTROL 

A. The Contractor shall arrange for having the following testing performed: 

1. One (1) gradation test per each 500 tons or 275 cubic yards (CV) of granular materials. 

3.5 FIELD QUALITY CONTROL  

A. No exception to the referenced Specification is made. 

****END OF SECTION****
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SECTION 02370 ‐ EROSION & SEDIMENT CONTROL 

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. This section covers the furnishing of all labor, materials, tools, equipment and performances of all work and 
services necessary or incidental to storm water management as indicated on the plans, as specified herein 
or as directed by the Engineer. 

B. The Contractor and Owner shall identify a person(s) knowledgeable and experienced in the application of 
erosion and sediment control BMP’s who will oversee the implementation of the SWPPP.  

C. Minnesota Pollution Control Agency (MPCA) ‐ General Storm Water Permit for Construction Activity (MN 
R100001). 

1. The Owner has developed a Storm Water Pollution Prevention Plan (SWPPP) in accordance with Part 
III (Storm Water Discharge Design Requirements) of the National Pollutant Discharge Elimination 
System (NPDES)/State Disposal System Permit.  The SWPPP is included in the project plans.  

2. As a condition of the Award, the Contractor shall be a co‐permittee and assume the role of “Operator” 
under the NPDES Permit.  

3. The Owner will initiate the permit and pay the required fee and submit the NPDES Permit.   

4. For storm water discharges from construction activities where the Owner or Operator (Contractor) 
changes, the new Owner or Operator can implement the original SWPPP created for the project, 
implement an amended version of the original SWPPP, or develop and implement their own SWPPP.   

5. Permittee(s) shall ensure that their SWPPP meets all terms and conditions of this permit and that their 
activities do not render ineffective another party’s erosion prevention and sediment control Best 
Management Practices (BMP’s). 

6. The Contractor shall maintain copies of the SWPPP on the project site at all times and comply with all 
provisions contained therein, including performing the required inspections of the erosion control 
devices and maintaining an Inspector’s Log for the MPCA Storm Water Permit.  An Inspector’s Log form 
is attached at the end of this Section.   

7. The Contractor shall be responsible for keeping the on‐site SWPPP documents current and updated to 
reflect changing conditions as construction progresses. 

8. Process Summary: 

(a) Owner issues Notice of Award to Contractor. 

(b) The Contractor shall review the SWPPP and may propose changes or a new SWPPP to the Engineer 
and Owner for review, comment, and Authorization.  Changes may be recommended by the 
Contractor, Engineer, and/or Owner at any time during the construction period to address 
changing conditions. 

(1) The responsibility for SWPPP amendments proposed by the Contractor lies with the 
Contractor. If the Engineer and/or Owner authorize the revisions with no exception taken, 
such action shall not absolve the responsibilities of the Contractor in any way. 

(2) During the review and modification period, on‐site Erosion Control shall comply with or 
exceed the current SWPPP.  Pending review by the Engineer and/or Owner shall not alleviate 
the Contractor’s responsibility to install necessary BMP’s to address site issues. 

(3) Once a SWPPP is modified and/or amended, the Contractor shall distribute new copies to the 
Owner, the Engineer, the on‐site project supervisor and the resident project representative. 

(c) Contractor acknowledges the Notice of Award and provides the Owner with the contact 
information for the Contractor’s designated SWPPP contact to be used by the Owner for the on‐
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line Stormwater Permit Application.  Required information includes; Name, Title, Business Mailing 
Address, Phone Number and Email for the designated individual.    

(d) Within 7 days of acknowledgement of the Notice of Award by the Contractor, the 
Owner/Contractor shall submit the On‐line Stormwater Permit Application to the MPCA. 

(e) No earth disturbing work shall begin until the permit coverage date shown on the Coverage Card 
issued by the MPCA.  

(f) Work shall follow the sequence of major activities outlined in the SWPPP. 

1.2 METHOD OF MEASUREMENT AND PAYMENT 

A. Measurement and compensation for erosion and sediment control shall be paid according to the 
referenced specification or as modified below: 

1. Payment for "Silt Fence" and "Ditch Check" shall be at the contract price per LINEAR FOOT and shall be 
considered full compensation for furnishing, installing, maintaining, removing the sediment control 
devices, and removing accumulated sediment. Eighty percent (80%) of payment shall be made upon 
installation.  The remaining 20% shall be made upon complete removal of the control measure, 
removal of any accumulated sediment and surface restoration. 

2. Payment for Stabilized Construction Exit shall be at the contract price per EACH for furnishing, 
installing, maintaining, and removing the materials as detailed in the plans. Eighty percent (80%) of 
payment shall be made upon installation.  The remaining 20% shall be made upon complete removal of 
the control measure, removal of any accumulated sediment and surface restoration.    

3. Payment for Inlet Protection shall be at the contract price per EACH for furnishing, installing, 
maintaining, and removing the materials as detailed in the plans. Eighty percent (80%) of payment shall 
be made upon installation.  The remaining 20% shall be made upon complete removal of the control 
measure, removal of any accumulated sediment and surface restoration. 

B. The furnishing and installing specific items and/or the performance of work under certain circumstances 
shall not be individually paid in the absence of a specific bid item for the work.  The costs shall be included 
in the unit price bid for the associated erosion control and excavation items. Such items of work include but 
are not limited to: 

1. Complying with the Minnesota Pollution Control Agency (MPCA) ‐ General Storm Water Permit for 
Construction Activity (MN R100001) – Reference Storm Water Pollution Prevention Plan (SWPPP) 
included in the drawings. 

2. Providing trained Construction SWPPP Manager and BMP Installer. 

3. Inspect, maintain, repair, and remove (if necessary) temporary surface stabilization practices 
throughout the duration of the project. 

4. Maintaining clean exit areas or roads from the site. 

5. Sweeping adjacent streets clean of excess soil. 

6. Cleaning storm sewers, drain tiles and culverts that have been partially or completely obstructed by 
sediment that originated from the site. 

7. Geotextile fabric for rock installation. 

8. Geotextile fabric to wrap prefabricated inlet protection devices. 

9. Aggregate to anchor and act as a filter for prefabricated inlet protection devices. 

10. Emergency erosion control mobilization. 

11. Construction, maintenance and removal of rock construction exit. 

C. No additional payment shall be made for Erosion Control BMP’s necessary to accommodate Contractor 
phasing of the project. 
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1.3 SPECIFICATION REFERENCES 

A. MnDOT Specification Section 2573 – Stormwater Management. 

B. MnDOT Specification Section 2574 – Soil Preparation 

C. MnDOT Specification Section 2575 – Establishing Turf and Controlling Erosion 

D. MnDOT Specification Section1717 – Air, Land and Water Pollution 

E. Unless noted otherwise, the provisions in this section are in addition to the referenced specification. 

1.4 SUBMITTALS 

A. Requested changes, revisions, and supplementary information to the SWPPP, including but not limited to: 

1. Contact information and training documentation for Construction SWPPP Manager and BMP Installer,  

2. Locations for Stockpiles, Concrete Washout, and Sanitation Facilities, and 

3. Changes to types and/or locations of Best Management Practices. 

PART 2 ‐‐ PRODUCTS 

2.1 MATERIALS 

A. For all materials not specifically discussed below no exceptions to the referenced specification are made. 

B. Bale checks shall not be used. 

PART 3 ‐‐ EXECUTION 

3.1 GENERAL  

A. Construction and/or installation of all appropriate erosion & sediment control devices shall be completed 
prior to any soil disturbing activities. 

B. Prior to construction, the Owner, Engineer and Contractor shall observe and document the existing storm 
water outfall system and discharge area.  All sediment deposits not documented prior to the construction 
shall be assumed to have originated from the project site and shall be removed and disposed of by the 
Contractor. 

C. Prior to construction, the Owner, Engineer and Contractor shall review the project to identify critical areas 
that could require rapid stabilization during the construction process,  and develop mitigation and rapid 
stabilization plans to be incorporated into the SWPPP. 

D. Exit areas or roads shall be kept clean of excess soil by routine sweeping. 

3.2 CONSTRUCTION REQUIREMENTS 

A. The Contractor shall control drainage, erosion, and sediment on the project including: haul roads, 
temporary construction, waste disposal sites, plant and storage locations, and borrow pits, other than 
commercially operated sources.   

B. The Contractor shall provide one or more trained Construction SWPPP Manager(s). The Construction 
SWPPP Manager shall be a knowledgeable and experienced in the application of erosion prevention and 
sediment control BMPs and will oversee the implementation of the SWPPP, and the installation, inspection 
and maintenance of the erosion prevention and sediment control BMPs. A Construction SWPPP Manager 
must be available for an on‐site inspection within 72 hours upon request by the Owner and/or MPCA. 
Failure to provide a trained Construction SWPPP Manager or failure of the Contractor to rectify the 
situation within 24 hours of written notice if the provided Construction SWPPP Manager fails to adequately 
perform the duties of Construction SWPPP Manager may result in the Owner or Engineer arranging for 
performance of these duties by others. 

C. If Contractor fails to install and/or perform the appropriate erosion and sediment control practices, as 
determined by the Engineer, the Engineer may issue a written order to the Contractor. Failure to perform 
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this work within 24 hours of written notification may result in the Owner or Engineer arranging for 
completion of the work by others.   

D. When the Engineer determines that the erosion and/or sediment control practices installed by the 
Contractor have failed, the Contractor shall correct the cause and alleviate all sediment deposition, to the 
fullest extent possible.  If the corrective action is not taken in a timely manner, the Engineer may issue a 
written order to the Contractor. Failure to perform this work within 24 hours of notification of non‐
compliance may result in the Owner or Engineer arranging for completion of the work by others.   

E. A contract deduction shall be made equal to the total of all costs incurred by the Owner due to failure of 
the Contractor to take corrective action within the timeframe of any written notice of non‐compliance. 
Such costs include but are not limited to: labor, materials, equipment and administrative costs.  

3.3 TRAINING 

A. Contractor shall ensure the individual(s) designated for this project to perform the duties described below 
have been trained in accordance with Minnesota Pollution Control Agency (MPCA) General Storm Water 
Permit for Construction Activity (MN R100001) training requirements. 

1. Contractor’s Construction SWPPP Manager.  

(a) Individual(s) overseeing implementation of, revising, and amending the SWPPP and performing 
inspections. 

(b) Individual(s) performing or supervising the installation, maintenance and repair of BMPs.  

(c) Duties described in (a) and (b) above may be fulfilled by separate individual(s) rather than both by 
the Contractor’s Construction SWPPP Manager in which case both individual(s) shall have training 
commensurate with the job duties and responsibilities fulfilled by each and such training shall be 
documented in the field copy of the SWPPP. 

B. Documentation incorporated by the Contractor into the SWPPP must include either: 

1. Proof of a current certification through the University of Minnesota Erosion and Stormwater 
Management Certification Program, or 

2. Documentation of training satisfactory to the MN Pollution Control Agency showing training is 
commensurate with the individual’s job duties. 

3.4 TERMINATION OF COVERAGE 

A. Upon completion of all final stabilization, the Contractor shall provide the Engineer a signed MN MPCA 
Notice of Termination (NOT) form. The form is available on the MPCA website at: 
http://www.pca.state.mn.us/index.php/water/water‐types‐and‐programs/stormwater/construction‐
stormwater/index.html  

****END OF SECTION**** 
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STORM WATER POLLUTION PREVENTION PLAN ‐ INSPECTION LOG 
Project Title:  2016 Sanitary Sewer Rehabilitation, Owner:  City of Windom, Permit ID: C000         
General Contractor: ________________________________ 

The Contractor is REQUIRED to maintain this record throughout the project. 

Inspectors should enter their initials, type, date, and time of the inspection in the blanks provided. After inspecting each 
shaded area, inspectors should check each box, and make any necessary comments regarding their findings in the blanks 
provided below and on the back of this sheet. 

Refer to the MPCA’s Compliance Guide for Erosion and Sediment Control during inspection. 
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SECTION 02377 ‐ RIPRAP 

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. This section covers the furnishing of all labor, materials, tools, equipment and performances of all work and 
services necessary or incidental to construct the rip‐rap and geotextile fabric as indicated on the drawings 
or as specified herein. 

1.2 METHODS OF MEASUREMENT AND PAYMENT 

A. Measurement and compensation for the following items shall be paid according to the referenced 
specification or as modified below: 

1. Payment for riprap shall be by TON based on actual weigh tickets.  The amount bid shall be 
compensation in full for all costs of excavating, removing and disposing, if necessary, all materials 
encountered in the course of riprap placement. 

B. The furnishing and installing of specific items and/or the performance of work under certain circumstances 
shall not be individually paid in the absence of a specific bid item for the work.  The costs shall be included 
in the unit price bid for the associated rip‐rap items. Such items of work include but are not limited to: 

1. Granular filter material and/or geotextile fabric.  

2. Excavation required to place rip‐rap. 

1.3 SPECIFICATION REFERENCES 

A. MnDOT Specification Section 2511 and all MnDOT Specification Sections referenced therein shall apply to 
the construction of rock rip‐rap, except as modified herein. 

B. Unless noted otherwise, the provisions in this section are in addition to the referenced specification. 

PART 2 ‐‐ PRODUCTS 

2.1 MATERIALS 

A. The material to be used shall be the class rip‐rap and fine filter aggregate shown on the plans as specified in 
MnDOT Specification 3601. 

B. The geotextile fabric shall meet the requirements of MnDOT 3733, Type IV, unless otherwise shown on the 
plans. 

C. The Contractor may choose the type of filter material, except as restricted for geotextile filters, unless the 
type is specified on the plans. 

PART 3 ‐‐ EXECUTION 

3.1 CONSTRUCTION REQUIREMENTS 

A. No exception to the referenced specification is made. 

****END OF SECTION**** 
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SECTION 02530 ‐ PIPE SEWERS ‐ SANITARY 

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. This section covers the furnishing of all labor, materials, tools, equipment and performances of all work and 
services necessary or incidental to sanitary sewer and service lateral construction as indicated on the 
drawings or as specified herein. 

1.2 METHODS 

A. Trench excavation, bedding and backfill, see Section 02320 of these Specifications. 

1.3 METHOD OF MEASUREMENT AND PAYMENT 

A. Measurement and compensation for the following items shall be paid according to the referenced 
specification or as modified below: 

1. Manholes 

(a) Payment for all manholes shall be at the unit price bid per LINEAR FOOT of structure as measured 
from the invert of the outlet pipe to the top of the manhole casting.  The amount bid includes all 
work and material required to complete the structure. Casting assemblies shall be paid separately 
for each assembly furnished and installed.  

2. Casting Assemblies 

(a) Casting assemblies shall be measured per EACH, complete in place and paid at the unit price bid.  

3. Inflow and Infiltration (I & I) Barrier 

(a) I & I barrier shall be measured per EACH structure, furnished and installed for the type and style 
indicated and paid at the unit price bid.  The Amount bid includes all work and materials required 
to place the I & I barrier. 

4. Sewer Pipe 

(a) No exception to the referenced specification is made.  

5. Reconnect Sanitary Service 

(a) Payment for connecting an existing sanitary sewer service to the new sanitary sewer main shall be 
measured and paid per Each as specified in the Schedule of Unit Prices, complete and in place, at 
the appropriate unit price bid. The amount bid shall include the appropriately size wye, service 
piping, and connection to the existing service.  

6. Outside Drop Section 

(a) Payment for the respective diameter outside drop connection shall be at the unit price per LINEAR 
FOOT of structure as measured from the invert of the lower pipe to the invert of the higher pipe.   

7. Connect to Existing Sanitary Sewer Pipe 

(a) Payment for connecting a new sanitary sewer to an existing sanitary sewer pipe shall be measured 
and paid per EACH as specified in the Schedule of Unit Prices, complete and in place, at the 
appropriate unit price bid. 

8. Gate Valve & Box 

(a) Payment for the specified size of Gate Valve & Box shall be measured and paid per EACH as 
specified in the Schedule of Unit Prices, complete and in place, at the appropriate unit price bid.  
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B. The furnishing and installing of specific items and/or the performance of work under certain circumstances 
shall not be individually paid in the absence of a specific bid item for the work.  The costs shall be included 
in the unit price bid for the sanitary sewer items, as indicated. Such items of work include but are not 
limited to: 

1. Locating and connecting to an existing sanitary sewer pipe, include in the price bid for sanitary sewer. 

2. Dye water testing of all service lines encountered and the subsequent plugging of abandoned sewer 
services, include in the unit price bid for sanitary sewer. 

3. The costs of furnishing bends, adapters, cutting and removing the existing sanitary sewer pipe, include 
in the price bid for sanitary sewer. 

4. Locating and connecting to an existing sanitary sewer service laterals, include in the price bid for  
sanitary sewer. 

5. Adapters to adjust the diameter of the new service connections to match the existing service lines, 
include in the price bid for service connections. 

6. All work and material required to complete the outside drop manhole structure as shown on the 
Design Detail Plate, include in the price bid for outside drop section. 

7. Leakage, vacuum, air and deflection testing, include in the price bid for sanitary sewer. 

8. Post construction televising, include in the price bid for sanitary sewer. 

9. The wood and/or metal parts necessary to identify the ends of unattached service lines, include in the 
price bid for sanitary sewer services. 

10. The furnishing and installing of polyethylene encasement material, include in the price bid for valves. 

11. Concrete blocking include in the unit price bid for valves. 

12. Valve umbrella anchorage assembly, include in the unit price bid for valves. 

13. Furnishing and installing thrust block, tie rods, joint restraints and sacrificial zinc anode caps as shown 
on the plans and as specified. 

14. If a separate bid item for bypass pumping is NOT included in the Schedule of Unit Prices, providing 
temporary bypass pumping / control of sanitary and storm water flows around the construction zone, 
include in the price bid for the associated sewer items. 

1.4 SPECIFICATION REFERENCES  

A. Reference Section 02320 of these Specifications for trench excavation, bedding and backfill, except as 
modified herein. 

B. Reference CEAM Specification No. 2621 shall apply to the gravity sewers and service laterals construction, 
except as modified herein. 

C. Reference MnDOT Specification No. 2506 shall apply to manholes and castings, except as modified herein. 

D. Unless noted otherwise, the provisions in this section are in addition to the referenced specification. 

1.5 SUBMITTALS 

A. Work plan for temporary service. 

B. Final DVD and log of post construction televised inspection. 

C. See Section 01330 – Submittals, of these Specifications for additional requirements. 

PART 2 ‐‐ PRODUCTS 

2.1 OPEN CUT SEWER PIPE AND FITTINGS 
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A. All pipe and fittings must be laid on a continuous granular bed.  Installation must comply with ASTM D2321 

B. Solid Wall Polyvinyl Chloride (PVC) Pipe 

1. 4" through 6" Diameters:  Smooth‐walled polyvinyl chloride pipe and fittings shall conform with the 
requirements of ASTM D‐3034 for the Standard Dimension Ratio (SDR) of 26, unless otherwise specified 
on the plans. 

2. 8" through 15" Diameters:  Smooth‐walled polyvinyl chloride pipe and fittings shall conform with the 
requirements of ASTM D‐3034 for the Standard Dimension Ratio (SDR) of 35, for depths of less than 20 
feet, unless otherwise specified on the plans.  The SDR for depths exceeding 20 feet shall be 26, unless 
otherwise specified on the plans. 

3. 18” Diameters:  Smooth‐walled polyvinyl chloride pipe and fittings shall conform with the requirements 
of ASTM F‐679 for the Pipe Stiffness (PS) of 46, unless otherwise specified on the plans. 

4. WYES: All wyes shall be heavy wall and shall conform with the requirements of ASTM D‐3034 for the 
Standard Dimension Ratio (SDR) of 26, unless otherwise specified on the plans. 

5. The connection shall be push‐on with elastomeric gasketed joints, which are bonded to the inner walls 
of the gasket recess of the bell socket.   

6. The pipe grade used shall be resistant to aggressive soil and corrosive substances in accordance with 
the requirements of ASTM D‐543. 

2.2 MANHOLES 

A. Precast Concrete Manholes  

1. Sanitary sewer manholes shall conform to the MnDOT Standard Plate No. 4007C, unless otherwise 
shown on the plans, including integral base sections and rubber gasketed tongue and groove joints.  All 
pipe openings shall have integral cast watertight seal. 

2. Reinforced polypropylene plastic steps shall be furnished for all sanitary sewer manholes eight or more 
feet in depth. 

3. An anti‐buoyancy collar shall be constructed at the base of all sanitary sewer manholes in accordance 
with the plan detail. 

4. All new manholes supplied for the project shall be epoxy coated in accordance with the materials 
and procedures indicated in Section 02537 of this specification.   

B. Outside Drop Manhole 

1. All pipe materials used to construct the drop section and the incoming pipe shall be PVC – SDR 26 with 
heavy‐duty fittings.  

2. The PVC pipe shall extend from the tee to 2 feet beyond the point where the elevation of the virgin soil 
becomes a uniform 6 inches below the invert elevation of the incoming pipe. 

C. Castings  

1. All casting assemblies shall meet the certification requirements of the Minnesota Department of 
Transportation and be manufactured by a MnDOT approved source. 

2. The type of casting assembly to be used shall be Neenah R‐1733 solid lid with two concealed pick holes, 
2” raised letters stamped “SANITARY SEWER” and Self‐Sealing lid.  The frame shall be Neenah R‐1733. 

D. Inflow and Infiltration (I & I) Barrier 

1. Sanitary manhole I & I barrier accepted for use shall be as manufactured by Strike Tool Company, AP/M 
Permaform or approved equal.   

2. The I & I Barrier shall be sealed to the manhole cone section and shall extend up into the manhole 
casting to a point approximately 2‐inches below the manhole cover.   
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E. Adjusting Rings   

1. Only concrete adjusting rings shall be permitted. 

2.3 VALVE AND VALVE HOUSING 

A. All water valves shall have been manufactured in the year of construction or prior two calendar years. 

B. All nuts and bolts shall be 304 stainless steel. 

C. Gate Valves 

1. All valves up to and including 12" diameter to be furnished and installed on the sanitary sewer shall be , 
non‐rising stem, iron body, resilient wedge gate valves, with two‐inch square opening nut rated for a 
200 psi working pressure conforming to the current editions of AWWA C‐509 or AWWA C‐515. Double 
disc type valves (AWWA C‐500) will not be allowed. 

D. Valve Housing 

1. Cast‐iron screw type valve boxes shall be installed where indicated on underground valves. The cast‐
iron valve boxes shall be of either the two‐piece or three‐piece style and shall be furnished with a stay‐
put cover with raised letters indicating "SANITARY SEWER." The shaft shall be 5 1/4" inside diameter. 

2. All valve box assemblies shall be furnished with a valve umbrella anchorage assembly. The valve 
umbrella anchorage assembly shall be manufactured by Adaptor, Inc., Oak Crest, WI, or equivalent. 

3. High Density Polyethylene valve housings will not be allowed on this project. 

2.4 RESTRAINED JOINT RETAINER GLANDS 

A. Where stainless steel is not used restrained joint retainer glands shall be coated with a 6‐8 mil nominal 
thickness fusion bonded epoxy conforming to the requirements of ANSI/AWWA C550 and C116/A21.16 or 
approved equal. 

2.5 POLYETHYLENE ENCASEMENT 

A. The Contractor shall furnish and install polyethylene encasement for all valves in accordance with the 
referenced specifications. 

PART 3 ‐‐ EXECUTION 

3.1 INSTALLATION OF PIPE AND FITTINGS 

A. Sanitary Main Installation 

1. No exception to the referenced specification is made. 

B. Sewer Service Installation 

1. The Contractor shall dye water test all existing sanitary sewer service line connections cut, severed or 
encountered during the construction to determine whether they are still active.  Those service lines 
which are no longer in use shall be abandoned by plugging the severed upstream end with a suitable 
watertight plug approved by the Engineer. 

2. The exact number of service connections, i.e., new service lines or connection to existing service lines, 
is unknown.  The quantities listed on the proposal are approximate.  Final payment shall be based upon 
the number constructed for the various diameter of services constructed. 

3. The Contractor shall keep accurate records as to the location of the service connections, manholes, 
cleanouts, wyes, bends, risers, and connections to existing structures, pipe and stub outs as 
constructed.  Measurements to service line shall be taken from the two nearest permanent structures 
(i.e., hydrants, valves, manholes, buildings) as directed by the Engineer.  Final payment for the project 
will not be made until the information is in the possession of the Owner. 

4. The Contractor shall install new service pipe from the wye branch to the location shown on the plans. 
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5. At the end of all services that are not immediately connected to working services, the Contractor shall 
furnish and install a wood or metal pole that extends to just below the ground surface.  If wood is used, 
there shall be attached to the top of the pole a 6" x 2" metal piece, capable of being located by a metal 
detector from the ground surface. 

C. Connect to Existing Sanitary Sewer 

1. When connection to an existing sanitary sewer is made at an existing or proposed manhole, the 
Contractor shall expose and verify the elevation of the existing sewer prior to laying any sanitary sewer 
to, or from, the connection point. If the elevation of the existing sewer does not match the elevation 
shown on the plans, the Contractor shall notify the Engineer, at which time the Engineer may adjust the 
proposed grades.  

2. Connections to existing sanitary sewers shall be watertight. 

3.2 MANHOLE STRUCTURE 

A. Outside Drop Manhole 

1. All pipe materials used to construct the drop section and the incoming pipe shall be PVC ‐ SDR 26 with 
heavy‐duty fittings.  

2. The PVC pipe shall extend from the tee to 2 feet beyond the point where the elevation of the virgin soil 
becomes a uniform 6 inches below the invert elevation of the incoming pipe. 

B. Manhole Base 

1. Pre‐cast bases shall be used for all manholes. 

2. Integral cast base is required unless otherwise shown on the plans or approved by the Engineer.  

3. Manholes shall be set on a minimum of 6 inches of compacted foundation material. 

C. Miscellaneous Work 

1. If concrete adjusting rings are used, they shall be set with bituminous mastic or cement mortar and 
shall be plastered inside and out, with a minimum thickness of 1/2 inch of mortar. A maximum of 3 
individual adjusting rings shall be used.  Taller 6" or 12" rings shall be used where adjustment requires 
more than three 2" rings. 

3.3 FIELD QUALITY CONTROL  

A. Deflection test 

1. No exception to the referenced specification is made. 

B. Sanitary sewer leakage testing 

1. Leakage tests shall be conducted as described in the referenced specification.  However, leakage 
testing will not be necessary where existing services are connected directly to the new sewer as it is 
being constructed. 

2. Air Testing 

(a) No exception to the referenced specification is made. 

3. Hydrostatic Testing 

(a) Hydrostatic testing shall not be allowed on this project. 

C. Televising 

1. Televising is required after the installation and backfill are complete and prior to the placement of 
roadway aggregate base or pavement. 
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2. Immediately prior to televising, the televisor shall discharge sufficient clear water into the pipe to clean 
the pipe and assist in identifying sags and miss‐alignment.  

3. Televising shall be performed by experienced personnel trained in locating breaks, obstacles and 
service connections by close circuit television.  All televising video shall be in color.  The interior of the 
pipeline shall be carefully inspected to determine the location of any conditions which may indicate 
improper installation.  Each individual reach of pipe shall be identified as a ‘chapter’ on the DVD. 

4. A DVD and suitable log shall be kept of all televising and later submitted to the Owner. 

****END OF SECTION**** 
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SECTION 02532 ‐ CURED‐IN‐PLACE‐PIPE (CIPP) 

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. This section covers the furnishing of all labor, materials, tools, equipment and performances of all work and 
services necessary or incidental to the installation of a resin‐impregnated flexible liner which is inserted into 
the original conduit by use of a hydrostatic head.  Methods that are pulled in and inflated rather than 
inverted will be considered, providing they meet the other provisions of this specification.  When cured, the 
finished pipe (CIPP) will be continuous and tight fitting. 

1.2 METHOD OF MEASUREMENT AND PAYMENT 

A. Payment for Cured in Place Pipe shall be at the unit price bid per LINEAR FOOT of liner for each diameter 
identified in the Bidding Schedule. 

B. Payment for Reinstate Sanitary Sewer Service shall be at the unit price bid per EACH service reinstated after 
the liner has been installed. 

C. The furnishing and installing of specific items and/or the performance of work under certain circumstances 
shall not be individually paid in the absence of a specific bid item for the work.  The costs shall be included 
in the unit price bid for the CIPP, as indicated.  Such items of work include, but are not limited to: 

1. Securing and withdrawing from a water source. 

2. Furnishing, installing and maintaining traffic control devices where necessary. 

3. Pre‐installation and post‐installation cleaning and televising. 

4. Removal and disposal of internal debris from the sewer prior to installation. 

5. Dye water testing of all service lines encountered. 

6. Providing all required notifications of restricted sewer service periods to the Owner and residents 
affected by the work. 

7. Excavation and restoration required to reinstate sewer services if the Contractor is unable to reinstate 
services via trenchless methods. 

1.3 SPECIFICATION REFERENCES 

A. This specification references ASTM F1216 and ASTM D790, which are made a part hereof by such reference 
and shall be the latest edition and revision thereof.  In case of conflicting requirements between this 
specification and the ASTM referenced sections, this specification will govern. 

B. Unless noted otherwise, the provisions in this section are in addition to the referenced specification. 

1.4 SUBMITTALS 

A. Information Requested from the Low Bidder 

1. The parameters used to design the liner section. 

2. The diameter, wall thickness and type of material to be used.  Pipe strength determination shall include 
calculations based on new material properties and long term properties. 

3. The manufacturer's certificates of compliance with provisions of the referenced standards and these 
specifications. 

4. A copy of the license or certificate verifying the manufacturer's or licensor's approval of the INSTALLER. 

5. Evidence of the INSTALLER's experience including a list of similar projects completed within the 
previous 2 years. 
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B. Televising Log 

1. All televising and construction logs, or copies thereof, shall become the property of the Owner.  This 
includes the videos made at the beginning of the project just prior to the installation of the liner. 

2. Televising logs shall be in provided in DVD format. 

3. Two copies of all DVD’s shall be submitted. 

C. Description of cure method(s) proposed by the Contractor. 

D. Bypass plan for transferring raw sewage from upstream of the area to be lined to downstream. 

PART 2 ‐‐ PRODUCTS 

2.1 PREQUALIFICATION 

A. Only bids for pre‐qualified products will be accepted.  Bids submitted for products or from Contractors that 
have not been pre‐qualified may be rejected, pending review by the Owner.  The Contractor and the 
proposed method of reconstruction and the product manufacturer’s name shall be clearly identified on the 
bid. 

B. Pre‐qualified Products and Installers 

1. Insituform Technologies, Inc. 

1177 Birch Lake Blvd N, White Bear Lake, MN  55110, Telephone:  651‐762‐1238 

2. Spiniello Companies 

1650 Greenpond Road, Newfoundland, NJ 07435, Telephone: 973‐697‐2050   

3. Inliner Technologies, LLC. 

1468 West Hospital Road, Paoli, IN 47454, Telephone: 812‐723‐0704 

4. Visu‐Sewer 

3155 104th NE Lane, Blaine, MN 55449, Telephone: 763‐252‐0004  

5. Veit Companies 

14000 Veit Place Rogers MN 55374, Telephone 763‐428‐6758 

6. Lametti & Sons 

16028Forest Blvd N., PO Box 477, Hugo, MN  55038, Telephone 651‐426‐1380  

7. Michels Pipe Service – A Division of Michaels Corporation 

817 West Main Street, P.O. Box 128, Brownsville, WI  53006, Telephone: 920‐924‐4300 

8. Sak Construction 

864 Hoff Road, O’Fallon, MO 63366, Telephone 626‐385‐1000 

C. Qualification Process 

1. Installers wishing to qualify for this project must submit a copy of the license or certificate verifying the 
manufacturer's or licensor's approval, and evidence of the INSTALLER's experience including the 
number, total length, and locations of inversions installed to date using the proposed materials and 
methods together with the names and phone numbers of facility owners to the Engineer 10 days prior 
to the opening of bids to allow time for evaluation. 

2. The final decision to accept or reject the applicant lies solely with the Engineer and Owner. 

2.2 MATERIALS 
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A. Liner ‐ The liner material shall meet the requirements of ASTM F1216, Section 5.1. 

1. The liner shall have sufficient plasticity to allow for circumferential stretching during the installation 
process. 

2. The liner shall be manufactured to sufficient length to extend into each manhole, unless otherwise 
specified on the plans or in this specification. 

3. The liners shall have a uniform thickness that when compressed at installation pressures will equal the 
specified nominal liner thickness. 

4. The liner shall be fabricated to a size that when installed will tightly fit the internal circumference and 
length of the original pipe.  Allowance should be made for circumferential stretching during inversion. 

5. The outside layer of the liner (before wet out) shall be plastic coated with a translucent flexible 
material that clearly allows observation of the resin impregnation (wet out) procedure.  The plastic 
coating shall not delaminate after curing of the CIPP. 

6. The liner shall be homogeneous across the entire wall thickness containing no intermediate or 
encapsulated elastomeric layers.  No material shall be included in the liner that may cause 
delamination in the cured CIPP. 

7. The wall color of the interior pipe surface of the CIPP after installation shall be a light reflective color so 
that a clear detail examination with closed circuit television inspection equipment may be made. 

B. Resin ‐ The resin system shall meet the requirements of ASTM F1216.  

2.3 STRUCTURAL REQUIREMENTS 

A. The CIPP shall be designed as per ASTM F1216, Appendix X1.  The CIPP design shall assume no bonding to 
the original pipe wall but a tight, intimate contact is required. 

B. The layers of the cured CIPP shall be uniformly bonded.  It shall not be possible to separate any two layers 
with a probe or point of a knife blade so that the layers separate cleanly or the probe or knife blade moves 
freely between the layers.   

C. If separation of the layers occurs during testing of field samples, new samples will be cut from the work.  
Any reoccurrence may cause rejection of the work. 

D. The CIPP shall conform to the following minimum structural properties: 

  Standard Enhanced 
Polyester 
System 

Vinyl Ester 
System 

Flexural Stress  ASTM ‐ D790 4,000 psi  4,500 psi

Modulus of Elasticity ‐ Initial  ASTM ‐ D790 400,000 psi  250,000 psi

Modulus of Elasticity ‐ 50 years  ASTM ‐ D790 200,000 psi  125,000 psi

Minimum Thickness  ASTM ‐ F1216 3 mm 3.5 mm

E. The design parameters are: 

 

Pipe Diameter  8, 15, & 18‐inch 

Design Safety Factor  2.0 

Long Term Flexural Modulus Retention Factor 50% 

Ovality  2% (assumed) 

Groundwater Depth (above invert of pipe) 12 ft 

Soil Depth (above crown of pipe) 13 ft* 
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Soil Modulus 1000 psi 

Soil Density  120 pcf 

Live Load  H20 

Design Condition  Fully Deteriorated 

    * Field verify depth of sewer pipe at Plum Avenue. 

F. The required structural CIPP wall thickness shall be based as a minimum, on the physical properties listed 
above and in accordance with the Design Equations in the appendix of ASTM F1216. 

2.4 TESTING REQUIREMENT 

A. Chemical Resistance ‐ The Contractor shall certify that CIPP shall meet the chemical resistance requirements 
of ASTM F1216, Appendix X2.  CIPP samples for testing shall be of liner and resin system similar to that 
proposed for actual construction.  It is required that CIPP samples with and without plastic coating meet 
these chemical testing requirements. 

B. Hydraulic Capacity ‐ The Contractor shall certify that the CIPP shall have a minimum of the full flow capacity 
of the original pipe before rehabilitation.  Calculated capacities may be derived using a commonly accepted 
roughness coefficient for the existing pipe material taking into consideration its age and condition.  The 
roughness coefficient of the CIPP shall be verified by third party test data. 

C. CIPP Field Samples ‐ When requested by the Owner, the Contractor shall submit test results from previous 
field installations in the USA of the same resin system and liner materials as proposed for the actual 
installation.  These test results must verify that the CIPP physical properties specified in Section 2.3.D. have 
been achieved in previous field applications.  Testing samples for this project shall be made and tested as 
described in Section 3.4.A. 

PART 3 ‐‐ EXECUTION 

3.1 GENERAL 

A. The Contractor shall secure his own source of water.  The Contractor may contact the Owner to determine 
whether water is available from the Owner and the associated cost. 

B. It shall be the responsibility of the owner to locate and designate all manhole access points open and 
accessible for the work, and provide rights of access to these points.  If a street must be closed to traffic 
because of the orientation of the sewer, the Contractor shall furnish and install all necessary traffic control 
devices until the street is opened to traffic. 

C. Cleaning of Sewer Lines ‐ The Contractor shall remove all internal debris out of the sewer line that will 
interfere with the installation of CIPP.  The Contractor shall secure their own disposal site for all debris 
removed from the sewers. 

D. Bypassing Sewage ‐ The Contractor shall provide for the flow of sewage around the section or sections of 
pipe designated for lining. The bypass shall be made by plugging the line at an existing upstream manhole 
and pumping the flow into a downstream manhole or adjacent system.  The pump and bypass lines shall be 
of adequate capacity and size to handle the flow.   

E. Inspection of Pipelines ‐ Inspection of pipelines shall be performed by experienced personnel trained in 
locating breaks, obstacles and service connections by closed circuit television.  The interior of the pipeline 
shall be carefully inspected to determine the location of any conditions that may prevent proper installation 
of CIPP into the pipelines, and it shall be noted so that these conditions can be corrected.   

F. Line Obstructions ‐ It shall be the responsibility of the Contractor to clear the line of obstructions such as 
solids and roots that will prevent the proper insertion of CIPP.  If pre‐installation inspection reveals an 
obstruction such as a protruding service connection, offset joint, or a collapse that will prevent the 
inversion process, and it cannot be removed by conventional sewer cleaning equipment, the Contractor 
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shall immediately notify the Owner.  The Owner may choose to have the Contractor make a point repair 
excavation to uncover and remove or repair the obstruction.  Such excavation shall be considered as a 
separate pay item. 

G. The Contractor shall notify the Owner prior to initiating cleaning and flushing, and shall coordinate his 
operations with the Owner. 

3.2 NOTIFICATION 

A. Notice required.  At least six days before the start of lining, the Contractor shall provide notice, including 
the approximate schedule of lining, as described below. 

1. Written notice must be given to the adult residents of buildings, and to the owner or administrator of 
any property directly served by the sewer to be lined.    

2. The notice must be mailed or hand delivered to the owner or administrator of a child care building, 
school building, commercial business, and/or industry.   

3. The notice may be put on or under the door of each residence, one notice for each single‐family 
building and one notice for each unit of a multi‐unit building. 

B. Contents of notice to residents, administrator and Owner.  The notice shall specify the days and the hours 
during which sewer service will be restricted. 

C. Reminder Notice:  A written or verbal reminder notice shall be delivered by 3:00 pm the day before the 
actual work. 

3.3 CONSTRUCTION REQUIREMENTS 

A. CIPP installation shall be in accordance with ASTM F1216, Section 7, with the following additional 
requirements: 

1. Resin Impregnation ‐ The quantity of resin used for liner impregnation shall be sufficient to fill the 
volume of air voids in the liner with additional allowances for polymerization shrinkage and the loss of 
resin through cracks and irregularities in the original pipe wall.  A vacuum impregnation process shall 
be used.  A roller system shall be used to uniformly distribute the resin throughout the liner. 

2. Liner insertion shall be performed in accordance with manufacturer's recommendations and in such a 
way to fully extend the liner to its termination point, hold the liner tight against the pipe wall, and 
produce dimples at service connections and flared ends at maintenance holes.  Lubricants may be used 
as necessary.  Care shall be taken so as not to overstress the felt fiber. 

3. Unless otherwise indicated in the plans or authorized in writing by the Engineer, steam cure shall be 
used for this project.  

(a) Steam Cure 

(1) After inversion is completed, suitable steam‐generating equipment is required to distribute 
steam throughout the pipe. 

(2) The equipment should be capable of delivering steam throughout the section to uniformly 
raise the temperature within the pipe above the temperature required to effect a cure of the 
resin. 

(3) The temperature and pressure maintained in the pipe and the duration of the cure period 
shall be as recommended by the manufacturer. 

(4) The curing of the CIPP must take into account the existing pipe material, the resin system, and 
ground conditions (temperature, moisture level, and thermal conductivity of soil). 

(5) Cooling: 

1. The new pipe should be cooled to a temperature below 113 degrees Fahrenheit before 
relieving the internal pressure within the section. 
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2. Cool‐down may be accomplished by the introduction of cool water into the section to 
replace the mixture of air and steam being drained from a small hole made in the 
downstream end. 

3. Care shall be taken in the release of head so that a vacuum will not be developed that 
could damage the newly installed pipe. 

B. The liner pipe shall be continuous, without joints over the entire length of the pipe.  The liner shall be free 
of all visual and material defects, including but not limited to foreign inclusions, dry spots, pinholes, and 
delamination. The surface shall be smooth and free of waviness throughout the pipe. 

C. Any defects that will affect the structural integrity of hydraulic capacity of the reconstructed pipe shall be 
repaired or the liner shall be replaced at the Contractor's expense. 

D. A tight seal shall be achieved at the ends of the liner.  The seal must be achieved by applying a coating of a 
resin mixture at the manholes which is compatible with the liner material and the in place materials. 

3.4 REINSTATEMENT OF SEWER SERVICE LATERALS 

A. The Contractor shall certify he has a minimum of 2 complete working cutter units plus spare key 
components on the site before each inversion.   

B. Prior to installing the sewer liner (during the television process), the Contractor shall locate, dye‐test and 
record the location of all sewer lateral connections.  The Contractor shall immediately submit this 
information to the Owner.  The Owner will then determine which, if any, sewer services are to be 
abandoned.  Those services designated to be abandoned will not be reinstated. 

C. After the sewer lining is complete, the Contractor shall re‐establish all service connections except those 
designated by the Owner to be abandoned.  This shall be done without excavation from the interior of the 
pipe by means of a television camera and a remotely controlled cutting device. 

1. If the Contractor is unable to re‐establish the service connection from inside the pipe and excavation is 
necessary, no additional payment will be made for excavations for the purpose of reopening 
connections and the Contractor will be responsible for all costs and liability associated with such 
excavation and restoration work. 

2. Any rough edges left by the cutting device shall be removed.  

3.5 INSPECTION 

A. CIPP samples shall be prepared and tested in accordance with ASTM F1216, Section 8.1 using either method 
proposed. 

B. Leakage testing of the CIPP shall be accomplished during cure while under a positive head.  CIPP products in 
which the pipe wall is cured while not in direct contact with the pressurizing fluid (e.g., a removable 
bladder) must be tested by an alternative method approved by the Owner. 

C. Visual observation of the CIPP shall be in accordance with ASTM F1216, Section 8.4. 

3.6 TELEVISING 

A. Televising is required both prior to liner installation and after the CIPP process has been completed. 

B. Televising shall be performed by experienced personnel trained in locating breaks, obstacles and service 
connections.   

C. All televising video shall be in color.  Each individual reach of pipe between manholes shall be identified as a 
chapter on the video. 

D. Immediately prior to televising, the televisor shall discharge sufficient clear water into the pipe to clean the 
pipe and assist in identifying sags and misalignment. 

E. Post‐lining televising shall carefully inspect the interior of the pipeline to identify any conditions which may 
indicate improper installation. 
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F. A DVD and suitable log shall be kept of all televising and submitted to the Owner. 

3.7 CLEAN‐UP 

A. Upon acceptance of the installation work and testing, the Contractor shall clean‐up the project area 
affected by the operations. 

****END OF SECTION**** 
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SECTION 02537 ‐ MANHOLE REHABILITATION  

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. This section covers the furnishing of all labor, materials, tools, equipment and performances of all work and 
services necessary to rehabilitate a manhole as indicated on the drawings or as specified herein. 

1.2 METHOD OF MEASUREMENT AND PAYMENT 

A. Measurement and compensation for the following items shall be paid according to the referenced 
specification or as modified below: 

1. Sanitary Manhole Lining 

(a) The unit price bid per lineal foot of manhole rehabilitation is measured from the bottom of the 
invert to the top of the casting shall be full compensation for the manhole surface preparation, 
grouting, invert repair, re‐establishing the structural integrity of the manhole, interior epoxy 
coating and all related work. 

B. The furnishing and installing of specific items and/or the performance of work under certain circumstances 
shall not be individually paid in the absence of a specific bid item for the work.  The costs shall be included 
in the unit price bid for the associated manhole rehabilitation items. Such items of work include but are not 
limited to: 

1. Maintenance of sewer service. 

2. Provide adequate barricades and personnel to control vehicular and pedestrian traffic.  

1.3 SPECIFICATION REFERENCE 

A. CEAM Specifications No. 2621 shall apply to manhole rehabilitation, except as modified herein. 

B. MnDOT Specifications No. 2461 shall apply to manhole rehabilitation, except as modified herein. 

C. ASTM C‐94 shall apply to manhole rehabilitation, except as modified herein. 

D. MnDOT Standard Plates 

E. Unless noted otherwise, the provisions in this section are in addition to the referenced specification. 

PART 2 ‐‐ PRODUCT 

2.1 MANHOLE MATERIALS 

A. Patching Mix: 

1. A quick setting cementitious material shall be used as a patching mix and is to be mixed and applied 
according to manufacturer's recommendations and shall have the following minimum requirements: 

(a) Compressive Strength:  1,400 psi @ 6 hours 

(b) Shrinkage:     0% at 90% R.H. 

(c) Bond:      28 days, 150 psi 

(d) Cement      Sulfate Resistant 

(e) Density, when applied:  105‐110 pcf 

B. Infiltration Control Mix and Grouts: 
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1. Rapid setting cementitious product specifically formulated for leak control shall be used to stop minor 
infiltration and shall be mixed and applied according to manufacturer's recommendations and shall 
have the following minimum requirements: 

(a) Compressive Strength:  600 psi @ 1 hr., 1,000 psi @ 24 hrs. 

(b) Bond:      30 psi @ 1hr.,   80 psi @ 24 hrs. 

2. A cementitious grout shall be used for stopping very active infiltration and filling voids and shall be 
mixed and applied according to manufacturer's recommendations.  The cementitious grout shall be 
volume stable, and have a minimum 28 day compressive strength of 250 psi and a 1 day strength of 50 
psi. 

3. Chemical grouts may be used for stopping very active infiltration and shall be mixed and applied per 
manufacturer's recommendations. 

C. Liner Mix: 

1. The cementitious surface shall be used to form the structural/structurally enhanced monolithic liner 
covering all interior manhole surfaces and shall have the following minimum requirements at 28 days: 

(a) Compressive Strength ASTM C 109 (24 hours/28 days):   3,000 psi/10,000 psi 

(b) Set Time at 70° F ASTM C 403 (Initial/Final):      240 minutes/440 minutes  

(c) Tensile Strength ASTM C 307:        600 psi 

(d) Modulus of Elasticity ASTM C 469 (24 hours/28 days):    180,00 psi/1,150,000 psi 

(e) Flexural Strength ASTM C 293 (24 hours/28 days):    650 psi/800 psi 

(f) Shrinkage ASTM C 157:          None 

(g) Shear Bond ASTM C 882:          > 1,000 psi 

(h) Unit Weight:            125 pcf 

(i) Chloride Permeability ASTM C 1202:        <550 Coulombs 

D. Water: 

1. The water to be used shall be clean and potable.  Questionable water shall be tested by a testing 
laboratory in accordance with ASTM C‐94.  Potable water need not be tested. 

E. Epoxy Materials: 

1. All epoxy lining materials shall be specifically designed for protecting manholes and other related 
wastewater structures from severe hydrogen sulfide environments. Liner materials shall be 100% solids 
epoxy containing no VOC’s and capable of building a minimum thickness sufficient to form a protective 
barrier. Thickness shall be designed by the manufacturer for actual field conditions. Epoxy materials 
shall meet the following minimum physical properties: 

(a) Dry Time:              4‐6 hours at 75° F 

(b) Compressive Strength ASTM D 695:        16,800 psi 

(c) Flexural Strength ASTM D 790:        13,900 psi 

(d) Tensile Strength ASTM D 638:        12,400 psi 

(e) Hardness ASTM D 2240:          68‐72 Shore D 

(f) Heat Distortion ASTM D 648:        220° F 

(g) Ultimate Elongation ASTM D 638:        4.5% 

(h) Adhesive Shear ASTM C 882:        1,000 psi 
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F. Other Materials: 

1. No other material shall be used with the mixes described in CEAM Specifications No. 2015.5.a, 
2015.5.b, 2015.5.c and 2015.5.d without prior approval or recommendation from the manufacturer. 

PART 3 ‐‐ EXECUTION 

3.1 CONSTRUCTION REQUIREMENTS 

A. General 

1. The Contractor, approved and trained by the manufacturer shall furnish all labor, equipment and 
materials for supplying a cementitious mix with machinery specially designed for the application.  All 
aspects of the installation shall be in accordance with the manufacturer's recommendations and with 
the following specifications which include: 

(a) The elimination of active infiltration prior to making the application. 

(b) The removal of any loose and unsound material and cleaning of the interior of the manhole with 
high pressure water (minimum 3500 psi). Wire brushing and/or sand blasting may be required. 

(c) Patching of manhole walls or sewer structures if needed, shall be required in areas where large 
voids exist, such as mortar missing between bricks, around step frames, pipes and spalled 
concrete. All loose or cracked and corroded material shall be removed from the area to be 
patched, exposing a sound substrate. Patching material shall be allowed to cure before applying 
waterproof coating. 

(d) The repair and sealing of the invert and benches. 

(e) The application of a cementitious mix to restore a structural/structurally enhanced manhole. 

(f) The application of an epoxy coating. 

2. The accepted methods for specified work shall include: 

(a) Formed and cast‐in‐place cementitious material. 

(b) Pressure placed cementitious material. 

3. The finished interior product shall not be less than 3‐inches thick. 

4. The clear opening at the top of the cone shall not be less than 26‐inches after the liner has been 
applied. 

B. Temporary Service Measures 

1. It will be necessary to maintain service during the construction period.  Before proceeding with the 
project, the Contractor shall establish a work plan and submit the plan to the City Staff and Engineer for 
review and comment.  The plan shall outline the method to be used to maintain service to the affected 
consumers.  Failure to maintain sewer service could result in direct damage claims as well as 
consequential damage claims against the Contractor.  The Contractor is the sole party responsible to 
notify the City and consumers who may be affected by the interruption of service. 

2. If needed, the Contractor shall furnish, install and maintain equipment to bypass and control the 
sewage (sanitary and storm sewer) flow around the construction zone.  Failure to operate and maintain 
the bypass equipment could result indirect damage claims as well as consequential damage claims to 
the Contractor. 

C. Clarification and Disposition of Materials 

1. All debris, removed structures, pipes, culverts, bituminous surfaces, excess excavated material (not 
designated to be salvaged), etc. shall be the property of the Contractor.  The material shall be disposed 
in accordance with all state laws and local ordinances. 
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D. Preparation work 

1. If flow is maintained through the manhole during the construction period, place covers over the invert 
to prevent extraneous material from entering the sewer.  If excessive quantities of debris enter the 
sewer, it shall be the responsibility of the Contractor to clean the sewer at its own expense. 

2. All foreign material shall be removed from the manhole wall and bench using a high pressure water 
spray (minimum 1200 psi).  Loose and protruding brick, mortar, and concrete shall be removed using a 
mason's hammer and chisel and/or scraper.  Fill any large voids with quick setting patching mix.  The 
surface to be repaired must be clean and free of any loose materials with walls totally saturated with 
water. 

E. Construction Work 

1. Infiltration Repair and Grouting 

(a) Infiltration sealing shall be performed during high ground water conditions to ensure that all 
leakage is identified, if possible.  Some leaks may require weep holes to localize the infiltration 
during the application after which the weep holes shall be plugged with the quick setting 
infiltration control mix prior to the final surface application 

(b) Minor leaks shall be stopped using quick setting specially formulated infiltration control mixes and 
shall be mixed and applied per manufacturer's recommendations.  

(c) If chemical grouting is to be used, holes shall be carefully drilled from within the structure and shall 
extend completely through the wall.  The grout shall be pumped through the manhole wall until no 
more movement of grout is evident in either the drilled holes or the locations of leaks.  The 
process shall be repeated until the structure is completely sealed.  All manufacturer's 
recommendations shall be followed including pot life of the grout and insertion pressure. 

2. Invert Repair 

(a) After all preparation has been completed, removed all loose material and wash the wall again. 

(b) Any bench, invert, or service line repairs shall be made at this time using the quick setting patching 
mix and shall be used per manufacturer's recommendations. 

(c) Invert repair shall be performed on all inverts with visible damage or infiltration.  After blocking 
flow through the manhole, and thoroughly cleaning invert, the quick setting patch mix (CEAM 
paragraph 2015.5.a) shall be applied to the invert in an expeditious manner.  The mix shall be 
troweled uniformly onto the damaged invert extending out onto the base of the manhole 
sufficiently to tie into the walls.  The finished invert surfaces shall be smooth and free of ridges.  
The flow may be re‐established in the manhole within 30 minutes after placement of the mix. 

(d) The invert shall be channeled to a depth equal to the diameter of the downstream pipe in a 
manner to maintain velocity and direct the flow from the upstream pipes to the downstream. 

3. Bench Repair 

(a) The bench shall be graded with a gradual slope of no less than 1/2‐inch toward the invert.  The wall 
bench intersection shall be rounded to a uniform radius the full circumference of the intersection. 

4. Interior Surface Restoration ‐ Pressure Placed Concrete 

(a) First Application ‐ The surface prior to application shall be damp without noticeable free water 
droplets or running water, but totally saturated in accordance with manufacturers specifications.  
Materials may be spray or trowel applied from the bottom of the wall to the top, to a minimum 
uniform thickness to insure that all cracks, crevices, and voids are filled a relatively smooth surface 
remains after light troweling.  The light troweling is preformed to compact the material into voids 
and to set the bond. 



 

 

City of Windom ‐ F18.112135  MANHOLE REHABILITATION 

August 2016  PAGE 02537‐5
V091213  © Bolton & Menk, Inc. 2016, All Rights Reserved 

(b) Second Application ‐ A second application is applied after the First Application has begun to take 
an initial set (disappearance of surface sheen which could be 15 minutes to 1 hour depending upon 
ambient conditions) to assure a minimum total finished thickness of 1/2‐inch.  Again, application 
shall be from the bottom up.  The surface is then troweled to a smooth finish being careful not to 
over trowel so as to bring additional water to the surface and weaken it.  Manufacturer's 
recommendations shall be followed whenever more than 24 hours have elapsed between 
applications. 

5. Interior Surface Restoration ‐ Cast‐in Place. 

(a) The forms to be used shall be rounded to provide a curved interior surface, designed to fit the 
existing structure.  The forms shall be installed to provide a minimum coating of 3‐inches thick of 
concrete liner.  Block‐outs shall be included to provide a full opening for all existing piping.  The 
concrete shall be placed in one continuous pour.  Voids or honeycombing is not acceptable.  When 
placing the concrete, care shall be taken to avoid segregation of materials in cement mixture.  
Sewage flow must be prevented from passing over the new concrete surface for a minimum of 24 
hours. 

6. Epoxy Coating 

(a) Apply liner as per manufacturer’s recommendations.  

(b) Finished liner shall form a monolithic structure from manhole casting to invert. 

****END OF SECTION****  
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SECTION 02741 ‐ BITUMINOUS PATCH 

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. This section covers the furnishing of all labor, materials, tools, equipment and performances of all work and 
services necessary or incidental to the construction of plant‐mixed bituminous surfacing as indicated on the 
plans or as specified herein. 

1.2 METHOD OF MEASUREMENT AND PAYMENT 

A. Measurement and compensation for the following items shall be paid according to the referenced 
specification or as modified below: 

1. Payment for bituminous patch shall be at the unit price bid per square yard (SY) of bituminous patch.  
The amount bid shall include all material and work required to construct the bituminous patch as 
specified on the plans, including : 

(a) Removal and disposal of bituminous pavements. 

(b) Common excavation. 

(c) Subgrade Preparation. 

(d) Aggregate Base Course. 

(e) Bituminous Base Course, if specified. 

(f) Bituminous Tack Coat. 

(g) Bituminous Wearing Course. 

(h) Constructing clean vertical edges on adjacent asphalt surfaces. 

B. The furnishing and installing of specific items and/or the performance of work under certain circumstances 
shall not be individually paid in the absence of a specific bid item for the work.  The costs shall be included 
in the unit price bid for the associated bituminous patch.  Such items of work include but are not limited to: 

1. No exception to the referenced specifications is made. 

1.3 SPECIFICATION REFERENCE 

A. Unless noted otherwise, the provisions in this section are in addition to the referenced specification. 

B. Removing Existing Bituminous Pavements 

1. MnDOT Specification Section 2104 shall apply to the removal and disposal of bituminous pavement, 
except as modified herein. 

C. Common Excavation 

1. MnDOT Specification Section 2105 shall apply to the common excavation, except as modified herein. 

D. Subgrade Preparation 

1. MnDOT Specification Section 2112 shall apply to the subgrade preparation, except as modified herein.  

E. Aggregate Base Course 

1. MnDOT Specification Section 2211 shall apply to the construction of aggregate base, except as 
modified herein. 

F. Bituminous Tack Coat 
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1. MnDOT Specification Section 2357 shall apply to the construction of bituminous tack coat, except as 
modified herein. 

G. Bituminous Paving Materials 

1. MnDOT Specification Section 2360, Bituminous Quality Assurance, shall apply to the construction of 
plant‐mixed bituminous surfacing, except as modified herein. 

(a) MnDOT Section 02360.6B4:  The maximum payment factor for density is 100%. 

(b) MnDOT Section 02360.7C (Pavement Smoothness Specification – IRI (International Roughness 
Index)) is hereby DELETED. 

PART 2 ‐‐ PRODUCTS 

2.1 MATERIALS 

A. Subgrade Preparation 

1. No exception to the referenced specification is made. 

B. Aggregate Base Course 

1. The material to be used shall conform to the Specifications for Aggregate Base, Class 5. 

C. Bituminous Tack Coat 

1. The bituminous material for tack coat shall be CSS‐1H. 

D. Bituminous Paving Materials 

1. Bituminous material and aggregates shall conform to the typical sections shown in the plans. 

PART 3 ‐‐ EXECUTION 

3.1 CONSTRUCTION REQUIREMENTS 

A. Unless otherwise shown on the typical sections in the plans, the depth and class of aggregate base and 
bituminous surface to be constructed shall be: 

1. Bituminous Patch 

(a) 2.5"  Type SP 9.5 Bituminous Wearing Course 

(b) 2.5"  Type SP 12.5 Bituminous Non‐wearing Course 

(c) 12"  2211 Aggregate Base, Class 5 

B. The subgrade, aggregate and bituminous base courses of patches whose smallest dimension is less than the 
width of the compaction equipment shall be hand tamped. 

C. The subgrade shall be compacted using Quality Compaction Method. 

D. When the Contractor believes subgrade preparation is complete, he shall notify the Engineer for a final 
examination.  If the Engineer requests it, the subgrade shall be test rolled with a fully loaded tandem truck 
to verify subgrade stability. 

E. Aggregate base construction shall take place only after the street subgrade condition and grade has been 
examined by the Engineer. 

F. Cut the adjacent asphalt surface prior to the Construction of the bituminous surface course to obtain a 
clean, vertical, solid edge.   

G. Compaction of the aggregate base courses shall be by the Quality Compaction Method.   

H. The bituminous tack coat shall be applied at the rate of 0.08 gallons per square yard. 
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I. The contact surfaces of all fixed structures, the edge of the in‐place mixture in all courses at transverse 
joints, and the wearing course at longitudinal joints shall be given a uniform coating of Liquid Asphalt or 
Emulsified Asphalt before placing the adjoining mixture.  The bituminous material shall be applied by 
methods that will ensure uniform coating and in no case shall the application be excessive.   

J. The bituminous surfacing shall be constructed with maximum deviation of plus or minus 1/4‐inch from the 
planned compacted thickness. 

K. Compaction of all bituminous mixtures shall be by the Ordinary Compaction Method.  A nuclear density 
meter and operator shall be provided by the Contractor, if requested by the Engineer. 

3.2 FIELD QUALITY CONTROL 

A. The bituminous mix shall be designed using Contractor Trial Mix Designs.  A current MnDOT mix design may 
be accepted provided it represents the aggregate source and bituminous plant being used for the project, 
and is approved by the Engineer.  No bituminous mixture shall be placed without an approved mix design. 

B. Final line and grade of the wearing surface shall not exceed the following tolerances from the adjacent 
pavement surfaces: 

  Distance Below Adjacent 
Bituminous Pavement 

City Streets  1/8" 

County Highways  1/8" 

State Highways  1/8" 

Sidewalks  1/8" 

Parking Areas  1/4" 

****END OF SECTION**** 
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SECTION 02920 ‐ TURF RESTORATION 

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. This section covers the furnishing of all labor, materials, tools, equipment and performances of all work and 
services necessary or incidental to turf restoration as indicated on the drawings or as specified herein. 

B. A variety of different seeding mixtures may be utilized on this project.  The Contractor shall refer to the plan 
for the locations of the different turf establishment areas. 

C. Temporary seeding may be necessary during construction in erosion sensitive areas.  The Contractor shall 
do temporary seeding work as specified herein or as directed by the Engineer.  

1.2 METHOD OF MEASUREMENT AND PAYMENT 

A. Measurement and compensation for the following items shall be paid according to the referenced 
specification or as modified below: 

1. Payment for seed, fertilizer, and mulch shall include the costs for furnishing and placing the designated 
seed mixture, fertilizer and mulch at the rate specified and shall be measured by the ACRE. 

2. All measurements for payments for turf establishment items shall utilize English units. 

B. The furnishing and installing specific items and/or the performance of work under certain circumstances 
shall not be individually paid in the absence of a specific bid item for the work.  The costs shall be included 
in the unit price bid for the associated seeding and sodding items.  Such items of work include but are not 
limited to: 

1. Subgrade preparation and topsoil placement as required on all areas shown on the plans. 

2. Maintenance of newly seeded areas, as specified, include in the unit price for the associated items. 

1.3 SPECIFICATION REFERENCES 

A. MnDOT Specification Section 2574 – Soil Preparation 

B. MnDOT Specification Section 2575 ‐ Establishing Turf and Controlling Erosion 

C. MnDOT Specification Section 3876 – Seed 

D. MnDOT Specification Section 3877 – Topsoil 

E. MnDOT Specification Section 3885 – Rolled Erosion Control Products 

F. Unless noted otherwise, the provisions in this section are in addition to the referenced specification. 

PART 2 ‐‐ PRODUCTS 

2.1 MATERIALS 

A. Seeding 

1. The seed mixture to be used shall be: 

(a) Seeding, Mix 25‐142 or 34‐171. 

(1) Seed mix applied at 90 lbs./acre. 

(2) Fertilizer shall be Type 3, 22‐5‐10, applied at 200 lbs./acre. 

(3) Mulch shall be Type 1, applied at 2 tons/acre and disc anchored. 

(b) Hydraulic matrix type hydraulic mulch may be used in lieu of Type 1 mulch. 
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2. Type 1 mulch shall consist of clean straw with no pasture hay. 

3. Seed must be obtained from as close to the project site as reasonably possible with an emphasis on 
obtaining seed from the local ecotype region.  

4. Source identified (Yellow tag) seed through the Minnesota Crop Improvement Association (MCIA) 
unless otherwise approved by the Engineer.  

5. All seed shall be supplied as pure‐live seed (PLS). 

6. All seed and seed mixes shall conform to State seed requirements for noxious weed content.  

7. All seed and seed mixes shall conform to State labeling requirements. For all species in the mix, the 
label and or invoice shall include the county of origin, and if from Canada, the province.  

B. Imported Topsoil 

1. Unless otherwise indicated on the plans, imported topsoil borrow for general use as a turf growing 
medium shall comply with MnDOT 3877.2.A. 

C. Erosion Control Blanket 

1. Provide Erosion Control Blanket, Category 3, at locations shown in the plans. 

PART 3 ‐‐ EXECUTION 

3.1 CONSTRUCTION REQUIREMENTS 

A. GENERAL 

1. The subgrade shall be shaped to the approximate contour of the finished surface.  All construction 
debris shall be removed from the area prior to the placement of the topsoil.  The subgrade shall be 
loosened with a disc or harrow to a depth of six‐inches prior to application of the topsoil. 

2. The topsoil shall be shaped to the approximate contour of the finished surface, with a minimum depth 
of 4‐inches, unless otherwise shown on the plan.  All construction debris, rocks and trash shall be 
removed from the area prior to seeding.  The topsoil shall be loosened with a disc or harrow to its full 
depth prior to seeding. 

3. The Contractor shall be responsible for providing water and maintenance for a period of 30 calendar 
days, or until final acceptance by the Engineer or Owner, to firmly establish the seed.  The term 
maintenance shall include mowing, weed control and watering, as necessary.  Failure to perform this 
work within 24 hours of notification of non‐compliance may result in the Owner or Engineer arranging 
for completion of the work by others.  A contract deduction shall be made equal to the total of all costs 
to perform such work so arranged, including but not limited to, labor, materials, equipment and 
administrative costs.   

4. Where dormant seeding is authorized by the Engineer the maintenance period shall be extended to 
include the first 30 calendar days after the beginning of the growing season. The beginning of growing 
season shall be defined as bud burst.  

B. SEEDING REQUIREMENTS 

1. Turf establishment by seeding shall be done utilizing the various combinations of seed mixtures 
(including aquatic plants), fertilizing and mulching at disturbed areas as shown on the plans. 

2. Areas prepared for seeding shall be free of rocks, debris and clumps of soil. The areas shall be graded 
uniformly and vegetated areas shall be raked free of chunks exceeding ½ inch diameter.   

3. Seed shall be applied with a drill seeder, unless otherwise approved in writing by the Engineer. 

4. The Contractor shall furnish weight tickets documenting pounds of hydraulic soil stabilizer placed, 
pounds of fertilizer placed and pounds of seed placed.  The seed tickets shall show individual plant 
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species along with the percent purity and percent germination.  The fertilizer tickets shall show mix 
proportions.  The Contractor shall also furnish its QA/QC data to the Engineer. 

5. Dormant seeding and snow seeding may be utilized in accordance with the referenced specification 
and technical memorandum, provided the final acceptance standards are met. 

6. Final acceptance of seeding shall be based on an established growth of 6‐inches with a uniform density 
to cover 70% of the designated area, free of weeds and bare spots.  Any re‐seeding necessary shall be 
performed at the Contractor's expense. 

****END OF SECTION**** 
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SECTION 02980 ‐ CONCRETE DRIVEWAY PAVEMENT PATCH 

PART 1 ‐‐ GENERAL 

1.1 SUMMARY 

A. This section covers the furnishing of all labor, materials, tools, equipment and performances of all work and 
services necessary or incidental to the construction of concrete pavement as indicated on the drawings or 
as specified herein. 

1.2 METHOD OF MEASUREMENT AND PAYMENT 

A. Measurement and compensation for the following items shall be paid according to the referenced 
specification or as modified below: 

1. Concrete Driveway Patch 

(a) Payment shall be at the unit price bid per square yard (SY) of concrete driveway patch for the 
respective patch areas and the thickness specified.  The amount bid shall include all material and 
work required to furnish and place the concrete patch specified, including, but not limited to: 

(1) Removing and disposing of concrete pavements 

(2) Common Excavation 

(3) Subgrade preparation 

(4) 6“ Aggregate Base Course 

(5) 6” Concrete Driveway Pavement, High Early 

B. The furnishing and installing of specific items and/or the performance of work under certain circumstances 
shall not be individually paid in the absence of a specific bid item for the work.  The costs shall be included 
in the unit price bid for the associated concrete curb and gutter, and concrete driveway items. Such items 
of work include but are not limited to: 

1. Saw cutting of concrete edges to provide clean vertical edges on adjacent concrete surfaces. 

2. Cold weather concrete protection methods and materials. 

3. Furnishing and installing rebar to structurally integrate the patched area with the surrounding concrete 
pavement. 

4. Provide adequate barricades and personnel to protect fresh concrete from vehicular and pedestrian 
traffic, and graffiti.   

5. Provide temporary walkways spanning fresh concrete where required to maintain access into building 
entrances.  

1.3 SPECIFICATION REFERENCES 

A. MnDOT Specification Sections 2104, 2105, 2112, 2211, 2461 and 2531 shall apply to the construction of 
concrete driveway pavement patching, except as modified herein. 

B. Unless noted otherwise, the provisions in this section are in addition to the referenced specification. 

C. MnDOT Standard Plans. 

1.4 SUBMITTALS 

A. No exception to the referenced specification. 

B. In the event ready‐mix concrete is used, the Contractor shall furnish the Engineer with numbered delivery 
tickets showing the date, time, place of delivery, number of cubic yards, the weight of cement, fine 
aggregate and coarse aggregates, and amount of mixing water in each load. 
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PART 2 ‐‐ PRODUCTS 

2.1 MATERIAL 

A. The concrete mix to be used shall conform to MnDOT Mix No. 3F52HE for manually placed concrete. 

B. The source of fine and course aggregates shall be one currently approved by MnDOT. 

C. Deformed tie bars and dowels shall be epoxy coated in accordance with MnDOT Specification 3301. 

D. Joint sealer shall be a silicone‐based product. 

PART 3 ‐‐ EXECUTION 

3.1 CONSTRUCTION REQUIREMENTS 

A. The use of dimensional lumber as forms is permitted if the dimension of the lumber is within ½” of the 
specified dimension of the finished concrete.  

B. Excavate to the elevation shown on the design detail plate.  Salvage material suitable for backfill. 

C. Rebar shall be installed on 18" spacing along the longitudinal perimeter of the patch area (to bridge the 
transverse direction of traffic flow).  Bars shall be # 5 bars and shall be 30" long with a 12" embed depth 
into the existing concrete pavement. Bars shall be thoroughly anchored in the existing concrete with an 
approved grout. If the area to be patched transverses an expansion joint, the Engineer shall direct the 
placement of the tie bars.  No bars shall be placed between separate structural units, unless the units were 
previously tied. 

D. Provide 6" Aggregate Base, Class 5 under the concrete patch.  The base shall be thoroughly compacted prior 
to placing concrete. 

E. Depth: 

1. The bottom of the concrete patch shall match or extend below the bottom of the concrete adjacent to 
the patch, unless otherwise directed by the Engineer. 

2. The top of concrete shall match the top of the adjacent concrete and follow the slope of the original 
concrete which was removed. 

F. Joints: 

1. The joints shall match with the adjacent control joints.  The Contractor shall be fully responsible for 
proper jointing patterns.  Mismatched jointing will require removal and replacement of components in 
order to achieve the desired results.  All removal and replacement of rejected construction shall be at 
the Contractor's expense.   

2. Joints shall be sawn to 1/3 the thickness of the patch. 

3. All joints shall be sealed. 

G. The tooling tolerances as outlined in MnDOT Specification 2531 for surface uniformity, alignment and 
jointing shall be reviewed by the Contractor prior to the construction.  Defects found during examinations 
will require the Contractor to remove and replace those areas.  No deduction in unit price will be 
acceptable to satisfy defective areas found. 

H. Backfill along exposed edges of slabs and/or behind the curb with selected salvage material from the 
excavation to the elevation shown on the design detail plate. 

I. Cold Weather Protection: 

1. All concrete pavement patches, including exposed edges of the slab, shall be cured according to 
MnDOT Specification 2531 prior to applying protection. 

3.2 FIELD QUALITY CONTROL 
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A. Testing 

1. The Owner may conduct various material tests throughout the construction to determine conformance 
with these specifications, including but not limited to: 

(a) Air and slump cone tests. 

(b) Beam and cylinder testing. 

2. The Contractor's shall cooperate with the individuals conducting the testing operations. 

****END OF SECTION**** 
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City of Windom
Interceptor Line Project

Sept. 15, 2014

Clean &Televise



__= Line Inspection Report =__

15SEP14 02:35PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 15 2014
TAPE NUMBER:1
TAPE START :00:00:00
HEADING :WEST
START : MH "3 3~„~~=```~• ~ i~~:y~ ,~:~
END : MH 3'~e ~~~~ ''~ ~~~~',~,;,..,'

LINE DATA
OPERATOR :SHAWN W
SEWER TYPE :SANITARY
SEWER SIZE :15in
PIPE TYPE :RCP
PROJECT :INCPTR LINE
CITY :WINDOM MN
CUSTOMER :CTY OF WINDO
LOCATION :POND FIELD
DIRECTION :WITH DOWN

Record 001: 0235.5F
PRETELEVISING BEFORE CLEANING TRY TO LOCATE MH

Record 002: 0392.1E
THIS IS MH 32 END RUN

Record 003: 0392.1F
STEEL STAIRS HAVE BEEN ROTTED OFF



__= Line Inspection Report =__

15SEP14 02:53PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 15 2014
TAPE NUMBER:1
TAPE START :00:09:15
HEADING :EAST
START : MH ~°°~~'`~``~i ~ iCC~~.`~ 's°~

END : MH 3 4 ~ 6 t~~;~;?'~,~~,;

Record 001:

Record 002:
CRACKED PIPE
Record 003:

Record 004:

Record 005:
CRACKED PIPE
Record 008:
CRACKED PIPE
Record 009:

Record 010

Record 011:

LINE DATA
OPERATOR :SHAWN W
SEWER TYPE :SANITARY
SEWER SIZE :15in
PIPE TYPE :RCP
PROJECT :INCPTR LINE
CITY :WINDOM MN
CUSTOMER :CTY OF WINDO
LOCATION :POND FIELD
DIRECTION :AGAINST UP

0010.8F
CONCRETE SURFACE IS ERODING AWAY

0026.7F

0050.6F
EROISION ON JOINT

0074.5E
EROISION ON JOINT

0130.0E

0137.9F

0185.5F
MAJOR EROISION AT JOINT

0196.5F
I and I THRU WALLS

0196.5E
THIS IS MH 34~ END RUN
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16SEP14 09:16AM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 15 2014
TAPE NUMBER:l
TAPE START :00:24:42
HEADING :WEST
START : MH 34 ~~~-,a~,~~ ;s~,
END : MH 3 3 ~ o ~~~~~ j~~~

Record 001: 0008.0E

LINE DATA
OPERATOR :SHAWN W
SEWER TYPE :SANITARY
SEWER SIZE :15in
PIPE TYPE :RCP
PROJECT :INCPTR LINE
CITY :WINDOM MN
CUSTOMER :CTY OF WINDO
LOCATION :POND FIELD
DIRECTION :WITH DOWN

LINE HAS BEEN CLEANED 6 TIMES
Record 002: 0035.2F

SEDIMENT STILL REMAINS WILL CLEAN AGAIN

Record 003: 0024.9F
RECLEANED LINE

Record 004: 0141.6F
WILL RECLEAN LINE AGAIN

Record 005: 0030.3E
LINE HAS BEEN CLEANED 8th TIME

Record 006: 0087.3F
CLEANED 9 TIMES

Record 007: 0317.4F
CLEANED LINE AGAIN

Record 008: 0394.3F
THIS IS MH 33 END RUN



__= Line Inspection Report =__

16SEP14 11:23AM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---

DATE :SEPT 16 2014
TAPE NUMBER:2
TAPE START :00:00:00
HEADING :WEST
START :MH 33
END :MH 32

LINE DATA
OPERATOR :SHAWN W
SEWER TYPE :SANITARY
SEWER SIZE :15in
PIPE TYPE :RCP
PROJECT :INCPTR LINE

CITY :WINDOM MN
CUSTOMER :CTY OF WINDO
LOCATION :POND FIELD
DIRECTION :WITH DOWN

Record 001: 0008.OF
HAD THE WRONG MH INFO IN PRIOR VIDEO

Record 002: 0008.OF
THESE ARE THE CORRECT MH NUMBERS

Record 003: 0008.0E
THE LAST SEGEMENT WAS ACTUALLY MH 34 TO MH 33

Record 004: 0122.7E
WILL RECLEAN LINE TO CLEAN OFF SLUDGE ON WALL

Record 005: 0080.4F
LINE HAS BEEN RECLEANED

Record 006: 0400.1F
THIS IS MH 32 END RUN



__= Line Inspection Report =__

16S~P14 12:32PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 16 2014
TAPE NUMBER:2
TAPE START :00:16:43
HEADING :WEST
START :MH 32
END :MH 31

LINE DATA
OPERATOR :SHAWN W
SEWER TYPE :SANITARY
SEWER SIZE :15in
PIPE TYPE :RCP
PROJECT :INCPTR LINE
CITY :WINDOM MN
CUSTOMER :CTY OF WINDO
LOCATION :POND FIELD
DIRECTION :WITH DOWN

Record 001: 0106.6E
WILL RECLEAN LINE

Record 002: 0097.6E
LINE HAS BEEN CLEANED

Record 003: 0279.6F
WILL RECLEAN AGAIN

Record 004: 0279.3F
THE LINE HAS BEEN RECLEANED

Record 005: 0392.8E
THIS IS MH-31 END RUN



__= Line Inspection Report =__

16SEP14 04:50PM

EMPIRE PIPE SERVICES ----- LINE DATA -----
1824 WILLOW STREET OPERATOR :SHAWN W
MANKATO MN 56001 SEWER TYPE :SANITARY
--- LOCATION HEADER --- SEWER SIZE :15in
DATE :SEPT 16 2014 PIPE TYPE :RCP
TAPE NUMBER:2 PROJECT :INCPTR LINE
TAPE START :00:30:22 CITY :WINDOM MN
HEADING :WEST CUSTOMER :CTY OF WINDO
START :MH 31 LOCATION :POND FIELD
END :MH 30 DIRECTION :WITH DOWN

Record 001: 0374.2F
SEDIMENT BUILD UP CANNOT PASS WILL RECLEAN

Record 002: 0374.2F
DOWNSTREAM SEDIMENT IN LINE IS HOLDING WATER BAC

Record 003: 0299.6E
LINE HAS BEAN CLEANED

Record 004: 0387.6F
DEBRIS HAS BEEN REMOVED

Record 005: 0396.OF
Iand I IN MANHOLE

Record 006: 0396.OF
THIS IS MH 30 END RUN



__= Line Inspection Report =__

16SEP14 05:21PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 16 2014
TAPE NUMBER:2
TAPE START :00:50:07
HEADING :SOUTH
START :MH 30
END :MH 29

LINE DATA
OPERATOR :SHAWN W
SEWER TYPE :SANITARY
SEWER SIZE :15in
PIPE TYPE :RCP
PROJECT :INCPTR LINE
CITY :WINDOM MN
CUSTOMER :CTY OF WINDO
LOCATION :BEHIND RUNNI
DIRECTION :WITH DOWN

Record 001: 0299.6F
WILL TRY TO JET OUT DEBRIS

Record 002: 0301.8F
DEPOSIT WONT JET OFF

Record 003: 0303.7F
PASS THE DEPOSIT TRYAND TAPE FROM MH-29

C~1j ~ic~ 1



__= Line Inspection Report =__

17SEP14 09:04AM

EMPIRE PIPE SERVICES ----- LINE
1824 WILLOW STREET OPERATOR
MANKATO MN 56001 SEWER TYPE
--- LOCATION HEADER --- SEWER SIZE
DATE :SEPT 17 2014 PIPE TYPE
TAPE NUMBER:3 PROJECT
TAPE START :00:00:00 CITY
HEADING :NORTH CUSTOMER
START :MH 29 LOCATION
END :MH 30 DIRECTION

Record 001:
SERVICE GdEST
Record 002:

Record 003:

0077.7F

DATA -----
:SHAWN W
:SANITARY
.15in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:RUNNINGS PAR
:AGAINST UP

0092.7E
DEPOSIT FROM OTHER DIRECTION RUN COMPLETE

0092.7F
END RUN



__= Line Inspection Report =__

17SEP14 09:35AM

EMPIRE PIPE SERVICES ----- LINE
1824 WILLOW STREET OPERATOR
MANKATO MN 56001 SEWER TYPE
--- LOCATION HEADER --- SEWER SIZE
DATE :SEPT 17 2014 PIPE TYPE
TAPE NUMBER:3 PROJECT
TAPE START :00:03:52 CITY
HEADING :SOUTH CUSTOMER
START :MH 29 LOCATION
END :MH 28 DIRECTION

Record 001: 0056.OF
SERVICE EAST?

Record 002: 0108.8E
WILL RECLEAN LINE FOR 4th TIME

Record 003: 0350.7F
WILL CLEAN OUT 8 in LINE

Record 004: 0350.7F
THIS IS MH 28 END RUN'

DATA -----
:SHAWN w
:SANITARY
.15in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:RUNNINGS PAR
:WITH DOWN



__= Line Inspection Report =__

17SEP14 09:53AM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 17 2014
TAPE NUMBER:3
TAPE START :00:16:26
HEADING :WEST
START :MH 29
END :MH 29

Record 001:
SERVICE WEST
Record 002:
SERVICE EAST
Record 003:

Record 004:

0000.7F

0000.7F

LINE DATA
OPERATOR :SHAWN W
SEWER TYPE :SANITARY
SEWER SIZE :15in
PIPE TYPE :RCP
PROJECT :INCPTR LINE
CITY :WINDOM MN
CUSTOMER :CTY OF WINDO
LOCATION :RUNNINGS
DIRECTION :WITH DOWN

0000.7F
MAJOR I and I COMING THRU JOINT ON MH

0000.7F
I and I IS CREATING DEPOSITS IN THE TROUGH



__= Line Inspection Report =__

17SEP14 12:07PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 17 2014
TAPE NUMBER:3
TAPE START :00:20:11
HEADING :WEST
START :MH 28
END :MH 27

Record 001: 0016.5F
SERVICE SOUTH
Record 002: 0127.1F

WILL RECLEAN THE LINE
Record 003: 0113.5E

CLEANED THE LINE
Record 004: 0347.8F

EROISION ON JOINT
Record 005: 0437.9F

WILL CLEAN
Record 006: 0445.7F
SERVICE SOUTH
Record 007: 0445.7F

THIS IS MH 27 AND RUN

----- LINE
OPERATOR
SEWER TYPE
SEWER SIZE
PIPE TYPE
PROJECT
CITY
CUSTOMER
LOCATION
DIRECTION

DATA -----
:SHAWN W
:SANITARY
.18in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:TH HWY 60
:WITH DOWN



__= Line Inspection Report =__

17SEP14 04:50PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 17 2014
TAPE NUMBER:3
TAPE START :00:37:48
HEADING :WEST
START :MH 27
END :MH 26

LINE DATA
OPERATOR :SHAWN W
SEWER TYPE :SANITARY
SEWER SIZE :18in
PIPE TYPE :RCP
PROJECT :INCPTR LINE
CITY :WINDOM MN
CUSTOMER :CTY OF WINDO
LOCATION :TH HWY 60
DIRECTION :WITH DOWN

Record 001: 0025.7F
EROISION AT JOINT

Record 002: 0050.OF
JOINT IS SEPERATED IS ALLOWING I and I IN

Record 003: 0130.1F
WILL TRY TO CLEAN

Record 004: 0122.2F
CLEANED THE LINE

Record 005: 0137.4F
GAP ON JOINT

Record 006: 0145.3F
GAP ON JOINT

Record 007: 0224.3F
WILL RECLEAN LINE

Record 008: 0098.9F
TRYING TO REMOVE BOULDER

Record 009: 0121.8F
BOULDER HAS BEEN REMOVED

Record 010: 0243.5F
BOULDER IS CAUSING DEBRIS TO BE LEFT BEHIND

Record 011: 0255.9E
WILL CLEAN AGAIN

Record 012: 0348.4F ~
WILL STOP RECORDING UNTIL BOULDER IS REMOVED

Record 013: 0359.3F
ALL THE WAY

Record 014: 0218.5F
BOULDER IS FULLY REMOVED AND LINE RECLEANED

Record 015: 0343.5F
EROISION ON JOINT

Record 016: 0361.4F
LINE HAS BEEN RECLEANED

Record 017: 0391.3F
SEPERATED JOINT

Record 018: 0535.2F
GAP AT JOINT MAY BE OPENED TO TURN PIPE?

Record 019: 0538.4F
SERVICE SOUTH
Record 020: 0538.4E

THIS IS MH 26 END RUN



__= Line Inspection Report =__

17SEP14 05:04PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 17 2014
TAPE NUMBER:3
TAPE START :01:15:09
HEADING : VdEST
START :MH 26
END :MH 25

Record 001: 0030.4E
SEPERATED JOINT

Record 002: 0038.8F
SEPERATED JOINT

Record 003: 0175.4F
I and I THRU SIDE WALL

Record 004: 0181.1E
SERVICE NORTH
Record 005: 0181.1F

THIS MH 25 END RUN

----- LINE
OPERATOR
SEWER TYPE
SEWER SIZE
PIPE TYPE
PROJECT
CITY
CUSTOMER
LOCATION
DIRECTION

DATA -----
:SHAWN W
:SANITARY
:18in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:TH HWY 60
:WITH DOWN



__= Line Inspection Report =__

18SEP14 10:16AM

EMPIRE PIPE SERVICES ----- LINE DATA -----
1824 WILLOW STREET OPERATOR :SHAWN W
MANKATO MN 56001 SEWER TYPE :SANITARY
--- LOCATION HEADER --- SEWER SIZE :18in
DATE :SEPT 18 2014 PIPE TYPE :RCP
TAPE NUMBER:4 PROJECT :INCPTR LINE
TAPE START :00:00:00 CITY :WINDOM MN
HEADING :WEST CUSTOMER :CTY OF WINDO
START :MH 25 LOCATION :TH HWY 60
END :MH 24 DIRECTION :WITH DOWN

Record 001: 0014.OF
GAP ON JOINT

Record 002: 0027.3F
WILL RECLEAN TO REMOVE DEBRIS

Record 003: 0025.5F
LARGE PIECE OF DEBRIS OR CONCRETE WILL TRY TO

Record 004: 0025.5F
REMOVE

Record 005: 0015.8F
REMOVED 3 LARGE PIECES OF DEBRIS IN THE

Record 006: 0015.8F
DOWNSTREAM MANHOLE

Record 007: 0188.OF
DEBRIS UP AHEAD WILL CLEAN OUT

Record 008: 0188.0E
DEDRIS HAS BEEN REMOVED

Record 009: 0198.3F
THIS IS MH 24 END RUN



__= Line Inspection Report =__

18SEP14 10:29AM

EMPIRE PIPE SERVICES ----- LINE
1824 WILLOW STREET OPERATOR
MANKATO MN 56001 SEWER TYPE
--- LOCATION HEADER --- SEWER SIZE
DATE :SEPT 18 2014 PIPE TYPE
TAPE NUMBER:4 PROJECT
TAPE START :00:12:32 CITY
HEADING :WEST CUSTOMER
START :MH 24 LOCATION
END :MH 23 DIRECTION

DATA -----
:SHAWN W
:SANITARY
.18in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:TH HWY 60
:WITH DOWN

Record 001: 0398.3F
SERVICE SOUTH
Record 002: 0398.3F

DEBRIS WILL BE CLEANED OUT OF MANHOLE
Record 003: 0398.3F

THIS IS MH 23 END RUN



__= Line Inspection Report =__

18SEP14 12:44PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 18 2014

TAPE NUMBER:4
TAPE START :00:24:23
HEADING :SOUTH
START :MH 23
END :MH 22

Record 001: 0131.6F
SERVICE EAST
Record 002: 0313.4F
SERVICE EAST
Record 003: 0313.4F

THIS IS MH 22 END RUN

----- LINE
OPERATOR
SEWER TYPE
SEWER SIZE
PIPE TYPE
PROJECT
CITY
CUSTOMER
LOCATION
DIRECTION

DATA -----
:SHAWN W
:SANITARY
.18in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:TH 60 DITCH
:WITH DOWN



__= Line Inspection Report =__

18SEP14 01:27PM

EMPIRE PIPE SERVICES ----- LINE
1824 WILLOW STREET OPERATOR
MANKATO MN 56001 SEWER TYPE
--- LOCATION HEADER --- SEWER SIZE
DATE :SEPT 18 2014 PIPE TYPE
TAPE NUMBER:4 PROJECT
TAPE START :00:35:19 CITY
HEADING :SOUTH CUSTOMER
START :MH 22 LOCATION
END :MH 21 DIRECTION

Record 001:

Record 002:

Record 003:
SERVICE EAST
Record 004:

Record 005:

0018.7F
WILL RECLEAN

0012.3E
RECLEANED LINE

0229.9F

0410.9F
POSSIBLE REPAIR?

0567.8F
THIS IS MH 21 END RUN

DATA -----
:SHAWN W
:SANITARY
.18in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:TH 60 DITCH
:WITH DOWN



__= Line Inspection Report =__

18SEP14 02:29PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 18 2014
TAPE NUMBER:4
TAPE START :00:55:27
HEADING :SOUTH
START :MH 21
END :MH 20

Record 001: 0334.5F
GAP IN JOINT

Record 002: 0528.7E
THIS IS MH 20 END RUN

----- LINE
OPERATOR
SEWER TYPE
SEWER SIZE
PIPE TYPE
PROJECT
CITY
CUSTOMER
LOCATION
DIRECTION

DATA -----
SHAWN VAT
:SANITARY
.18in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:TH 60 DITCH
:WITH DOWN



__= Line Inspection Report =__

18SEP14 03:14PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 18 2014
TAPE NUMBER:4
TAPE START :01:10:08
HEADING :SOUTH
START :MH 20
END :MH 19

Record 001: 0100.2F
RCP TO PVC

Record 002: 0109.4F
DROP TO THE EAST

Record 003: 0109.4F
DROP TO THE WEST

Record 004: 0109.4F
THIS IS MH 19 END RUN

LINE DATA
OPERATOR :SHAWN W
SEWER TYPE :SANITARY
SEWER SIZE :18in
PIPE TYPE :RCP
PROJECT :INCPTR LINE
CITY :WINDOM MN
CUSTOMER :CTY OF WINDO
LOCATION :TH 60 DITCH
DIRECTION :WITH DOWN



__= Line Inspection Report =__

18SEP14 06:06PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 18 2014
TAPE NUMBER:4
TAPE START :01:15:41
HEADING :SOUTH
START :MH 19
END :MH 18

LINE DATA
OPERATOR :SHAWN W
SEWER TYPE :SANITARY
SEWER SIZE :21in
PIPE TYPE :PVC
PROJECT :INCPTR LINE
CITY :WINDOM MN
CUSTOMER :CTY OF WINDO
LOCATION :TH 60 DITCH
DIRECTION :WITH DOWN

Record 001: 0022.OF
PVC TO CONCRETE RCP

Record 002: 0029.8F
PROTRUDING SEAL FROM JOINT

Record 003: 0029.8F
GAP ON JOINT LOOKS LIKE POSSIBLE EROISION

Record 004: 0029.8E
WILL RECLEAN PIPE

Record 005: 0029.8F
LINE HAS BEEN CLEANED

Record 006: 0039.4E
SEVERLY ERODED PIPE STEEL REINFORCEMENT SHOWING

Record 007: 0039.4F
GASKET COMING OUT OF JOINT

Record 008: 0050.5E
RIDGE ON SIDE WALLS IS THE PART OF THE PIPE

Record 009: 0050.5F
THAT IS NOT EATON AWAY

Record 010: 0085.7F
VACTOR OPERATOR IS VACING LARGE AMOUNTS OF SAND

Record 011: 0098.6F
THIS IS PROBABLY THE ERODED PIPE

Record 012: 0117.2F
EXPOSED GASKET

Record 013: 0197.8F
DEBRIS ON BOTTOM OF PIPE WILL CLEAN AGAIN

Record 014: 0176.2F
LINE HAS BEEN CLEANED

Record 015: 0246.6F
SERVICE EAST
Record 016: 0235.5F

CLEANING OF LINE 5th TIME
Record 017: 0276.4F

GASKET EXPOSED
Record 018: 0296.5F

STEEL REINFORCEMENT EXPOSED
Record 019: 0395.4F

I and I STAIN
Record 020: 0474.3F

THIS IS MH 18 END RUN



__= Line Inspection Report =__

22SEP14 09:38AM

EMPIRE PIPE SERVICES ----- LINE
1824 WILLOW STREET OPERATOR
MANKATO MN 56001 SEWER TYPE
--- LOCATION HEADER --- SEWER SIZE
DATE :SEPT 19 2014 PIPE TYPE
TAPE NUMBER:5 PROJECT

TAPE START :00:00:00 CITY
HEADING :SOUTH CUSTOMER
START :MH 18 LOCATION
END :MH 17 DIRECTION

Record 001: 0023.5F
SERVICE EAST
Record 002: 0025.6F

WILL RECLEAN THE LINE

Record 003: 0047.2F
LINE HAS BEEN CLEANED

Record 004: 0114.2E
CLEANING HEAVY SEDIMENT/DEBRIS

Record 005: 0174.2F
SERVICE EAST
Record 006: 0191.3F

DATA -----
:SHAWN W
:SANITARY
.21in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:TH 60
:WITH DOWN

STEEL REINFORCEMENT STARTING TO BLEED THRU

Record 007: 0203.9F
SEPERATED JOINT GASKET EXPOSED FROM EROISION

Record 008: 0230.6F
SERVICE WEST
Record 009: 0230.6F

THIS IS MH 17 END RUN



__= Line Inspection Report =__

22SEP14 11:35AM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 19 2014
TAPE NUMBER:5
TAPE START :00:16:41
HEADING :SOUTH
START :MH 17
END :MH 16

Record 001:

Record 002:

Record 003:
SERVICE EAST
Record 004:

Record 005:
CRACKED PIPE
Record 006:
SERVICE EAST
Record 007:

Record 008:

Record 009:

Record 010:

LINE
OPERATOR
SEWER TYPE
SEWER SIZE
PIPE TYPE
PROJECT
CITY
CUSTOMER
LOCATION
DIRECTION

0004.9F
PIPE EROISION ON JOINT

0037.8F
WILL RECLEAN LINE FOR 4TH TIME

0046.6F

0083.7E
PIPE EROSION

0091.8F

0134.1E

DATA -----
:SHAWN W
:SANITARY
.21in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:TH 60
:WITH DOWN

0155.1F
PIPE EROISION AT JOINT

0191.1F
HOPEFULLY FIXED VIDEO ISSUE

0195.7F
RAISED THE CAMERA DUE TO HIGH WATER LEVEL

0198.4F
THIS IS MH 16 END RUN



__= Line Inspection Report =__

22SEP14 11:54AM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 19 2014
TAPE NUMBER:5
TAPE START :00:33:27
HEADING :SOUTH
START :MH 16
END :MH 15

Record 001: 0006.5F
PIPE EROSION AT JOINT

Record 002: 0040.6F
SERVICE EAST
Record 003: 0138.8F
SERVICE EAST
Record 004: 0262.9F
SERVICE EAST
Record 005: 0436.9F
SERVICE EAST
Record 006: 0491.7E

THIS IS MH 15 END RUN

----- LINE
OPERATOR
SEWER TYPE
SEWER SIZE
PIPE TYPE
PROJECT
CITY
CUSTOMER
LOCATION
DIRECTION

DATA -----
:SHAWN W
:SANITARY
.21in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:TH 60
:WITH DOWN



__= Line Inspection Report =__

22SEP14 12:41PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 19 2014
TAPE NUMBER:5
TAPE START :00:49:08
HEADING :SOUTH
START :MH 15
END :MH 14

Record 001: 0041.OF
SERVICE EAST
Record 002: 0068.2F
SERVICE WEST
Record 003: 0101.7F

EXPOSED GASKET AT JOINT
Record 004: 0123.9F

WILL RECLEAN PIPE
Record 005: 0158.2E
SERVICE WEST
Record 006: 0158.3F

THIS IS MH 14 END RUN

----- LINE
OPERATOR
SEWER TYPE
SEVdER SIZE
PIPE TYPE
PROJECT
CITY
CUSTOMER
LOCATION
DIRECTION

DATA -----
:SHAWN W
:SANITARY
.21in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:TH 60
:WITH DOWN



__= Line Inspection Report =__

22SEP14 02:OlPM

EMPIRE PIPE SERVICES ----- LINE
1824 WILLOW STREET OPERATOR
MANKATO MN 56001 SEWER TYPE
--- LOCATION HEADER --- SEWER SIZE
DATE :SEPT 19 2014 PIPE TYPE
TAPE NUMBER:5 PROJECT
TAPE START :00:57:59 CITY
HEADING :SOUTH CUSTOMER
START :MH 14 LOCATION
END :MH 13 DIRECTION

Record 001:

Record 002:
CRACKED PIPE
Record 003:

Record 004:
SERVICE WEST
Record 005:

Record 006:
SERVICE EAST
Record 007:
SERVICE EAST
Record 008:
SERVICE WEST
Record 009:

0066.3F
GASKET EXPOSED AT JOINT

0074.5F

0074.5F
GASKET EXPOSED AT JOINT

0132.2F

0132.2F
DEBRIS LODGED IN SERVICE

0141.2F

0253.4F

0306.4F

0415.4F
THIS IS MH 13 END RUN

DATA -----
:SHAWN W
:SANITARY
.21in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:FIRST AVE
:WITH DOWN



__= Line Inspection Report =__

22S~P14 02:57PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKA.TO MN 5 6 0 01
--- LOCATION HEADER ---
DATE :SEPT 19 2014
TAPE NUMBER:5
TAPE START :01:12:51
HEADING :SOUTH
START :MH 13
END :MH 12

Record 001: 0018.3F
WILL RECLEAN

Record 002: 0016.6E
LINE HAS BEEN CLEANED

Record 003: 0113.7E
SERVICE EAST
Record 004: 0133.8F
SERVICE WEST
Record 005: 0292.8E
SERVICE EAST
Record 006: 0316.6F
SERVICE WEST
Record 007: 0411.9F
SERVICE EAST
Record 008: 0411.9E
SERVICE WEST
Record 009: 0411.9E

THIS IS MH 12 END RUN

LINE DATA
OPERATOR :SHAWN W
SEWER TYPE :SANITARY
SEWER SIZE :21in
PIPE TYPE :RCP
PROJECT :INCPTR LINE
CITY :WINDOM MN
CUSTOMER :CTY OF WINDO
LOCATION :FIRST AVE
DIRECTION :WITH DOWN



__= Line Inspection Report =__

22SEP14 03:36PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 19 2014
TAPE NUMBER:5
TAPE START :01:27:21
HEADING :SOUTH
START :MH 12
END :MH 11

Record 001: 0225.6F
SERVICE WEST
Record 002: 0249.5F
SERVICE EAST
Record 003: 0352.9F

PROTRUDING SERVICE EAST
Record 004: 0440.1E

THIS IS MH 11 END RUN

----- LINE
OPERATOR
SEWER TYPE
SEWER SIZE
PIPE TYPE
PROJECT
CITY
CUSTOMER
LOCATION
DIRECTION

DATA -----
:SHAWN W
:SANITARY
.21in
:RCP
:INCPTR LINE
VJINDOM MN

:CTY OF WINDO
:FIRST AVE
:WITH DOWN



__= Line Inspection Report =__

22SEP14 03:56PM

EMPIRE PIPE SERVICES ----- LINE
1824 WILLOW STREET OPERATOR
MANKATO MN 56001 SEWER TYPE
--- LOCATION HEADER --- SEWER SIZE
DATE :SEPT 19 2014 PIPE TYPE
TAPE NUMBER:5 PROJECT
TAPE START :01:39:45 CITY
HEADING :SOUTH CUSTOMER
START :MH 11 LOCATION
END :MH 10 DIRECTION

Record 001:
SERVICE WEST
Record 002:
CRACKED PIPE
Record 003:
SERVICE EAST
Record 004:
SERVICE WEST
Record 005:

0138.0E

0167.9F

0257.7F

0280.7F

0400.0E
THIS IS MH 10 END RUN

DATA -----
:SHAWN W
:SANITARY
.21in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:FIRST AVE
:WITH DOWN



__= Line Inspection Report =__

22SEP14 05:01PM

EMPIRE PIPE SERVICES ----- LINE

1824 WILLOW STREET OPERATOR
MANKATO MN 56001 SEWER TYPE

--- LOCATION HEADER --- SEWER SIZE
DATE :SEPT 19 2014 PIPE TYPE

TAPE NUMBER:5 PROJECT
TAPE START :01:51:42 CITY

HEADING :SOUTH CUSTOMER

START :MH 10 LOCATION

END :MH 09 DIRECTION

Record 001: 0079.9E
SERVICE EAST
Record 002: 0079.9F

WALL DEPOSITS FROM SERVICE

Record 003: 0138.7F
SERVICE WEST
Record 004: 0138.7F

DEPOSITS FROM SERVICE
Record 005: 0273.9E
SERVICE WEST
Record 006: 0273.9F

PROTRUDING SERVICE
Record 007: 0293.1F

PROTRUDING SERVICE EAST

Record 008: 0329.7E
SERVICE WEST
Record 009: 0329.7F

THIS IS MH 09 END RUN

DATA -----
:SHAWN W
:SANITARY
.21in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:FIRST AVE
:WITH DOWN



__= Line Inspection Report =__

22SEP14 05:24PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 19 2014
TAPE NUMBER:5
TAPE START :02:03:28
HEADING :SOUTH
START :MH 09
END :MH 08

Record 001: 0090.5F
PROTRUDING SERVICE EAST

Record 002: 0179.8F
WILL RECLEAN

Record 003: 0180.2E
LINE HAS BEEN CLEANED

Record 004: 0216.9E
DEBRIS IN JOINT

Record 005: 0264.OF
EROSION AT JOINT

Record 006: 0333.9E
INLET FROM THE EAST

Record 007: 0334.OF
THIS IS MH 08 END RUN

Record 010: 0334.OF
WILL CLEAN OUT SEDIMENT

----- LINE
OPERATOR
SEWER TYPE
SEWER SIZE
PIPE TYPE
PROJECT
CITY
CUSTOMER
LOCATION
DIRECTION

DATA -----
SHAWN VAT
:SANITARY
.21in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:FIRST AVE
:WITH DOWN



__= Line Inspection Report =__

12JUN00 11:40PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN .56001
--- LOCATION HEADER ---
DATE :MAR 15 2013
TAPE NUMBER:2
TAPE START :00:00:00
HEADING : V~TEST
START :MH EX
END :MH 165

Record 001: 0005.8F
CRACKED PIPE
Record 002: 0008.8F
SERVICE TOP
Record 003: 0041.5E
SERVICE SOUTH
Record 004: 0042.2F
SERVICE TOP

LINE DATA
OPERATOR :KEVIN K
SEWER TYPE :SANITARY
SEWER SIZE :8 IN
PIPE TYPE :VCP
PROJECT :19080662
CITY :JOHNSTON IA
CUSTOMER :SAK
LOCATION :DES MOINES
DIRECTION :WITH DOWN

Record 005: 0128.2F
THE VIDEO IS WRONG ON DEPTH AND MH NUMBERS THE

Record 006: 0128.2F
PAPER WORK I RIGHT

Record 007: 0128.2F
THE DEPTH ON MH EX IS 81.5in AND THE DEPTH ON

Record 008: 0128.2F
MH165 IS 88 in

Record 009: 0128.2F
THIS IS MH 165 END RUN



__= Line Inspection Report =__

23SEP14 09:07AM

EMPIRE PIPE SERVICES

1824 WILLOW STREET

MANKA.TO MN 5 6 0 01

--- LOCATION HEADER ---

DATE :SEPT 23 2014

TAPE NUMBER:6

TAPE START :00:00:00

HEADING :SOUTH

START :MH 08

END :MH 07

Record 001: 0019.3F
INLET FROM THE WEST

Record 002: 0019.3F
THIS IS MH 07 END RUN

----- LINE
OPERATOR
SEWER TYPE

SEWER SIZE

PIPE TYPE
PROJECT
CITY
CUSTOMER
LOCATION
DIRECTION

DATA -----

:SHAWN W
:SANITARY

.21in
:RCP
:INCPTR LINE

:WINDOM MN

:CTY OF WINDO

:FIRST AVE

V~]ITH DOWN



__= Line Inspection Report =__

23SEP14 09:17AM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 23 2014
TAPE NUMBER:6
TAPE START :00:02:23
HEADING :SOUTH
START :MH 07
END :MH 06

Record 001: 0045.3F
SERVICE SOUTH
Record 002: 0045.1F

THIS IS MH 06 END RUN

----- LINE
OPERATOR
SEWER TYPE
SEWER SIZE
PIPE TYPE
PROJECT
CITY
CUSTOMER
LOCATION
DIRECTION

DATA -----
:SHAWN W
:SANITARY
.21in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:FIRST AVE
:WITH DOWN



__= Line Inspection Report =__

23SEP14 09:59AM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 23 2014
TAPE NUMBER:6
TAPE START :00:06:23
HEADING :EAST
START :MH 06
END :MH 05

Record 001: 0154.5F
I and I ON MH SEAM

Record 002: 0154.5F
THIS IS MH 05 END RUN

----- LINE
OPERATOR
SEWER TYPE
SEWER SIZE
PIPE TYPE
PROJECT
CITY
CUSTOMER
LOCATION
DIRECTION

DATA -----
:SHAWN W
:SANITARY
.21in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:CREDIT UNION
WITH DOV~TN



__= Line Inspection Report =__

23SEP14 10:35AM

EMPIRE PIPE SERVICES ----- LINE

1824 WILLOW STREET OPERATOR
MANKATO MN 56001 SEWER TYPE

--- LOCATION HEADER --- SEWER SIZE
DATE :SEPT 23 2014 PIPE TYPE
TAPE NUMBER:6 PROJECT

TAPE START :00:12:51 CITY
HEADING :SOUTH CUSTOMER

START :MH 05 LOCATION
END :MH 04 DIRECTION

Record 001: 0073.2F
THIS IS MH 04 END RUN

Record 002: 0073.2F
I and I WEEPER ON MH SEAM

DATA -----
:SHAWN W
:SANITARY
.21in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:SIXTH ST
:WITH DOWN



__= Line Inspection Report =__

23SEP14 11:08AM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 23 2014
TAPE NUMBER:6
TAPE START :00:17:22
HEADING :WEST
START :MH 03
END :MH 04

Record 001: 0096.7E
I and I ON JOINT WEEPER

Record 002: 0185.1E
THIS IS MH 04 END RUN

----- LINE
OPERATOR
SEWER TYPE
SEWER SIZE
PIPE TYPE
PROJECT
CITY
CUSTOMER
LOCATION
DIRECTION

DATA -----
:SHAWN W
:SANITARY
.21in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:QUEVLI AVE
:AGAINST UP



__= Line Inspection Report =__

23SEP14 11:48AM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 23 2014
TAPE NUMBER:6
TAPE START :00:23:22
HEADING :SOUTH
START :MH 03
END :MH 02

Record 001: 0101.1E
I and I ON PIPE JOINT

Record 002: 0149.9F
SERVICE NORTH
Record 003: 0149.9E
SERVICE EAST
Record 004: 0149.9F

THIS IS MH 02 END RUN

----- LINE
OPERATOR
SEWER TYPE
SEWER SIZE
PIPE TYPE
PROJECT
CITY
CUSTOMER
LOCATION
DIRECTION

DATA -----
: SHAWN Vd
:SANITARY
.21in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:QUEVLI AVE
:WITH DOWN



__= Line Inspection Report =__

23SEP14 02:25PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 23 2014
TAPE NUMBER:6
TAPE START :00:29:32
HEADING :EAST
START :MH 02
END :MH 01

Record 001: 0185.6E
WILL RECLEAN

Record 002: 0174.4F
LINE CLEANED

Record 003: 0330.8F
THIS IS MH 01 END RUN

----- LINE
OPERATOR
SEWER TYPE
SEWER SIZE
PIPE TYPE
PROJECT
CITY
CUSTOMER
LOCATION
DIRECTION

DATA -----
:SHAWN W
:SANITARY
.21in
:RCP
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:QUEVLI AVE
:WITH DOWN



__= Line Inspection Report =__

23SEP14 03:27PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 23 2014
TAPE NUMBER:6
TAPE START :00:40:02
HEADING :EAST
START :MH O1 or A
END :MH B

LINE DATA
OPERATOR :SHAWN W
SEWER TYPE :SANITARY
SEWER SIZE :21in
PIPE TYPE :PVC
PROJECT :INCPTR LINE
CITY :WINDOM MN
CUSTOMER :CTY OF WINDO
LOCATION :DEAD END RD
DIRECTION :WITH DOWN

Record 001: 0028.1E
THIS IS MH B END RUN



__= Line Inspection Report =__

23SEP14 03:44PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKATO MN 56001
--- LOCATION HEADER ---
DATE :SEPT 23 2014
TAPE NUMBER:6
TAPE START :00:42:43
HEADING :EAST
START :MH B
END :MH C

LINE DATA
OPERATOR :SHAWN W
SEWER TYPE :SANITARY
SEWER SIZE :21in
PIPE TYPE :PVC
PROJECT :INCPTR LINE
CITY :WINDOM MN
CUSTOMER :CTY OF WINDO
LOCATION :DEAD END RD
DIRECTION :WITH DOWN

Record 001: 0003.1E
CAMERA FLIIPED OVER TRYING TO MAKE IT AROUND THE

Record 002: 0003.1F
THE TURN



__= Line Inspection Report =__

23SEP14 03:53PM

EMPIRE PIPE SERVICES ----- LINE
1824 WILLOW STREET OPERATOR
MANKATO MN 56001 SEWER TYPE
--- LOCATION HEADER --- SEWER SIZE
DATE :SEPT 23 2014 PIPE TYPE
TAPE NUMBER:6 PROJECT
TAPE START :00:43:51 CITY
HEADING :EAST CUSTOMER
START :MH B LOCATION
END :MH C DIRECTION

Record 001: 0155.4F
PIPE NOT SHOVED COMPLETELY HOME

Record 002: 0155.4F
I and I WEEPER COMING THRU

Record 003: 0155.4F
GASKET EXPOSED?

Record 004: 0184.8F
SERVICE NORTH
Record 005: 0184.8F

THIS IS MH C END RUN

DATA -----
:SHAWN W
:SANITARY
.21in
:PVC
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:DEAD END RD
:WITH DOWN



__= Line Inspection Report =__

23SEP14 04:12PM

EMPIRE PIPE SERVICES
1824 WILLOW STREET
MANKA.TO MN 5 6 0 01
--- LOCATION HEADER ---
DATE :SEPT 23 2014
TAPE NUMBER:6
TAPE START :00:52:03
HEADING :EAST
START :MH C
END :MH D

Record 001: 0127.4F
INLET FROM THE NORTH

Record 002: 0127.9E
INLET FROM THE SOUTH

Record 003: 0127.9F
THIS IS MH D END RUN

----- LINE
OPERATOR
SEWER TYPE
SEWER SIZE
PIPE TYPE
PROJECT
CITY
CUSTOMER
LOCATION
DIRECTION

DATA -----
:SHAWN W
:SANITARY
.21in
:PVC
:INCPTR LINE
:WINDOM MN
:CTY OF WINDO
:DEAD END RD
:WITH DOWN




